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NOTES (9/A-4.0): 1. HOLE IN MEMBRANE SHOULD EXTEND A MINIMUM OF  " HOLE IN MEMBRANE SHOULD EXTEND A MINIMUM OF  " 12" BEYOND CLAMPING RING AND SHOULD NOT BE SMALLER THAN THE DIAMETER OF THE LEADER PIPE. 2. INSULATION ADJACENT TO DRAIN TO BE INSULATION ADJACENT TO DRAIN TO BE APPROPRIATE INSULATION WITH APPROPRIATE BONDING SURFACE.  3. WATERBLOCK MIN. OF 10oz TUBE PER 4" DRAIN. USE WATERBLOCK MIN. OF 10oz TUBE PER 4" DRAIN. USE ADDITIONAL WATER BLOCK FOR LARGER DRAINS. 4. IN REROOF APPLICATIONS:  IN REROOF APPLICATIONS:  - REMOVE EXISTING FLASHING DOWN TO METAL BOWL - REPAIR OR REPLACE BROKEN DRAIN COMPONENTS - DRILL AND TAP BROKEN DRAINS BOLTS AND REPLACE IF    NECESSARY       SUMP AREA FIELD SEAM REQUIREMENTS:  SUMP AREA FIELD SEAM REQUIREMENTS:  A. IF SEAM EDGE IS WITHIN 9" OF DRAIN COMPRESSION RING, TPO     TARGET PATCH REQUIRED. . B. IF FIELDS SEAM EDGE IS WITHIN 9" TO 18" OF DRAIN COMPRESSION    RING, HEAT WELD A LAYER OF ULTRAPLY TPO FLASHING     (UNSUPPORTED) OR ULTRAPLY TPO MEMBRANE CENTERED OVER     SEAM EDGE. FLASHING MUST EXTEND 3" BEYOND EDGE OF SUMP.
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NOTES (10/A-4.0): 1. REMOVE ALL EXISTING FLASHING, LEAD, ETC. PIPE REMOVE ALL EXISTING FLASHING, LEAD, ETC. PIPE SURFACE MUST BE FREE OF ALL RUST, GREASE, INSULATION, ETC.  2. POURABLE SEALER MOUNDED TO SHED WATER. POURABLE SEALER MOUNDED TO SHED WATER. MINIMUM OF 2" REMAINDER OF POCKET MAY BE FILLED WITH NON-SHRINK GROUT.  3. DO NOT USE OVER EXISTING PENETRATION POCKETS. DO NOT USE OVER EXISTING PENETRATION POCKETS. 4. DO NOT USE WHEN SERVICE LIN TEMP. EXCEEDS 180 DO NOT USE WHEN SERVICE LIN TEMP. EXCEEDS 180 DEGREES.  5. IF FIELD MEMBRANE IS CUT FOR INSTALLATION, THE IF FIELD MEMBRANE IS CUT FOR INSTALLATION, THE MEMBRANE MUST BE REPAIRED WITH TPO MEMBRANE PRIOR TO INSTALLATION OF THE PENETRATION POCKET.  6. MEMBRANE MUST BE INSTALLED WITHIN  " OF MEMBRANE MUST BE INSTALLED WITHIN  " OF 12" OF PENETRATION.  7. PLUS REQUIRED ON PENETRATIONS AND MEMBRANE PLUS REQUIRED ON PENETRATIONS AND MEMBRANE INSIDE OF PENETRATION POCKET. 
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