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1
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SIM

BUILDING

SECTION

1
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ACCESSIBILITY COMPLIANCE

STATMENT

PROJECT ADDRESS: .

PROJECT INFORMATION

PROJECT: CONKLIN ELEMENTARY SCHOOL

STATEMENT OF COMPLIANCE

ROCKFORD (CITY) ILLINOIS (STATE) 61114 (ZIP CODE)

I HAVE PREPARED, OR CAUSED TO BE PREPARED UNDER MY DIRECT

SUPERVISION, THE ATTACHED PLANS AND SPECIFICATIONS AND STATE THAT, TO

CODE (71 III. ADM. CODE 400).

THE BEST OF MY KNOWLEDGE AND BELIEF AND TO THE EXTENT OF MY

CONTRACTUAL OBLIGATION, THEY ARE IN COMPLIANCE WITH THE

ENVIRONMENTAL BARRIERS ACT [410 ILCS 25] AND THE ILLINOIS ACCESSIBILITY

12/23/2021

SIGNED:

ARCHITECT / ENGINEER

ILLINOIS REGISTRATION NO.:

DATE: EXPIRATION DATE:

001-015740

DATE:

LICENSE:

ENERGY CODE COMPLIANCE

STATEMENT

International Energy Conservation Code and State of Illinois amendments.

I hereby certify that I am a Licensed Architect in the State of Illinois and I also certify that to the best of my knowledge

and belief that the plans for     CONKLIN ELEMENTARY SCHOOL fully comply with the following sections of the 2018

IECC - Commercial Provisions

Chapter 2 (CE) - Definitions

Chapter 1 (CE) - Scope and Administration

Chapter 3 (CE) - General Requirements

Chapter 5 (CE) - Existing Buildings

Chapter 4 (CE) - Commercial Energy Efficiency

In accordance with Illinois Amendment to C101.5, US DOE COMcheck Energy Code Compliance Certificates have

Chapter 6 (CE) - Referenced Standards

State of Illinois Amendments to C101.1, C101.1.2, C101.1.3,

C101.5, C102.1.1, C109.1, C109.3, C402.2.2, C402.5.1, C402.5.1.1 and C503.1

been submitted to the AHJ (Authority Having Jurisdiction) along with all associated supporting documentation. In

accordance with IECC Section 103.2, Insulation materials and R-values, Fenestration U-factors and SHGC's, area

weighted U-factors and SHGC calculations, mechanical system design criteria, mechanical system and service hot

water system equipment types, sizes and efficiencies, economizer description, equipment and system controls, fan motor

including attached supporting documentation and calculations.

horsepower and controls, duct sealing, duct and pipe insulation and location, lighting and fixture schedules with

wattage and control system, air sealing details and system commissioning requirements area detailed, described and

specified in the construction documents (Drawings and Project Manual) and the COMcheck Compliance Certificate

11.30.2022

001-015740

12/23/2021

THIS SEAL APPLIES TO ALL G,D, AND A SHEETS.
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FIBERBOARD

MASONRY OPENING

MACHINE

MAXIMUM

MEDIUM DENSITY

MEDIUM

MECHANICAL

MANUFACTURER

MEZZANINE

MISCELLANEOUS

MINIMUM

MOUNTING

MOUNTED

METAL

MILLWORK

MULLION

NUMBER

NOT IN CONTRACT

NOISE REDUCTION

NOMINAL

COEFFICIENT

NOT TO SCALE

OVERALL

ON CENTER

OWNER FURNISHED/

OVERHEAD

OWNER FURNISHED/

CONTRACTOR INSTALLED

OWNER INSTALLED

OPENING

OFFICE

ORNAMENTAL

OPPOSITE

PHASE

PRECAST CONCRETE

PLASTIC LAMINATE

PERFORATED

PLASTIC

PLATE

PLYWOOD

PLUMBING

PARKING

PANEL

PAINT

PRESERVATIVE

PRESSURE TREATED

PAIR

PROTECTION

PARTITION

PAINTED

R.B.

PAVEMENT

Q.T.

QTY.

R/RAD.

R.O.

RD

R.T.

REINF.

REF.

REQ'D

REM'D

RES.

RF.

REV.

RFG.

SCWD

RH

RM.

S&BR

S.S.

STD.

SHT.

SIM.

ST.

STL.

T/

STO.

SUSP.

T&G

T&B

TEL.

U.L.

TEMP.

TERR.

THK.

TYP.

V.B.

U.N.O.

VIF

V.C.T.

VAP.BAR.

VERT.

VEST.

VWC

W/

W/O

WP

WD.

RADIUS

QUARRY TILE

QUANTITY

RESILIENT BASE
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REMOVED
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RIGHT HAND
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TEMPORARY
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TYPICAL

LABORATORY
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UNLESS NOTED

OTHERWISE
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VAPOR BARRIER

VERTICAL
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VERIFY IN FIELD

WITHOUT

VINYL WALL COVERING

WITH

WOOD

WATERPROOFING
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11/30/2022
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EXPIRATION DATE

GENERAL DEMOLITION NOTES

1. FOR THE REMOVAL OF MECHANICAL EQUIPMENTS, DUCTWORK AND
PIPING,REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.

1. EACH BIDDER SHALL VISIT THE SITE OF PROPOSED WORK AND FULLY ACQUAINT

GENERAL NOTES

RESTRICTIONS AFFECTING THE COMPLETION OF WORK INCLUDED UNDER THE

THEMSELVES WITH CONDITIONS RELATING TO CONSTRUCTION AND LABOR SO

THAT THEY MAY FULLY UNDERSTAND THE FACILITIES, DIFFICULTIES, AND

CONTRACT.

QUANTITIES, ETC. NOTIFY ARCHITECT OF ANY APPARENT DISCREPANCIES.

2. FIELD VERIFY AND COORDINATE ITEMS, DIMENSIONS, CONDITIONS, AND

3. MAINTAIN REQUIRED EXITS FROM THE EXISTING BUILDING AND SITE ACCESS

ALLOW FOR OWNER'S REUSE.

THROUGH SUBSTANTIAL COMPLETION.

4. ITEMS NOTED AS EXISTING ARE TO REMAIN, UNLESS OTHERWISE NOTED.

5. VERIFY WITH OWNER ITEMS TO BE SALVAGED AND RETURNED TO OWNER,

INCLUDING BUT NOT NECESSARILY LIMITED TO MECHANICAL, ELECTRICAL,

PLUMBING, ETC. ITEMS TO BE SALVAGED SHALL BE CAREFULLY REMOVED AS TO

6. EXISTING LOOSE ITEMS INCLUDING FURNITURE , EQUIPMENT, AND SUPPLIES

SCHEDULE WITH OWNER FOR LOOSE ITEMS TO BE REMOVED BY OWNER PRIOR

SHALL BE REMOVED BY OWNER AS NECESSARY. COORDINATE MOVING

7. REMOVE AND REINSTALL EXISTING CEILINGS, MECHANICAL, AND ELECTRICAL

TO START OF THE WORK.

EQUIPMENT, DEVICES, LIGHTING, EXIT SIGNS, FIRE ALARM DEVICES, CONDUIT,

NEW WORK, UNLESS OTHERWISE NOTED. VERIFY THE OPERATING CONDITION

WIRING, ETC. AS REQUIRED TO ACCOMPLISH REMOVAL AND INSTALLATION OF

TO THE ARCHITECT. EXISTING EQUIPMENT AFFECTED BY THE WORK WHICH IS

OF EQUIPMENT PRIOR TO THE START OF THE WORK AND REPORT CONDITIONS

NOT IN PROPER OPERATING CONDITION AFTER WORK IS COMPLETED SHALL BE

REPAIRED BY THE CONTRACTOR AT THEIR EXPENSE.

INSTALL UL RATED THROUGH-PENETRATION FIRE STOPPING SYSTEM AROUND

8. AT LOCATIONS WHERE NEW ELECTRICAL CONDUITS, MECHANICAL AND

PLUMBING PIPING, ETC. PENETRATE THROUGH NEW OR EXISTING WALLS,

CONDUITS AND PIPING, ETC. TO PROVIDE A COMPLETE FIRE RATED SEPARATION

AS REQUIRED.

WALL OR FLOOR TIGHT AROUND PENETRATION WITH MATERIALS TO MATCH

9. WHERE NEW PENETRATIONS ARE MADE IN EXISTING WALLS AND FLOORS AND

WHERE DEMOLITION HAS OCCURRED, CONTRACTOR SHALL RECONSTRUCT

EXISTING WALL OR FLOOR CONSTRUCTION.

NEWLY EXPOSED CONSTRUCTION AFFECTED BY THE WORK WITH MATERIALS

10. PATCH AND REPAIR EXISTING CONSTRUCTION, EXISTING SURFACES, AND

AND FINISHES CONSISTENT WITH EXISTING TO MATCH ADJACENT SURFACES

AND FINISHES, WHETHER SHOWN OR NOT ON THE DRAWINGS, TYP. - UNLESS

AND PROPER FINISHES.

NOTED OTHERWISE. PROVIDE NECESSARY AND REQUIRED PREPARATORY

WORK TO EXISTING CONSTRUCTION AFFECTED BY THE WORK TO RECEIVE NEW

11. RESTORE ITEMS/DAMAGED AREAS AT STAGING AREAS, ETC. TO ORIGINAL

FULLY FUNCTIONAL CONDITION.

12. CONTRACTOR SHALL BE RESPONSIBLE FOR EXTENDING AND ADJUSTING

EXISTING ITEMS WHETHER SHOWN OR NOT, INCLUDING ELECTRICAL, WIRING,

CONDUITS, MECHANICAL, PLUMBING, FLOOR DRAIN COVERS, ETC.

14. EXISTING ENTRANCES AND DRIVES MUST REMAIN OPEN AND PASSABLE.

13. PROPERLY PROTECT EXISTING BUILDING, CONCRETE WALKS, CURBS, PAVING,

GRASS, LANDSCAPING, ETC. FROM DAMAGE DURING CONSTRUCTION.REPLACE

ANY DISTURBED AND DAMAGED AREAS WITH NEW LIKE MATERIALS, SOD,

LANDSCAPING, ETC, MATCHING EXISTING.

15. MAINTAIN REQUIRED EXITS FROM THE EXISTING BUILDING THROUGH

SUBSTANTIAL COMPLETION.

16. COORDINATE STAGING AREA/LOCATIONS WITH OWNER.

17. CONTRACTOR TO AVOID EXISTING ROOF AREAS WHERE NO WORK IS

REQUIRED. DO NOT STAGE MATERIALS ON EXISTING ROOFING AREAS.

DAMAGE TO EXISTING ROOF AREAS CAUSED BY CONSTRUCTION SHALL BE THE

CONTRACTOR'S RESPONSIBILITY TO REPAIR OR REPLACE AND PROVIDE A

WATERTIGHT CONDITION THAT MATCHES ADJACENT ROOF SYSTEM.  MAINTAIN

EXITING WARRANTIES.

2. FOR THE REMOVAL OF ELECTRICAL EQUIPMENTS, LIGHT FIXTURES, REFER TO
ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION.
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2 HOURS  FIRE WALL RATING

30 MINUTE FIRE WALL RATING

I HOUR FIRE WALL RATING
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CONKLIN
FIRST FLOOR

ROOM FINISH SCHEDULE
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SCHEDULE
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ROOM FINISH SCHEDULE GENERAL NOTES:

A. DO NOT PAINT SUSPENDED ACOUSTICAL CEILING SYSTEM.

B. PAINT ALL NEW EXPOSED DUCTWORK, CONDUIT, JUNCTION
BOXES, ETC. INCLUDING ALL HANGERS,TRIM AND
ASSOCIATED COMPONENTS WHETHER INDICATED OR NOT
IN THE ROOM FINISH SCHEDULE.

C. REFER TO REFLECTED CEILING PLAN FOR CEILING HEIGHTS.

D. PATCH TO MATCH EXISTING WALLS WHETHER INDICATED
OR NOT TO ACCOMMODATE THE NEW WORK.

E. PROVIDE GYPSUM BOARD CONTROL JOINTS ON
HORIZONTAL AND VERTICAL SURFACES AT LOCATIONS
INDICATED ON THE DRAWINGS

ROOM FINISH SCHEDULE KEYNOTES:

1. REINSTALL ACOUSTIC CEILING TILES TO ITS EXISTING
HEIGHT - VERIFY IN FIELD.

2. PAINT PATCHED GYPSUM BOARD TO MATCH EXISTING
ADJACENT WALL.

3. PAINT MASONRY INFILL WALL TO MATCH EXISTING
ADJACENT WALL.

GENERAL PAINTING NOTES:

1. PROVIDE NEW PAINT FINISH AT EXISTING AREAS AFFECTED
BY THE WORK, AS INDICATED IN THE ROOM FINISH
SCHEDULE, AND AS NOTED ON THE DRAWINGS.

2. FIELD VERIFY ITEMS, CONDITIONS, QUANTITIES, ETC.

3. PROVIDE PREPARATION AS NECESSARY PRIOR TO PAINTING
WORK INCLUDING BUT NOT LIMITED TO PATCHING HOLES
AND OTHER AREAS OF DAMAGE, SECURING LOOSE TRIM,
CONDUITS AND ANY OTHER WALL OR CEILING HARDWARE
ITEMS REQUIRING ATTENTION.

4. PROPERLY PROTECT EXISTING ITEMS DURING CLEANING
AND PAINTING INCLUDING BUT NOT LIMITED.

5. PRIOR TO PAINTING WORK, PROVIDE TRI-SODIUM
PHOSPHATE (TSP) CLEANING OF EXISTING SURFACES TO
RECEIVE PAINT USING APPROVED METHODS OF CLEANING
PER CHEMICAL MANUFACTURER'S REQUIREMENTS.
PROTECT EXISTING ITEMS DURING CLEANING AND PAINTING.

6. PAINT NEWLY EXPOSED WALL SURFACES PREVIOUSLY
CONCEALED BY THE EXISTING CONDITIONS.PAINT THE
ENTIRE WALL THAT WILL REMAIN VISIBLE.

7. DO NOT PAINT ELECTRICAL FIXTURES, HOUSINGS,
ELECTRICAL WALL DEVICES, SAFETY DEVICES, FIRE ALARM
EQUIPMENT INCLUDING PULLS, HORNS, VISUAL DEVICES,
SMOKE AND HEAT  DETECTORS, ETC. PAINT EXPOSED
ELECTRICAL CONDUIT AND ELECTRICAL BOXES.

8. PAINT NEW ITEMS AS INDICATED.

9. PAINT NEW EXPOSED INTERIOR CONDUIT, JUNCTION BOXES,
ETC. INCLUDING HANGERS,TRIM, AND ASSOCIATED
COMPONENTS WITHIN FINISHED EXPOSED SPACES
WHETHER INDICATED OR NOT IN ROOM FINISH SCHEDULE.

10. AT NEW MASONRY INFILL, PAINT ENTIRE WALL THAT WILL
REMAIN VISIBLE.



DEMOLITION KEYNOTES

CAREFULLY REMOVE EXISTING CEILING SYSTEM AS REQUIRED TO PERFORM
THE WORK.

D4

D5 ENLARGE EXISTING ROOF OPENING TO ACCOMMODATE NEW DUCTWORK
- SEE MECHANICAL DRAWINGS

D3 CAREFULLY REMOVE EXISTING LOUVER, CLEAN IT AND SALVAGE FOR
REINSTALLATION. -SEE MECHANICAL DRAWINGS.

D6 REMOVE MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS.

D2 REMOVE PORTION OF EXISTING FRAMING AND PLASTER AS NECESSARY TO
ACCOMMODATE PIPING. REFER TO MECHANICAL DRAWINGS.

D1

CORE/REMOVE MASONRY AS NECESSARY TO ROUTE NEW PIPING. IF
CORING TIGHT TO NEW DUCTWORK OR NEW PIPING IS NOT FEASIBLE,
REMOVE FULL CMU AND/OR BRICK. REFER TO MECHANICAL DRAWINGS FOR
ADDITIONAL INFORMATION.

GENERAL COORDINATION NOTE
GENERAL CONTRACTOR TO COORDINATE DEMOLITION WITH MECHANICAL
AND ELECTRICAL DRAWINGS PRIOR TO COMMENCEMENT OF WORK.

DEMOLITION

KEY PLAN
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- SEE MECHANICAL DRAWINGS

D3 CAREFULLY REMOVE EXISTING LOUVER, CLEAN IT AND SALVAGE FOR
REINSTALLATION. -SEE MECHANICAL DRAWINGS.

D6 REMOVE MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS.

D2 REMOVE PORTION OF EXISTING FRAMING AND PLASTER AS NECESSARY TO
ACCOMMODATE PIPING. REFER TO MECHANICAL DRAWINGS.

D1

CORE/REMOVE MASONRY AS NECESSARY TO ROUTE NEW PIPING. IF
CORING TIGHT TO NEW DUCTWORK OR NEW PIPING IS NOT FEASIBLE,
REMOVE FULL CMU AND/OR BRICK. REFER TO MECHANICAL DRAWINGS FOR
ADDITIONAL INFORMATION.
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- SEE MECHANICAL DRAWINGS
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REINSTALLATION. -SEE MECHANICAL DRAWINGS.
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D2 REMOVE PORTION OF EXISTING FRAMING AND PLASTER AS NECESSARY TO
ACCOMMODATE PIPING. REFER TO MECHANICAL DRAWINGS.
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CORE/REMOVE MASONRY AS NECESSARY TO ROUTE NEW PIPING. IF
CORING TIGHT TO NEW DUCTWORK OR NEW PIPING IS NOT FEASIBLE,
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ADDITIONAL INFORMATION.
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NEW WORK KEYNOTES

2 NEW LOUVER - SIZE TO MATCH EXISTING OPENING - SEE MECHANICAL
DRAWINGS FOR ADDITIONAL INFORMATION - TYP.

6 PIPE ENCLOSURE - SEE MECHANICAL DRAWINGS FOR ADDITIONAL
INFORMATION.

WHERE MECHANICAL EQUIPMENT HAS BEEN REMOVED - PATCH, PREP AND
PAINT NEWLY EXPOSED WALL SURFACE TO MATCH EXISTING ADJACENT
SURFACE.

WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED,
INFILL HOLE IN WALL WITH FULL CMU TO MATCH EXISTING SIZE AND
COURSING. PAINT TO MATCH EXISTING ADJACENT SURFACE.

1

3

WHERE PIPING HAS BEEN ROUTED THROUGH A MANSORY WALL. INFILL HOLE
TIGHT TO NEW PIPING WITH FULL BRICK, MATCH THICKNESS, COURSING,
COLOR AND TEXTURE.

4

5

NEW MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS.

7 WHERE AC WINDOW UNIT WAS REMOVED; INSTALL GLAZING TO
MATCH EXISTING IN R-VALUE THICKNESS, AND COLOR
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INFORMATION.

WHERE MECHANICAL EQUIPMENT HAS BEEN REMOVED - PATCH, PREP AND
PAINT NEWLY EXPOSED WALL SURFACE TO MATCH EXISTING ADJACENT
SURFACE.

WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED,
INFILL HOLE IN WALL WITH FULL CMU TO MATCH EXISTING SIZE AND
COURSING. PAINT TO MATCH EXISTING ADJACENT SURFACE.
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WHERE PIPING HAS BEEN ROUTED THROUGH A MANSORY WALL. INFILL HOLE
TIGHT TO NEW PIPING WITH FULL BRICK, MATCH THICKNESS, COURSING,
COLOR AND TEXTURE.
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NEW MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS.

7 WHERE AC WINDOW UNIT WAS REMOVED; INSTALL GLAZING TO
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NEW WORK KEYNOTES

2 NEW LOUVER - SIZE TO MATCH EXISTING OPENING - SEE MECHANICAL
DRAWINGS FOR ADDITIONAL INFORMATION - TYP.

6 PIPE ENCLOSURE - SEE MECHANICAL DRAWINGS FOR ADDITIONAL
INFORMATION.

WHERE MECHANICAL EQUIPMENT HAS BEEN REMOVED - PATCH, PREP AND
PAINT NEWLY EXPOSED WALL SURFACE TO MATCH EXISTING ADJACENT
SURFACE.

WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED,
INFILL HOLE IN WALL WITH FULL CMU TO MATCH EXISTING SIZE AND
COURSING. PAINT TO MATCH EXISTING ADJACENT SURFACE.
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WHERE PIPING HAS BEEN ROUTED THROUGH A MANSORY WALL. INFILL HOLE
TIGHT TO NEW PIPING WITH FULL BRICK, MATCH THICKNESS, COURSING,
COLOR AND TEXTURE.
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NEW MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS.

7 WHERE AC WINDOW UNIT WAS REMOVED; INSTALL GLAZING TO
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KEYNOTES

R1 REINSTALL EXISTING ACOUSTIC CEILING TILE SYSTEM AFTER WORK
HAS BEEN PERFORMED.
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R1 REINSTALL EXISTING ACOUSTIC CEILING TILE SYSTEM AFTER WORK
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ROOF PLAN KEYNOTES

1 MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS AND
DETAIL 2/A313.

2 PIPE - SEE MECHANICAL DRAWINGS AND DETAIL 3/A313.

3 ROOF PENETRATION - SEE MECHANICAL DRAWINGS AND DETAIL
4/A313

4 MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS .

5
PROVIDE WALKWAY PADS ALL SIDES OF MECHANICAL EQUIPMENT.

 ROOF WARRANTY NOTE
GENERAL CONTRACTOR TO VERIFY WITH EXISTING ROOFING MANUFACTURER THE
REQUIREMENTS TO MAINTAIN EXISTING FULL ROOF WARRANTY PRIOR TO THE
COMMENCEMENT OF ANY ROOF WORK.
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ROOF PLAN KEYNOTES

1 MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS AND
DETAIL 2/A313.

2 PIPE - SEE MECHANICAL DRAWINGS AND DETAIL 3/A313.

3 ROOF PENETRATION - SEE MECHANICAL DRAWINGS AND DETAIL
4/A313

4 MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS .

5
PROVIDE WALKWAY PADS ALL SIDES OF MECHANICAL EQUIPMENT.

 ROOF WARRANTY NOTE
GENERAL CONTRACTOR TO VERIFY WITH EXISTING ROOFING MANUFACTURER THE
REQUIREMENTS TO MAINTAIN EXISTING FULL ROOF WARRANTY PRIOR TO THE
COMMENCEMENT OF ANY ROOF WORK.
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TYP-ROOF CURB AT EXISTING ROOF
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ROOF PLAN KEYNOTES

1 MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS AND
DETAIL 2/A313.

2 PIPE - SEE MECHANICAL DRAWINGS AND DETAIL 3/A313.

3 ROOF PENETRATION - SEE MECHANICAL DRAWINGS AND DETAIL
4/A313

4 MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS .

5
PROVIDE WALKWAY PADS ALL SIDES OF MECHANICAL EQUIPMENT.

 ROOF WARRANTY NOTE
GENERAL CONTRACTOR TO VERIFY WITH EXISTING ROOFING MANUFACTURER THE
REQUIREMENTS TO MAINTAIN EXISTING FULL ROOF WARRANTY PRIOR TO THE
COMMENCEMENT OF ANY ROOF WORK.
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FURNISH AND INSTALL NEW UNIT VENTILATOR ACCORDING TO MANUFACTURER INSTALLATION INSTRUCTIONS. CONNECT TO EXISTING HWS/R PIPING, SEE UV SCHEDULE FOR VALVE TYPE REQUIREMENT. SEE DETAILS 1/M400, 2/M400, 3/M400, AND 9/M400.  FURNISH AND INSTALL NEW AIR-COOLED CONDENSING UNIT ON 4" POLYMER EQUIPMENT PAD ACCORDING TO MANUFACTURER INSTALLATION INSTRUCTION. CONNECT REFRIGERANT PIPING TO UNIT VENTILATOR AS SHOWN. SEE DETAIL 4/M400. CLEAN EXISTING OUTDOOR AIR DUCT AND INTAKE LOUVER. PREPARE FOR NEW CONNECTION.  FURNISH AND INSTALL NEW DDC TEMPERATURE, HUMIDITY, AND CO2 SENSOR PER PER MANUFACTURER'S INSTALLATION INSTRUCTIONS AND CONNECT TO EQUIPMENT. FURNISH AND INSTALL PRE-MANUFACTURED PIPING ENCLOSURE (VULCAN MODEL LV4-T20 WO/LOUVERS OR APPROVED EQUALS) AS REQUIRED TO CONCEAL EXISTING HWS/R AND NEW EXISTING HWS/R AND NEW REFRIGERANT PIPING EXPOSED IN CLASSROOMS.  PROVIDE NEW HANGERS, CLIPS, END CAPS, ETC. .  PROVIDE NEW HANGERS, CLIPS, END CAPS, ETC. PAINT AND PATCH TO MATCH WHERE REQUIRED. FURNISH AND INSTALL NEW ROOF EXHAUST FAN ON EXISTING ROOF CURB PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. RECONNECT TO EXISTING DUCTWORK AND RE-BALANCE EXISTING GRILLES TO SHOWN CFM. SEE DETAIL 5/M400. FURNISH AND INSTALL CONTROLS TO INTERLOCK OPERATION OF EXISTING MOTORIZED DAMPER W/ OPERATION OF UNIT VENTILATOR. FURNISH AND INSTALL REFRIGERANT PIPING ABOVE EXISTING CEILING. ROUTE PIPING OVER AND UP THROUGH NEW PIPING PORTAL THROUGH ROOF TO CONDENSING UNIT. PIPING PORTAL MANUFACTURER SHALL BE PATE OR ENGINEER APPROVED EQUAL WITH PIPING OPENINGS FOR BOTH THE REFRIGERANT PIPING AND THE ELECTRICAL CONDUIT. COORDINATE WITH THE ELECTRICAL CONTRACTOR. PROVIDE ALL MATERIAL AND LABOR NECESSARY FOR ROOFING WORK. ROOFING CONTRACTOR SHALL MEET ALL CURRENT ROOFING WARRANTY. ROOFING CONTRACTOR SHALL MEET ALL CURRENT ROOFING WARRANTY. ALL EXPOSED REFRIGERANT PIPING NOT IN AN ENCLOSURE SHALL BE INSULATED WITH 1" INSULATION AND WRAPPED IN A PVC JACKET. SEE PIPING INSULATION SPECIFICATION. PROVIDE ALL MATERIAL AND LABOR NECESSARY FOR ROOFING WORK.  FURNISH AND INSTALL 3/4" CONDENSATE DRAIN PIPING THROUGH EXTERIOR WALL AND DISCHARGE ON TO GRADE. FURNISH AND INSTALL NEW VAV BOX PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. SEE DETAIL 2/M400. FURNISH AND INSTALL NEW SUPPLY AND RETURN DUCTWORK CONNECTING TO EXISTING WHERE INDICATED ON DRAWING. INSULATE EXISTING SA DUCTWORK AS PER DUCT INSULATION SPECIFICATION. (TYP.)  FURNISH AND INSTALL NEW FIRE DAMPER. SEE DETAIL 8/M400. FURNISH AND INSTALL ECONOMIZER BOX MICROMETL MB-GP-2000. SEE DETAIL 7/M400. FURNISH AND INSTALL NEW AIR-COOLED CONDENSING UNIT ON 4" POLYMER EQUIPMENT PAD ACCORDING TO MANUFACTURER INSTALLATION INSTRUCTION. CONNECT REFRIGERANT PIPING TO UNIT VENTILATOR AS SHOWN. FURNISH AND INSTALL APR-410-2 RAWAL VALVE. SEE DETAIL 4/M400. FURNISH AND INSTALL 16/16 OA DUCTOWRK TO NEW GRAVITY ROOF VENTILATOR (GRV-1) ON GRV-1) ON ) ON ROOF WITH INSULATED ROOF CURB. CONTRACTOR SHALL PROVIDE ALL LABOR AND MATERIAL NECESSARY FOR REQUIRED ROOFING WORK. ROOFING CONTRACTOR SHALL MEET CURRENT ROOFING WARRANTIES. SEE STRUCTURAL PLANS FOR NEW ROOF OPENING. FURNISH AND INSTALL NEW CONDENSATE PUMP AND 3/4" DRAIN PIPING TO JANITOR MOP SINK ACROSS CORRIDOR. CONDENSATE PUMP SHALL BE LITTLE GIANT MODEL VCMX-20ULS (OR EQUAL). FURNISH AND INSTALL NEW AIR SUPPLY UNIT ASU-1 SUSPENDED FROM STRUCTURE TIGHT TO ASU-1 SUSPENDED FROM STRUCTURE TIGHT TO  SUSPENDED FROM STRUCTURE TIGHT TO CEILING PER MANUFACTURER INSTALLATION INSTRUCTIONS. FURNISH AND INSTALL ASSOCIATED SUPPLY AND RETURN DUCTWORK AS INDICATED ON DRAWING.
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1. PROVIDE ALL MATERIALS AND EQUIPMENT AND PERFORM ALL LABOR REQUIRED TO INSTALL COMPLETE PROVIDE ALL MATERIALS AND EQUIPMENT AND PERFORM ALL LABOR REQUIRED TO INSTALL COMPLETE AND OPERABLE HVAC SYSTEMS AS INDICATED ON DRAWINGS, AS SPECIFIED, AND AS REQUIRED BY MOST CURRENT INTERNATIONAL MECHANICAL CODE AND ANY APPLICABLE LOCAL CODES. 2. CONTRACTOR SHALL VISIT THE JOB SITE AND EXAMINE THE DRAWINGS OF OTHER TRADES PRIOR TO CONTRACTOR SHALL VISIT THE JOB SITE AND EXAMINE THE DRAWINGS OF OTHER TRADES PRIOR TO BIDDING TO THOROUGHLY FAMILIARIZE HIMSELF WITH EXISTING CONDITIONS AND THE SCOPE OF THE PROJECT.  FAILURE TO DO SO DOES NOT RELIEVE THE CONTRACTOR OF THE RESPONSIBILITY TO UNDERSTAND THE SCOPE OR OF UNDERSTANDING ANY FIELD CONDITIONS WHICH COULD BE REASONABLY EXPECTED TO BE KNOWN BY A THOROUGH INVESTIGATION. 3. IT IS NOT INTENDED THAT THE DRAWINGS SHOW EVERY DUCT, FITTING, TRANSITION, DAMPER, ETC., IT IS NOT INTENDED THAT THE DRAWINGS SHOW EVERY DUCT, FITTING, TRANSITION, DAMPER, ETC., AND IT IS UNDERSTOOD THAT WHILE THE DRAWINGS MUST BE FOLLOWED AS CLOSELY AS CIRCUMSTANCES WILL PERMIT, THE PROPER INSTALLATION ACCORDING TO THE TRUE INTENT AND MEANING OF THE DRAWINGS, LOCAL CODES AND STANDARD PRACTICES SHALL BE PROVIDED.  FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO INSTALLATION.  REPORT ANY PROBLEMS OR CONFLICTS TO THE OWNER OR ENGINEER. 4. ANY MINOR CHANGES IN THE LOCATION OF EQUIPMENT, DUCTS, PIPE CONTROL DEVICES, ETC., FROM ANY MINOR CHANGES IN THE LOCATION OF EQUIPMENT, DUCTS, PIPE CONTROL DEVICES, ETC., FROM THOSE LOCATIONS SHOWN ON THE DRAWINGS SHALL BE MADE WITHOUT EXTRA COST IF SO DIRECTED BY THE OWNERS REPRESENTATIVE OR ENGINEER BEFORE THE INSTALLATION IS MADE.  A MINOR CHANGE IN LOCATION SHALL BE CONSIDERED TO BE WITHIN 6'-0” OF THE ORIGINALLY INDICATED  OF THE ORIGINALLY INDICATED LOCATIONS. 5. VERIFY ALL DIMENSIONS BY FIELD MEASUREMENTS.  VERIFY FINAL LOCATIONS FOR ROUGH-INS WITH VERIFY ALL DIMENSIONS BY FIELD MEASUREMENTS.  VERIFY FINAL LOCATIONS FOR ROUGH-INS WITH FIELD MEASUREMENTS AND WITH THE REQUIREMENTS OF THE ACTUAL EQUIPMENT TO BE CONNECTED. 6. WHERE MOUNTING HEIGHTS ARE NOT DETAILED OR DIMENSIONED, INSTALL SYSTEMS, MATERIALS AND WHERE MOUNTING HEIGHTS ARE NOT DETAILED OR DIMENSIONED, INSTALL SYSTEMS, MATERIALS AND EQUIPMENT TO PROVIDE THE MAXIMUM HEADROOM POSSIBLE. 7. INSTALL SYSTEMS, MATERIALS AND EQUIPMENT LEVEL AND PLUMB, PARALLEL AND PERPENDICULAR TO INSTALL SYSTEMS, MATERIALS AND EQUIPMENT LEVEL AND PLUMB, PARALLEL AND PERPENDICULAR TO OTHER BUILDING SYSTEMS AND COMPONENTS WHERE INSTALLED EXPOSED IN FINISHED SPACES AND GIVING RIGHT-OF-WAY PRIORITY TO SYSTEMS REQUIRED TO BE INSTALLED AT A SPECIFIED SLOPE. 8. INSTALL ALL HVAC EQUIPMENT IN ACCORDANCE WITH MANUFACTURER'S RECOMMENDATIONS, CONTRACT INSTALL ALL HVAC EQUIPMENT IN ACCORDANCE WITH MANUFACTURER'S RECOMMENDATIONS, CONTRACT DOCUMENTS, AND APPLICABLE CODES AND REGULATIONS. 9. ALL OPENINGS IN FIRE WALLS DUE TO DUCTWORK, PIPING AND CONTROL CONDUIT SHALL BE FIRE ALL OPENINGS IN FIRE WALLS DUE TO DUCTWORK, PIPING AND CONTROL CONDUIT SHALL BE FIRE STOPPED WITH AN APPROVED FIRE STOP MATERIAL. 10. PROVIDE ACCESS DOORS IN DUCTWORK OR WALLS/CEILING FOR OPERATION, ADJUSTMENT, AND PROVIDE ACCESS DOORS IN DUCTWORK OR WALLS/CEILING FOR OPERATION, ADJUSTMENT, AND MAINTENANCE OF ALL FANS, VALVES, COILS, AND MECHANICAL EQUIPMENT.  COILS LOCATED IN DUCTWORK TO BE PROVIDED WITH ACCESS DOORS ON OUTLET SIDE OF COIL. 11. LOCATIONS AND SIZES OF ALL FLOOR AND WALL OPENINGS SHALL BE COORDINATED WITH ALL OTHER LOCATIONS AND SIZES OF ALL FLOOR AND WALL OPENINGS SHALL BE COORDINATED WITH ALL OTHER TRADES INVOLVED AND THE OWNER. 12. CONTRACTOR SHALL COORDINATE CEILING DIFFUSER/GRILLE/REGISTER LOCATIONS WITH LIGHTING, FIRE CONTRACTOR SHALL COORDINATE CEILING DIFFUSER/GRILLE/REGISTER LOCATIONS WITH LIGHTING, FIRE ALARM EQUIPMENT AND FIRE SUPPRESSION SYSTEMS. 13. WHERE DEMOLITION WORK OCCURS, CONTRACTOR SHALL PATCH AND SEAL ALL WALLS, FLOORS AND WHERE DEMOLITION WORK OCCURS, CONTRACTOR SHALL PATCH AND SEAL ALL WALLS, FLOORS AND CEILINGS TO MATCH EXISTING.  CONTRACTOR SHALL VERIFY WITH OWNER ALL PATCHING MATERIALS AND INSTALLATION METHODS. 14. VENTILATING CONTRACTOR SHALL PROVIDE MANUAL BALANCE DAMPERS IN ALL BRANCH TAKE-OFFS VENTILATING CONTRACTOR SHALL PROVIDE MANUAL BALANCE DAMPERS IN ALL BRANCH TAKE-OFFS TO SUPPLY DIFFUSERS.  PROVIDE ADDITIONAL MANUAL BALANCE DAMPERS IN MAIN AND SUB-MAIN DUCTS AS REQUIRED TO ENSURE THE SUPPLY AND RETURN AIR SYSTEMS CAN BE BALANCED TO THE SPECIFIED DESIGN AIRFLOW. 15. IN AREAS WHERE A CEILING GRID EXISTS, THE VENTILATING CONTRACTOR SHALL BE RESPONSIBLE FOR IN AREAS WHERE A CEILING GRID EXISTS, THE VENTILATING CONTRACTOR SHALL BE RESPONSIBLE FOR REMOVAL AND REPLACEMENT OF EXISTING CEILING GRID AND TILES AS NECESSARY FOR INSTALLATION OF VENTILATING WORK.  ANY PORTION OF THE EXISTING TILES OR GRID WHICH BECOME DAMAGED DURING REMOVAL SHALL BE REPLACED BY THE VENTILATING CONTRACTOR. 16. INSTALL PIPING SO THAT ALL VALVES, STRAINERS, UNIONS, FLANGES AND OTHER APPARATUS INSTALL PIPING SO THAT ALL VALVES, STRAINERS, UNIONS, FLANGES AND OTHER APPARATUS REQUIRING ACCESS ARE ACCESSIBLE.
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DEVICE OPENINGS SIDE BY SIDE DETAIL5

NON-INTERRUPTABLE EQUIPMENT GROUNDING CONDUCTOR2 

STI ASSEMBLY SYSTEM NO. C-AJ-3260 FIRE STOP SLEEVE DETAIL1
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1. FLOOR OR WALL ASSEMBLY - MIN 4-1/2 IN. (114 MM) THICK REINFORCED LIGHTWEIGHT OR NORMAL WEIGHT (100-150 PCF OR 1600-2400 FLOOR OR WALL ASSEMBLY - MIN 4-1/2 IN. (114 MM) THICK REINFORCED LIGHTWEIGHT OR NORMAL WEIGHT (100-150 PCF OR 1600-2400 KG/M3) CONCRETE. WALL MAY ALSO BE CONSTRUCTED OF ANY UL CLASSIFIED CONCRETE BLOCKS*. FLOOR MAY ALSO BE CONSTRUCTED OF ANY UL CLASSIFIED HOLLOW-CORE PRECAST CONCRETE UNITS*. DIAM OF OPENING TO BE 6 IN. (152 MM). SEE CONCRETE BLOCKS (CAZT) OR PRECAST CONCRETE UNITS (CFTV) CATEGORY IN THE FIRE RESISTANCE DIRECTORY FOR NAMES OF MANUFACTURERS. 2. STEEL SLEEVE - (OPTIONAL) - NOM 6 IN. (152 MM) DIAM SCHEDULE 10 TO SCHEDULE 40 STEEL PIPE OR RIGID STEEL CONDUIT CAST OR STEEL SLEEVE - (OPTIONAL) - NOM 6 IN. (152 MM) DIAM SCHEDULE 10 TO SCHEDULE 40 STEEL PIPE OR RIGID STEEL CONDUIT CAST OR GROUTED INTO CONCRETE FLOOR OR WALL FLUSH WITH FLOOR OR WALL SURFACES. 3. FIRESTOP DEVICE* - ONE FIRESTOP DEVICE MODULE CENTERED WITHIN THE OPENING. THE FIRESTOP DEVICE MODULE CONSISTS OF A 4 BY FIRESTOP DEVICE* - ONE FIRESTOP DEVICE MODULE CENTERED WITHIN THE OPENING. THE FIRESTOP DEVICE MODULE CONSISTS OF A 4 BY 4-5/8 BY 14 IN. (102 BY 118 BY 356 MM) LONG GALV STEEL TUBE WITH AN INTUMESCENT MATERIAL LINING. SERIES 44 DEVICE MODULES HAVE SPRING-LOADED STEEL RETAINER PLATES. FIRESTOP DEVICE MODULE TO BE INSTALLED IN ACCORDANCE WITH THE ACCOMPANYING INSTALLATION INSTRUCTIONS. THE SPACE BETWEEN THE FIRESTOP DEVICE MODULE AND THE PERIPHERY OF THE OPENING SHALL BE MIN 0 IN. (0 MM, POINT CONTACT) TO MAX 1 IN. (25 MM). FIRESTOP DEVICE MODULE SECURED IN PLACE BY MEANS OF STEEL RESTRAINT PLATES SIZED TO ACCOMMODATE THE FIRESTOP DEVICE MODULE. STEEL RESTRAINT PLATES EACH PROVIDED WITH AN INTUMESCENT GASKET AND SIZED TO LAP ONTO FLOOR OR WALL SURFACES. STEEL RESTRAINT PLATE INSTALLED ON BOTH SIDES OF FLOOR OR WALL AND SECURED TO FIRESTOP DEVICE MODULE WITH STEEL SET SCREWS. THE FIRESTOP DEVICE MODULE IS TO BE INSTALLED WITH ITS ENDS PROJECTING AN EQUAL DISTANCE BEYOND EACH SURFACE OF THE FLOOR OR WALL ASSEMBLY. AS AN OPTION, FIRESTOP DEVICE MAY BE CAST OR GROUTED INTO FLOOR WALL ASSEMBLY. WHEN DEVICE IS CAST OR GROUTED IN PLACE, THE STEEL RESTRAINT PLATES ARE OPTIONAL. TO ACHIEVE AIR LEAKAGE RATINGS WITH THE SERIES 44 DEVICE MODULE ONLY, INTEGRAL HOOK AND EYE WINDOW ATTACHMENT LOCATIONS ON RIGHT AND LEFT SIDE OF SINGLE INSTALLED PATHWAYS AND GANGED PATHWAY GROUPS MUST BE SEALED USING THE STICKERS PROVIDED USING THE STICKERS PROVIDED WITH DEVICE MODULE. SPECIFIED TECHNOLOGIES INC - EZ PATH SERIES 44 OR SERIES 44+ FIRE RATED PATHWAY  3A.  FIRESTOP DEVICE* - EXTENSION MODULE - (OPTIONAL, NOT SHOWN) - EXTENSION MODULE ATTACHED TO ENDS OF FIRESTOP DEVICE (ITEM FIRESTOP DEVICE* - EXTENSION MODULE - (OPTIONAL, NOT SHOWN) - EXTENSION MODULE ATTACHED TO ENDS OF FIRESTOP DEVICE (ITEM 3) TO INCREASE ITS LENGTH TO FACILITATE INSTALLATION IN THICKER FLOORS OR WALLS. EACH MODULE CONSISTS OF A 4 BY 4-5/8 BY 6 IN. (102 BY 118 BY 152 MM) LONG GALV STEEL TUBE WITH AN INTUMESCENT MATERIAL LINING. EXTENSION MODULE TO BE INSTALLED IN ACCORDANCE WITH THE ACCOMPANYING INSTALLATION INSTRUCTIONS. WHEN MODULE IS USED, FIRESTOP DEVICE (ITEM 3) AND EXTENSION MODULE(S) SECURED IN PLACE BY MEANS OF STEEL PLATES INSTALLED WITH GASKETING MATERIAL SUPPLIED WITH PRODUCT. STEEL PLATES INSTALLED ON BOTH SIDES OF FLOOR OR WALL AND SECURED TO DEVICE OR EXTENSION MODULE BY MEANS OF STEEL SET SCREWS PROVIDED WITH PLATES. FIRESTOP DEVICE AND EXTENSION MODULE(S) ASSEMBLY TO BE INSTALLED WITH ENDS PROJECTING AN EQUAL DISTANCE BEYOND EACH SURFACE OF THE FLOOR OR WALL ASSEMBLY. SPECIFIED TECHNOLOGIES INC - EZ PATH SERIES 44+ EXTENSION 4. CABLES - WITHIN THE LOADING AREA FOR EACH FIRESTOP DEVICE MODULE, THE LOOSE OR GROUPED CABLES MAY REPRESENT A 0 TO 100 CABLES - WITHIN THE LOADING AREA FOR EACH FIRESTOP DEVICE MODULE, THE LOOSE OR GROUPED CABLES MAY REPRESENT A 0 TO 100 PERCENT VISUAL FILL. CABLES TO BE RIGIDLY SUPPORTED ON BOTH SIDES OF THE FLOOR OR WALL ASSEMBLY. ANY COMBINATION OF THE FOLLOWING TYPES OF CABLES MAY BE USED: A. MAX 400 PAIR NO. 24 AWG (OR SMALLER) COPPER CONDUCTOR TELECOMMUNICATION CABLE WITH POLYVINYL CHLORIDE (PVC) OR MAX 400 PAIR NO. 24 AWG (OR SMALLER) COPPER CONDUCTOR TELECOMMUNICATION CABLE WITH POLYVINYL CHLORIDE (PVC) OR PLENUIM-RATED JACKETING AND INSULATION. B. MAX 750 KCMIL SINGLE COPPER CONDUCTOR POWER CABLE WITH XLPE JACKET AND INSULATION. MAX 750 KCMIL SINGLE COPPER CONDUCTOR POWER CABLE WITH XLPE JACKET AND INSULATION. C. MAX 7/C NO. 12 AWG COPPER CONDUCTOR CONTROL CABLE WITH PVC OR XLPE JACKET AND INSULATION. MAX 7/C NO. 12 AWG COPPER CONDUCTOR CONTROL CABLE WITH PVC OR XLPE JACKET AND INSULATION. D. MAX 3/C NO. 2/0 AWG METAL CLAD OR ARMORED CABLE WITH STEEL OR ALUMINUM JACKET. MAX 3/C NO. 2/0 AWG METAL CLAD OR ARMORED CABLE WITH STEEL OR ALUMINUM JACKET. E. MAX 3/C NO. 8 AWG NM CABLE (ROMEX) WITH PVC INSULATION AND JACKET. MAX 3/C NO. 8 AWG NM CABLE (ROMEX) WITH PVC INSULATION AND JACKET. F. MAX 4 PAIR NO. 22 AWG (OR SMALLER) COPPER CONDUCTOR DATA CABLE WITH PVC OR PLENUM RATED JACKETING AND INSULATION. MAX 4 PAIR NO. 22 AWG (OR SMALLER) COPPER CONDUCTOR DATA CABLE WITH PVC OR PLENUM RATED JACKETING AND INSULATION. G. COAXIAL CABLE WITH FLUORINATED ETHYLENE OR PVC INSULATION AND JACKETING HAVING A MAX DIAM OF 5/8 IN. (16 NM). COAXIAL CABLE WITH FLUORINATED ETHYLENE OR PVC INSULATION AND JACKETING HAVING A MAX DIAM OF 5/8 IN. (16 NM). H. OPTICAL FIBER CABLE WITH PVC OR POLYETHYLENE (PE) JACKET AND INSULATION AND HAVING A MAX DIAM OF 5/8 IN. (16 NM) OPTICAL FIBER CABLE WITH PVC OR POLYETHYLENE (PE) JACKET AND INSULATION AND HAVING A MAX DIAM OF 5/8 IN. (16 NM) I. OPTICAL FIBER RACEWAY+ - MAX 1-1/2 IN. (38 MM) DIAM (OR SMALLER) OPTICAL FIBER RACEWAY ("INNERDUCT") FORMED OF EITHER OPTICAL FIBER RACEWAY+ - MAX 1-1/2 IN. (38 MM) DIAM (OR SMALLER) OPTICAL FIBER RACEWAY ("INNERDUCT") FORMED OF EITHER PVC OR POLYVINYLIDENE FLUORIDE (PVDF) WITH OPTICAL FIBER CABLE FILL. RACEWAYS INSTALLED IN ACCORDANCE WITH THE NATIONAL ELECTRICAL CODE (NFPA 70). WHEN CABLE FILL WITHIN THE DEVICE IS MIN 0 PERCENT (EMPTY) TO MAX 20 PERCENT, THE T RATING IS 0 HR. WHEN CABLE FILL WITHIN THE DEVICE IS GREATER THAN 20 PERCENT, THE T RATING IS 1/2 HR. FOR THE SERIES 44 DEVICE MODULE, THE L RATING FOR THE EMPTY FIRESTOP DEVICE MODULE IS 2.3 CFM AT AMBIENT AND AT 400F. WHEN ITEM 4A IS USED, THE L RATING WITH 100 PERCENT VISUAL FILL OF CABLE IS 7.4 CFM/FIRESTOP DEVICE MODULE AT AMBIENT AND 5 CFM/FIRESTOP DEVICE MODULE AT 400F. WHEN ITEM 4F OR 4G IS USED, THE L RATING WITH 100 PERCENT VISUAL FILL OF CABLE IS 6.2 CFM/FIRESTOP DEVICE MODULE AT AMBIENT AND 4.5 CFM/FIRESTOP DEVICE MODULE AT 400F. FOR THE SERIES 44+ DEVICE MODULE, THE L RATING FOR EACH EMPTY FIRESTOP DEVICE MODULE IS LESS THAN 1 CFM AT AMBIENT AND AT 400 F. WHEN ITEM 4A IS USED, THE L RATING WITH 100 PERCENT VISUAL FILL OF CABLE IS 7.4 CFM/FIRESTOP DEVICE MODULE AT AMBIENT AND 5 CFM/FIRESTOP DEVICE MODULE AT 400F. WHEN ITEM 4F OR 4G IS USED, THE L RATING WITH 100 PERCENT VISUAL FILL OF CABLE IS 6.7 CFM/FIRESTOP DEVICE MODULE AT AMBIENT AND AT 400F. +BEARING THE UL LISTING MARK *BEARING THE UL CLASSIFICATION MARK
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1. THE DRAWINGS ARE INTENDED TO INDICATE THE SCOPE OF WORK REQUIRED FOR THIS PROJECT.  THEY ARE NOT INTENDED THE DRAWINGS ARE INTENDED TO INDICATE THE SCOPE OF WORK REQUIRED FOR THIS PROJECT.  THEY ARE NOT INTENDED TO INDICATE THE LOCATION OF ALL DEVICES, JUNCTION BOXES, CONDUITS, ETC..  THE CONTRACTOR SHALL VISIT THE SITE PRIOR TO BIDDING TO VERIFY ALL RELEVANT EXISTING CONDITIONS. 2. DISCONNECT ALL ELECTRICAL SYSTEMS AS REQUIRED IN FLOORS, WALLS, CEILINGS AND OTHER STRUCTURES SCHEDULED DISCONNECT ALL ELECTRICAL SYSTEMS AS REQUIRED IN FLOORS, WALLS, CEILINGS AND OTHER STRUCTURES SCHEDULED FOR DEMOLITION. 3. ELECTRICAL ITEMS (i.e., LIGHTING FIXTURES, RECEPTACLES, SWITCHES, ETC.) REMOVED AND NOT RELOCATED, REMAIN THE ELECTRICAL ITEMS (i.e., LIGHTING FIXTURES, RECEPTACLES, SWITCHES, ETC.) REMOVED AND NOT RELOCATED, REMAIN THE PROPERTY OF THE OWNER.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE DISPOSAL OF MATERIAL THE OWNER DOES NOT WANT TO REUSE OR RETAIN (i.e., FOR MAINTENANCE PROPOSES). 4. PROVIDE TEMPORARY WIRING AND ASSOCIATED CONNECTIONS AS REQUIRED TO MAINTAIN EXISTING SYSTEMS OPERATION PROVIDE TEMPORARY WIRING AND ASSOCIATED CONNECTIONS AS REQUIRED TO MAINTAIN EXISTING SYSTEMS OPERATION DURING CONSTRUCTION.  ASSUME ALL EQUIPMENT MUST REMAIN OPERATIONAL DURING CONSTRUCTION UNLESS SPECIFICALLY NOTED OTHERWISE. 5. THE CONTRACTOR SHALL OBTAIN APPROVAL FROM THE OWNER BEFORE TURNING OFF POWER TO CIRCUITS, FEEDERS, THE CONTRACTOR SHALL OBTAIN APPROVAL FROM THE OWNER BEFORE TURNING OFF POWER TO CIRCUITS, FEEDERS, PANELS, ETC., OR DISABLING SYSTEMS IN PART OR WHOLE. COORDINATE ALL OUTAGES WITH OWNER.   6. PROTECT WALLS, CEILINGS, FLOORS, AND OTHER EXISTING FINISH WORK THAT ARE TO REMAIN AND ARE EXPOSED DURING PROTECT WALLS, CEILINGS, FLOORS, AND OTHER EXISTING FINISH WORK THAT ARE TO REMAIN AND ARE EXPOSED DURING SELECTIVE DEMOLITION OPERATIONS. 7. DEMOLISH AND REMOVE EXISTING CONSTRUCTION ONLY TO THE EXTENT REQUIRED BY NEW CONSTRUCTION AND AS DEMOLISH AND REMOVE EXISTING CONSTRUCTION ONLY TO THE EXTENT REQUIRED BY NEW CONSTRUCTION AND AS INDICATED.  USE METHODS REQUIRED TO COMPLETE WORK WITHIN LIMITATIONS OF GOVERNING REGULATIONS AND AS INDICATED IN THESE NOTES. 8. WHERE LIGHTS, SWITCHES, RECEPTACLES, OR OTHER ELECTRICAL ITEMS, ARE BEING REMOVED ALL ASSOCIATED CONDUIT WHERE LIGHTS, SWITCHES, RECEPTACLES, OR OTHER ELECTRICAL ITEMS, ARE BEING REMOVED ALL ASSOCIATED CONDUIT AND WIRE BACK TO THE PANEL BOARD OR FEEDER JUNCTION BOX SERVING THE DEVICE SHALL ALSO BE REMOVED, UNLESS THE CONDUIT CAN BE REUSED FOR NEW CONDUCTORS.  EXISTING OPENINGS IN WALLS TO REMAIN SHALL BE PATCHED WITH DRYWALL, TAPED AND PAINTED TO MATCH EXISTING CONDITIONS.  BLANK COVERPLATES OVER UNUSED OPENINGS IS ARE IS ARE  ARE ARE NOT ALLOWED.  ALL ABANDONED CONDUITS EXTENDING FROM WALLS ABOVE CEILINGS SHALL BE CUT OFF FLUSH WITH THE STUD AND PLUGGED. 9. ALL CONDUIT SHALL BE REMOVED WHERE WALLS ARE BEING REMOVED.  WHERE CONDUIT IS IN THE CONCRETE SLAB, CUT ALL CONDUIT SHALL BE REMOVED WHERE WALLS ARE BEING REMOVED.  WHERE CONDUIT IS IN THE CONCRETE SLAB, CUT OFF FLUSH, PULL OUT WIRE, AND PLUG.  WHERE CONDUIT IS RUN EXPOSED, ALL ASSOCIATED CLAMPS, SUPPORTS, HANGERS, ETC., SHALL ALSO BE REMOVED. CONDUIT CONCEALED IN WALL CONSTRUCTION MAY BE ABANDONED IN PLACE, IF NOT AFFECTED BY OTHER CONSTRUCTION. 10. THIS CONTRACTOR SHALL COORDINATE ALL HIS WORK WITH OTHER CONTRACTORS AT THE JOB SITE BEFORE REMOVING THIS CONTRACTOR SHALL COORDINATE ALL HIS WORK WITH OTHER CONTRACTORS AT THE JOB SITE BEFORE REMOVING EXISTING AND INSTALLING NEW ELECTRICAL ITEMS. 11. EXISTING CONDUIT IN GOOD CONDITION, MAY BE REUSED IN PLACE.  RELOCATED EXISTING CONDUIT SHALL NOT BE EXISTING CONDUIT IN GOOD CONDITION, MAY BE REUSED IN PLACE.  RELOCATED EXISTING CONDUIT SHALL NOT BE ALLOWED.  BONDING CONDUCTORS SHALL BE INSTALLED IN ALL REUSED CONDUIT TO ASSURE PROPER GROUND PATH. 12. EQUIPMENT/DEVICE REMOVAL IN CERTAIN LOCATIONS MAY REQUIRE THE INSTALLATION OF A JUNCTION BOX TO RECONNECT EQUIPMENT/DEVICE REMOVAL IN CERTAIN LOCATIONS MAY REQUIRE THE INSTALLATION OF A JUNCTION BOX TO RECONNECT CIRCUITS THAT REMAIN IN OPERATION.  EXTEND CONDUIT AND WIRING AS REQUIRED TO MAINTAIN CIRCUIT TO REMAINING EQUIPMENT. 13. PROCEED WITH SELECTIVE DEMOLITION SYSTEMATICALLY. PROCEED WITH SELECTIVE DEMOLITION SYSTEMATICALLY. 14. TRANSPORT DEMOLISHED MATERIALS FROM OWNER'S PROPERTY AND LEGALLY DISPOSE OF THEM. TRANSPORT DEMOLISHED MATERIALS FROM OWNER'S PROPERTY AND LEGALLY DISPOSE OF THEM. 15. REMOVE, STORE, CLEAN, REINSTALL, RECONNECT, AND MAKE OPERATIONAL ALL COMPONENTS INDICATED FOR RELOCATION. REMOVE, STORE, CLEAN, REINSTALL, RECONNECT, AND MAKE OPERATIONAL ALL COMPONENTS INDICATED FOR RELOCATION. 16. DO NOT INTERRUPT EXISTING UTILITIES SERVING OCCUPIED OR OPERATING FACILITIES EXCEPT WHEN AUTHORIZED IN WRITING DO NOT INTERRUPT EXISTING UTILITIES SERVING OCCUPIED OR OPERATING FACILITIES EXCEPT WHEN AUTHORIZED IN WRITING BY OWNER AND AUTHORITIES HAVING JURISDICTION.  PROVIDE TEMPORARY SERVICES DURING INTERRUPTIONS TO EXISTING UTILITIES AS ACCEPTABLE BY OWNER AND AUTHORITY HAVING JURISDICTION. 17. SEAL ALL UNUSED OPENINGS DUE TO REMOVAL OF ELECTRICAL EQUIPMENT TO MATCH EXISTING CONSTRUCTION.  ALL SEAL ALL UNUSED OPENINGS DUE TO REMOVAL OF ELECTRICAL EQUIPMENT TO MATCH EXISTING CONSTRUCTION.  ALL UNUSED OPENINGS IN FIRE RATED WALLS SHALL BE SEALED WITH A UL LISTED FIRE SEALING SYSTEM TO MATCH THE EXISTING FIRE RATING. 18. PROPERLY CLOSE ALL UNUSED OPENINGS IN ELECTRICAL ENCLOSURES AND BOXES DUE TO REMOVAL OF ELECTRICAL PROPERLY CLOSE ALL UNUSED OPENINGS IN ELECTRICAL ENCLOSURES AND BOXES DUE TO REMOVAL OF ELECTRICAL MATERIALS. 19. CONTRACTOR SHALL REMOVE AND INSTALL ALL CEILING TILES AS REQUIRED FOR THE EXECUTION OF ELECTRICAL WORK CONTRACTOR SHALL REMOVE AND INSTALL ALL CEILING TILES AS REQUIRED FOR THE EXECUTION OF ELECTRICAL WORK THAT IS OUTSIDE THE CONTRACT LIMITS OF CONSTRUCTION.  CONTRACTOR SHALL REPLACE CEILING TILES WITH IDENTICAL MATERIAL WHERE DAMAGED BY THIS CONTRACTOR.  CONTRACTOR SHALL RECORD EXISTING DAMAGE PRIOR TO BEGINNING REMOVAL. 20. BALLASTS MANUFACTURED PRIOR TO 1980 CONTAIN PCB's AND SHALL BE DISPOSED OF BY A FEDERAL OR STATE E.P.A. BALLASTS MANUFACTURED PRIOR TO 1980 CONTAIN PCB's AND SHALL BE DISPOSED OF BY A FEDERAL OR STATE E.P.A. APPROVED METHOD AND IN ACCORDANCE WITH SPECIFICATIONS. 21. FLUORESCENT LAMPS CONTAIN MERCURY AND SHALL BE DISPOSED OF BY A FEDERAL OR STATE E.P.A. APPROVED METHOD FLUORESCENT LAMPS CONTAIN MERCURY AND SHALL BE DISPOSED OF BY A FEDERAL OR STATE E.P.A. APPROVED METHOD AND IN ACCORDANCE WITH SPECIFICATIONS. 22. WHERE TELECOMMUNICATIONS OUTLETS (VOICE/DATA/CATV ETC.) ARE BEING REMOVED, ALL ASSOCIATED CONDUIT AND WHERE TELECOMMUNICATIONS OUTLETS (VOICE/DATA/CATV ETC.) ARE BEING REMOVED, ALL ASSOCIATED CONDUIT AND WIRE BACK TO THE TERMINATION EQUIPMENT SERVING THE DEVICE SHALL ALSO BE REMOVED. 23. WHERE LOW-VOLTAGE SYSTEM CABLING (VOICE/DATA/CATV ETC.) IS EXISTING TO REMAIN, AND SUPPORT METHODS ARE WHERE LOW-VOLTAGE SYSTEM CABLING (VOICE/DATA/CATV ETC.) IS EXISTING TO REMAIN, AND SUPPORT METHODS ARE BEING REMOVED, CABLING MUST BE PROPERLY SUPPORTED AND PROTECTED DURING ALL DEMOLITION AND NEW CONSTRUCTION ACTIVITIES. PROVIDE NEW PERMANENT SUPPORT OF ANY CABLING THAT IS NOT OF SUFFICIENT LENGTH FOR  EXISTING ROUTE AND A MODIFIED ROUTE IS NECESSARY.
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