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ACCESSIBILITY COMPLIANCE

STATMENT

PROJECT INFORMATION

PROJECT: FAIRVIEW EARLY CHILDHOOD CENTER

PROJECT ADDRESS: 512 FAIRVIEW AVE

ROCKFORD (CITY) ILLINOIS (STATE) 61108 (ZIP CODE)

STATEMENT OF COMPLIANCE

I HAVE PREPARED, OR CAUSED TO BE PREPARED UNDER MY DIRECT

SUPERVISION, THE ATTACHED PLANS AND SPECIFICATIONS AND STATE THAT, TO

THE BEST OF MY KNOWLEDGE AND BELIEF AND TO THE EXTENT OF MY

CONTRACTUAL OBLIGATION, THEY ARE IN COMPLIANCE WITH THE

ENVIRONMENTAL BARRIERS ACT [410 ILCS 25] AND THE ILLINOIS ACCESSIBILITY

CODE (71 III. ADM. CODE 400).

SIGNED:

ARCHITECT / ENGINEER

ILLINOIS REGISTRATION NO.:

DATE: 06/22/2022

001-015740

EXPIRATION DATE:

DATE:

LICENSE:

ENERGY CODE COMPLIANCE

STATEMENT

I hereby certify that I am a Licensed Architect in the State of Illinois and I also certify that to the best of my knowledge

and belief that the plans for FAIRVIEW EARLY CHILDHOOD CENTER fully comply with the following sections of the 2018

International Energy Conservation Code and State of Illinois amendments.

IECC - Commercial Provisions

Chapter 1 (CE) - Scope and Administration

Chapter 2 (CE) - Definitions

Chapter 3 (CE) - General Requirements

Chapter 4 (CE) - Commercial Energy Efficiency

Chapter 5 (CE) - Existing Buildings

Chapter 6 (CE) - Referenced Standards

State of Illinois Amendments to C101.1, C101.1.2, C101.1.3,

C101.5, C102.1.1, C109.1, C109.3, C402.2.2, C402.5.1, C402.5.1.1 and C503.1

In accordance with Illinois Amendment to C101.5, US DOE COMcheck Energy Code Compliance Certificates have

been submitted to the AHJ (Authority Having Jurisdiction) along with all associated supporting documentation. In

accordance with IECC Section 103.2, Insulation materials and R-values, Fenestration U-factors and SHGC's, area

weighted U-factors and SHGC calculations, mechanical system design criteria, mechanical system and service hot

water system equipment types, sizes and efficiencies, economizer description, equipment and system controls, fan motor

horsepower and controls, duct sealing, duct and pipe insulation and location, lighting and fixture schedules with

wattage and control system, air sealing details and system commissioning requirements area detailed, described and

specified in the construction documents (Drawings and Project Manual) and the COMcheck Compliance Certificate

including attached supporting documentation and calculations.
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VEST.

VIF
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W/
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WD.

WP

QUARRY TILE
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RESILIENT BASE

ROUGH OPENING

RUBBER TILE

ROOF DRAIN

REFERENCE

REINFORCED

REMOVED

REQUIRED
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REVISION OR REVISED

ROOF

ROOFING

RIGHT HAND

ROOM

SEALANT AND BACKER
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STAINLESS STEEL

SHEET
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STANDARD
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TELEPHONE
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UNLESS NOTED

OTHERWISE
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VAPOR BARRIER
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VERIFY IN FIELD

VINYL WALL COVERING

WITH

WITHOUT

WOOD

WATERPROOFING

1. PERFORM DEMOLITION WORK AS NECESSARY TO ACCOMPLISH THE WORK

INCLUDING THE REMOVAL AND PROPER DISPOSAL OF ITEMS WHICH ARE

EXPOSED AND NOT TO REMAIN IN USE, INCLUDING BUT NOT NECESSARILY

LIMITED TO ELECTRICAL ITEMS, ELECTRICAL DEVICES, MECHANICAL ITEMS,

PLUMBING ITEMS, ETC.

2. DRAWINGS INDICATE THE GENERAL INTENT OF THE DEMOLITION WORK AND ARE

FOR REFERENCE PURPOSES ONLY. THEY ARE NOT INTENDED TO BE THE SOLE

SOURCE OF EXISTING CONDITIONS TO BE DEMOLISHED.

3. EXACT EXTENT OF DEMOLITION AS SHOWN ON DRAWINGS AND TO BE

PERFORMED SHALL BE VERIFIED AT THE SITE. DETERMINE THE NATURE AND

EXTENT OF DEMOLITION THAT WILL BE NECESSARY BY COMPARING THE

DRAWINGS WITH EXISTING SITE CONDITIONS. OPERATIONS SHALL BE DONE IN A

CAREFUL AND ORDERLY MANNER TO AVOID HAZARDS TO PERSONS AND

PROPERTY, AND INTERFERENCE WITH THE USE OF ADJACENT AREAS, AND

INTERRUPTION OF FREE PASSAGE TO AND FROM SUCH AREAS.

4. CONTRACTOR TO PERFORM REQUIRED DEMOLITION AND TO LAWFULLY AND

PROPERLY DISPOSE OF DEMOLISHED MATERIAL, OTHER OBSTACLES, DEBRIS,

AND MATERIALS INCIDENTAL TO THE WORK FROM THE SITE.

5. CONTRACTOR TO TAKE SPECIAL PRECAUTIONS TO ENSURE EXISTING

CONSTRUCTION TO REMAIN IS NOT DAMAGED DURING DEMOLITION. IF ANY ITEM

INDICATED TO BE REMOVED, STORED AND/OR REINSTALLED IS DAMAGED

DURING THE DEMOLITIONS, IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO

REPAIR OR REPLACE THE ITEM TO ITS PRE-DEMOLITION CONDITION. IF ANY ITEM

SCHEDULED FOR DEMOLITION WAS DAMAGED PRIOR TO DEMOLITION, THE

CONTRACTOR SHALL NOTIFY THE OWNER BEFORE PERFORMING THE

DEMOLITION WORK.

6. WHETHER OR NOT SPECIFICALLY INDICATED, THE CONTRACTOR SHALL

RELOCATE EXISTING MECHANICAL, ELECTRICAL AND PLUMBING DEVICES AS

REQUIRED INCLUDING BUT NOT LIMITED TO REROUTING CONDUITS, WIRING,

PIPING, ETC. TO ACCOMMODATE THE WORK. PROVIDE NEW DEVICES INCLUDING

BUT NOT LIMITED TO CONDUITS, WIRING, PIPING, ETC AS REQUIRED TO

MAINTAIN CONTINUITY OF EXISTING SYSTEMS.

GENERAL NOTES

1. EACH BIDDER SHALL VISIT THE SITE OF PROPOSED WORK AND FULLY ACQUAINT

THEMSELVES WITH CONDITIONS RELATING TO CONSTRUCTION AND LABOR SO

THAT THEY MAY FULLY UNDERSTAND THE FACILITIES, DIFFICULTIES, AND

RESTRICTIONS AFFECTING THE COMPLETION OF WORK INCLUDED UNDER THE

CONTRACT.

2. FIELD VERIFY AND COORDINATE ITEMS, DIMENSIONS, CONDITIONS, AND

QUANTITIES, ETC. NOTIFY ARCHITECT OF ANY APPARENT DISCREPANCIES.

3. MAINTAIN REQUIRED EXITS FROM THE EXISTING BUILDING AND SITE ACCESS

THROUGH SUBSTANTIAL COMPLETION.

4. ITEMS NOTED AS EXISTING ARE TO REMAIN, UNLESS OTHERWISE NOTED.

5. VERIFY WITH OWNER ITEMS TO BE SALVAGED AND RETURNED TO OWNER,

INCLUDING BUT NOT NECESSARILY LIMITED TO MECHANICAL, ELECTRICAL,

PLUMBING, ETC. ITEMS TO BE SALVAGED SHALL BE CAREFULLY REMOVED AS TO

ALLOW FOR OWNER'S REUSE.

6. EXISTING LOOSE ITEMS INCLUDING FURNITURE , EQUIPMENT, AND SUPPLIES

SHALL BE REMOVED BY OWNER AS NECESSARY. COORDINATE MOVING

SCHEDULE WITH OWNER FOR LOOSE ITEMS TO BE REMOVED BY OWNER PRIOR

TO START OF THE WORK.

7. REMOVE AND REINSTALL EXISTING CEILINGS, MECHANICAL, AND ELECTRICAL

EQUIPMENT, DEVICES, LIGHTING, EXIT SIGNS, FIRE ALARM DEVICES, CONDUIT,

WIRING, ETC. AS REQUIRED TO ACCOMPLISH REMOVAL AND INSTALLATION OF

NEW WORK, UNLESS OTHERWISE NOTED. VERIFY THE OPERATING CONDITION

OF EQUIPMENT PRIOR TO THE START OF THE WORK AND REPORT CONDITIONS

TO THE ARCHITECT. EXISTING EQUIPMENT AFFECTED BY THE WORK WHICH IS

NOT IN PROPER OPERATING CONDITION AFTER WORK IS COMPLETED SHALL BE

REPAIRED BY THE CONTRACTOR AT THEIR EXPENSE.

8. AT LOCATIONS WHERE NEW ELECTRICAL CONDUITS, MECHANICAL AND

PLUMBING PIPING, ETC. PENETRATE THROUGH NEW OR EXISTING WALLS,

INSTALL UL RATED THROUGH-PENETRATION FIRE STOPPING SYSTEM AROUND

CONDUITS AND PIPING, ETC. TO PROVIDE A COMPLETE FIRE RATED SEPARATION

AS REQUIRED.

9. WHERE NEW PENETRATIONS ARE MADE IN EXISTING WALLS AND FLOORS AND

WHERE DEMOLITION HAS OCCURRED, CONTRACTOR SHALL RECONSTRUCT

WALL OR FLOOR TIGHT AROUND PENETRATION WITH MATERIALS TO MATCH

EXISTING WALL OR FLOOR CONSTRUCTION.

10. PATCH AND REPAIR EXISTING CONSTRUCTION, EXISTING SURFACES, AND

NEWLY EXPOSED CONSTRUCTION AFFECTED BY THE WORK WITH MATERIALS

AND FINISHES CONSISTENT WITH EXISTING TO MATCH ADJACENT SURFACES

AND FINISHES, WHETHER SHOWN OR NOT ON THE DRAWINGS, TYP. - UNLESS

NOTED OTHERWISE. PROVIDE NECESSARY AND REQUIRED PREPARATORY

WORK TO EXISTING CONSTRUCTION AFFECTED BY THE WORK TO RECEIVE NEW

AND PROPER FINISHES.

11. RESTORE ITEMS/DAMAGED AREAS AT STAGING AREAS, ETC. TO ORIGINAL

FULLY FUNCTIONAL CONDITION.

12. CONTRACTOR SHALL BE RESPONSIBLE FOR EXTENDING AND ADJUSTING

EXISTING ITEMS WHETHER SHOWN OR NOT, INCLUDING ELECTRICAL, WIRING,

CONDUITS, MECHANICAL, PLUMBING, FLOOR DRAIN COVERS, ETC.

SIGNATURE

001-015740

LICENSE No.

DATE

06/22/2022

EXPIRATION DATE

11/30/2022

13. PROPERLY PROTECT EXISTING BUILDING, CONCRETE WALKS, CURBS, PAVING,

GRASS, LANDSCAPING, ETC. FROM DAMAGE DURING CONSTRUCTION.REPLACE

ANY DISTURBED AND DAMAGED AREAS WITH NEW LIKE MATERIALS, SOD,

LANDSCAPING, ETC, MATCHING EXISTING.

14. EXISTING ENTRANCES AND DRIVES MUST REMAIN OPEN AND PASSABLE.

15. MAINTAIN REQUIRED EXITS FROM THE EXISTING BUILDING THROUGH

SUBSTANTIAL COMPLETION.

16. COORDINATE STAGING AREA/LOCATIONS WITH OWNER.

17. CONTRACTOR TO AVOID EXISTING ROOF AREAS WHERE NO WORK IS

REQUIRED. DO NOT STAGE MATERIALS ON EXISTING ROOFING AREAS.

DAMAGE TO EXISTING ROOF AREAS CAUSED BY CONSTRUCTION SHALL BE THE

CONTRACTOR'S RESPONSIBILITY TO REPAIR OR REPLACE AND PROVIDE A

WATERTIGHT CONDITION THAT MATCHES ADJACENT ROOF SYSTEM.  MAINTAIN

EXITING WARRANTIES.
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FIRST FLOOR
FINISH ROOM 

SCHEDULE

G202

ROOM FINISH SCHEDULE GENERAL NOTES:

A. DO NOT PAINT SUSPENDED ACOUSTICAL CEILING SYSTEM.

B. PAINT ALL NEW EXPOSED DUCTWORK, CONDUIT, JUNCTION
BOXES, ETC. INCLUDING ALL HANGERS,TRIM AND
ASSOCIATED COMPONENTS WHETHER INDICATED OR NOT
IN THE ROOM FINISH SCHEDULE.

C. REFER TO REFLECTED CEILING PLAN FOR CEILING HEIGHTS.

D. PATCH TO MATCH EXISTING WALLS WHETHER INDICATED
OR NOT TO ACCOMMODATE THE NEW WORK.

E. PROVIDE GYPSUM BOARD CONTROL JOINTS ON
HORIZONTAL AND VERTICAL SURFACES AT LOCATIONS
INDICATED ON THE DRAWINGS

ROOM FINISH SCHEDULE KEYNOTES:

1. REINSTALL ACOUSTIC CEILING TILES TO ITS EXISTING
HEIGHT - VERIFY IN FIELD.

2. PAINT PATCHED GYPSUM BOARD TO MATCH EXISTING
ADJACENT WALL.

3. PAINT MASONRY INFILL WALL TO MATCH EXISTING
ADJACENT WALL.

GENERAL PAINTING NOTES:

1. PROVIDE NEW PAINT FINISH AT EXISTING AREAS AFFECTED
BY THE WORK, AS INDICATED IN THE ROOM FINISH
SCHEDULE, AND AS NOTED ON THE DRAWINGS.

2. FIELD VERIFY ITEMS, CONDITIONS, QUANTITIES, ETC.

3. PROVIDE PREPARATION AS NECESSARY PRIOR TO PAINTING
WORK INCLUDING BUT NOT LIMITED TO PATCHING HOLES
AND OTHER AREAS OF DAMAGE, SECURING LOOSE TRIM,
CONDUITS AND ANY OTHER WALL OR CEILING HARDWARE
ITEMS REQUIRING ATTENTION.

4. PROPERLY PROTECT EXISTING ITEMS DURING CLEANING
AND PAINTING INCLUDING BUT NOT LIMITED.

5. PRIOR TO PAINTING WORK, PROVIDE TRI-SODIUM
PHOSPHATE (TSP) CLEANING OF EXISTING SURFACES TO
RECEIVE PAINT USING APPROVED METHODS OF CLEANING
PER CHEMICAL MANUFACTURER'S REQUIREMENTS.
PROTECT EXISTING ITEMS DURING CLEANING AND PAINTING.

6. PAINT NEWLY EXPOSED WALL SURFACES PREVIOUSLY
CONCEALED BY THE EXISTING CONDITIONS.PAINT THE
ENTIRE WALL THAT WILL REMAIN VISIBLE.

7. DO NOT PAINT ELECTRICAL FIXTURES, HOUSINGS,
ELECTRICAL WALL DEVICES, SAFETY DEVICES, FIRE ALARM
EQUIPMENT INCLUDING PULLS, HORNS, VISUAL DEVICES,
SMOKE AND HEAT  DETECTORS, ETC. PAINT EXPOSED
ELECTRICAL CONDUIT AND ELECTRICAL BOXES.

8. PAINT NEW ITEMS AS INDICATED.

9. PAINT NEW EXPOSED INTERIOR CONDUIT, JUNCTION BOXES,
ETC. INCLUDING HANGERS,TRIM, AND ASSOCIATED
COMPONENTS WITHIN FINISHED EXPOSED SPACES
WHETHER INDICATED OR NOT IN ROOM FINISH SCHEDULE.

10. AT NEW MASONRY INFILL, PAINT ENTIRE WALL THAT WILL
REMAIN VISIBLE.
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PIPPING TUNNEL

KEY PLAN

DEMOLITION KEYNOTES

D1

REMOVE MECHANICAL EQUIPMENT- SEE MECHANICAL DRAWINGSD2

REMOVE EXISTING LOCKERS AS REQUIRED TO ACCOMMODATE NEW
WORK AND SALVAGE. SEE MECHANICAL
DRAWINGS FOR ADDITIONAL INFORMATION.

D3

D4

D5

D6

CAREFULLY REMOVE EXISTING CASEWORK AND COUNTERTOP TO
ACCOMMODATE NEW WORK AND SALVAGE FOR REINSTALLATION. SEE
MECHANICAL DRAWINGS

CAREFULLY REMOVE PORTION OF EXISTING EXTERIOR WALL TO
ACCOMMODATE NEW LOUVER; TOOTH-IN SALVAGED MASONRY AT
PERIMETER OF OPENING TO MATCH EXISTING COURSING. COORDINATE
WITH MECHANICAL CONTRACTOR FOR NEW LOUVER SIZE AND ROUGH
OPENING

REMOVE EXISTING WINDOWS SYSTEM IN ITS ENTIRETY.

REMOVE PORTION OF EXISTING WALL TO ACCOMMODATE NEW
WORK.

D8 CAREFULLY REMOVE EXISTING CEILING SYSTEM AS REQUIRED TO
ACCOMMODATE NEW WORK AND SALVAGE FOR REINSTALLATION.

D7
REMOVE CLOSET FLOOR AS REQUIRED TO ACCOMMODATE NEW
WORK.  SEE MECHANICAL DRAWINGS.

D9 REMOVE PORTION OF EXISTING CASEWORK AND COUNTERTOP TO
ACCOMMODATE NEW WORK. COORDINATE WITH MECHANICAL
CONTRACTOR FOR THE NEW MECHANICAL EQUIPMENT'S LENGTH. SEE
MECHANICAL DRAWINGS

D10 DEMOLISH SUPPLY AIR WITH GRILLE. SEE MECHANICAL DRAWINGS

D11 REMOVE PORTION OF EXITING FLOOR FOR THE INSTALLATION OF NEW
PIPING. SEE MECHANICAL DRAWINGS

GENERAL COORDINATION NOTE

GENERAL CONTRACTOR TO COORDINATE DEMOLITION WITH MECHANICAL
AND ELECTRICAL DRAWINGS PRIOR TO COMMENCEMENT OF WORK.
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DEMOLITION KEYNOTES

D1

REMOVE MECHANICAL EQUIPMENT- SEE MECHANICAL DRAWINGSD2

REMOVE EXISTING LOCKERS AS REQUIRED TO ACCOMMODATE NEW
WORK AND SALVAGE. SEE MECHANICAL
DRAWINGS FOR ADDITIONAL INFORMATION.

D3

D4

D5

D6

CAREFULLY REMOVE EXISTING CASEWORK AND COUNTERTOP TO
ACCOMMODATE NEW WORK AND SALVAGE FOR REINSTALLATION. SEE
MECHANICAL DRAWINGS

CAREFULLY REMOVE PORTION OF EXISTING EXTERIOR WALL TO
ACCOMMODATE NEW LOUVER; TOOTH-IN SALVAGED MASONRY AT
PERIMETER OF OPENING TO MATCH EXISTING COURSING. COORDINATE
WITH MECHANICAL CONTRACTOR FOR NEW LOUVER SIZE AND ROUGH
OPENING

REMOVE EXISTING WINDOWS SYSTEM IN ITS ENTIRETY.

REMOVE PORTION OF EXISTING WALL TO ACCOMMODATE NEW
WORK.

D8 CAREFULLY REMOVE EXISTING CEILING SYSTEM AS REQUIRED TO
ACCOMMODATE NEW WORK AND SALVAGE FOR REINSTALLATION.

D7
REMOVE CLOSET FLOOR AS REQUIRED TO ACCOMMODATE NEW
WORK.  SEE MECHANICAL DRAWINGS.

D9 REMOVE PORTION OF EXISTING CASEWORK AND COUNTERTOP TO
ACCOMMODATE NEW WORK. COORDINATE WITH MECHANICAL
CONTRACTOR FOR THE NEW MECHANICAL EQUIPMENT'S LENGTH. SEE
MECHANICAL DRAWINGS

D10 DEMOLISH SUPPLY AIR WITH GRILLE. SEE MECHANICAL DRAWINGS

D11 REMOVE PORTION OF EXITING FLOOR FOR THE INSTALLATION OF NEW
PIPING. SEE MECHANICAL DRAWINGS

GENERAL COORDINATION NOTE

GENERAL CONTRACTOR TO COORDINATE DEMOLITION WITH MECHANICAL
AND ELECTRICAL DRAWINGS PRIOR TO COMMENCEMENT OF WORK.
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DEMOLITION KEYNOTES

D1

REMOVE MECHANICAL EQUIPMENT- SEE MECHANICAL DRAWINGSD2

REMOVE EXISTING LOCKERS AS REQUIRED TO ACCOMMODATE NEW
WORK AND SALVAGE. SEE MECHANICAL
DRAWINGS FOR ADDITIONAL INFORMATION.

D3

D4

D5

D6

CAREFULLY REMOVE EXISTING CASEWORK AND COUNTERTOP TO
ACCOMMODATE NEW WORK AND SALVAGE FOR REINSTALLATION. SEE
MECHANICAL DRAWINGS

CAREFULLY REMOVE PORTION OF EXISTING EXTERIOR WALL TO
ACCOMMODATE NEW LOUVER; TOOTH-IN SALVAGED MASONRY AT
PERIMETER OF OPENING TO MATCH EXISTING COURSING. COORDINATE
WITH MECHANICAL CONTRACTOR FOR NEW LOUVER SIZE AND ROUGH
OPENING

REMOVE EXISTING WINDOWS SYSTEM IN ITS ENTIRETY.

REMOVE PORTION OF EXISTING WALL TO ACCOMMODATE NEW
WORK.

D8 CAREFULLY REMOVE EXISTING CEILING SYSTEM AS REQUIRED TO
ACCOMMODATE NEW WORK AND SALVAGE FOR REINSTALLATION.

D7
REMOVE CLOSET FLOOR AS REQUIRED TO ACCOMMODATE NEW
WORK.  SEE MECHANICAL DRAWINGS.

D9 REMOVE PORTION OF EXISTING CASEWORK AND COUNTERTOP TO
ACCOMMODATE NEW WORK. COORDINATE WITH MECHANICAL
CONTRACTOR FOR THE NEW MECHANICAL EQUIPMENT'S LENGTH. SEE
MECHANICAL DRAWINGS

D10 DEMOLISH SUPPLY AIR WITH GRILLE. SEE MECHANICAL DRAWINGS

D11 REMOVE PORTION OF EXITING FLOOR FOR THE INSTALLATION OF NEW
PIPING. SEE MECHANICAL DRAWINGS

GENERAL COORDINATION NOTE

GENERAL CONTRACTOR TO COORDINATE DEMOLITION WITH MECHANICAL
AND ELECTRICAL DRAWINGS PRIOR TO COMMENCEMENT OF WORK.

DEMO LEGEND

DEMOLITION

FA
IR

V
IE

W
 E

A
R
LY

 C
H
IL

D
H
O

O
D

 C
EN

TE
R

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
8

5
1

2
 F

A
IR

V
IE

W
 A

V
E

      22007.40

09/09/2022

MI

MS

FIRST FLOOR - PARTIAL PLAN AREA 1 - DEMOLITION

1/8"= 1-0"
1

FIRST FLOOR 
PARTIAL  DEMOLITION

PLAN AREA 1

D111

AutoCAD SHX Text
AREA 1

AutoCAD SHX Text
AREA 2

AutoCAD SHX Text
AREA 1

AutoCAD SHX Text
AREA 2

AutoCAD SHX Text
D9

AutoCAD SHX Text
D9

AutoCAD SHX Text
D2

AutoCAD SHX Text
D2

AutoCAD SHX Text
D2

AutoCAD SHX Text
D2

AutoCAD SHX Text
D2

AutoCAD SHX Text
D2

AutoCAD SHX Text
D2

AutoCAD SHX Text
D2

AutoCAD SHX Text
D2

AutoCAD SHX Text
D2

AutoCAD SHX Text
D4

AutoCAD SHX Text
D4

AutoCAD SHX Text
D4

AutoCAD SHX Text
D4

AutoCAD SHX Text
D4

AutoCAD SHX Text
D4

AutoCAD SHX Text
D4

AutoCAD SHX Text
D4

AutoCAD SHX Text
D4

AutoCAD SHX Text
D4

AutoCAD SHX Text
D5

AutoCAD SHX Text
D5

AutoCAD SHX Text
D5

AutoCAD SHX Text
D5

AutoCAD SHX Text
D5

AutoCAD SHX Text
D5

AutoCAD SHX Text
D3

AutoCAD SHX Text
D3

AutoCAD SHX Text
D3

AutoCAD SHX Text
D3

AutoCAD SHX Text
D1

AutoCAD SHX Text
D3

AutoCAD SHX Text
D1

AutoCAD SHX Text
D10

AutoCAD SHX Text
D10

AutoCAD SHX Text
D1

AutoCAD SHX Text
D1

AutoCAD SHX Text
D1

AutoCAD SHX Text
D1

AutoCAD SHX Text
D10

AutoCAD SHX Text
D10

AutoCAD SHX Text
D9

AutoCAD SHX Text
D10

AutoCAD SHX Text
D10

AutoCAD SHX Text
D9

AutoCAD SHX Text
D10

AutoCAD SHX Text
D10

AutoCAD SHX Text
D9

AutoCAD SHX Text
D10

AutoCAD SHX Text
D10

AutoCAD SHX Text
D9

AutoCAD SHX Text
D10

AutoCAD SHX Text
D10

AutoCAD SHX Text
D9

AutoCAD SHX Text
D10

AutoCAD SHX Text
D10

AutoCAD SHX Text
D9

AutoCAD SHX Text
D10

AutoCAD SHX Text
D10

AutoCAD SHX Text
D3

AutoCAD SHX Text
D10

AutoCAD SHX Text
D10

AutoCAD SHX Text
D10

AutoCAD SHX Text
D10

AutoCAD SHX Text
D11

AutoCAD SHX Text
D5

AutoCAD SHX Text
D11

AutoCAD SHX Text
D5

AutoCAD SHX Text
D11

AutoCAD SHX Text
D5

AutoCAD SHX Text
D11

AutoCAD SHX Text
D5

AutoCAD SHX Text
D11

AutoCAD SHX Text
D5

AutoCAD SHX Text
D11

AutoCAD SHX Text
D5

AutoCAD SHX Text
RCP2

AutoCAD SHX Text
RCP2

AutoCAD SHX Text
RCP2

AutoCAD SHX Text
RCP2

AutoCAD SHX Text
RCP2

AutoCAD SHX Text
RCP2

AutoCAD SHX Text
RCP2

AutoCAD SHX Text
RCP2

AutoCAD SHX Text
RCP2

AutoCAD SHX Text
RCP2

AutoCAD SHX Text
RCP2

AutoCAD SHX Text
RCP2

AutoCAD SHX Text
1

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
NORTH



GROSS

MOTOR

ROOF

XX

LEKOTEK.

XX

BUILDING

ENG. OFFICE

XX

GYMNASIUM

XXX

PRINCIPAL

OFFICE

XX

CONFERENCE

ROOM / SPEACH

XX

OFFICE

XX

TECH

XXX

COPY

XX

OFFICE

XX

OFFICE

XX

STORAGE

XX

LIBRARY

XX

FAMILY SUPPORT

OFFICE

XX

SCREENING

TRAINING TRANS.

OFFICE

CLASSROOM #8

EARLY

CHILDHOOD

CLASSROOM #6

EARLY

CHILDHOOD

CLASSROOM #4

EARLY

CHILDHOOD

CLASSROOM #3

EARLY

CHILDHOOD

XX

CLASSROOM #5

EARLY

CHILDHOOD

CLASSROOM #7

EARLY

CHILDHOOD

CLASSROOM #9

EARLY

CHILDHOOD

CORRIDOR

CORRIDOR

BOY'S

GIRL'S

STORAGE

XX

L.R.E.

XX

TEST RM.

XX
STORAGE.

XX

SPEECH &

LANGUAGE

TESTING RM.

XX

EVALUATION

ROOM

XX

PARENT WAITING

AREA

XX

CORRIDOR

CORRIDOR

XX

STORAGE

XX

STORAGE

XX

TLT.

XX

TLT.

XX

TLT.

XX

BOARD MAKER

OFFICE

XX

STORAGE

XX

TLT.

XX

TLT.

XX

TLT.

XX

TLT.

XX

TLT.

XX

STAGE

T01

CLASSROOM #2

EARLY

CHILDHOOD

CLASSROOM #1

EARLY

CHILDHOOD

TLT.

XX

TLT.

XX

TLT.

XX

TLT.

XX

KEY PLAN

DEMOLITION KEYNOTES

D1

REMOVE MECHANICAL EQUIPMENT- SEE MECHANICAL DRAWINGSD2

REMOVE EXISTING LOCKERS AS REQUIRED TO ACCOMMODATE NEW
WORK AND SALVAGE. SEE MECHANICAL
DRAWINGS FOR ADDITIONAL INFORMATION.

D3

D4

D5

D6

CAREFULLY REMOVE EXISTING CASEWORK AND COUNTERTOP TO
ACCOMMODATE NEW WORK AND SALVAGE FOR REINSTALLATION. SEE
MECHANICAL DRAWINGS

CAREFULLY REMOVE PORTION OF EXISTING EXTERIOR WALL TO
ACCOMMODATE NEW LOUVER; TOOTH-IN SALVAGED MASONRY AT
PERIMETER OF OPENING TO MATCH EXISTING COURSING. COORDINATE
WITH MECHANICAL CONTRACTOR FOR NEW LOUVER SIZE AND ROUGH
OPENING

REMOVE EXISTING WINDOWS SYSTEM IN ITS ENTIRETY.

REMOVE PORTION OF EXISTING WALL TO ACCOMMODATE NEW
WORK.

D8 CAREFULLY REMOVE EXISTING CEILING SYSTEM AS REQUIRED TO
ACCOMMODATE NEW WORK AND SALVAGE FOR REINSTALLATION.

D7
REMOVE CLOSET FLOOR AS REQUIRED TO ACCOMMODATE NEW
WORK.  SEE MECHANICAL DRAWINGS.

D9 REMOVE PORTION OF EXISTING CASEWORK AND COUNTERTOP TO
ACCOMMODATE NEW WORK. COORDINATE WITH MECHANICAL
CONTRACTOR FOR THE NEW MECHANICAL EQUIPMENT'S LENGTH. SEE
MECHANICAL DRAWINGS

D10 DEMOLISH SUPPLY AIR WITH GRILLE. SEE MECHANICAL DRAWINGS

D11 REMOVE PORTION OF EXITING FLOOR FOR THE INSTALLATION OF NEW
PIPING. SEE MECHANICAL DRAWINGS

GENERAL COORDINATION NOTE

GENERAL CONTRACTOR TO COORDINATE DEMOLITION WITH MECHANICAL
AND ELECTRICAL DRAWINGS PRIOR TO COMMENCEMENT OF WORK.
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UNEXCAVATED

PIPPING TUNNEL

KEY PLAN

NEW WORK KEYNOTES

1 MECHANICAL SYSTEM- SEE MECHANICAL DRAWINGS.

2

3

PATCH, PREP, AND PAINT EXISTING WALL WHERE SUPPLY GRILLE WAS
PREVIOUSLY DEMOLISHED TO MATCH ADJACENT SURFACE.

INSTALL NEW GLASS IN WINDOW TO MATCH EXISTING IN R-VALUE AND
COLOR.

4

5

6

METAL LOUVER - SEE MECHANICAL DRAWINGS AND DETAIL 2/A101.

AFTER WORK HAS BEEN PERFORMED, INFILL HOLE TIGHT TO PIPE
ON BOTH SIDES OF WALL AND PAINT TO MATCH EXISTING
ADJACENT SURFACES.

PATCH CONCRETE SLAB FLOOR AND PREP SUBFLOOR TO RECEIVE FINISH
FLOORING. PATCH EXISTING FINISH FLOORING TO MATCH EXISTING
MATERIAL COLOR, TEXTURE, AND SIZE.

7 PIPE ENCLOSURE - SEE MECHANICAL DRAWINGS

8 INSTALL 3-5/8" METALS FRAMING AT 16" O.C. WITH 5/8" GYPSUM BOARD.

9 REINSTALL SALVAGED CASEWORK AND/OR COUNTERTOP

10
WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A FRAMING
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK - PROVIDE
FIRE CAULK AROUND PENETRATION WHERE REQUIRED PER LIFESAFETY
DRAWINGS. PATCH,PREP, AND PATCH TO MATCH EXISTING ADJACENT
SURFACE.

11 PATCH, PREP, AND PAINT EXISTING WALL PREVIOUSLY COVERED BY
MECHANICAL EQUIPMENT TO MATCH ADJACENT SURFACE.

12 WHERE NEW MECHANICAL EQUIPMENT HAS BEEN INSTALLED AND EXPOSED
SUBFLOOR IS VISIBLE, PATCH EXISTING FINISH FLOORING TO MATCH
EXISTING MATERIAL IN COLOR, TEXTURE, THICKNESS, AND SIZE.
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PIPPING TUNNEL

KEY PLAN

NEW WORK KEYNOTES

1 MECHANICAL SYSTEM- SEE MECHANICAL DRAWINGS.

2

3

PATCH, PREP, AND PAINT EXISTING WALL WHERE SUPPLY GRILLE WAS
PREVIOUSLY DEMOLISHED TO MATCH ADJACENT SURFACE.

INSTALL NEW GLASS IN WINDOW TO MATCH EXISTING IN R-VALUE AND
COLOR.

4

5

6

METAL LOUVER - SEE MECHANICAL DRAWINGS AND DETAIL 2/A101.

AFTER WORK HAS BEEN PERFORMED, INFILL HOLE TIGHT TO PIPE
ON BOTH SIDES OF WALL AND PAINT TO MATCH EXISTING
ADJACENT SURFACES.

PATCH CONCRETE SLAB FLOOR AND PREP SUBFLOOR TO RECEIVE FINISH
FLOORING. PATCH EXISTING FINISH FLOORING TO MATCH EXISTING
MATERIAL COLOR, TEXTURE, AND SIZE.

7 PIPE ENCLOSURE - SEE MECHANICAL DRAWINGS

8 INSTALL 3-5/8" METALS FRAMING AT 16" O.C. WITH 5/8" GYPSUM BOARD.

9 REINSTALL SALVAGED CASEWORK AND/OR COUNTERTOP

10
WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A FRAMING
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK - PROVIDE
FIRE CAULK AROUND PENETRATION WHERE REQUIRED PER LIFESAFETY
DRAWINGS. PATCH,PREP, AND PATCH TO MATCH EXISTING ADJACENT
SURFACE.

11 PATCH, PREP, AND PAINT EXISTING WALL PREVIOUSLY COVERED BY
MECHANICAL EQUIPMENT TO MATCH ADJACENT SURFACE.

12 WHERE NEW MECHANICAL EQUIPMENT HAS BEEN INSTALLED AND EXPOSED
SUBFLOOR IS VISIBLE, PATCH EXISTING FINISH FLOORING TO MATCH
EXISTING MATERIAL IN COLOR, TEXTURE, THICKNESS, AND SIZE.
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KEY PLAN

NEW WORK KEYNOTES

1 MECHANICAL SYSTEM- SEE MECHANICAL DRAWINGS.

2

3

PATCH, PREP, AND PAINT EXISTING WALL WHERE SUPPLY GRILLE WAS
PREVIOUSLY DEMOLISHED TO MATCH ADJACENT SURFACE.

INSTALL NEW GLASS IN WINDOW TO MATCH EXISTING IN R-VALUE AND
COLOR.

4

5

6

METAL LOUVER - SEE MECHANICAL DRAWINGS AND DETAIL 2/A101.

AFTER WORK HAS BEEN PERFORMED, INFILL HOLE TIGHT TO PIPE
ON BOTH SIDES OF WALL AND PAINT TO MATCH EXISTING
ADJACENT SURFACES.

PATCH CONCRETE SLAB FLOOR AND PREP SUBFLOOR TO RECEIVE FINISH
FLOORING. PATCH EXISTING FINISH FLOORING TO MATCH EXISTING
MATERIAL COLOR, TEXTURE, AND SIZE.

7 PIPE ENCLOSURE - SEE MECHANICAL DRAWINGS

8 INSTALL 3-5/8" METALS FRAMING AT 16" O.C. WITH 5/8" GYPSUM BOARD.

9 REINSTALL SALVAGED CASEWORK AND/OR COUNTERTOP

10
WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A FRAMING
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK - PROVIDE
FIRE CAULK AROUND PENETRATION WHERE REQUIRED PER LIFESAFETY
DRAWINGS. PATCH,PREP, AND PATCH TO MATCH EXISTING ADJACENT
SURFACE.

11 PATCH, PREP, AND PAINT EXISTING WALL PREVIOUSLY COVERED BY
MECHANICAL EQUIPMENT TO MATCH ADJACENT SURFACE.

12 WHERE NEW MECHANICAL EQUIPMENT HAS BEEN INSTALLED AND EXPOSED
SUBFLOOR IS VISIBLE, PATCH EXISTING FINISH FLOORING TO MATCH
EXISTING MATERIAL IN COLOR, TEXTURE, THICKNESS, AND SIZE.
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KEY PLAN

NEW WORK KEYNOTES

1 MECHANICAL SYSTEM- SEE MECHANICAL DRAWINGS.

2

3

PATCH, PREP, AND PAINT EXISTING WALL WHERE SUPPLY GRILLE WAS
PREVIOUSLY DEMOLISHED TO MATCH ADJACENT SURFACE.

INSTALL NEW GLASS IN WINDOW TO MATCH EXISTING IN R-VALUE AND
COLOR.

4

5

6

METAL LOUVER - SEE MECHANICAL DRAWINGS AND DETAIL 2/A101.

AFTER WORK HAS BEEN PERFORMED, INFILL HOLE TIGHT TO PIPE
ON BOTH SIDES OF WALL AND PAINT TO MATCH EXISTING
ADJACENT SURFACES.

PATCH CONCRETE SLAB FLOOR AND PREP SUBFLOOR TO RECEIVE FINISH
FLOORING. PATCH EXISTING FINISH FLOORING TO MATCH EXISTING
MATERIAL COLOR, TEXTURE, AND SIZE.

7 PIPE ENCLOSURE - SEE MECHANICAL DRAWINGS

8 INSTALL 3-5/8" METALS FRAMING AT 16" O.C. WITH 5/8" GYPSUM BOARD.

9 REINSTALL SALVAGED CASEWORK AND/OR COUNTERTOP

10
WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A FRAMING
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK - PROVIDE
FIRE CAULK AROUND PENETRATION WHERE REQUIRED PER LIFESAFETY
DRAWINGS. PATCH,PREP, AND PATCH TO MATCH EXISTING ADJACENT
SURFACE.

11 PATCH, PREP, AND PAINT EXISTING WALL PREVIOUSLY COVERED BY
MECHANICAL EQUIPMENT TO MATCH ADJACENT SURFACE.

12 WHERE NEW MECHANICAL EQUIPMENT HAS BEEN INSTALLED AND EXPOSED
SUBFLOOR IS VISIBLE, PATCH EXISTING FINISH FLOORING TO MATCH
EXISTING MATERIAL IN COLOR, TEXTURE, THICKNESS, AND SIZE.
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EXISTING CEILING SYSTEM.

RCP2

REINSTALL SALVAGED ACOUSTIC CEILING TILE SYSTEM.RCP3
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INSTALL NEW GYPSUM BOARD CEILING SYSTEMRCP1

PIPE ENCLOSURE - SEE MECHANICAL DRAWINGS. PIPE ENCLOSURE SHALL NOT BE SECURE TO
EXISTING CEILING SYSTEM.

RCP2

REINSTALL SALVAGED ACOUSTIC CEILING TILE SYSTEM.RCP3
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KEY PLAN

ROOF NEW WORK KEYNOTES

1 MECHANICAL EQUIPMENT -SEE MECHANICAL DRAWING AND DETAIL
2/A301

PIPE-SEE MECHANICAL DRAWINGS AND DETAIL 3/A3012

GENERAL CONTRACTOR TO VEIFY EXISTING ROOFING MANUFACTURER THE
REQUIREMENTS TO MAINTAIN EXISTING FULL ROOF WARRANTY PRIOR TO THE
COMMENCEMENT OF ANY ROOF WORK.

 ROOF WARRANTY NOTE

EXISTING ROOF DECK
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KEY PLAN

ROOF NEW WORK KEYNOTES

1 MECHANICAL EQUIPMENT -SEE MECHANICAL DRAWING AND DETAIL
2/A301

PIPE-SEE MECHANICAL DRAWINGS AND DETAIL 3/A3012

GENERAL CONTRACTOR TO VEIFY EXISTING ROOFING MANUFACTURER THE
REQUIREMENTS TO MAINTAIN EXISTING FULL ROOF WARRANTY PRIOR TO THE
COMMENCEMENT OF ANY ROOF WORK.
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