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PROJECT INFORMATION

PROJECT: AUBURN HIGH SCHOOL

PROJECT ADDRESS: 5110 AUBURN ST.

ROCKFORD (CITY) ILLINOIS (STATE) 61114 (ZIP CODE)

STATEMENT OF COMPLIANCE

I HAVE PREPARED, OR CAUSED TO BE PREPARED UNDER MY DIRECT

SUPERVISION, THE ATTACHED PLANS AND SPECIFICATIONS AND STATE THAT, TO

THE BEST OF MY KNOWLEDGE AND BELIEF AND TO THE EXTENT OF MY

CONTRACTUAL OBLIGATION, THEY ARE IN COMPLIANCE WITH THE

ENVIRONMENTAL BARRIERS ACT [410 ILCS 25] AND THE ILLINOIS ACCESSIBILITY

CODE (71 III. ADM. CODE 400).

SIGNED:

ARCHITECT / ENGINEER

ILLINOIS REGISTRATION NO.:

DATE: 12/23/2021

001-015740

EXPIRATION DATE:

DATE:

LICENSE:

ENERGY CODE COMPLIANCE

STATEMENT

I hereby certify that I am a Licensed Architect in the State of Illinois and I also certify that to the best of my knowledge

and belief that the plans for AUBURN HIGH SCHOOL fully comply with the following sections of the 2018

International Energy Conservation Code and State of Illinois amendments.

IECC - Commercial Provisions

Chapter 1 (CE) - Scope and Administration

Chapter 2 (CE) - Definitions

Chapter 3 (CE) - General Requirements

Chapter 4 (CE) - Commercial Energy Efficiency

Chapter 5 (CE) - Existing Buildings

Chapter 6 (CE) - Referenced Standards

State of Illinois Amendments to C101.1, C101.1.2, C101.1.3,

C101.5, C102.1.1, C109.1, C109.3, C402.2.2, C402.5.1, C402.5.1.1 and C503.1

In accordance with Illinois Amendment to C101.5, US DOE COMcheck Energy Code Compliance Certificates have

been submitted to the AHJ (Authority Having Jurisdiction) along with all associated supporting documentation. In

accordance with IECC Section 103.2, Insulation materials and R-values, Fenestration U-factors and SHGC's, area

weighted U-factors and SHGC calculations, mechanical system design criteria, mechanical system and service hot

water system equipment types, sizes and efficiencies, economizer description, equipment and system controls, fan motor

horsepower and controls, duct sealing, duct and pipe insulation and location, lighting and fixture schedules with

wattage and control system, air sealing details and system commissioning requirements area detailed, described and

specified in the construction documents (Drawings and Project Manual) and the COMcheck Compliance Certificate

including attached supporting documentation and calculations.
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1. FOR THE REMOVAL OF MECHANICAL EQUIPMENTS, DUCTWORK AND PIPING,REFER TO MECHANICAL
DRAWINGS FOR ADDITIONAL INFORMATION.

GENERAL NOTES

1. EACH BIDDER SHALL VISIT THE SITE OF PROPOSED WORK AND FULLY ACQUAINT

THEMSELVES WITH CONDITIONS RELATING TO CONSTRUCTION AND LABOR SO

THAT THEY MAY FULLY UNDERSTAND THE FACILITIES, DIFFICULTIES, AND

RESTRICTIONS AFFECTING THE COMPLETION OF WORK INCLUDED UNDER THE

CONTRACT.

2. FIELD VERIFY AND COORDINATE ITEMS, DIMENSIONS, CONDITIONS, AND

QUANTITIES, ETC. NOTIFY ARCHITECT OF ANY APPARENT DISCREPANCIES.

3. MAINTAIN REQUIRED EXITS FROM THE EXISTING BUILDING AND SITE ACCESS

THROUGH SUBSTANTIAL COMPLETION.

4. ITEMS NOTED AS EXISTING ARE TO REMAIN, UNLESS OTHERWISE NOTED.

5. VERIFY WITH OWNER ITEMS TO BE SALVAGED AND RETURNED TO OWNER,

INCLUDING BUT NOT NECESSARILY LIMITED TO MECHANICAL, ELECTRICAL,

PLUMBING, ETC. ITEMS TO BE SALVAGED SHALL BE CAREFULLY REMOVED AS TO

ALLOW FOR OWNER'S REUSE.

6. EXISTING LOOSE ITEMS INCLUDING FURNITURE , EQUIPMENT, AND SUPPLIES

SHALL BE REMOVED BY OWNER AS NECESSARY. COORDINATE MOVING

SCHEDULE WITH OWNER FOR LOOSE ITEMS TO BE REMOVED BY OWNER PRIOR

TO START OF THE WORK.

7. REMOVE AND REINSTALL EXISTING CEILINGS, MECHANICAL, AND ELECTRICAL

EQUIPMENT, DEVICES, LIGHTING, EXIT SIGNS, FIRE ALARM DEVICES, CONDUIT,

WIRING, ETC. AS REQUIRED TO ACCOMPLISH REMOVAL AND INSTALLATION OF

NEW WORK, UNLESS OTHERWISE NOTED. VERIFY THE OPERATING CONDITION

OF EQUIPMENT PRIOR TO THE START OF THE WORK AND REPORT CONDITIONS

TO THE ARCHITECT. EXISTING EQUIPMENT AFFECTED BY THE WORK WHICH IS

NOT IN PROPER OPERATING CONDITION AFTER WORK IS COMPLETED SHALL BE

REPAIRED BY THE CONTRACTOR AT THEIR EXPENSE.

8. AT LOCATIONS WHERE NEW ELECTRICAL CONDUITS, MECHANICAL AND

PLUMBING PIPING, ETC. PENETRATE THROUGH NEW OR EXISTING WALLS,

INSTALL UL RATED THROUGH-PENETRATION FIRE STOPPING SYSTEM AROUND

CONDUITS AND PIPING, ETC. TO PROVIDE A COMPLETE FIRE RATED SEPARATION

AS REQUIRED.

9. WHERE NEW PENETRATIONS ARE MADE IN EXISTING WALLS AND FLOORS AND

WHERE DEMOLITION HAS OCCURRED, CONTRACTOR SHALL RECONSTRUCT

WALL OR FLOOR TIGHT AROUND PENETRATION WITH MATERIALS TO MATCH

EXISTING WALL OR FLOOR CONSTRUCTION.

10. PATCH AND REPAIR EXISTING CONSTRUCTION, EXISTING SURFACES, AND

NEWLY EXPOSED CONSTRUCTION AFFECTED BY THE WORK WITH MATERIALS

AND FINISHES CONSISTENT WITH EXISTING TO MATCH ADJACENT SURFACES

AND FINISHES, WHETHER SHOWN OR NOT ON THE DRAWINGS, TYP. - UNLESS

NOTED OTHERWISE. PROVIDE NECESSARY AND REQUIRED PREPARATORY

WORK TO EXISTING CONSTRUCTION AFFECTED BY THE WORK TO RECEIVE NEW

AND PROPER FINISHES.

11. RESTORE ITEMS/DAMAGED AREAS AT STAGING AREAS, ETC. TO ORIGINAL

FULLY FUNCTIONAL CONDITION.

12. CONTRACTOR SHALL BE RESPONSIBLE FOR EXTENDING AND ADJUSTING

EXISTING ITEMS WHETHER SHOWN OR NOT, INCLUDING ELECTRICAL, WIRING,

CONDUITS, MECHANICAL, PLUMBING, FLOOR DRAIN COVERS, ETC.

SIGNATURE

001-015740

LICENSE No.

DATE

12/23/2021

EXPIRATION DATE

11/30/2022

13. PROPERLY PROTECT EXISTING BUILDING, CONCRETE WALKS, CURBS, PAVING,

GRASS, LANDSCAPING, ETC. FROM DAMAGE DURING CONSTRUCTION.REPLACE

ANY DISTURBED AND DAMAGED AREAS WITH NEW LIKE MATERIALS, SOD,

LANDSCAPING, ETC, MATCHING EXISTING.

14. EXISTING ENTRANCES AND DRIVES MUST REMAIN OPEN AND PASSABLE.

15. MAINTAIN REQUIRED EXITS FROM THE EXISTING BUILDING THROUGH

SUBSTANTIAL COMPLETION.

16. COORDINATE STAGING AREA/LOCATIONS WITH OWNER.

17. CONTRACTOR TO AVOID EXISTING ROOF AREAS WHERE NO WORK IS

REQUIRED. DO NOT STAGE MATERIALS ON EXISTING ROOFING AREAS.

DAMAGE TO EXISTING ROOF AREAS CAUSED BY CONSTRUCTION SHALL BE THE

CONTRACTOR'S RESPONSIBILITY TO REPAIR OR REPLACE AND PROVIDE A

WATERTIGHT CONDITION THAT MATCHES ADJACENT ROOF SYSTEM.  MAINTAIN

EXITING WARRANTIES.

2. FOR THE REMOVAL OF ELECTRICAL EQUIPMENTS, LIGHT FIXTURES, REFER TO ELECTRICAL
DRAWINGS FOR ADDITIONAL INFORMATION.
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D. PATCH TO MATCH EXISTING WALLS WHETHER INDICATED OR NOT TO
ACCOMMODATE THE NEW WORK.

E. PROVIDE GYPSUM BOARD CONTROL JOINTS ON HORIZONTAL AND
VERTICAL SURFACES AT LOCATIONS INDICATED ON THE DRAWINGS

ROOM FINISH SCHEDULE KEYNOTES:

1. REINSTALL ACOUSTIC CEILING TILES TO ITS EXISTING HEIGHT - VERIFY IN
FIELD.

2. PAINT PATCHED GYPSUM BOARD TO MATCH EXISTING ADJACENT WALL.
3. PAINT MASONRY INFILL WALL TO MATCH EXISTING ADJACENT WALL.

GENERAL PAINTING NOTES:

1. PROVIDE NEW PAINT FINISH AT EXISTING AREAS AFFECTED BY THE WORK,
AS INDICATED IN THE ROOM FINISH SCHEDULE, AND AS NOTED ON THE
DRAWINGS.

2. FIELD VERIFY ITEMS, CONDITIONS, QUANTITIES, ETC.

3. PROVIDE PREPARATION AS NECESSARY PRIOR TO PAINTING WORK
INCLUDING BUT NOT LIMITED TO PATCHING HOLES AND OTHER AREAS OF
DAMAGE, SECURING LOOSE TRIM, CONDUITS AND ANY OTHER WALL OR
CEILING HARDWARE ITEMS REQUIRING ATTENTION.

4. PROPERLY PROTECT EXISTING ITEMS DURING CLEANING AND PAINTING
INCLUDING BUT NOT LIMITED.

5. PRIOR TO PAINTING WORK, PROVIDE TRI-SODIUM PHOSPHATE (TSP)
CLEANING OF EXISTING SURFACES TO RECEIVE PAINT USING APPROVED
METHODS OF CLEANING PER CHEMICAL MANUFACTURER'S
REQUIREMENTS. PROTECT EXISTING ITEMS DURING CLEANING AND
PAINTING.

6. PAINT NEWLY EXPOSED WALL SURFACES PREVIOUSLY CONCEALED BY THE
EXISTING CONDITIONS.PAINT THE ENTIRE WALL THAT WILL REMAIN VISIBLE.

7. DO NOT PAINT ELECTRICAL FIXTURES, HOUSINGS, ELECTRICAL WALL
DEVICES, SAFETY DEVICES, FIRE ALARM EQUIPMENT INCLUDING PULLS,
HORNS, VISUAL DEVICES, SMOKE AND HEAT  DETECTORS, ETC. PAINT
EXPOSED ELECTRICAL CONDUIT AND ELECTRICAL BOXES.

8. PAINT NEW ITEMS AS INDICATED.

9. PAINT NEW EXPOSED INTERIOR CONDUIT, JUNCTION BOXES, ETC.
INCLUDING HANGERS,TRIM, AND ASSOCIATED COMPONENTS WITHIN
FINISHED EXPOSED SPACES WHETHER INDICATED OR NOT IN ROOM
FINISH SCHEDULE.

10. AT NEW MASONRY INFILL, PAINT ENTIRE WALL THAT WILL REMAIN VISIBLE.
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A. DO NOT PAINT SUSPENDED ACOUSTICAL CEILING SYSTEM.

B. PAINT ALL NEW EXPOSED DUCTWORK, CONDUIT, JUNCTION BOXES, ETC.
INCLUDING ALL HANGERS,TRIM AND ASSOCIATED COMPONENTS WHETHER
INDICATED OR NOT IN THE ROOM FINISH SCHEDULE.

C. REFER TO REFLECTED CEILING PLAN FOR CEILING HEIGHTS.

D. PATCH TO MATCH EXISTING WALLS WHETHER INDICATED OR NOT TO
ACCOMMODATE THE NEW WORK.

E. PROVIDE GYPSUM BOARD CONTROL JOINTS ON HORIZONTAL AND
VERTICAL SURFACES AT LOCATIONS INDICATED ON THE DRAWINGS

ROOM FINISH SCHEDULE KEYNOTES:

1. REINSTALL ACOUSTIC CEILING TILES TO ITS EXISTING HEIGHT - VERIFY IN
FIELD.

2. PAINT PATCHED GYPSUM BOARD TO MATCH EXISTING ADJACENT WALL.
3. PAINT MASONRY INFILL WALL TO MATCH EXISTING ADJACENT WALL.

GENERAL PAINTING NOTES:

1. PROVIDE NEW PAINT FINISH AT EXISTING AREAS AFFECTED BY THE WORK,
AS INDICATED IN THE ROOM FINISH SCHEDULE, AND AS NOTED ON THE
DRAWINGS.

2. FIELD VERIFY ITEMS, CONDITIONS, QUANTITIES, ETC.

3. PROVIDE PREPARATION AS NECESSARY PRIOR TO PAINTING WORK
INCLUDING BUT NOT LIMITED TO PATCHING HOLES AND OTHER AREAS OF
DAMAGE, SECURING LOOSE TRIM, CONDUITS AND ANY OTHER WALL OR
CEILING HARDWARE ITEMS REQUIRING ATTENTION.

4. PROPERLY PROTECT EXISTING ITEMS DURING CLEANING AND PAINTING
INCLUDING BUT NOT LIMITED.

5. PRIOR TO PAINTING WORK, PROVIDE TRI-SODIUM PHOSPHATE (TSP)
CLEANING OF EXISTING SURFACES TO RECEIVE PAINT USING APPROVED
METHODS OF CLEANING PER CHEMICAL MANUFACTURER'S
REQUIREMENTS. PROTECT EXISTING ITEMS DURING CLEANING AND
PAINTING.

6. PAINT NEWLY EXPOSED WALL SURFACES PREVIOUSLY CONCEALED BY THE
EXISTING CONDITIONS.PAINT THE ENTIRE WALL THAT WILL REMAIN VISIBLE.

7. DO NOT PAINT ELECTRICAL FIXTURES, HOUSINGS, ELECTRICAL WALL
DEVICES, SAFETY DEVICES, FIRE ALARM EQUIPMENT INCLUDING PULLS,
HORNS, VISUAL DEVICES, SMOKE AND HEAT  DETECTORS, ETC. PAINT
EXPOSED ELECTRICAL CONDUIT AND ELECTRICAL BOXES.

8. PAINT NEW ITEMS AS INDICATED.

9. PAINT NEW EXPOSED INTERIOR CONDUIT, JUNCTION BOXES, ETC.
INCLUDING HANGERS,TRIM, AND ASSOCIATED COMPONENTS WITHIN
FINISHED EXPOSED SPACES WHETHER INDICATED OR NOT IN ROOM
FINISH SCHEDULE.

10. AT NEW MASONRY INFILL, PAINT ENTIRE WALL THAT WILL REMAIN VISIBLE.
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DEMOLITION KEYNOTES
D1 CORE/REMOVE MASONRY AS NECESSARY TO ROUTE NEW DUCTWORK OR NEW PIPING. IF

CORING TIGHT TO NEW DUCTWORK OR NEW PIPING IS NOT FEASIBLE, REMOVE FULL CMU
AND/OR BRICK. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D2 REMOVE PORTION OF EXISTING FRAMING AND PLASTER AS NECESSARY TO ACCOMMODATE
NEW DUCTWORK OR PIPING. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL
INFORMATION.

D3  WHERE NEW PIPING OR DUCTWORK IS BEING REPLACED. MODIFY OPENING TO ACCOMMODATE
NEW WORK. IF CORING TIGHT OPENING TO NEW DUCTWORK OR NEW PIPING IS NOT FEASIBLE,
REMOVE FULL CMU. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D4 CAREFULLY REMOVE EXISTING CEILING SYSTEM AS REQUIRED TO PERFORM THE WORK AND
SALVAGE FOR REINSTALLATION.

D5 ENLARGE EXISTING ROOF OPENING TO ACCOMMODATE NEW DUCTWORK - SEE MECHANICAL
DRAWINGS

D6 REMOVE MECHANICAL EQUIPMENT - REFER TO MECHANICAL DRAWINGS.

D7 REMOVE EXISTING PLASTER/GYPSUM BOARD CEILING TO ACCOMMODATE NEW WORK.

D8 REMOVE MECHANICAL EQUIPMENT ABOVE CEILING - REFER TO MECHANICAL DRAWINGS.

D9 REMOVE EXISTING CABINETRY TO PERFORM NEW WORK AND SALVAGE FOR REINSTALLATION -
SEE MECHANICAL DRAWINGS.

D10 REMOVE EXISTING RTU - SEE MECHANICAL DRAWINGS

D11 REMOVE PORTION OF EXISTING FLOOR FOR THE INSTALLATION OF NEW PIPING - SEE
MECHANICAL DRAWINGS.
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GENERAL COORDINATION NOTES
GENERAL CONTRACTOR TO COORDINATE DEMOLITION WITH MECHANICAL
AND ELECTRICAL DRAWINGS PRIOR TO COMMENCEMENT OF WORK.
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DEMOLITION KEYNOTES
D1 CORE/REMOVE MASONRY AS NECESSARY TO ROUTE NEW DUCTWORK OR NEW PIPING. IF

CORING TIGHT TO NEW DUCTWORK OR NEW PIPING IS NOT FEASIBLE, REMOVE FULL CMU
AND/OR BRICK. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D2 REMOVE PORTION OF EXISTING FRAMING AND PLASTER AS NECESSARY TO ACCOMMODATE
NEW DUCTWORK OR PIPING. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL
INFORMATION.

D3  WHERE NEW PIPING OR DUCTWORK IS BEING REPLACED. MODIFY OPENING TO ACCOMMODATE
NEW WORK. IF CORING TIGHT OPENING TO NEW DUCTWORK OR NEW PIPING IS NOT FEASIBLE,
REMOVE FULL CMU. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D4 CAREFULLY REMOVE EXISTING CEILING SYSTEM AS REQUIRED TO PERFORM THE WORK AND
SALVAGE FOR REINSTALLATION.

D5 ENLARGE EXISTING ROOF OPENING TO ACCOMMODATE NEW DUCTWORK - SEE MECHANICAL
DRAWINGS

D6 REMOVE MECHANICAL EQUIPMENT - REFER TO MECHANICAL DRAWINGS.

D7 REMOVE EXISTING PLASTER/GYPSUM BOARD CEILING TO ACCOMMODATE NEW WORK.

D8 REMOVE MECHANICAL EQUIPMENT ABOVE CEILING - REFER TO MECHANICAL DRAWINGS.

D9 REMOVE EXISTING CABINETRY TO PERFORM NEW WORK AND SALVAGE FOR REINSTALLATION -
SEE MECHANICAL DRAWINGS.

D10 REMOVE EXISTING RTU - SEE MECHANICAL DRAWINGS

D11 REMOVE PORTION OF EXISTING FLOOR FOR THE INSTALLATION OF NEW PIPING - SEE
MECHANICAL DRAWINGS.
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DEMOLITION KEYNOTES
D1 CORE/REMOVE MASONRY AS NECESSARY TO ROUTE NEW DUCTWORK OR NEW PIPING. IF

CORING TIGHT TO NEW DUCTWORK OR NEW PIPING IS NOT FEASIBLE, REMOVE FULL CMU
AND/OR BRICK. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D2 REMOVE PORTION OF EXISTING FRAMING AND PLASTER AS NECESSARY TO ACCOMMODATE
NEW DUCTWORK OR PIPING. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL
INFORMATION.

D3  WHERE NEW PIPING OR DUCTWORK IS BEING REPLACED. MODIFY OPENING TO ACCOMMODATE
NEW WORK. IF CORING TIGHT OPENING TO NEW DUCTWORK OR NEW PIPING IS NOT FEASIBLE,
REMOVE FULL CMU. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D4 CAREFULLY REMOVE EXISTING CEILING SYSTEM AS REQUIRED TO PERFORM THE WORK AND
SALVAGE FOR REINSTALLATION.

D5 ENLARGE EXISTING ROOF OPENING TO ACCOMMODATE NEW DUCTWORK - SEE MECHANICAL
DRAWINGS

D6 REMOVE MECHANICAL EQUIPMENT - REFER TO MECHANICAL DRAWINGS.

D7 REMOVE EXISTING PLASTER/GYPSUM BOARD CEILING TO ACCOMMODATE NEW WORK.

D8 REMOVE MECHANICAL EQUIPMENT ABOVE CEILING - REFER TO MECHANICAL DRAWINGS.

D9 REMOVE EXISTING CABINETRY TO PERFORM NEW WORK AND SALVAGE FOR REINSTALLATION -
SEE MECHANICAL DRAWINGS.

D10 REMOVE EXISTING RTU - SEE MECHANICAL DRAWINGS

D11 REMOVE PORTION OF EXISTING FLOOR FOR THE INSTALLATION OF NEW PIPING - SEE
MECHANICAL DRAWINGS.
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DEMOLITION KEYNOTES
D1 CORE/REMOVE MASONRY AS NECESSARY TO ROUTE NEW DUCTWORK OR NEW PIPING. IF

CORING TIGHT TO NEW DUCTWORK OR NEW PIPING IS NOT FEASIBLE, REMOVE FULL CMU
AND/OR BRICK. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D2 REMOVE PORTION OF EXISTING FRAMING AND PLASTER AS NECESSARY TO ACCOMMODATE
NEW DUCTWORK OR PIPING. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL
INFORMATION.

D3  WHERE NEW PIPING OR DUCTWORK IS BEING REPLACED. MODIFY OPENING TO ACCOMMODATE
NEW WORK. IF CORING TIGHT OPENING TO NEW DUCTWORK OR NEW PIPING IS NOT FEASIBLE,
REMOVE FULL CMU. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D4 CAREFULLY REMOVE EXISTING CEILING SYSTEM AS REQUIRED TO PERFORM THE WORK AND
SALVAGE FOR REINSTALLATION.

D5 ENLARGE EXISTING ROOF OPENING TO ACCOMMODATE NEW DUCTWORK - SEE MECHANICAL
DRAWINGS

D6 REMOVE MECHANICAL EQUIPMENT - REFER TO MECHANICAL DRAWINGS.

D7 REMOVE EXISTING PLASTER/GYPSUM BOARD CEILING TO ACCOMMODATE NEW WORK.

D8 REMOVE MECHANICAL EQUIPMENT ABOVE CEILING - REFER TO MECHANICAL DRAWINGS.

D9 REMOVE EXISTING CABINETRY TO PERFORM NEW WORK AND SALVAGE FOR REINSTALLATION -
SEE MECHANICAL DRAWINGS.

D10 REMOVE EXISTING RTU - SEE MECHANICAL DRAWINGS

D11 REMOVE PORTION OF EXISTING FLOOR FOR THE INSTALLATION OF NEW PIPING - SEE
MECHANICAL DRAWINGS.
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GENERAL COORDINATION NOTES
GENERAL CONTRACTOR TO COORDINATE DEMOLITION WITH MECHANICAL
AND ELECTRICAL DRAWINGS PRIOR TO COMMENCEMENT OF WORK.
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CORING TIGHT TO NEW DUCTWORK OR NEW PIPING IS NOT FEASIBLE, REMOVE FULL CMU
AND/OR BRICK. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D2 REMOVE PORTION OF EXISTING FRAMING AND PLASTER AS NECESSARY TO ACCOMMODATE
NEW DUCTWORK OR PIPING. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL
INFORMATION.

D3  WHERE NEW PIPING OR DUCTWORK IS BEING REPLACED. MODIFY OPENING TO ACCOMMODATE
NEW WORK. IF CORING TIGHT OPENING TO NEW DUCTWORK OR NEW PIPING IS NOT FEASIBLE,
REMOVE FULL CMU. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D4 CAREFULLY REMOVE EXISTING CEILING SYSTEM AS REQUIRED TO PERFORM THE WORK AND
SALVAGE FOR REINSTALLATION.

D5 ENLARGE EXISTING ROOF OPENING TO ACCOMMODATE NEW DUCTWORK - SEE MECHANICAL
DRAWINGS

D6 REMOVE MECHANICAL EQUIPMENT - REFER TO MECHANICAL DRAWINGS.

D7 REMOVE EXISTING PLASTER/GYPSUM BOARD CEILING TO ACCOMMODATE NEW WORK.

D8 REMOVE MECHANICAL EQUIPMENT ABOVE CEILING - REFER TO MECHANICAL DRAWINGS.

D9 REMOVE EXISTING CABINETRY TO PERFORM NEW WORK AND SALVAGE FOR REINSTALLATION -
SEE MECHANICAL DRAWINGS.
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MECHANICAL DRAWINGS.
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NEW WORK KEYNOTES
1       WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED,

INFILL HOLE IN WALL WITH FULL CMU TO MATCH EXISTING SIZE AND
COURSING. PAINT TO MATCH EXISTING ADJACENT SURFACE.

2

3      WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED.
PATCH, PREP AND PAINT TO MATCH EXISTING ADJACENT MATERIAL,
TEXTURE, AND COLOR.

4      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A MASONRY
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK WITH FULL
CMU. MATCH THICKNESS AND COURSING - PROVIDE FIRE CAULK AROUND
PENETRATION AND PAINT TO MATCH EXISTING ADJACENT SURFACE.

5      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A FRAMING
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK - PROVIDE
FIRE CAULK AROUND PENETRATION. PATCH, PREP, AND PAINT TO MATCH
EXISTING ADJACENT SURFACE.

6 NEW MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS.

7

8 NEW MECHANICAL EQUIPMENT ABOVE CEILING - SEE MECHANICAL DRAWINGS.

9

10
PATCH FLOORING AROUND NEW MECHANICAL EQUIPMENT OR EXPOSED SUBFLOORING, TO
MATCH EXISTING FLOORING IN MATERIAL, COLOR, TEXTURE AND THICKNESS.

WHERE NEW PIPING HAS BEEN ROUTED THROUGH AN EXISTING FRAMED WALL WITH GYPSUM
BOARD - PATCH, PREP, AND PAINT GYPSUM BOARD  WALL TO MATCH COLOR OF EXISTING
ADJACENT WALL - BOTH SIDES.

11 AFTER WORK HAS BEEN COMPLETED REINSTALL CABINETS - REFER TO MECHANICAL DRAWINGS.

PATCH SUBFLOORING TIGHT TO PIPING.PATCH FINISH FLOOR TO MATCH EXISTING IN FINISH
TYPE, SIZE, COLOR, TEXTURE AND THICKNESS.

PIPE ENCLOSURE - SEE MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.
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NEW WORK KEYNOTES
1       WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED,

INFILL HOLE IN WALL WITH FULL CMU TO MATCH EXISTING SIZE AND
COURSING. PAINT TO MATCH EXISTING ADJACENT SURFACE.

2

3      WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED.
PATCH, PREP AND PAINT TO MATCH EXISTING ADJACENT MATERIAL,
TEXTURE, AND COLOR.

4      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A MASONRY
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK WITH FULL
CMU. MATCH THICKNESS AND COURSING - PROVIDE FIRE CAULK AROUND
PENETRATION AND PAINT TO MATCH EXISTING ADJACENT SURFACE.

5      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A FRAMING
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK - PROVIDE
FIRE CAULK AROUND PENETRATION. PATCH, PREP, AND PAINT TO MATCH
EXISTING ADJACENT SURFACE.

6 NEW MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS.

7

8 NEW MECHANICAL EQUIPMENT ABOVE CEILING - SEE MECHANICAL DRAWINGS.

9

10
PATCH FLOORING AROUND NEW MECHANICAL EQUIPMENT OR EXPOSED SUBFLOORING, TO
MATCH EXISTING FLOORING IN MATERIAL, COLOR, TEXTURE AND THICKNESS.

WHERE NEW PIPING HAS BEEN ROUTED THROUGH AN EXISTING FRAMED WALL WITH GYPSUM
BOARD - PATCH, PREP, AND PAINT GYPSUM BOARD  WALL TO MATCH COLOR OF EXISTING
ADJACENT WALL - BOTH SIDES.

11 AFTER WORK HAS BEEN COMPLETED REINSTALL CABINETS - REFER TO MECHANICAL DRAWINGS.

PATCH SUBFLOORING TIGHT TO PIPING.PATCH FINISH FLOOR TO MATCH EXISTING IN FINISH
TYPE, SIZE, COLOR, TEXTURE AND THICKNESS.

PIPE ENCLOSURE - SEE MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.
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NEW WORK KEYNOTES
1       WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED,

INFILL HOLE IN WALL WITH FULL CMU TO MATCH EXISTING SIZE AND
COURSING. PAINT TO MATCH EXISTING ADJACENT SURFACE.

2

3      WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED.
PATCH, PREP AND PAINT TO MATCH EXISTING ADJACENT MATERIAL,
TEXTURE, AND COLOR.

4      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A MASONRY
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK WITH FULL
CMU. MATCH THICKNESS AND COURSING - PROVIDE FIRE CAULK AROUND
PENETRATION AND PAINT TO MATCH EXISTING ADJACENT SURFACE.

5      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A FRAMING
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK - PROVIDE
FIRE CAULK AROUND PENETRATION. PATCH, PREP, AND PAINT TO MATCH
EXISTING ADJACENT SURFACE.

6 NEW MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS.

7

8 NEW MECHANICAL EQUIPMENT ABOVE CEILING - SEE MECHANICAL DRAWINGS.

9

10
PATCH FLOORING AROUND NEW MECHANICAL EQUIPMENT OR EXPOSED SUBFLOORING, TO
MATCH EXISTING FLOORING IN MATERIAL, COLOR, TEXTURE AND THICKNESS.

WHERE NEW PIPING HAS BEEN ROUTED THROUGH AN EXISTING FRAMED WALL WITH GYPSUM
BOARD - PATCH, PREP, AND PAINT GYPSUM BOARD  WALL TO MATCH COLOR OF EXISTING
ADJACENT WALL - BOTH SIDES.

11 AFTER WORK HAS BEEN COMPLETED REINSTALL CABINETS - REFER TO MECHANICAL DRAWINGS.

PATCH SUBFLOORING TIGHT TO PIPING.PATCH FINISH FLOOR TO MATCH EXISTING IN FINISH
TYPE, SIZE, COLOR, TEXTURE AND THICKNESS.

PIPE ENCLOSURE - SEE MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.
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NEW WORK KEYNOTES
1       WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED,

INFILL HOLE IN WALL WITH FULL CMU TO MATCH EXISTING SIZE AND
COURSING. PAINT TO MATCH EXISTING ADJACENT SURFACE.

2

3      WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED.
PATCH, PREP AND PAINT TO MATCH EXISTING ADJACENT MATERIAL,
TEXTURE, AND COLOR.

4      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A MASONRY
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK WITH FULL
CMU. MATCH THICKNESS AND COURSING - PROVIDE FIRE CAULK AROUND
PENETRATION AND PAINT TO MATCH EXISTING ADJACENT SURFACE.

5      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A FRAMING
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK - PROVIDE
FIRE CAULK AROUND PENETRATION. PATCH, PREP, AND PAINT TO MATCH
EXISTING ADJACENT SURFACE.

6 NEW MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS.

7

8 NEW MECHANICAL EQUIPMENT ABOVE CEILING - SEE MECHANICAL DRAWINGS.

9

10
PATCH FLOORING AROUND NEW MECHANICAL EQUIPMENT OR EXPOSED SUBFLOORING, TO
MATCH EXISTING FLOORING IN MATERIAL, COLOR, TEXTURE AND THICKNESS.

WHERE NEW PIPING HAS BEEN ROUTED THROUGH AN EXISTING FRAMED WALL WITH GYPSUM
BOARD - PATCH, PREP, AND PAINT GYPSUM BOARD  WALL TO MATCH COLOR OF EXISTING
ADJACENT WALL - BOTH SIDES.

11 AFTER WORK HAS BEEN COMPLETED REINSTALL CABINETS - REFER TO MECHANICAL DRAWINGS.

PATCH SUBFLOORING TIGHT TO PIPING.PATCH FINISH FLOOR TO MATCH EXISTING IN FINISH
TYPE, SIZE, COLOR, TEXTURE AND THICKNESS.

PIPE ENCLOSURE - SEE MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.
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NEW WORK KEYNOTES
1       WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED,

INFILL HOLE IN WALL WITH FULL CMU TO MATCH EXISTING SIZE AND
COURSING. PAINT TO MATCH EXISTING ADJACENT SURFACE.

2

3      WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED.
PATCH, PREP AND PAINT TO MATCH EXISTING ADJACENT MATERIAL,
TEXTURE, AND COLOR.

4      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A MASONRY
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK WITH FULL
CMU. MATCH THICKNESS AND COURSING - PROVIDE FIRE CAULK AROUND
PENETRATION AND PAINT TO MATCH EXISTING ADJACENT SURFACE.

5      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A FRAMING
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK - PROVIDE
FIRE CAULK AROUND PENETRATION. PATCH, PREP, AND PAINT TO MATCH
EXISTING ADJACENT SURFACE.

6 NEW MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS.

7

8 NEW MECHANICAL EQUIPMENT ABOVE CEILING - SEE MECHANICAL DRAWINGS.

9

10
PATCH FLOORING AROUND NEW MECHANICAL EQUIPMENT OR EXPOSED SUBFLOORING, TO
MATCH EXISTING FLOORING IN MATERIAL, COLOR, TEXTURE AND THICKNESS.

WHERE NEW PIPING HAS BEEN ROUTED THROUGH AN EXISTING FRAMED WALL WITH GYPSUM
BOARD - PATCH, PREP, AND PAINT GYPSUM BOARD  WALL TO MATCH COLOR OF EXISTING
ADJACENT WALL - BOTH SIDES.

11 AFTER WORK HAS BEEN COMPLETED REINSTALL CABINETS - REFER TO MECHANICAL DRAWINGS.

PATCH SUBFLOORING TIGHT TO PIPING.PATCH FINISH FLOOR TO MATCH EXISTING IN FINISH
TYPE, SIZE, COLOR, TEXTURE AND THICKNESS.

PIPE ENCLOSURE - SEE MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.
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NEW WORK KEYNOTES
1       WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED,

INFILL HOLE IN WALL WITH FULL CMU TO MATCH EXISTING SIZE AND
COURSING. PAINT TO MATCH EXISTING ADJACENT SURFACE.

2

3      WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED.
PATCH, PREP AND PAINT TO MATCH EXISTING ADJACENT MATERIAL,
TEXTURE, AND COLOR.

4      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A MASONRY
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK WITH FULL
CMU. MATCH THICKNESS AND COURSING - PROVIDE FIRE CAULK AROUND
PENETRATION AND PAINT TO MATCH EXISTING ADJACENT SURFACE.

5      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A FRAMING
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK - PROVIDE
FIRE CAULK AROUND PENETRATION. PATCH, PREP, AND PAINT TO MATCH
EXISTING ADJACENT SURFACE.

6 NEW MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS.

7

8 NEW MECHANICAL EQUIPMENT ABOVE CEILING - SEE MECHANICAL DRAWINGS.

9

10
PATCH FLOORING AROUND NEW MECHANICAL EQUIPMENT OR EXPOSED SUBFLOORING, TO
MATCH EXISTING FLOORING IN MATERIAL, COLOR, TEXTURE AND THICKNESS.

WHERE NEW PIPING HAS BEEN ROUTED THROUGH AN EXISTING FRAMED WALL WITH GYPSUM
BOARD - PATCH, PREP, AND PAINT GYPSUM BOARD  WALL TO MATCH COLOR OF EXISTING
ADJACENT WALL - BOTH SIDES.

11 AFTER WORK HAS BEEN COMPLETED REINSTALL CABINETS - REFER TO MECHANICAL DRAWINGS.

PATCH SUBFLOORING TIGHT TO PIPING.PATCH FINISH FLOOR TO MATCH EXISTING IN FINISH
TYPE, SIZE, COLOR, TEXTURE AND THICKNESS.

PIPE ENCLOSURE - SEE MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.
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NEW WORK KEYNOTES
1       WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED,

INFILL HOLE IN WALL WITH FULL CMU TO MATCH EXISTING SIZE AND
COURSING. PAINT TO MATCH EXISTING ADJACENT SURFACE.

2

3      WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED.
PATCH, PREP AND PAINT TO MATCH EXISTING ADJACENT MATERIAL,
TEXTURE, AND COLOR.

4      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A MASONRY
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK WITH FULL
CMU. MATCH THICKNESS AND COURSING - PROVIDE FIRE CAULK AROUND
PENETRATION AND PAINT TO MATCH EXISTING ADJACENT SURFACE.

5      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A FRAMING
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK - PROVIDE
FIRE CAULK AROUND PENETRATION. PATCH, PREP, AND PAINT TO MATCH
EXISTING ADJACENT SURFACE.

6 NEW MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS.

7

8 NEW MECHANICAL EQUIPMENT ABOVE CEILING - SEE MECHANICAL DRAWINGS.

9

10
PATCH FLOORING AROUND NEW MECHANICAL EQUIPMENT OR EXPOSED SUBFLOORING, TO
MATCH EXISTING FLOORING IN MATERIAL, COLOR, TEXTURE AND THICKNESS.

WHERE NEW PIPING HAS BEEN ROUTED THROUGH AN EXISTING FRAMED WALL WITH GYPSUM
BOARD - PATCH, PREP, AND PAINT GYPSUM BOARD  WALL TO MATCH COLOR OF EXISTING
ADJACENT WALL - BOTH SIDES.

11 AFTER WORK HAS BEEN COMPLETED REINSTALL CABINETS - REFER TO MECHANICAL DRAWINGS.

PATCH SUBFLOORING TIGHT TO PIPING.PATCH FINISH FLOOR TO MATCH EXISTING IN FINISH
TYPE, SIZE, COLOR, TEXTURE AND THICKNESS.

PIPE ENCLOSURE - SEE MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.
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NEW WORK KEYNOTES
1       WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED,

INFILL HOLE IN WALL WITH FULL CMU TO MATCH EXISTING SIZE AND
COURSING. PAINT TO MATCH EXISTING ADJACENT SURFACE.

2

3      WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED.
PATCH, PREP AND PAINT TO MATCH EXISTING ADJACENT MATERIAL,
TEXTURE, AND COLOR.

4      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A MASONRY
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK WITH FULL
CMU. MATCH THICKNESS AND COURSING - PROVIDE FIRE CAULK AROUND
PENETRATION AND PAINT TO MATCH EXISTING ADJACENT SURFACE.

5      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A FRAMING
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK - PROVIDE
FIRE CAULK AROUND PENETRATION. PATCH, PREP, AND PAINT TO MATCH
EXISTING ADJACENT SURFACE.

6 NEW MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS.

7

8 NEW MECHANICAL EQUIPMENT ABOVE CEILING - SEE MECHANICAL DRAWINGS.

9

10
PATCH FLOORING AROUND NEW MECHANICAL EQUIPMENT OR EXPOSED SUBFLOORING, TO
MATCH EXISTING FLOORING IN MATERIAL, COLOR, TEXTURE AND THICKNESS.

WHERE NEW PIPING HAS BEEN ROUTED THROUGH AN EXISTING FRAMED WALL WITH GYPSUM
BOARD - PATCH, PREP, AND PAINT GYPSUM BOARD  WALL TO MATCH COLOR OF EXISTING
ADJACENT WALL - BOTH SIDES.

11 AFTER WORK HAS BEEN COMPLETED REINSTALL CABINETS - REFER TO MECHANICAL DRAWINGS.

PATCH SUBFLOORING TIGHT TO PIPING.PATCH FINISH FLOOR TO MATCH EXISTING IN FINISH
TYPE, SIZE, COLOR, TEXTURE AND THICKNESS.

PIPE ENCLOSURE - SEE MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.
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NEW WORK KEYNOTES
1       WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED,

INFILL HOLE IN WALL WITH FULL CMU TO MATCH EXISTING SIZE AND
COURSING. PAINT TO MATCH EXISTING ADJACENT SURFACE.

2

3      WHERE PIPING, DUCTWORK, AND/OR EQUIPMENT HAS BEEN REMOVED.
PATCH, PREP AND PAINT TO MATCH EXISTING ADJACENT MATERIAL,
TEXTURE, AND COLOR.

4      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A MASONRY
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK WITH FULL
CMU. MATCH THICKNESS AND COURSING - PROVIDE FIRE CAULK AROUND
PENETRATION AND PAINT TO MATCH EXISTING ADJACENT SURFACE.

5      WHERE PIPING OR DUCTWORK HAS BEEN ROUTED THROUGH A FRAMING
WALL. INFILL HOLE TIGHT TO NEW PIPING OR NEW DUCTWORK - PROVIDE
FIRE CAULK AROUND PENETRATION. PATCH, PREP, AND PAINT TO MATCH
EXISTING ADJACENT SURFACE.

6 NEW MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS.

7

8 NEW MECHANICAL EQUIPMENT ABOVE CEILING - SEE MECHANICAL DRAWINGS.

9

10
PATCH FLOORING AROUND NEW MECHANICAL EQUIPMENT OR EXPOSED SUBFLOORING, TO
MATCH EXISTING FLOORING IN MATERIAL, COLOR, TEXTURE AND THICKNESS.

WHERE NEW PIPING HAS BEEN ROUTED THROUGH AN EXISTING FRAMED WALL WITH GYPSUM
BOARD - PATCH, PREP, AND PAINT GYPSUM BOARD  WALL TO MATCH COLOR OF EXISTING
ADJACENT WALL - BOTH SIDES.

11 AFTER WORK HAS BEEN COMPLETED REINSTALL CABINETS - REFER TO MECHANICAL DRAWINGS.

PATCH SUBFLOORING TIGHT TO PIPING.PATCH FINISH FLOOR TO MATCH EXISTING IN FINISH
TYPE, SIZE, COLOR, TEXTURE AND THICKNESS.

PIPE ENCLOSURE - SEE MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.
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REFLECTED CEILING PLAN KEYNOTES
R1 REINSTALL EXISTING ACOUSTIC CEILING TILE SYSTEM AFTER WORK HAS BEEN

PERFORMED.

R2 INSTALL GYPSUM BOARD CEILING, PATCH, PREP, AND PAINT.

R3 INSTALL 2X2 ACOUSTIC CEILING TILE WITH METAL FRAMING AND GYPSUM BOARD
SOFFIT ON THE EXPOSED SIDES
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R1 REINSTALL EXISTING ACOUSTIC CEILING TILE SYSTEM AFTER WORK HAS BEEN
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AutoCAD SHX Text
MC

AutoCAD SHX Text
EC

AutoCAD SHX Text
GC

AutoCAD SHX Text
GENERAL CONTRACTOR

AutoCAD SHX Text
ELECTRICAL CONTRACTOR

AutoCAD SHX Text
MECHANICAL CONTRACTOR

AutoCAD SHX Text
CHECK VALVE

AutoCAD SHX Text
BALL VALVE

AutoCAD SHX Text
ST

AutoCAD SHX Text
PRIMARY STORM

AutoCAD SHX Text
ST-OF

AutoCAD SHX Text
SECONDARY STORM OVERFLOW

AutoCAD SHX Text
%%USYMBOL

AutoCAD SHX Text
%%UDESCRIPTION

AutoCAD SHX Text
COLD WATER

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
SANITARY

AutoCAD SHX Text
VENT

AutoCAD SHX Text
CW

AutoCAD SHX Text
HW

AutoCAD SHX Text
SAN

AutoCAD SHX Text
V

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
W/V

AutoCAD SHX Text
ROUGH-IN SIZE (NPS)

AutoCAD SHX Text
CW

AutoCAD SHX Text
HW

AutoCAD SHX Text
%%UACCESSORIES/TRIM

AutoCAD SHX Text
%%UTAG

AutoCAD SHX Text
%%UDESCRIPTION

AutoCAD SHX Text
%%UFD-1

AutoCAD SHX Text
FLOOR DRAIN - CAST IRON BODY, BOTTOM OUTLET.  ZURN MODEL Z415B OR APPROVED EQUAL.

AutoCAD SHX Text
4"/2"

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
- TYPE B 6" NICKEL BRONZE LIGHT DUTY STRAINER - COMBINATION INVERTIBLE MEMBRANE CLAMP - ADJUSTABLE COLLAR WITH WEEPAGE SLOTS - COORDINATE INSTALLATION TO ASSURE FLOOR SLOPE TO DRAIN.

AutoCAD SHX Text
%%UFCO-1

AutoCAD SHX Text
FLOOR CLEANOUT - MEDIUM DUTY, CAST IRON BODY, NICKEL BRONZE TOP. ZURN MODEL Z1400 OR APPROVED EQUAL.

AutoCAD SHX Text
4"/2"

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
- TYPE B 6" NICKEL BRONZE LIGHT DUTY STRAINER - COMBINATION INVERTIBLE MEMBRANE CLAMP - ADJUSTABLE COLLAR WITH WEEPAGE SLOTS - COORDINATE INSTALLATION TO ASSURE FLOOR SLOPE TO DRAIN.

AutoCAD SHX Text
PLUMBING CONTRACTOR IS RESPONSIBLE FOR ALL REQUIRED CONCRETE FLOOR

AutoCAD SHX Text
SAW CUTTING, PATCHING, INFILLING AND OTHER ASSOCIATED WORK REQUIRED 

AutoCAD SHX Text
DUE TO THE NEW PLUMBING WORK IDENTIFIED ON THE DRAWING. COORDINATE

AutoCAD SHX Text
ALL WORK WITH OTHER TRADES.



T

T

TT

DN

 
 FE

 

S7

S5.1

S5.1

S5.1

S5.1

S11

S5

CL. RM.
125

CL. RM.
127

CL. RM.
129

CL. RM.
131A

SCIENCE
131B

OFFICE
133A

WORKROOM
133B

EQUIPMENT
133C

LIBRARY

PREP RM.
131C

COURTYARD

EW CORRIDOR
107

WK RM
132

SCIENCE
130

WK RM
130.01

SCIENCE
128

WK RM
128.01

BOYS
126

GIRLS
124

JAN.

NS CORRIDOR
101

DRY.

NE EXIT

BREAK ROOM/
CONFERENCE

VESTIBULE
131

QUIET ROOM

CL. RM.
125

CL. RM.
127

CL. RM.
129

CL. RM.
131A

SCIENCE
131B

OFFICE
133A

WORKROOM
133B

EQUIPMENT
133C

LIBRARY

PREP RM.
131C

COURTYARD

EW CORRIDOR
107

WK RM
132

SCIENCE
130

WK RM
130.01

SCIENCE
128

WK RM
128.01

BOYS
126

GIRLS
124

JAN.

NS CORRIDOR
101

DRY.

NE EXIT

BREAK ROOM/
CONFERENCE

VESTIBULE
131

QUIET ROOM

DN

 
 FE

 

S7

S5.1

S5.1

S5.1

S5.1

S11

S5

CL. RM.
125

CL. RM.
127

CL. RM.
129

CL. RM.
131A

SCIENCE
131B

OFFICE
133A

WORKROOM
133B

EQUIPMENT
133C

LIBRARY

PREP RM.
131C

COURTYARD

EW CORRIDOR
107

WK RM
132

SCIENCE
130

WK RM
130.01

SCIENCE
128

WK RM
128.01

BOYS
126

GIRLS
124

JAN.

NS CORRIDOR
101

DRY.

NE EXIT

BREAK ROOM/
CONFERENCE

VESTIBULE
131

QUIET ROOM

TTTT

T

GENERAL DEMOLITION NOTES MECHANICAL KEYED NOTES:

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
HEATING
DEMOLITION - AREA A

KAS

RCR

HD11A

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - HEATING DEMOLITION - AREA A1

GENERAL DEMOLITION NOTES:HEATING SYMBOL LEGEND

T

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA K

AutoCAD SHX Text
AREA J

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA K

AutoCAD SHX Text
AREA J

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
UV-5X

AutoCAD SHX Text
UV-6X

AutoCAD SHX Text
UV-7X

AutoCAD SHX Text
UV-8X

AutoCAD SHX Text
UV-1X

AutoCAD SHX Text
UV-2X

AutoCAD SHX Text
UV-3X

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
UV-4X

AutoCAD SHX Text
UV-131CX

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
UV-131BX

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
FT-X

AutoCAD SHX Text
FT-X

AutoCAD SHX Text
1. REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS AS NOTED 2. HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED OTHERWISE. 3. PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT THE COMPRESSED AIR MAIN AS OTHER EQUIPMENT MAY STILL BE OPERATING ON THE PNEUMATIC SYSTEM. FOLDING OR CRIMPING PNEUMATIC CONTROLS TUBING AS A MEANS OF TERMINATION IS UNACCEPTABLE.

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO REMOVE DX COIL FROM EXISTING UNIT VENTILATOR AND PREPARE FOR INSTALLATION OF NEW CHILLED WATER COIL. PROVIDE ALL MATERIALS AND LABOR TO REMOVE EXISTING WINDOW AIR CONDITIONER. RETURN TO OWNER. PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH AND REMOVE EXISTING UNIT VENT AND ALL ASSOCIATED CONTROLS. PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING THERMOSTAT AND ALL ASSOCIATED WIRING.

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
1. ALL CONTRACTORS SHALL VERIFY THE EXISTING CONDITIONS AT THE PROJECT SITE BEFORE ALL CONTRACTORS SHALL VERIFY THE EXISTING CONDITIONS AT THE PROJECT SITE BEFORE SUBMITTING COST PROPOSAL.  CONTRACTORS ARE ADVISED THAT ALL LOCATIONS ARE APPROXIMATE. 2. AN ATTEMPT HAS BEEN MADE TO SHOW ALL HVAC EQUIPMENT, PIPING, DUCTWORK AND DIFFUSERS.   AN ATTEMPT HAS BEEN MADE TO SHOW ALL HVAC EQUIPMENT, PIPING, DUCTWORK AND DIFFUSERS.   ALL CONTRACTORS SHALL VISIT THE SITE TO VERIFY COMPONENTS, LOCATIONS AND SIZES SHOWN OR NOT SHOWN.  ALL COMPONENTS INDICATED FOR DEMOLITION NEED TO BE REMOVED AS NOTED ON THE DRAWINGS. 3. IT IS MANDATORY THAT THE EXISTING BUILDING REMAIN IN CONTINUOUS AND UNINTERRUPTED IT IS MANDATORY THAT THE EXISTING BUILDING REMAIN IN CONTINUOUS AND UNINTERRUPTED OPERATION DURING REPLACEMENT/UPGRADE OF THE HVAC SYSTEM.  THE SPECIFIC AREAS UNDER CONSTRUCTION AT ANY SCHEDULED TIME ARE OBVIOUSLY EXCLUSIVE OF THE STATEMENT.  SERVICES TO THE EXISTING BUILDING SHALL BE KEPT ON CONTINUOUS OPERATION INCLUDED DOMESTIC WATER, SANITARY, STORM, STEAM, HEATING HOT WATER, HVAC SUPPLY, RETURN AND EXHAUST DUCTWORK.  ANY ABSOLUTELY NECESSARY INTERRUPTION OF THESE SERVICES TO ACCOMPLISH PROJECT CONSTRUCTION SHALL BE ARRANGED WITH THE OWNER, A MINIMUM OF TWO WEEKS IN ADVANCE.  TEMPORARY SERVICES SHALL BE FURNISHED AND INSTALLED WHERE NECESSARY TO ACCOMPLISH THIS PURPOSE.  TEMPORARIES SHALL BE REMOVED ONLY AFTER NEW PERMANENT SERVICES ARE INSTALLED AND FULLY OPERATIONAL. 4. EACH CONTRACTOR SHALL BE RESPONSIBLE FOR THEIR OWN DEMOLITION, REMOVAL, CAPPING, EACH CONTRACTOR SHALL BE RESPONSIBLE FOR THEIR OWN DEMOLITION, REMOVAL, CAPPING, STORING, ABANDONING, DISCONNECTING, RELOCATING AND RECONNECTION OF EXISTING EQUIPMENT AND MATERIAL.  ALL CUTTING, PATCHING, REPAIRING, REPLACEMENT AND REFINISHING SHALL MATCH EXISTING SUBSTRATE AS NEARLY AS POSSIBLE, FINISH WORK BY OTHERS. 5. EXCEPT WHERE OTHERWISE SHOWN OR NOTED ON THE DRAWINGS, ALL EXISTING EQUIPMENT AND EXCEPT WHERE OTHERWISE SHOWN OR NOTED ON THE DRAWINGS, ALL EXISTING EQUIPMENT AND MATERIAL IN AREAS TO BE REMODELED/ALTERED SHALL BE REMOVED WHERE THEY INTERFERE WITH PROPOSED NEW CONSTRUCTION AND/OR INTERFERE WITH PROPOSED USAGE OF SPACE BY OWNER AS FOLLOWS: a. REMOVE ANY PIPES PROTRUDING ABOVE FINISHED FLOOR OR THROUGH WALL AND CAP AND REMOVE ANY PIPES PROTRUDING ABOVE FINISHED FLOOR OR THROUGH WALL AND CAP AND FINISH OVER WITH MATERIAL TO MATCH EXISTING. b. REMOVE NOTED SUPPLY, WASTE, & VENT PIPING, STEAM, CHILLED WATER, HVAC SUPPLY, RETURN REMOVE NOTED SUPPLY, WASTE, & VENT PIPING, STEAM, CHILLED WATER, HVAC SUPPLY, RETURN AND EXHAUST AS NOTED.  CAP AT NEAREST ACTIVE MAIN.  SUPPLY AND RETURN MAINS TO BE CAPPED. c. IN REMODELED/ALTERED AREAS ANY PIPING OR DUCTWORK PASSING THROUGH THE REMODELED IN REMODELED/ALTERED AREAS ANY PIPING OR DUCTWORK PASSING THROUGH THE REMODELED AREAS TO SERVE (OR BEING SERVED FROM EXISTING ADJACENT, REMOTE, OR SURROUNDING ARE THAT ARE TO REMAIN)  SHALL BE RETAINED AND KEPT OPERATIONAL AND SHALL BE RE-ROUTED IN ALL CASES WHERE THEY INTERFERE WITH ANY NEW WORK OR USAGE TO BE ACCOMPLISHED IN THE REMODELED AREA.

AutoCAD SHX Text
SYMBOL

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
NEW CONNECTION TO EXISTING

AutoCAD SHX Text
HEATING HOT WATER RETURN

AutoCAD SHX Text
HEATING HOT WATER SUPPLY

AutoCAD SHX Text
EXISTING TO BE REMOVED

AutoCAD SHX Text
HWS

AutoCAD SHX Text
HWR

AutoCAD SHX Text
CHILLED WATER RETURN

AutoCAD SHX Text
CHILLED WATER SUPPLY

AutoCAD SHX Text
DRAIN LINE

AutoCAD SHX Text
D

AutoCAD SHX Text
CHWS

AutoCAD SHX Text
CHWR

AutoCAD SHX Text
PIPE CAP/FLANGE

AutoCAD SHX Text
CONTROL VALVE (TWO-WAY)

AutoCAD SHX Text
CONTROL VALVE (3-WAY)

AutoCAD SHX Text
MANUAL AIR VENT

AutoCAD SHX Text
ELBOW UP

AutoCAD SHX Text
ELBOW DOWN

AutoCAD SHX Text
TEE UP

AutoCAD SHX Text
TEE DOWN

AutoCAD SHX Text
UNION (SCREWED)

AutoCAD SHX Text
BALL VALVE

AutoCAD SHX Text
BALANCE VALVE

AutoCAD SHX Text
DDC TEMPERATURE SENSOR

AutoCAD SHX Text
DUCT STATIC PRESSURE SENSOR

AutoCAD SHX Text
SP



T

T

T T T

T

TTT

T

DN DN

S6

S5.1

S5.1

S5.1

S5.1

S5

7/32" CLEAR LAMINATEDSAFETY GLASS IN A PAINTED CRS TUBE FRAME(MAX 30" OPENING)
1 DOUBLE TUBE

VAPOR SEALEDFLO LIGHT
JUNCTIONBOX

10" DUCTCOLLAR
PAINTEDAIRFOIL

2'

3'3'
3'

3'
2'-6"

2'-6"

EXIST. FEB

FD

OFFICE
133A

WORKROOM
133B

EQUIPMENT
133C

LIBRARY
133

CL. RM.
135

CL. RM.
139

CL. RM.
141

CONFERENCE
133D

CONFERENCE
133E

COMPUTER
EQUIP.
133F

STOR.
141.01

EW CORRIDOR
108

CL. RM.
138

CL. RM.
140

WK RM
136

WK RM
132

WK RM
134.01

GIRLS
142

BOYS
142.02

JAN.

NS CORRIDOR

CAFETERIA

OFFICE
133A

WORKROOM
133B

EQUIPMENT
133C

LIBRARY
133

CL. RM.
135

CL. RM.
139

CL. RM.
141

CONFERENCE
133D

CONFERENCE
133E

COMPUTER
EQUIP.
133F

STOR.
141.01

EW CORRIDOR
108

CL. RM.
138

CL. RM.
140

WK RM
136

WK RM
132

WK RM
134.01

SCIENCE
(CHEMISTRY)

134

GIRLS
142

BOYS
142.02

JAN.

NS CORRIDOR

CAFETERIA

DN DN

S6

S5.1

S5.1

S5.1

S5.1

S5

7/32" CLEAR LAMINATEDSAFETY GLASS IN A PAINTED CRS TUBE FRAME(MAX 30" OPENING)
1 DOUBLE TUBE

VAPOR SEALEDFLO LIGHT
JUNCTIONBOX

10" DUCTCOLLAR
PAINTEDAIRFOIL

2'

3'3'
3'

3'
2'-6"

2'-6"

EXIST. FEB

FD

OFFICE
133A

WORKROOM
133B

EQUIPMENT
133C

LIBRARY
133

CL. RM.
135

CL. RM.
139

CL. RM.
141

CONFERENCE
133D

CONFERENCE
133E

COMPUTER
EQUIP.
133F

STOR.
141.01

EW CORRIDOR
108

CL. RM.
138

CL. RM.
140

WK RM
136

WK RM
132

WK RM
134.01

GIRLS
142

BOYS
142.02

JAN.

NS CORRIDOR

CAFETERIA

GENERAL DEMOLITION NOTES MECHANICAL KEYED NOTES:

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
HEATING
DEMOLITION - AREA B

KAS

RCR

HD11B

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - HEATING DEMOLITION - AREA B1

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
UV-8X

AutoCAD SHX Text
UV-14X

AutoCAD SHX Text
UV-13X

AutoCAD SHX Text
UV-12X

AutoCAD SHX Text
UV-9X

AutoCAD SHX Text
UV-10X

AutoCAD SHX Text
UV-11X

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
FT-X

AutoCAD SHX Text
FT-X

AutoCAD SHX Text
1. REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS AS NOTED 2. HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED OTHERWISE. 3. PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT THE COMPRESSED AIR MAIN AS OTHER EQUIPMENT MAY STILL BE OPERATING ON THE PNEUMATIC SYSTEM. FOLDING OR CRIMPING PNEUMATIC CONTROLS TUBING AS A MEANS OF TERMINATION IS UNACCEPTABLE.

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO REMOVE DX COIL FROM EXISTING UNIT VENTILATOR AND PREPARE FOR INSTALLATION OF NEW CHILLED WATER COIL. PROVIDE ALL MATERIALS AND LABOR TO REMOVE EXISTING WINDOW AIR CONDITIONER. RETURN TO OWNER. PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING THERMOSTAT AND ALL ASSOCIATED WIRING.

AutoCAD SHX Text
3

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



T

T

T

T
DN

  FEC
 
 

  FEC
 
 

  
 

 FEC

  FEC
 
 

TRASH

TRASH

TRASH

TRASH

TRASH

S2

 FEB 
 
 

S5

S6

S8 S8 S8 S8S8

S9

S5.1

S5.1

S5.1

S5.1

S5.1

S5.1

S4

S5.1

S5

4"

S17

S23

S24

S17.1

FD

STOR.
141.01

STORE
143.02

GIRLS
142

BOYS
142.02

JAN.

NS CORRIDOR
108

SNACK
143.03

SERVING
AREA

SOILED
DISHES

STOR.

STOR.

FACULTY
DINING

MECH.
EQUIP.

KITCHEN
147

OFF.

COOLER

JAN.

T.

LK. RM.

CL. RM.
1422

SOILED
DISH
1430

CAFETERIA
1429

CAFETERIA
CORR.
1426

GIRLS
RESTROOM

1428

BOYS
RESTROOM

1427

STOR.
141.01

STORE
143.02

GIRLS
142

BOYS
142.02

JAN.

NS CORRIDOR
108

SNACK
143.03

CAFETERIA
143

SERVING
AREA

SOILED
DISHES

STOR.

STOR.

FACULTY
DINING

KITCHEN
147

OFF.

COOLER

JAN.

T.

LK. RM.

CL. RM.
1422

SOILED
DISH
1430

CAFETERIA
1429

CAFETERIA
CORR.
1426

GIRLS
RESTROOM

1428

BOYS
RESTROOM

1427

DN

  FEC
 
 

  FEC
 
 

  
 

 FEC

  FEC
 
 

TRASH

TRASH

TRASH

TRASH

TRASH

S2

 FEB 
 
 

S5

S6

S8 S8 S8 S8S8

S9

S5.1

S5.1

S5.1

S5.1

S5.1

S5.1

S4

S5.1

S5

4"

S17

S23

S24

S17.1

FD

STOR.
141.01

STORE
143.02

GIRLS
142

BOYS
142.02

JAN.

NS CORRIDOR
108

SNACK
143.03

SERVING
AREA

SOILED
DISHES

STOR.

STOR.

FACULTY
DINING

MECH.
EQUIP.

KITCHEN
147

OFF.

COOLER

JAN.

T.

LK. RM.

CL. RM.
1422

SOILED
DISH
1430

CAFETERIA
1429

CAFETERIA
CORR.
1426

GIRLS
RESTROOM

1428

BOYS
RESTROOM

1427

T

T

T

T

GENERAL DEMOLITION NOTES

MECHANICAL KEYED NOTES:

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
HEATING
DEMOLITION - AREA C

KAS

RCR

HD11C

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - HEATING DEMOLITION - AREA C1

AutoCAD SHX Text
RCP-X

AutoCAD SHX Text
RCP-X

AutoCAD SHX Text
RCP-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AHU-X

AutoCAD SHX Text
AHU-X

AutoCAD SHX Text
RHC-X

AutoCAD SHX Text
LPR IN TILE BACK TO BOILER ROOM

AutoCAD SHX Text
DEMOLISH AND CAP LPR PIPING AT FLOOR 

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
1. REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS AS NOTED 2. HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED OTHERWISE. 3. PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT THE COMPRESSED AIR MAIN AS OTHER EQUIPMENT MAY STILL BE OPERATING ON THE PNEUMATIC SYSTEM. FOLDING OR CRIMPING PNEUMATIC CONTROLS TUBING AS A MEANS OF TERMINATION IS UNACCEPTABLE.

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING AIR HANDLING UNIT AND ALL ASSOCIATED STEAM PIPING. CAP BACK AT MAIN. PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING STEAM REHEAT COIL AND ALL ASSOCIATED STEAM PIPING. CAP BACK AT MAIN. PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING THERMOSTAT AND ALL ASSOCIATED WIRING.

AutoCAD SHX Text
3

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



DN

# 1 # 2

DN

ad
a 

si
nk

si
nk

INCR. STOR.

STOR.

STOR.

BOILER RM.
151

ELEC.
EQUIP.

I.T.
147 STOR.

STOR.
148

JAN. OFF.
149

STAFF TLT.
STUDENT

TLT.

LIFE
SCIENCE LAB

703

CL. RM.
709

COMPUTER
LAB
715

TEAM STOR.
IDF

EW CORRIDOR
111

CL. RM.
719

COLLAB
SPACE

EDIT

ACCESS

STOR.
CTRL.

STUDIO
729

COMPUTER
LAB
741

OFF.
721

TEAM
723

CL. RM.
740A

HALL
740C

CL. RM.
738

COMPUTER
LAB
740C

COMPUTER
LAB
740B

STOR.

AUTOMATIVE
736

CL. RM.
732

TECH LAB
734

MATERIAL
SCIENCES

730

OFF.STOR. TEAM

WELDING
1030

INCR. STOR.

STOR.

STOR.

BOILER RM.
151

ELEC.
EQUIP.

I.T.
147 STOR.

STOR.
148

JAN. OFF.
149

STAFF TLT.

STUDENT
TLT.

LIFE
SCIENCE LAB

703

CL. RM.
709

COMPUTER
LAB
715

TEAM STOR.
IDF

EW CORRIDOR
111

CL. RM.
719

COLLAB
SPACE

EDIT

ACCESS

STOR.
CTRL.

STUDIO
729

COMPUTER
LAB
741

OFF.
721

TEAM
723

CL. RM.
740A

HALL
740C

CL. RM.
738

COMPUTER
LAB
740C

COMPUTER
LAB
740B

STOR.

AUTOMATIVE
736

CL. RM.
732

TECH LAB
734

MATERIAL
SCIENCES

730

OFF.STOR. TEAM

WELDING
1030

DN

# 1 # 2

DN

ad
a 

si
nk

si
nk

INCR. STOR.

STOR.

STOR.

BOILER RM.
151

ELEC.
EQUIP.

I.T.
147 STOR.

STOR.
148

JAN. OFF.
149

STAFF TLT.
STUDENT

TLT.

LIFE
SCIENCE LAB

703

CL. RM.
709

COMPUTER
LAB
715

TEAM STOR.
IDF

EW CORRIDOR
111

CL. RM.
719

COLLAB
SPACE

EDIT

ACCESS

STOR.
CTRL.

STUDIO
729

COMPUTER
LAB
741

OFF.
721

TEAM
723

CL. RM.
740A

HALL
740C

CL. RM.
738

COMPUTER
LAB
740C

COMPUTER
LAB
740B

STOR.

AUTOMATIVE
736

CL. RM.
732

TECH LAB
734

MATERIAL
SCIENCES

730

OFF.STOR. TEAM

WELDING
1030

T

T

T

T

T

T

T

T

T
T

T

T

T

T

T

T

T
T

T

T

T
T

T

MECHANICAL KEYED NOTES:

GENERAL DEMOLITION NOTES

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
HEATING
DEMOLITION - AREA D

KAS

RCR

HD11D

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - HEATING DEMOLITION - AREA D1

AutoCAD SHX Text
HE-X

AutoCAD SHX Text
ET-X

AutoCAD SHX Text
P-X

AutoCAD SHX Text
ASP-X

AutoCAD SHX Text
P-X

AutoCAD SHX Text
P-X

AutoCAD SHX Text
PRV-X

AutoCAD SHX Text
SURGE TANK-X

AutoCAD SHX Text
DOMESTIC HOT WATER

AutoCAD SHX Text
VACUUM-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
RTU-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING VARIABLE AIR VOLUME BOX. PREPARE FOR NEW CONNECTIONS. PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING ROOF TOP UNIT. ROOF CURB TO REMAIN. PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING THERMOSTAT AND ALL ASSOCIATED WIRING.

AutoCAD SHX Text
3

AutoCAD SHX Text
1. REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS AS NOTED 2. HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED OTHERWISE. 3. PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT THE COMPRESSED AIR MAIN AS OTHER EQUIPMENT MAY STILL BE OPERATING ON THE PNEUMATIC SYSTEM. FOLDING OR CRIMPING PNEUMATIC CONTROLS TUBING AS A MEANS OF TERMINATION IS UNACCEPTABLE.

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



T

T T

T

T

T

T

T

DN

UP

UP

DN

RM. 118

COURT

SCIENCE
118

WK RM

SCIENCE
116

NS CORRIDOR
103

ATTENDANCE

ENTRY

STOR.

PRINCIPAL

MEN

WOMEN

HALL
100D

WK RM
100

100C

SOCIAL
WORK

1168B

SOCIAL
WORK

100A

SOCIAL
WORK

SCIENCE
108STOR.

108.01

EW CORRIDOR
102

MAIN OFF.

MAILVAULTCOPY

CONFERENCE

MAIN OFF.
RECEPTION

FINANCEKATIESASPOLICEFRESHMEN
FRESHMEN

HS
COUNSELORHS AP

WK RMCONFERENCE

HS
RECEPTION

WK RM
110.01

GREENHOUSE

SCIENCE
110

COT
TREAT.

NURSE

T.

NS CORRIDOR
102

JAN.

ELEV.

JAN.

I.T.
EQUIP.

BOYS
114

GIRLS
112

ELEV.
ROOM

STOR.

STOR.

COURT

SCIENCE
118

WK RM

SCIENCE
116

NS CORRIDOR
103

ATTENDANCE

ENTRY

STOR.

PRINCIPAL

MEN

WOMEN

HALL
100D

WK RM
100

100C

SOCIAL
WORK

1168B

SOCIAL
WORK

100A

SOCIAL
WORK

SCIENCE
108STOR.

108.01

EW CORRIDOR
102

MAIN OFF.

MAILVAULTCOPY

CONFERENCE

MAIN OFF.
RECEPTION

FINANCEKATIESASPOLICEFRESHMEN
FRESHMEN

HS
COUNSELORHS AP

WK RMCONFERENCE

HS
RECEPTION

WK RM
110.01

GREENHOUSE

SCIENCE
110

COT
TREAT.

NURSE

T.

NS CORRIDOR
102

JAN.

ELEV.

JAN.

I.T.
EQUIP.

BOYS
114

GIRLS
112

ELEV.
ROOM

STOR.

STOR.

DN

UP

UP

DN

RM. 118

COURT

SCIENCE
118

WK RM

SCIENCE
116

NS CORRIDOR
103

ATTENDANCE

ENTRY

STOR.

PRINCIPAL

MEN

WOMEN

HALL
100D

WK RM
100

100C

SOCIAL
WORK

1168B

SOCIAL
WORK

100A

SOCIAL
WORK

SCIENCE
108STOR.

108.01

EW CORRIDOR
102

MAIN OFF.

MAILVAULTCOPY

CONFERENCE

MAIN OFF.
RECEPTION

FINANCEKATIESASPOLICEFRESHMEN
FRESHMEN

HS
COUNSELORHS AP

WK RMCONFERENCE

HS
RECEPTION

WK RM
110.01

GREENHOUSE

SCIENCE
110

COT
TREAT.

NURSE

T.

NS CORRIDOR
102

JAN.

ELEV.

JAN.

I.T.
EQUIP.

BOYS
114

GIRLS
112

ELEV.
ROOM

STOR.

STOR.

GENERAL DEMOLITION NOTES MECHANICAL KEYED NOTES:

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
HEATING
DEMOLITION - AREA E

KAS

RCR

HD11E

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - HEATING DEMOLITION - AREA E1

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FCU-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
UV-5X

AutoCAD SHX Text
UV-6X

AutoCAD SHX Text
UV-7X

AutoCAD SHX Text
UV-8X

AutoCAD SHX Text
UV-15X

AutoCAD SHX Text
UV-16X

AutoCAD SHX Text
UV-17X

AutoCAD SHX Text
UV-18X

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
1. REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS AS NOTED 2. HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED OTHERWISE. 3. PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT THE COMPRESSED AIR MAIN AS OTHER EQUIPMENT MAY STILL BE OPERATING ON THE PNEUMATIC SYSTEM. FOLDING OR CRIMPING PNEUMATIC CONTROLS TUBING AS A MEANS OF TERMINATION IS UNACCEPTABLE.

AutoCAD SHX Text
1

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO REMOVE DX COIL FROM EXISTING UNIT VENTILATOR AND PREPARE FOR INSTALLATION OF NEW CHILLED WATER COIL. PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING THERMOSTAT AND ALL ASSOCIATED WIRING.

AutoCAD SHX Text
2

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



T

T T

T T

T

T

T

T

T T

UP

DN

UP

T T

COURT

NS CORRIDOR
103 DANCE

STUDIO

STOR.

NS CORRIDOR
107

CL. RM.
166

CL. RM.
168

CL. RM.
165

CL. RM.
167

WORK RM.
169

EW CORRIDOR
104

COMPUTER
RM.
171

CL. RM.
173

RM.
175

EQUIP.

EMITT
RECEPTION

170

EMITT
COUNS
170A

EMITT AP
170B

CONFERENCE
170C

BAMIT AP
172A

BAMIT
COUNS

172B

BAMIT
RECEPTION

172

ACADEMY
COACH
172C

ATTENDANCE
172D

CORR.
172FSPARE

172E

ENTRY

STOR.

MEN

WOMEN

NS CORRIDOR

COURT

NS CORRIDOR
103 DANCE

STUDIO

STOR.

NS CORRIDOR
107

CL. RM.
166

CL. RM.
168

CL. RM.
165

CL. RM.
167

WORK RM.
169

EW CORRIDOR
104

COMPUTER
RM.
171

CL. RM.
173

RM.
175

EQUIP.

EMITT
RECEPTION

170

EMITT
COUNS
170A

EMITT AP
170B

CONFERENCE
170C

BAMIT AP
172A

BAMIT
COUNS

172B

BAMIT
RECEPTION

172

ACADEMY
COACH
172C

ATTENDANCE
172D

CORR.
172FSPARE

172E

ENTRY

STOR.

MEN

WOMEN

NS CORRIDOR

UP

DN

UP

T T

COURT

NS CORRIDOR
103 DANCE

STUDIO

STOR.

NS CORRIDOR
107

CL. RM.
166

CL. RM.
168

CL. RM.
165

CL. RM.
167

WORK RM.
169

EW CORRIDOR
104

COMPUTER
RM.
171

CL. RM.
173

RM.
175

EQUIP.

EMITT
RECEPTION

170

EMITT
COUNS
170A

EMITT AP
170B

CONFERENCE
170C

BAMIT AP
172A

BAMIT
COUNS

172B

BAMIT
RECEPTION

172

ACADEMY
COACH
172C

ATTENDANCE
172D

CORR.
172FSPARE

172E

ENTRY

STOR.

MEN

WOMEN

NS CORRIDOR

GENERAL DEMOLITION NOTES
MECHANICAL KEYED NOTES:

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
HEATING
DEMOLITION - AREA F

KAS

RCR

HD11F

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - HEATING DEMOLITION - AREA F1

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FCU-X

AutoCAD SHX Text
FCU-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
UV-24

AutoCAD SHX Text
UV-25

AutoCAD SHX Text
UV-26

AutoCAD SHX Text
UV-21X

AutoCAD SHX Text
UV-22X

AutoCAD SHX Text
UV-14X

AutoCAD SHX Text
UV-13X

AutoCAD SHX Text
UV-12X

AutoCAD SHX Text
UV-23

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
1. REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS AS NOTED 2. HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED OTHERWISE. 3. PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT THE COMPRESSED AIR MAIN AS OTHER EQUIPMENT MAY STILL BE OPERATING ON THE PNEUMATIC SYSTEM. FOLDING OR CRIMPING PNEUMATIC CONTROLS TUBING AS A MEANS OF TERMINATION IS UNACCEPTABLE.

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO REMOVE DX COIL FROM EXISTING UNIT VENTILATOR AND PREPARE FOR INSTALLATION OF NEW CHILLED WATER COIL. PROVIDE ALL MATERIALS AND LABOR TO REMOVE EXISTING WINDOW AIR CONDITIONER. RETURN TO OWNER. PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING THERMOSTAT AND ALL ASSOCIATED WIRING.

AutoCAD SHX Text
3

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



T

T

T T

T

T

T

T

UP

DN

DANCE
STUDIO

STOR. STOR.

ART RM.
154

ART RM.
156

COVERED
STOR.
AREA

NS CORRIDOR
108

ART RM.
155

GIRLS

RECEIVING
153

INCR. STOR.

KILN
155.01

STOR.
155.02

STAGE/PROP
157

STOR.
157.01

SPRAY

PRAC PRAC

STOR.
158

PLANNING
158

STOR. KIT.

HOME MGT.
160

OFF.DK. RM.

CL. RM.
162

CL. RM.
164

STOR.

NS CORRIDOR
107

NS CORRIDOR

COURT

DANCE
STUDIO

STOR. STOR.

ART RM.
154

ART RM.
156

COVERED
STOR.
AREA

NS CORRIDOR
108

ART RM.
155

GIRLS

RECEIVING
153

INCR. STOR.

KILN
155.01

STOR.
155.02

STAGE/PROP
157

STOR.
157.01

SPRAY

PRAC PRAC

STOR.
158

PLANNING
158

STOR. KIT.

HOME MGT.
160

OFF.DK. RM.

CL. RM.
162

CL. RM.
164

STOR.

NS CORRIDOR
107

NS CORRIDOR

UP

DN

DANCE
STUDIO

STOR. STOR.

ART RM.
154

ART RM.
156

COVERED
STOR.
AREA

NS CORRIDOR
108

ART RM.
155

GIRLS

RECEIVING
153

INCR. STOR.

KILN
155.01

STOR.
155.02

STAGE/PROP
157

STOR.
157.01

SPRAY

PRAC PRAC

STOR.
158

PLANNING
158

STOR. KIT.

HOME MGT.
160

OFF.DK. RM.

CL. RM.
162

CL. RM.
164

STOR.

NS CORRIDOR
107

NS CORRIDOR

GENERAL DEMOLITION NOTES MECHANICAL KEYED NOTES:

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
HEATING
DEMOLITION - AREA G

KAS

RCR

HD11G

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - HEATING DEMOLITION - AREA G1

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
HE-X

AutoCAD SHX Text
ET-X

AutoCAD SHX Text
P-X

AutoCAD SHX Text
ASP-X

AutoCAD SHX Text
VACUUM-X

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
UV-157X

AutoCAD SHX Text
UV-27X

AutoCAD SHX Text
UV-28X

AutoCAD SHX Text
UV-29X

AutoCAD SHX Text
UV-30X

AutoCAD SHX Text
UV-31X

AutoCAD SHX Text
UV-32X

AutoCAD SHX Text
UV-33X

AutoCAD SHX Text
UV-35X

AutoCAD SHX Text
UV-34X

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
1. REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS AS NOTED 2. HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED OTHERWISE. 3. PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT THE COMPRESSED AIR MAIN AS OTHER EQUIPMENT MAY STILL BE OPERATING ON THE PNEUMATIC SYSTEM. FOLDING OR CRIMPING PNEUMATIC CONTROLS TUBING AS A MEANS OF TERMINATION IS UNACCEPTABLE.

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO REMOVE DX COIL FROM EXISTING UNIT VENTILATOR AND PREPARE FOR INSTALLATION OF NEW CHILLED WATER COIL. PROVIDE ALL MATERIALS AND LABOR TO REMOVE EXISTING WINDOW AIR CONDITIONER. RETURN TO OWNER. PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH AND REMOVE EXISTING UNIT VENT AND ALL ASSOCIATED CONTROLS. PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING THERMOSTAT AND ALL ASSOCIATED WIRING.

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



T

T

CL. RM.
298

CL. RM.
296

CL. RM.
294A

CL. RM.
294B

CL. RM.
294C OFFICE

---

STOR.
---

ROOF

CL. RM.
287

---
---

---
---

---
---

---
---

---
---

---
---

---
---

CL. RM.
295

CL. RM.
297

CL. RM.
299

GIRLS
---

BOYS
---

ELEV.
---

STOR.
---

OFFICE
---

CL. RM.
298

CL. RM.
296

CL. RM.
294A

CL. RM.
294B

CL. RM.
294C OFFICE

---

STOR.
---

CORRIDOR
---

ROOF

CL. RM.
287

---
---

---
---

---
---

---
---

---
---

---
---

---
---

CL. RM.
295

CL. RM.
297

CL. RM.
299

GIRLS
---

BOYS
---

ELEV.
---

STOR.
---

OFFICE
---

T T

T T T T

T

T

MECHANICAL KEYED NOTES:
GENERAL DEMOLITION NOTES

SECOND FLOOR PLAN - HEATING DEMOLITION - AREA E1

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

SECOND FLOOR
PLAN - HEATING
DEMOLITION - AREA E

KAS

RCR

HD12E

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
DN

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
UV-41

AutoCAD SHX Text
UV-42

AutoCAD SHX Text
UV-43

AutoCAD SHX Text
UV-44

AutoCAD SHX Text
UV-45

AutoCAD SHX Text
UV-37

AutoCAD SHX Text
UV-38

AutoCAD SHX Text
UV-39

AutoCAD SHX Text
1

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO REMOVE DX COIL FROM EXISTING UNIT VENTILATOR AND PREPARE FOR INSTALLATION OF NEW CHILLED WATER COIL. PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING THERMOSTAT AND ALL ASSOCIATED WIRING.

AutoCAD SHX Text
2

AutoCAD SHX Text
1. REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS AS NOTED 2. HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED OTHERWISE. 3. PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT THE COMPRESSED AIR MAIN AS OTHER EQUIPMENT MAY STILL BE OPERATING ON THE PNEUMATIC SYSTEM. FOLDING OR CRIMPING PNEUMATIC CONTROLS TUBING AS A MEANS OF TERMINATION IS UNACCEPTABLE.

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
H



STOR.
---

ROOF

CL. RM.
286

CL. RM.
284

CL. RM.
282

CL. RM.
280

CL. RM.
278

CL. RM.
276

STOR.
---

BOYS
---

GIRLS
---

CL. RM.
277

CL. RM.
279

CL. RM.
281

CL. RM.
283

ROOFROOF

CL. RM.
287

OFFICE
285

STOR.
---

ROOF

CL. RM.
286

CL. RM.
284

CL. RM.
282

CL. RM.
280

CL. RM.
278

CL. RM.
276

STOR.
---

BOYS
---

GIRLS
---

CL. RM.
277

CL. RM.
279

CL. RM.
281

CL. RM.
283

ROOFROOF

CL. RM.
287

OFFICE
285

T

T

T T T T

T T T T T T

MECHANICAL KEYED NOTES:GENERAL DEMOLITION NOTES

SECOND FLOOR PLAN - HEATING DEMOLITION - AREA F1

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

SECOND FLOOR
PLAN - HEATING
DEMOLITION - AREA F

KAS

RCR

HD12F

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
UV-46

AutoCAD SHX Text
UV-51

AutoCAD SHX Text
UV-52

AutoCAD SHX Text
UV-53

AutoCAD SHX Text
UV-54

AutoCAD SHX Text
UV-55

AutoCAD SHX Text
UV-40

AutoCAD SHX Text
UV-47

AutoCAD SHX Text
UV-48

AutoCAD SHX Text
UV-49

AutoCAD SHX Text
UV-50

AutoCAD SHX Text
1

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO REMOVE DX COIL FROM EXISTING UNIT VENTILATOR AND PREPARE FOR INSTALLATION OFNEW CHILLED WATER COIL. PROVIDE ALL MATERIALS AND LABOR TO REMOVE EXISTING WINDOW AIR CONDITIONER. RETURN TO OWNER. PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING THERMOSTAT AND ALL ASSOCIATED WIRING.

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
1. REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS REMOVE AND REPLACE DX COIL FROM EXISTING UNIT VENTILATORS AS NOTED 2. HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED HEATING SYSTEM SHALL REMAIN AS IS UNLESS INDICATED OTHERWISE. 3. PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT PNEUMATIC TUBING SHALL BE PROPERLY CUT / CAPPED BACK AT THE COMPRESSED AIR MAIN AS OTHER EQUIPMENT MAY STILL BE OPERATING ON THE PNEUMATIC SYSTEM. FOLDING OR CRIMPING PNEUMATIC CONTROLS TUBING AS A MEANS OF TERMINATION IS UNACCEPTABLE.

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
H



CL. RM.
125

CL. RM.
127

CL. RM.
129

CL. RM.
131A

SCIENCE
131B

OFFICE
133A

WORKROOM
133B

EQUIPMENT
133C

LIBRARY

PREP RM.
131C

COURTYARD

EW CORRIDOR
107

WK RM
132

SCIENCE
130

WK RM
130.01

SCIENCE
128

WK RM
128.01

BOYS
126

GIRLS
124

JAN.

NS CORRIDOR
101

DRY.

NE EXIT
STAIR

BREAK ROOM/
CONFERENCE

VESTIBULE
131

DENTAL

DENTAL

DENTAL
QUIET ROOM

DN

 
 FE

 

S7

S5.1

S5.1

S5.1

S5.1

S11

S5

TTTTTTTTTT

T T

T

T

MECHANICAL KEYED NOTES:

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
HEATING NEW WORK - 
AREA A

KAS

RCR

H11A

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN -HEATING NEW WORK - AREA A1

GENERAL HEATING NOTES:

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA K

AutoCAD SHX Text
AREA J

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
VALVED AND CAPPED FOR FUTURE EXPANSION

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
UV-5

AutoCAD SHX Text
UV-6

AutoCAD SHX Text
UV-7

AutoCAD SHX Text
UV-8

AutoCAD SHX Text
UV-1

AutoCAD SHX Text
UV-2

AutoCAD SHX Text
UV-3

AutoCAD SHX Text
UV-4

AutoCAD SHX Text
UV-56

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
UV-57

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
4

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
5

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
DP

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
1

AutoCAD SHX Text
FURNISH AND INSTALL NEW CHILLED WATER COIL INTO EXISTING UNIT VENTILATOR. PROVIDE ALL MATERIALS AND LABOR TO INSTALL NEW COIL IN ACCORDANCE WITH MANUFACTURER'S INSTALLATION INSTRUCTIONS. SEE DETAILS 5/H401 AND 7/H401. FURNISH AND INSTALL NEW CHILLED WATER COIL WITH 3-WAY VALVE INTO EXISTING UNIT VENTILATOR. PROVIDE ALL MATERIALS AND LABOR TO INSTALL NEW COIL IN ACCORDANCE WITH MANUFACTURER'S INSTALLATION INSTRUCTIONS. SEE DETAILS 5/H401 AND 8/H401. PROVIDE ALL MATERIALS AND LABOR TO REMOVE AND RE-INSTALL PIPING ENCLOSURE TO EXISTING UNIT VENTILATOR AND CUT AN OPENING IN EXISTING ENCLOSURE TO ALLOW FOR INSTALLATION OF NEW CHILLED WATER PIPING INTO EXISTING PIPING ENCLOSURE. FURNISH AND INSTALL NEW HORIZONTAL UNIT VENTILATOR AS A DIRECT REPLACEMENT FOR EXISTING UNIT. PROVIDE NEW HWS/R AND CHWS/R PIPING CONNECTIONS. SEE DETAIL 8/H401. FURNISH AND INSTALL NEW DDC TEMPERATURE, HUMIDITY, AND CO2 SENSOR PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. FURNISH AND INSTALL NEW VERTICAL PIPE ENCLOSURE FROM HORIZONTAL PIPING ENCLOSURE UP TO 10'-0" ABOVE FINISHED FLOOR (IF NO CEILING IN THE CLASSROOM) OR TO JUST ABOVE THE CEILING IN LOCATION OF NEW CHILLED WATER PIPING ROUTED DOWN TO UNIT VENTILATOR. VERTICAL PIPING ENCLOSURE SHALL BE VULCAN LINOVECTOR II (OR MANUFACTURE PROVIDED EQUAL). COVER SHALL BE MINIMUM 16-GAUGE THREE SIDES. HEM ALL EXPOSED EDGES OR INSTALL RUBBER EDGE GASKET. SECURE TO WALL WITH ANGLE AND REUSABLE FASTENERS PER MANUFACTURE INSTALLATION INSTRUCTIONS. ARCHITECT TO SELECT COLOR. FURNISH AND INSTALL NEW DIFFERENTIAL PRESSURE SENSOR AND ASSOCIATED CHILLED WATER PIPING.

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
1. PROVIDE ALL MATERIALS AND EQUIPMENT AND PERFORM ALL LABOR REQUIRED TO INSTALL PROVIDE ALL MATERIALS AND EQUIPMENT AND PERFORM ALL LABOR REQUIRED TO INSTALL COMPLETE AND OPERABLE PIPING SYSTEM AS INDICATED ON DRAWINGS, AS SPECIFIED, AS REQUIRED BY EQUIPMENT MANUFACTURER AND AS REQUIRED BY MOST CURRENT INTERNATIONAL MECHANICAL CODE AND ANY APPLICABLE LOCAL CODES. 2. CONTRACTOR SHALL VISIT THE JOB SITE AND EXAMINE THE DRAWINGS OF OTHER TRADES PRIOR TO CONTRACTOR SHALL VISIT THE JOB SITE AND EXAMINE THE DRAWINGS OF OTHER TRADES PRIOR TO BIDDING TO THOROUGHLY FAMILIARIZE HIMSELF WITH EXISTING CONDITIONS AND THE SCOPE OF THE PROJECT.  FAILURE TO DO SO DOES NOT RELIEVE THE CONTRACTOR OF THE RESPONSIBILITY TO UNDERSTAND THE SCOPE OR OF UNDERSTANDING ANY FIELD CONDITIONS WHICH COULD BE REASONABLY EXPECTED TO BE KNOWN BY A THOROUGH INVESTIGATION. 3. IT IS NOT INTENDED THAT THE DRAWINGS SHOW EVERY PIPE, FITTING, VALVE, ETC., AND IT IS IT IS NOT INTENDED THAT THE DRAWINGS SHOW EVERY PIPE, FITTING, VALVE, ETC., AND IT IS UNDERSTOOD THAT WHILE THE DRAWINGS MUST BE FOLLOWED AS CLOSELY AS CIRCUMSTANCES WILL PERMIT, THE PROPER INSTALLATION ACCORDING TO THE TRUE INTENT AND MEANING OF THE DRAWINGS, LOCAL CODES AND STANDARD PRACTICES SHALL BE PROVIDED.  FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO INSTALLATION.  REPORT ANY PROBLEMS OR CONFLICTS TO THE OWNER OR ENGINEER. 4. ANY MINOR CHANGES IN THE LOCATION OF EQUIPMENT, DUCTS, PIPE CONTROL DEVICES, ETC., FROM ANY MINOR CHANGES IN THE LOCATION OF EQUIPMENT, DUCTS, PIPE CONTROL DEVICES, ETC., FROM THOSE LOCATIONS SHOWN ON THE DRAWINGS SHALL BE MADE WITHOUT EXTRA COST IF SO DIRECTED BY THE OWNERS REPRESENTATIVE OR ENGINEER BEFORE THE INSTALLATION IS MADE.  A MINOR CHANGE IN LOCATION SHALL BE CONSIDERED TO BE WITHIN 6'-0" OF THE ORIGINALLY INDICATED LOCATIONS. 5. WHERE MOUNTING HEIGHTS ARE NOT DETAILED OR DIMENSIONED, INSTALL SYSTEMS, MATERIALS AND EQUIPMENT TO PROVIDE THE MAXIMUM HEADROOM POSSIBLE. 6. INSTALL PIPING SO THAT ALL VALVES, STRAINERS, UNIONS, FLANGES AND OTHER APPARATUS INSTALL PIPING SO THAT ALL VALVES, STRAINERS, UNIONS, FLANGES AND OTHER APPARATUS REQUIRING ACCESS ARE ACCESSIBLE. 7. ALL OPENINGS IN FIRE WALLS DUE TO DUCTWORK, PIPING AND CONTROL CONDUIT, SHALL BE FIRE ALL OPENINGS IN FIRE WALLS DUE TO DUCTWORK, PIPING AND CONTROL CONDUIT, SHALL BE FIRE STOPPED WITH AN APPROVED FIRE STOP MATERIAL. 8. INSTALL SYSTEMS, MATERIALS AND EQUIPMENT LEVEL AND PLUMB, PARALLEL AND PERPENDICULAR INSTALL SYSTEMS, MATERIALS AND EQUIPMENT LEVEL AND PLUMB, PARALLEL AND PERPENDICULAR TO OTHER BUILDING SYSTEMS AND COMPONENTS, WHERE INSTALLED EXPOSED IN FINISHED SPACES AND GIVING RIGHT-OF-WAY PRIORITY TO SYSTEMS REQUIRED TO BE INSTALLED AT A SPECIFIED SLOPE. 9. ALL CONTROL WIRING ROUTED EXPOSED IN SPACES SUCH AS MECHANICAL ROOMS OR ABOVE HARD ALL CONTROL WIRING ROUTED EXPOSED IN SPACES SUCH AS MECHANICAL ROOMS OR ABOVE HARD CEILINGS SHALL BE ROUTED IN 3/4" CONDUIT.  CONTROL WIRING ROUTED ABOVE ACCESSIBLE CEILINGS IS NOT REQUIRED TO BE RUN IN CONDUIT, BUT SHOULD BE SECURELY STRAPPED TO PERMANENT SUPPORTS FOR A CLEAN INSTALLATION. 10. VERIFY ALL DIMENSIONS BY FIELD MEASUREMENTS.  VERIFY FINAL LOCATIONS FOR ROUGH-INS WITH VERIFY ALL DIMENSIONS BY FIELD MEASUREMENTS.  VERIFY FINAL LOCATIONS FOR ROUGH-INS WITH FIELD MEASUREMENTS AND WITH THE REQUIREMENTS OF THE ACTUAL EQUIPMENT TO BE CONNECTED. 11. CONTRACTOR SHALL PATCH AND SEAL, TO MATCH EXISTING, ALL WALLS, FLOORS, AND CEILINGS CONTRACTOR SHALL PATCH AND SEAL, TO MATCH EXISTING, ALL WALLS, FLOORS, AND CEILINGS WHERE DEMOLITION WORK OCCURS.  CONTRACTOR SHALL VERIFY WITH OWNER ALL PATCHING MATERIALS AND INSTALLATION METHODS.  SURFACE FINISH REPAIR BY OTHERS. 12. PROVIDE ACCESS DOORS IN DUCTWORK OR WALLS/CEILING FOR OPERATION, ADJUSTMENT, AND PROVIDE ACCESS DOORS IN DUCTWORK OR WALLS/CEILING FOR OPERATION, ADJUSTMENT, AND MAINTENANCE OF ALL FANS, VALVES, COILS, AND MECHANICAL EQUIPMENT.  COILS LOCATED IN DUCTWORK TO BE PROVIDED WITH ACCESS DOORS ON OUTLET SIDE OF COIL. 13. CONTRACTOR SHALL COORDINATE CEILING DIFFUSER/GRILLE/REGISTER LOCATIONS WITH LIGHTING, CONTRACTOR SHALL COORDINATE CEILING DIFFUSER/GRILLE/REGISTER LOCATIONS WITH LIGHTING, FIRE ALARM EQUIPMENT AND FIRE SUPPRESSION SYSTEMS. 14. LOCATIONS AND SIZES OF ALL FLOOR AND WALL OPENINGS SHALL BE COORDINATED WITH OWNER LOCATIONS AND SIZES OF ALL FLOOR AND WALL OPENINGS SHALL BE COORDINATED WITH OWNER AND ALL OTHER TRADES INVOLVED. 15. INSTALL ALL HVAC EQUIPMENT IN ACCORDANCE WITH MANUFACTURER'S RECOMMENDATIONS, INSTALL ALL HVAC EQUIPMENT IN ACCORDANCE WITH MANUFACTURER'S RECOMMENDATIONS, CONTRACT DOCUMENTS, AND APPLICABLE CODES AND REGULATIONS.



OFFICE
133A

WORKROOM
133B

EQUIPMENT
133C

LIBRARY
133

CL. RM.
135

CL. RM.
139

CL. RM.
141

CONFERENCE
133D

CONFERENCE
133E

COMPUTER
EQUIP.
133F

PREP RM.
131C

STOR.
141.01

EW CORRIDOR
108

CL. RM.
138

CL. RM.
140

WK RM
136

WK RM
132

WK RM
134.01

SCIENCE
(CHEMISTRY)

134

GIRLS
142

BOYS
142.02

JAN.

NS CORRIDOR

CAFETERIA

DN DN

S6

S5.1

S5.1

S5.1

S5.1

S5

7/32" CLEAR LAMINATEDSAFETY GLASS IN A PAINTED CRS TUBE FRAME(MAX 30" OPENING)
1 DOUBLE TUBE

VAPOR SEALEDFLO LIGHT
JUNCTIONBOX

10" DUCTCOLLAR
PAINTEDAIRFOIL

2'

3'3'
3'

3'
2'-6"

2'-6"

EXIST. FEB

FD

T

T

T

T

T T

T T T

T

MECHANICAL KEYED NOTES:

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
HEATING NEW WORK -
AREA B

KAS

RCR

H11B

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - HEATING NEW WORK - AREA B1

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
UV-14

AutoCAD SHX Text
UV-13

AutoCAD SHX Text
UV-12

AutoCAD SHX Text
UV-9

AutoCAD SHX Text
UV-10

AutoCAD SHX Text
UV-11

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
6

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
1

AutoCAD SHX Text
FURNISH AND INSTALL NEW CHILLED WATER COIL INTO EXISTING UNIT VENTILATOR. PROVIDE ALL MATERIALS AND LABOR TO INSTALL NEW COIL IN ACCORDANCE WITH MANUFACTURER'S INSTALLATION INSTRUCTIONS. SEE DETAILS 5/H401 AND 7/H401. FURNISH AND INSTALL NEW CHILLED WATER COIL WITH 3-WAY VALVE INTO EXISTING UNIT VENTILATOR. PROVIDE ALL MATERIALS AND LABOR TO INSTALL NEW COIL IN ACCORDANCE WITH MANUFACTURER'S INSTALLATION INSTRUCTIONS. SEE DETAILS 5/H401 AND 8/H401. PROVIDE ALL MATERIALS AND LABOR TO REMOVE AND RE-INSTALL PIPING ENCLOSURE TO EXISTING UNIT VENTILATOR AND CUT AN OPENING IN EXISTING ENCLOSURE TO ALLOW FOR INSTALLATION OF NEW CHILLED WATER PIPING INTO EXISTING PIPING ENCLOSURE. FURNISH AND INSTALL NEW DDC TEMPERATURE, HUMIDITY, AND CO2 SENSOR PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. FURNISH AND INSTALL NEW VERTICAL PIPE ENCLOSURE FROM HORIZONTAL PIPING ENCLOSURE UP TO 10'-0" ABOVE FINISHED FLOOR (IF NO CEILING IN THE CLASSROOM) OR TO JUST ABOVE THE CEILING IN LOCATION OF NEW CHILLED WATER PIPING ROUTED DOWN TO UNIT VENTILATOR. VERTICAL PIPING ENCLOSURE SHALL BE VULCAN LINOVECTOR II (OR MANUFACTURE PROVIDED EQUAL). COVER SHALL BE MINIMUM 16-GAUGE THREE SIDES. HEM ALL EXPOSED EDGES OR INSTALL RUBBER EDGE GASKET. SECURE TO WALL WITH ANGLE AND REUSABLE FASTENERS PER MANUFACTURE INSTALLATION INSTRUCTIONS. ARCHITECT TO SELECT COLOR.

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



STOR.
141.01

STORE
143.02

GIRLS
142

BOYS
142.02

JAN.

NS CORRIDOR
108

SNACK
143.03

CAFETERIA
143

SERVING
AREA

SOILED
DISHES STOR.

STOR.

FACULTY
DINING

KITCHEN
147

OFF.

COOLER

JAN.

T.

LK
. R

M
.

CL. RM.
1422

SOILED
DISH
1430

CAFETERIA
1429

CAFETERIA
CORR.
1426

GIRLS
RESTROOM

1428

BOYS
RESTROOM

1427

DN

  FEC
 
 

  FEC
 
 

  
 

 FEC

  FEC
 
 

TRASH

TRASH

TRASH

TRASH

TRASH

S2

 FEB 
 
 

S5

S6

S8 S8 S8 S8S8

S9

S5.1

S5.1

S5.1

S5.1

S5.1

S5.1

S4

S5.1

S5

4"

S17

S23

S24

S17.1

FD

T T

T T

T

T

T

T

MECHANICAL KEYED NOTES:

T

STOR.

MECHANICAL KEYED NOTES:

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
HEATING NEW WORK - 
AREA C

KAS

RCR

H11C

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - HEATING NEW WORK - AREA C1

ENLARGED MECHANICAL ROOM PLAN - AREA C2

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
RCP-X

AutoCAD SHX Text
RCP-X

AutoCAD SHX Text
RCP-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
RCP-X

AutoCAD SHX Text
RCP-X

AutoCAD SHX Text
RCP-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
CCU-X

AutoCAD SHX Text
1

AutoCAD SHX Text
FURNISH AND INSTALL NEW CHILLED WATER COIL INTO EXISTING UNIT VENTILATOR. PROVIDE ALL MATERIALS AND LABOR TO INSTALL NEW COIL IN ACCORDANCE WITH MANUFACTURER'S INSTALLATION INSTRUCTIONS. SEE DETAILS 5/H401 AND 7/H401. FURNISH AND INSTALL NEW CHILLED WATER COIL WITH 3-WAY VALVE INTO EXISTING UNIT VENTILATOR. PROVIDE ALL MATERIALS AND LABOR TO INSTALL NEW COIL IN ACCORDANCE WITH MANUFACTURER'S INSTALLATION INSTRUCTIONS. SEE DETAILS 5/H401 AND 8/H401. PROVIDE ALL MATERIALS AND LABOR TO REMOVE AND RE-INSTALL PIPING ENCLOSURE TO EXISTING UNIT VENTILATOR AND CUT AN OPENING IN EXISTING ENCLOSURE TO ALLOW FOR INSTALLATION OF NEW CHILLED WATER PIPING INTO EXISTING PIPING ENCLOSURE. FURNISH AND INSTALL NEW HORIZONTAL UNIT VENTILATOR AS A DIRECT REPLACEMENT FOR EXISTING UNIT. PROVIDE NEW HWS/R AND CHWS/R PIPING CONNECTIONS. SEE DETAIL 8/H401. FURNISH AND INSTALL NEW DDC TEMPERATURE, HUMIDITY, AND CO2 SENSOR PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. FURNISH AND INSTALL NEW VERTICAL PIPE ENCLOSURE FROM HORIZONTAL PIPING ENCLOSURE UP TO 10'-0" ABOVE FINISHED FLOOR (IF NO CEILING IN THE CLASSROOM) OR TO JUST ABOVE THE CEILING IN LOCATION OF NEW CHILLED WATER PIPING ROUTED DOWN TO UNIT VENTILATOR. VERTICAL PIPING ENCLOSURE SHALL BE VULCAN LINOVECTOR II (OR MANUFACTURE PROVIDED EQUAL). COVER SHALL BE MINIMUM 16-GAUGE THREE SIDES. HEM ALL EXPOSED EDGES OR INSTALL RUBBER EDGE GASKET. SECURE TO WALL WITH ANGLE AND REUSABLE FASTENERS PER MANUFACTURE INSTALLATION INSTRUCTIONS. ARCHITECT TO SELECT COLOR. FURNISH AND INSTALL NEW DIFFERENTIAL PRESSURE SENSOR AND ASSOCIATED CHILLED WATER PIPING.

AutoCAD SHX Text
2

AutoCAD SHX Text
SEE DETAIL #2/H11C FOR ENLARGED VIEW

AutoCAD SHX Text
%%UEF-X

AutoCAD SHX Text
3

AutoCAD SHX Text
NEW SOFFIT

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
FURNISH AND INSTALL NEW DDC TEMPERATURE, HUMIDITY, AND CO2 SENSOR PER MANUFACTURER'S INSTALLATION INSTRUCTIONS.

AutoCAD SHX Text
HWS/R TO RTU-1 ON ROOFRTU-1 ON ROOF ON ROOF

AutoCAD SHX Text
CHWS/R TO RTU-1 ON ROOFRTU-1 ON ROOF ON ROOF

AutoCAD SHX Text
TO RTU-1RTU-1

AutoCAD SHX Text
CH-2 ON ROOF

AutoCAD SHX Text
RTU-1 ON ROOF

AutoCAD SHX Text
CH-1 ON ROOF ON ROOF

AutoCAD SHX Text
8" CHWS

AutoCAD SHX Text
%%UEF-X

AutoCAD SHX Text
8" CHWS

AutoCAD SHX Text
8" CHWR

AutoCAD SHX Text
VFD

AutoCAD SHX Text
VFD

AutoCAD SHX Text
%%UEF-TCP-X

AutoCAD SHX Text
8" CHWR

AutoCAD SHX Text
FM-4

AutoCAD SHX Text
NEW SOFFIT

AutoCAD SHX Text
6

AutoCAD SHX Text
5

AutoCAD SHX Text
7

AutoCAD SHX Text
%%UCHWP-3

AutoCAD SHX Text
%%U(FUTURE PUMP)

AutoCAD SHX Text
%%UAS-1

AutoCAD SHX Text
%%UET-1

AutoCAD SHX Text
%%USF-1

AutoCAD SHX Text
NEW 4" CONCRETE PAD

AutoCAD SHX Text
8"CHWR UP THRU ROOF

AutoCAD SHX Text
8" CHWS

AutoCAD SHX Text
%%UEF-X

AutoCAD SHX Text
6" CHWS CAPPED FOR FUTURE PUMP 

AutoCAD SHX Text
8" DECOUPLER (MIN. 24" LONG)

AutoCAD SHX Text
8" CHWS

AutoCAD SHX Text
8" CHWR

AutoCAD SHX Text
VFD

AutoCAD SHX Text
VFD

AutoCAD SHX Text
%%UTCP-1

AutoCAD SHX Text
ELECTRICAL PANEL (E)

AutoCAD SHX Text
%%UEF-TCP-X

AutoCAD SHX Text
%%UCHWP-4

AutoCAD SHX Text
8" CHWR

AutoCAD SHX Text
6" CHWS

AutoCAD SHX Text
3" CHWS

AutoCAD SHX Text
3/4 CHWS

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
6

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
FM-3

AutoCAD SHX Text
FM-4

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
7

AutoCAD SHX Text
8"CHWS UP THRU ROOF

AutoCAD SHX Text
1

AutoCAD SHX Text
FURNISH AND INSTALL NEW CHILLED WATER COIL PUMPS CHWP-3 CHWP-3 AND CHWP-4. SEE DETAIL 5/H400. CHWP-4. SEE DETAIL 5/H400. . SEE DETAIL 5/H400. FURNISH AND INSTALL NEW COMBINATION AIR AND DIRT SEPARATOR, AS-1 AS INDICATED ON DRAWING. SEE DETAIL 7/H400.  AS INDICATED ON DRAWING. SEE DETAIL 7/H400. FURNISH AND INSTALL NEW CHILLED WATER SYSTEM EXPANSION TANK, ET-1. SEE DETAIL 7/H400. ET-1. SEE DETAIL 7/H400. . SEE DETAIL 7/H400. FURNISH AND INSTALL SIDE STREAM FILTER, SF-1. SEE DETAIL SF-1. SEE DETAIL  SEE DETAIL 6/H400.. FURNISH AND INSTALL NEW CHILLED WATER FLOW METERS INTO NEW PIPING AT LOCATION INDICATED ON DRAWINGS. FURNISH AND INSTALL NEW TEMPERATURE CONTROL PANEL. FURNISH AND INSTALL NEW 4" CONCRETE PAD BENEATH NEW EQUIPMENT AS INDICATED ON DRAWING.

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/4" = 1'-0"



INCR. STOR.

STOR.

STOR.

BOILER RM.
151

ELEC.
EQUIP.

I.T.
147 STOR.

STOR.
148

JAN. OFF.
149

STAFF TLT.
STUDENT

TLT.

LIFE
SCIENCE LAB

703

CL. RM.
709

COMPUTER
LAB
715

TEAM STOR.
IDF

EW CORRIDOR
111

CL. RM.
719

COLLAB
SPACE

EDIT

ACCESS

STOR.

CTRL.

STUDIO
729

COMPUTER
LAB
741

OFF.
721

TEAM
723

CL. RM.
740A

HALL
740C

CL. RM.
738

COMPUTER
LAB
740C

COMPUTER
LAB
740B

STOR.

AUTOMATIVE
736

CL. RM.
732

TECH LAB
734

MATERIAL
SCIENCES

730

OFF.
STOR.

TEAM

WELDING
1030

DN

# 1 # 2

DN

ad
a 

si
nk

si
nk

T

T

T

T
T

T T

T

T
T

T

T

T

T

T

T

T

T

T

T

T

T

T

MECHANICAL KEYED NOTES:

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
HEATING NEW WORK -
AREA D

KAS

RCR

H11D

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - HEATING NEW WORK - AREA D1

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
HE-X

AutoCAD SHX Text
ET-X

AutoCAD SHX Text
P-X

AutoCAD SHX Text
ASP-X

AutoCAD SHX Text
P-X

AutoCAD SHX Text
P-X

AutoCAD SHX Text
PRV-X

AutoCAD SHX Text
SURGE TANK-X

AutoCAD SHX Text
DOMESTIC HOT WATER

AutoCAD SHX Text
VACUUM-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
RTU-2

AutoCAD SHX Text
VAV-1

AutoCAD SHX Text
VAV-2

AutoCAD SHX Text
VAV-14

AutoCAD SHX Text
VAV-4

AutoCAD SHX Text
VAV-5

AutoCAD SHX Text
VAV-7

AutoCAD SHX Text
VAV-9

AutoCAD SHX Text
VAV-6

AutoCAD SHX Text
VAV-8

AutoCAD SHX Text
VAV-10

AutoCAD SHX Text
VAV-11

AutoCAD SHX Text
VAV-12

AutoCAD SHX Text
VAV-23

AutoCAD SHX Text
VAV-15

AutoCAD SHX Text
VAV-16

AutoCAD SHX Text
VAV-18

AutoCAD SHX Text
VAV-17

AutoCAD SHX Text
VAV-19

AutoCAD SHX Text
VAV-20

AutoCAD SHX Text
VAV-21

AutoCAD SHX Text
VAV-22

AutoCAD SHX Text
VAV-3

AutoCAD SHX Text
VAV-13

AutoCAD SHX Text
HE-X

AutoCAD SHX Text
ET-X

AutoCAD SHX Text
P-X

AutoCAD SHX Text
ASP-X

AutoCAD SHX Text
P-X

AutoCAD SHX Text
P-X

AutoCAD SHX Text
PRV-X

AutoCAD SHX Text
SURGE TANK-X

AutoCAD SHX Text
DOMESTIC HOT WATER

AutoCAD SHX Text
VACUUM-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
1

AutoCAD SHX Text
FURNISH AND INSTALL NEW VARIABLE AIR VOLUME BOX PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. CONNECT TO EXISTING HOT WATER PIPING. SEE DETAIL 10/M401.  FURINSH AND INSTALL NEW ROOF-TOP UNIT PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. CONNECT TO EXISTING HOT WATER PIPING. SEE DETAIL 9/H400. FURNISH AND INSTALL NEW DDC TEMPERATURE, HUMIDITY, AND CO2 SENSOR PER MANUFACTURER'S INSTALLATION INSTRUCTIONS.

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



COURT

SCIENCE
118

WK RM

SCIENCE
116

NS CORRIDOR
103

ATTENDANCE

ENTRY

STOR.

PRINCIPAL

MEN

WOMEN

HALL
100D

WK RM
100

100C

SOCIAL
WORK

1168B

SOCIAL
WORK

100A

SOCIAL
WORK

SCIENCE
108STOR.

108.01

EW CORRIDOR
102

MAIN OFF.

MAILVAULTCOPY

CONFERENCE

MAIN OFF.
RECEPTION

FINANCEKATIESASPOLICEFRESHMEN
FRESHMEN

HS
COUNSELORHS AP

WK RMCONFERENCE

HS
RECEPTION

WK RM
110.01

GREENHOUSE

SCIENCE
110

COT
TREAT.

NURSE

T.

NS CORRIDOR
102

JAN.

ELEV.

JAN.

I.T.
EQUIP.

BOYS
114

GIRLS
112

ELEV.
ROOM

STOR.

STOR.

DN

UP

UP

DN

RM. 118

TT

T T

T

T

T

T

MECHANICAL KEYED NOTES:

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
HEATING NEW WORK - 
AREA E

KAS

RCR

H11E

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - HEATING NEW WORK - AREA E1

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FCU-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
1 1/2" HWR/S

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FCU-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
1 1/2" HWR/S

AutoCAD SHX Text
UV-5

AutoCAD SHX Text
UV-6

AutoCAD SHX Text
UV-7

AutoCAD SHX Text
UV-8

AutoCAD SHX Text
UV-15

AutoCAD SHX Text
UV-16

AutoCAD SHX Text
UV-17

AutoCAD SHX Text
UV-18

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
EXISTING CASEWORK

AutoCAD SHX Text
4

AutoCAD SHX Text
EXISTING CASEWORK

AutoCAD SHX Text
5

AutoCAD SHX Text
NEW PIPING ENCLOSURE

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
1

AutoCAD SHX Text
FURNISH AND INSTALL NEW CHILLED WATER COIL INTO EXISTING UNIT VENTILATOR. PROVIDE ALL MATERIALS AND LABOR TO INSTALL NEW COIL IN ACCORDANCE WITH MANUFACTURER'S INSTALLATION INSTRUCTIONS. SEE DETAIL 5/H401 AND 7/H401. FURNISH AND INSTALL NEW CHILLED WATER COIL WITH THREE-WAY VALVE INTO EXISTING UNIT VENTILATOR. PROVIDE ALL MATERIALS AND LABOR TO INSTALL NEW COIL IN ACCORDANCE WITH MANUFACTURER'S INSTALLATION INSTRUCTIONS. SEE DETAILS 5/H401 AND 8/H401. PROVIDE ALL MATERIALS AND LABOR TO REMOVE AND RE-INSTALL PIPING ENCLOSURE TO EXISTING UNIT VENTILATOR AND CUT AN OPENING IN EXISTING ENCLOSURE TO ALLOW FOR INSTALLATION OF NEW CHILLED WATER PIPING INTO EXISTING PIPING ENCLOSURE. PROVIDE ALL MATERIALS AND LABOR TO REMOVE AND REINSTALL EXISTING CASEWORK TO ALLOW FOR INSTALLATION OF NEW CHILLED WATER PIPING. FURNISH AND INSTALL PRE-MANUFACTURED PIPING ENCLOSURE (VULCAN MODEL LV4-T20 WO/LOUVERS OR APPROVED EQUALS) AS REQUIRED TO CONCEAL NEW PIPING. PROVIDE NEW HANGERS, CLIPS, END CAPS, ETC. SUBMIT PRE-FINISHED PIPE ENCLOSURE COLOR SAMPLES TO BE APPROVED BY ARCHITECT. FURNISH AND INSTALL NEW DDC TEMPERATURE, HUMIDITY, AND CO2 SENSOR PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. FURNISH AND INSTALL NEW VERTICAL PIPE ENCLOSURE FROM HORIZONTAL PIPING ENCLOSURE UP TO 10'-0" ABOVE FINISHED FLOOR (IF NO CEILING IN THE CLASSROOM) OR TO JUST ABOVE THE CEILING IN LOCATION OF NEW CHILLED WATER PIPING ROUTED DOWN TO UNIT VENTILATOR. VERTICAL PIPING ENCLOSURE SHALL BE VULCAN LINOVECTOR II (OR MANUFACTURE PROVIDED EQUAL). COVER SHALL BE MINIMUM 16-GAUGE THREE SIDES. HEM ALL EXPOSED EDGES OR INSTALL RUBBER EDGE GASKET. SECURE TO WALL WITH ANGLE AND REUSABLE FASTENERS PER MANUFACTURE INSTALLATION INSTRUCTIONS. ARCHITECT TO SELECT COLOR.

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



COURT

NS CORRIDOR
103 DANCE

STUDIO

STOR.

NS CORRIDOR
107

CL. RM.
166

CL. RM.
168

CL. RM.
165

CL. RM.
167

WORK RM.
169

EW CORRIDOR
104

COMPUTER
RM.
171

CL. RM.
173

RM.
175

EQUIP.

EMITT
RECEPTION

170

EMITT
COUNS
170A

EMITT AP
170B

CONFERENCE
170C

BAMIT AP
172A

BAMIT
COUNS

172B

BAMIT
RECEPTION

172

ACADEMY
COACH
172C

ATTENDANCE
172D

CORR.
172FSPARE

172E

ENTRY

STOR.

MEN

WOMEN

NS CORRIDOR

UP

DN

UP

T T
TTTT

T

T

T
T

T

T T

MECHANICAL KEYED NOTES:

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
HEATING NEW WORK -
AREA F

KAS

RCR

H11F

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - HEATING NEW WORK - AREA F1

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FCU-X

AutoCAD SHX Text
FCU-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FCU-X

AutoCAD SHX Text
FCU-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
UV-24

AutoCAD SHX Text
UV-25

AutoCAD SHX Text
UV-26

AutoCAD SHX Text
UV-21

AutoCAD SHX Text
UV-22

AutoCAD SHX Text
UV-14

AutoCAD SHX Text
UV-13

AutoCAD SHX Text
UV-12

AutoCAD SHX Text
UV-23

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
3" CHWS/R TFA

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
1

AutoCAD SHX Text
FURNISH AND INSTALL NEW CHILLED WATER COIL INTO EXISTING UNIT VENTILATOR. PROVIDE ALL MATERIALS AND LABOR TO INSTALL NEW COIL IN ACCORDANCE WITH MANUFACTURER'S INSTALLATION INSTRUCTIONS. SEE DETAILS 5/H401 AND 7/H401. FURNISH AND INSTALL NEW CHILLED WATER COIL WITH THREE-WAY VALVE INTO EXISTING UNIT VENTILATOR. PROVIDE ALL MATERIALS AND LABOR TO INSTALL NEW COIL IN ACCORDANCE WITH MANUFACTURER'S INSTALLATION INSTRUCTIONS. SEE DETAILS 5/H401 AND 8/H401. PROVIDE ALL MATERIALS AND LABOR TO REMOVE AND RE-INSTALL PIPING ENCLOSURE TO EXISTING UNIT VENTILATOR AND CUT AN OPENING IN EXISTING ENCLOSURE TO ALLOW FOR INSTALLATION OF NEW CHILLED WATER PIPING INTO EXISTING PIPING ENCLOSURE. FURNISH AND INSTALL NEW DDC TEMPERATURE, HUMIDITY, AND CO2 SENSOR PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. FURNISH AND INSTALL NEW VERTICAL PIPE ENCLOSURE FROM HORIZONTAL PIPING ENCLOSURE UP TO 10'-0" ABOVE FINISHED FLOOR (IF NO CEILING IN THE CLASSROOM) OR TO JUST ABOVE THE CEILING IN LOCATION OF NEW CHILLED WATER PIPING ROUTED DOWN TO UNIT VENTILATOR. VERTICAL PIPING ENCLOSURE SHALL BE VULCAN LINOVECTOR II (OR MANUFACTURE PROVIDED EQUAL). COVER SHALL BE MINIMUM 16-GAUGE THREE SIDES. HEM ALL EXPOSED EDGES OR INSTALL RUBBER EDGE GASKET. SECURE TO WALL WITH ANGLE AND REUSABLE FASTENERS PER MANUFACTURE INSTALLATION INSTRUCTIONS. ARCHITECT TO SELECT COLOR.

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



UP

DN

COURT

DANCE
STUDIO

STOR. STOR.

ART RM.
154

ART RM.
156

COVERED
STOR.
AREA

NS CORRIDOR
108

ART RM.
155

GIRLS

RECEIVING
153

INCR. STOR.

KILN
155.01

STOR.
155.02

STAGE/PROP
157

STOR.
157.01

SPRAY

PRAC PRAC

STOR.
158

PLANNING
158

STOR. KIT.

HOME MGT.
160

OFF.DK. RM.

CL. RM.
162

CL. RM.
164

STOR.

NS CORRIDOR
107

NS CORRIDOR

UP

DN

T

T

T

T

T

TT

T

MECHANICAL KEYED NOTES:

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
HEATING NEW WORK - 
AREA G

KAS

RCR

H11G

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - HEATING NEW WORK - AREA G1

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
UV-58

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
HE-X

AutoCAD SHX Text
ET-X

AutoCAD SHX Text
P-X

AutoCAD SHX Text
ASP-X

AutoCAD SHX Text
VACUUM-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
FTR-X

AutoCAD SHX Text
CUH-X

AutoCAD SHX Text
HE-X

AutoCAD SHX Text
ET-X

AutoCAD SHX Text
P-X

AutoCAD SHX Text
ASP-X

AutoCAD SHX Text
VACUUM-X

AutoCAD SHX Text
UH-X

AutoCAD SHX Text
UH-X

AutoCAD SHX Text
UV-27

AutoCAD SHX Text
UV-28

AutoCAD SHX Text
UV-29

AutoCAD SHX Text
UV-30

AutoCAD SHX Text
UV-31

AutoCAD SHX Text
UV-32

AutoCAD SHX Text
UV-33

AutoCAD SHX Text
UV-35

AutoCAD SHX Text
UV-34

AutoCAD SHX Text
NEW SOFFIT

AutoCAD SHX Text
3" CHWS/R TFA

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
NEW PIPING ENCLOSURE

AutoCAD SHX Text
4

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
5

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
1

AutoCAD SHX Text
FURNISH AND INSTALL NEW CHILLED WATER COIL INTO EXISTING UNIT VENTILATOR. PROVIDE ALL MATERIALS AND LABOR TO INSTALL NEW COIL IN ACCORDANCE WITH MANUFACTURER'S INSTALLATION INSTRUCTIONS. SEE DETAIL 5/H401 AND 7/H401. FURNISH AND INSTALL NEW CHILLED WATER COIL WITH THREE-WAY VALVE INTO EXISTING UNIT VENTILATOR. PROVIDE ALL MATERIALS AND LABOR TO INSTALL NEW COIL IN ACCORDANCE WITH MANUFACTURER'S INSTALLATION INSTRUCTIONS. SEE DETAILS 5/H401 AND 8/H401. PROVIDE ALL MATERIALS AND LABOR TO REMOVE AND RE-INSTALL PIPING ENCLOSURE TO EXISTING UNIT VENTILATOR AND CUT AN OPENING IN EXISTING ENCLOSURE TO ALLOW FOR INSTALLATION OF NEW CHILLED WATER PIPING INTO EXISTING PIPING ENCLOSURE. FURNISH AND INSTALL NEW HORIZONTAL UNIT VENTILATOR AS A DIRECT REPLACEMENT FOR EXISTING UNIT. PROVIDE NEW HWS/R AND CHWS/R PIPING CONNECTIONS. SEE DETAIL 7/H401. FURNISH AND INSTALL PRE-MANUFACTURED PIPING ENCLOSURE (VULCAN MODEL LV4-T20 WO/LOUVERS OR APPROVED EQUALS) AS REQUIRED TO CONCEAL NEW PIPING. PROVIDE NEW HANGERS, CLIPS, END CAPS, ETC. SUBMIT PRE-FINISHED PIPE ENCLOSURE COLOR SAMPLES TO BE APPROVED BY ARCHITECT. FURNISH AND INSTALL NEW DDC TEMPERATURE, HUMIDITY, AND CO2 SENSOR PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. FURNISH AND INSTALL NEW VERTICAL PIPE ENCLOSURE FROM HORIZONTAL PIPING ENCLOSURE UP TO 10'-0" ABOVE FINISHED FLOOR (IF NO CEILING IN THE CLASSROOM) OR TO JUST ABOVE THE CEILING IN LOCATION OF NEW CHILLED WATER PIPING ROUTED DOWN TO UNIT VENTILATOR. VERTICAL PIPING ENCLOSURE SHALL BE VULCAN LINOVECTOR II (OR MANUFACTURE PROVIDED EQUAL). COVER SHALL BE MINIMUM 16-GAUGE THREE SIDES. HEM ALL EXPOSED EDGES OR INSTALL RUBBER EDGE GASKET. SECURE TO WALL WITH ANGLE AND REUSABLE FASTNERS PER MANUFACTURE INSTALLATION INSTRUCTIONS. ARCHITECT TO SELECT COLOR.

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



CL. RM.
298

CL. RM.
296

CL. RM.
294A

CL. RM.
294B

CL. RM.
294C OFFICE

---

STOR.
---

CORRIDOR
---

ROOF

CL. RM.
287

---
---

---
---

---
---

---
---

---
---

---
---

---
---

CL. RM.
295

CL. RM.
297

CL. RM.
299

GIRLS
---

BOYS
---

ELEV.
---

STOR.
---

OFFICE
---

CL. RM.
298

CL. RM.
296

CL. RM.
294A

CL. RM.
294B

CL. RM.
294C OFFICE

---

STOR.
---

ROOF

CL. RM.
287

---
---

---
---

---
---

---
---

---
---

---
---

---
---

CL. RM.
295

CL. RM.
297

CL. RM.
299

GIRLS
---

BOYS
---

ELEV.
---

STOR.
---

OFFICE
---

T

T T T

T T T T

T

T

MECHANICAL KEYED NOTES:

SECOND FLOOR PLAN - HEATING NEW WORK - AREA E1

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

SECOND FLOOR
PLAN - HEATING
NEW WORK - AREA E

KAS

RCR

H12E

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
DN

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
UV-41

AutoCAD SHX Text
UV-42

AutoCAD SHX Text
UV-43

AutoCAD SHX Text
UV-44

AutoCAD SHX Text
UV-45

AutoCAD SHX Text
UV-37

AutoCAD SHX Text
UV-38

AutoCAD SHX Text
UV-39

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
1

AutoCAD SHX Text
FURNISH AND INSTALL NEW CHILLED WATER COIL INTO EXISTING UNIT VENTILATOR. PROVIDE ALL MATERIALS AND LABOR TO INSTALL NEW COIL IN ACCORDANCE WITH MANUFACTURER'S INSTALLATION INSTRUCTIONS. SEE DETAIL 5/H401 AND 7/H401. FURNISH AND INSTALL NEW CHILLED WATER COIL WITH THREE-WAY VALVE INTO EXISTING UNIT VENTILATOR. PROVIDE ALL MATERIALS AND LABOR TO INSTALL NEW COIL IN ACCORDANCE WITH MANUFACTURER'S INSTALLATION INSTRUCTIONS. SEE DETAILS 5/H401 AND 8/H401. PROVIDE ALL MATERIALS AND LABOR TO REMOVE AND RE-INSTALL PIPING ENCLOSURE TO EXISTING UNIT VENTILATOR AND CUT AN OPENING IN EXISTING ENCLOSURE TO ALLOW FOR INSTALLATION OF NEW CHILLED WATER PIPING INTO EXISTING PIPING ENCLOSURE. FURNISH AND INSTALL NEW DDC TEMPERATURE, HUMIDITY, AND CO2 SENSOR PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. FURNISH AND INSTALL NEW VERTICAL PIPE ENCLOSURE FROM HORIZONTAL PIPING ENCLOSURE UP TO 10'-0" ABOVE FINISHED FLOOR (IF NO CEILING IN THE CLASSROOM) OR TO JUST ABOVE THE CEILING IN LOCATION OF NEW CHILLED WATER PIPING ROUTED DOWN TO UNIT VENTILATOR. VERTICAL PIPING ENCLOSURE SHALL BE VULCAN LINOVECTOR II (OR MANUFACTURE PROVIDED EQUAL). COVER SHALL BE MINIMUM 16-GAUGE THREE SIDES. HEM ALL EXPOSED EDGES OR INSTALL RUBBER EDGE GASKET. SECURE TO WALL WITH ANGLE AND REUSABLE FASTENERS PER MANUFACTURE INSTALLATION INSTRUCTIONS. ARCHITECT TO SELECT COLOR.

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
H



STOR.
---

ROOF

CL. RM.
286

CL. RM.
284

CL. RM.
282

CL. RM.
280

CL. RM.
278

CL. RM.
276

ROOF

STOR.
---

BOYS
---

GIRLS
---

CL. RM.
277

CL. RM.
279

CL. RM.
281

CL. RM.
283

ROOFROOF

CL. RM.
287

OFFICE
285

STOR.
---

ROOF

CL. RM.
286

CL. RM.
284

CL. RM.
282

CL. RM.
280

CL. RM.
278

CL. RM.
276

ROOF

STOR.
---

BOYS
---

GIRLS
---

CL. RM.
277

CL. RM.
279

CL. RM.
281

CL. RM.
283

ROOFROOF

CL. RM.
287

OFFICE
285

T

T

T T T T

T T T T T T

MECHANICAL KEYED NOTES:

SECOND FLOOR PLAN - HEATING NEW WORK - AREA F1

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

SECOND FLOOR
PLAN - HEATING
NEW WORK - AREA F

KAS

RCR

H12F

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
UV-46

AutoCAD SHX Text
UV-51

AutoCAD SHX Text
UV-52

AutoCAD SHX Text
UV-53

AutoCAD SHX Text
UV-54

AutoCAD SHX Text
UV-55

AutoCAD SHX Text
UV-40

AutoCAD SHX Text
UV-47

AutoCAD SHX Text
UV-48

AutoCAD SHX Text
UV-49

AutoCAD SHX Text
UV-50

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
1

AutoCAD SHX Text
FURNISH AND INSTALL NEW CHILLED WATER COIL INTO EXISTING UNIT VENTILATOR. PROVIDE ALL MATERIALS AND LABOR TO INSTALL NEW COIL IN ACCORDANCE WITH MANUFACTURER'S INSTALLATION INSTRUCTIONS. SEE DETAIL SEE DETAIL 5/H401 AND 7/H401. FURNISH AND INSTALL NEW CHILLED WATER COIL WITH THREE-WAY VALVE INTO EXISTING UNIT VENTILATOR. PROVIDE ALL MATERIALS AND LABOR TO INSTALL NEW COIL IN ACCORDANCE WITH MANUFACTURER'S INSTALLATION INSTRUCTIONS. SEE DETAILS 5/H401 AND 8/H401. PROVIDE ALL MATERIALS AND LABOR TO REMOVE AND RE-INSTALL PIPING ENCLOSURE TO EXISTING UNIT VENTILATOR AND CUT AN OPENING IN EXISTING ENCLOSURE TO ALLOW FOR INSTALLATION OF NEW CHILLED WATER PIPING INTO EXISTING PIPING ENCLOSURE. FURNISH AND INSTALL NEW DDC TEMPERATURE, HUMIDITY, AND CO2 SENSOR PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. FURNISH AND INSTALL NEW VERTICAL PIPE ENCLOSURE FROM HORIZONTAL PIPING ENCLOSURE UP TO 10'-0" ABOVE FINISHED FLOOR (IF NO CEILING IN THE CLASSROOM) OR TO JUST ABOVE THE CEILING IN LOCATION OF NEW CHILLED WATER PIPING ROUTED DOWN TO UNIT VENTILATOR. VERTICAL PIPING ENCLOSURE SHALL BE VULCAN LINOVECTOR II (OR MANUFACTURE PROVIDED EQUAL). COVER SHALL BE MINIMUM 16-GAUGE THREE SIDES. HEM ALL EXPOSED EDGES OR INSTALL RUBBER EDGE GASKET. SECURE TO WALL WITH ANGLE AND REUSABLE FASTENERS PER MANUFACTURE INSTALLATION INSTRUCTIONS. ARCHITECT TO SELECT COLOR.

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
H



S5.1

S17.1

J BOX

J BOX

MECHANICAL KEYED NOTES:

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

ROOF PLAN -
HEATING NEW WORK - 
AREA C & D

KAS

RCR

H13C

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

ROOF PLAN - HEATING NEW WORK - AREA C & D1

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
RTU-1

AutoCAD SHX Text
FUTURE CH-3

AutoCAD SHX Text
VALVED AND CAPPED FOR FUTURE EXPANSION

AutoCAD SHX Text
CH-1

AutoCAD SHX Text
CH-2

AutoCAD SHX Text
8" CHWS/R FFB

AutoCAD SHX Text
2 1/2" CHWS/R FFB

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
2" HWS/R FFB

AutoCAD SHX Text
6

AutoCAD SHX Text
4

AutoCAD SHX Text
FURNISH AND INSTALL NEW ROOF-TOP UNIT, RTU-1 ON NEW ROOF CURB RTU-1 ON NEW ROOF CURB  ON NEW ROOF CURB PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. COORDINATE WITH COORDINATE WITH STRUCTURAL FOR EXACT PLACEMENT. SEE DETAIL 1/H400. FURNISH AND INSTALL HEATING HOT WATER PIPING CONNECTIONS TO HEATING COIL. SEE DETAIL 2/H401. FURNISH AND INSTALL CHILLED WATER PIPING CONNECTIONS TO COOLING COIL SEE DETAIL 1/H401. FURNISH AND INSTALL NON-PENETRATING ROOF PIPING SUPPORT AS SHOWN. SEE DETAIL 9/H401. FURNISH AND INSTALL AIR-COOLED CHILLER PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. COORDINATE WITH STRUCTURAL FOR EXACT COORDINATE WITH STRUCTURAL FOR EXACT PLACEMENT. SEE DETAILS 2/H400, 3/H400, AND 4/H400.  SEE DETAILS 2/H400, 3/H400, AND 4/H400. FURNISH AND INSTALL NEW PIPING PORTAL IN EXISTING ROOF FOR NEW REFRIGERANT PIPING PENETRATION THOUGH ROOF. PROVIDE ALL MATERIAL AND LABOR NECESSARY FOR ROOFING WORK. ROOFING CONTRACTOR SHALL MEET ALL CURRENT ROOFING WARRANTY. PIPING PORTAL MANUFACTURER SHALL BE PATE OR ENGINEER APPROVED EQUAL WITH PIPING OPENINGS FOR BOTH THE REFRIGERANT PIPING AND THE ELECTRICAL CONDUIT.  

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



J BOX J BOX

J BOX

J BOX

ROOF TOP UNIT (RTU-1) KEYED NOTES:

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

HEATING DETAILS

KAS

RCR

H400

ROOF TOP UNIT PLAN AND ELEVATION DETAIL (RTU-1)1

MAKE-UP WATER PIPING DETAIL7

END SUCTION PUMP PIPING DETAIL5

CHILLER ROOF SUPPORT DETAIL3

”  
”  

CHILLER DETAIL (CH-1 & CH-2)2

SIDE STREAM FILTER PIPING DETAIL6
CHILLER EVAPORATOR PIPING DETAIL4

INLINE PUMP PIPING DETAIL8
SINGLE - AHU HOT WATER COIL (WITH RECIRC PUMP) PIPING DETAIL9

T

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
RETURN FAN PLENUM SECTION MIXING BOX PANEL FILTER ENERGY RECOVERY WHEEL TOP RECIRC SECTION BOTTOM RECIRC SECTION PLENUM SECTION BLENDER HOT WATER COIL CHILLED WATER COIL SUPPLY FAN

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
9

AutoCAD SHX Text
10

AutoCAD SHX Text
11

AutoCAD SHX Text
12

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
9

AutoCAD SHX Text
10

AutoCAD SHX Text
11

AutoCAD SHX Text
12

AutoCAD SHX Text
TOP VIEW

AutoCAD SHX Text
SIDE VIEW

AutoCAD SHX Text
LAG SCREW ISOLATOR INTO WOOD NAILER, SEAL PENETRATIONS @ COUNTER FLASHING.

AutoCAD SHX Text
PREFAB CURB WITH NAILER.      

AutoCAD SHX Text
18 GAUGE SHEET METAL CAP. SLOPE FOR DRAINAGE, CAULK CORNERS WATER TIGHT

AutoCAD SHX Text
MAINTAIN ROOF STRUCTURE BELOW CURB/CAP

AutoCAD SHX Text
18" ABOVE TOP OF ROOF INSULATION.

AutoCAD SHX Text
PROVIDE FULL PERIMETER CURB WITH SHEET METAL CAP. SEAL WATER TIGHT.

AutoCAD SHX Text
FURNISH AND INSTALL NEOPRENE ISOLATORS IN ACCORDANCE WITH MANUFACTURERS INSTALLATION INSTRUCTIONS..

AutoCAD SHX Text
ISOLATION VALVE

AutoCAD SHX Text
CHWS

AutoCAD SHX Text
FS

AutoCAD SHX Text
MANUAL AIR VENT

AutoCAD SHX Text
VIBRATION ELIMINATOR

AutoCAD SHX Text
WATER STRAINER

AutoCAD SHX Text
CHWR

AutoCAD SHX Text
UNION

AutoCAD SHX Text
PRESSURE GAUGE

AutoCAD SHX Text
FLOW SWITCH

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
N.T.S.

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
N.T.S.

AutoCAD SHX Text
AIR SEPARATOR

AutoCAD SHX Text
AUTOMATIC AIR VENT (TYP.)

AutoCAD SHX Text
VERTICAL ASME EXPANSION TANK WITH REPLACEABLE BLADDER

AutoCAD SHX Text
NEW 4" CONCRETE HOUSEKEEPING PAD BY HEATING CONTRACTOR

AutoCAD SHX Text
RELIEF VALVE SET AT 75 PSIG. DISCHARGE PIPING SHALL TERMINATE OPEN-SITE AT NEAREST FLOOR DRAIN

AutoCAD SHX Text
DRAIN VALVE WITH HOSE BIBB END

AutoCAD SHX Text
DRAIN VALVE WITH HOSE BIBB END

AutoCAD SHX Text
TO PUMP SUCTION

AutoCAD SHX Text
LINE SIZE SHALL MATCH EXPANSION TANK CONNECTION SIZE

AutoCAD SHX Text
FROM BACKFLOW PREVENTER

AutoCAD SHX Text
MAKE-UP WATER PRESSURE REDUCING VALVE W/ VALVED BYPASS FOR QUICK FILLING. SET AT 32 PSIG.

AutoCAD SHX Text
STRAINER

AutoCAD SHX Text
PRESSURE GAUGE (TYP.)

AutoCAD SHX Text
UNION (TYP.)

AutoCAD SHX Text
RETURN FROM SYSTEM

AutoCAD SHX Text
FURNISH AND INSTALL 1" MAKE-UP WATER FLOW METER. DWYER SERIES WMT2 (OR EQUAL).

AutoCAD SHX Text
M

AutoCAD SHX Text
BYPASS VALVE

AutoCAD SHX Text
PRESSURE GAUGE (TYP.)

AutoCAD SHX Text
VALVE (TYP.)

AutoCAD SHX Text
ISOLATION

AutoCAD SHX Text
CHECK VALVE

AutoCAD SHX Text
CONCENTRIC INCREASER

AutoCAD SHX Text
SUPPLY FROM SYSTEM

AutoCAD SHX Text
REDUCING SUCTION DIFFUSER W/ S.S. STRAINER SCREEN

AutoCAD SHX Text
SUPPLY TO SYSTEM

AutoCAD SHX Text
DOUBLE SPHERE FLEXIBLE PIPE CONNECTION W/ FLANGE ENDS (TYP.)

AutoCAD SHX Text
LEVEL PUMP BASE IN ACCORDANCE WITH MANUFACTURER'S RECOMMENDATIONS AND FILL WITH GROUT (TYP.)

AutoCAD SHX Text
NEW 4" CONCRETE HOUSEKEEPING

AutoCAD SHX Text
PAD BY HEATING CONTRACTOR

AutoCAD SHX Text
BALANCE VALVE

AutoCAD SHX Text
HEATING HOT WATER AND CHILLED WATER SYSTEM - PROVIDE SIDE STREAM FILTER MODEL SHELCO HIGH-FLO ECO FILTER  - PROVIDE SIDE STREAM FILTER MODEL SHELCO HIGH-FLO ECO FILTER HOUSING WITH CARTRIDGE.  FILTER HOUSING SHALL BE CAPABLE OF HOLDING ONE (1) 40”  LONG FILTER CARTRIDGE RATED LONG FILTER CARTRIDGE RATED FOR A MINIMUM OF 125 GPM.  ALL SUPPLY AND RETURN PIPING IN DETAIL SHALL BE 3”  PIPE SIZE FROM PUMP SUCTION PIPE SIZE FROM PUMP SUCTION AND DISCHARGE TO SIDE STREAM FILTER/CHEMICAL FEED POT.   

AutoCAD SHX Text
NOTE: SIDE-STREAM  SIDE-STREAM FILTER SHALL ALSO ACT AS CHEMICAL FEED POT. 

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
N.T.S.

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
N.T.S.

AutoCAD SHX Text
PRESSURE GAUGE (TYP.)

AutoCAD SHX Text
ISOLATION VALVE (TYP.)

AutoCAD SHX Text
UNION (TYP.)

AutoCAD SHX Text
FURNISH AND INSTALL CARTRIDGE FILTER VESSEL AS SHOWN.

AutoCAD SHX Text
SUPPLY AND RETURN PIPING TO PUMP SUCTION AND DISCHARGE

AutoCAD SHX Text
1" DRAIN PIPING TO

AutoCAD SHX Text
FURNISH AND INSTALL 4" HOUSEKEEPING PAD

AutoCAD SHX Text
BALANCE VALVE (TYP.)

AutoCAD SHX Text
FLOOR DRAIN

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
N.T.S.

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NOT TO  SCALE

AutoCAD SHX Text
P

AutoCAD SHX Text
CHECK VALVE (TYP.)

AutoCAD SHX Text
PRESSURE GAUGE (TYP.)

AutoCAD SHX Text
ISOLATION VALVE (TYP.)

AutoCAD SHX Text
STRAINER WITH BLOWDOWN VALVE (TYP.)

AutoCAD SHX Text
ISOLATION VALVE (TYP.)

AutoCAD SHX Text
PUMP

AutoCAD SHX Text
BALANCE VALVE (TYP.)

AutoCAD SHX Text
VFD

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
N.T.S.

AutoCAD SHX Text
HWS

AutoCAD SHX Text
HWR

AutoCAD SHX Text
HOT WATER HEATING COIL IN AHU

AutoCAD SHX Text
DRAIN VALVE WITH HOSE BIBB END (TYP.)

AutoCAD SHX Text
PRESSURE/TEMPERATURE TEST PORT (TYP)

AutoCAD SHX Text
BALANCE VALVE (TYP.)

AutoCAD SHX Text
1/2" BALL VALVE W/ GOOSENECK DRAIN AT HIGH POINT.

AutoCAD SHX Text
ISOLATION VALVE (TYPICAL)

AutoCAD SHX Text
UNION(TYP)

AutoCAD SHX Text
CHECK VALVE

AutoCAD SHX Text
INLINE RE-CIRCULATING PUMP BELL & GOSSETT, PL-45, 10' HEAD, 1/6 HP, 120V-1P

AutoCAD SHX Text
DDC TEMPERATUER SENSOR



A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

HEATING DETAILS

KAS

RCR

H401

AHU CONDENSATE DRAIN PIPING DETAIL3

CHILLED WATER COIL CONVERSION
EXISTING UNIT VENTILATOR PIPING DETAIL5

STACKED - AHU CHILLED WATER COOLING COIL PIPING DETAIL1

ROOF PIPING SUPPORT DETAIL9UNIT VENTILATOR PIPING DETAIL (2-WAY CHILLED WATER VALVE)7

UNIT VENTILATOR - OA LOUVER DETAIL4

HOT WATER REHEAT COIL PIPING DETAIL (2-WAY VALVE)10

STACKED AHU HOT WATER COIL (WITH RECIRC PUMP) PIPING DETAIL2

T

UNIT VENTILATOR PIPING DETAIL (3-WAY CHILLED WATER VALVE)8

NEW UNIT VENTILATOR PIPING DETAIL6

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
N.T.S.

AutoCAD SHX Text
PITCH DOWN - TOWARD DRAIN

AutoCAD SHX Text
NOTE: 1. DRAIN LINE SIZING SHALL BE AT LEAST THE SAME SIZE AS THE NPPLE ON THE DRAIN PAN. PIPING SHALL BE RIGID COPPER TYPE "L" OT "M" UNLESS NOTED OTHER WISE. 2. DIELECTRIC FITTING TO BE USED WHEN TWO DIFFERENT METALS ARE TO BE CONNECTED. 3. PROVIDE 1" AIR GAP AND FLOOR DRAIN OR FLOOR SINK.

AutoCAD SHX Text
UNIT TYPE

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
DRAW THRU

AutoCAD SHX Text
2" PLUS X

AutoCAD SHX Text
X

AutoCAD SHX Text
BLOW THRU

AutoCAD SHX Text
1" MINIMUM

AutoCAD SHX Text
2X

AutoCAD SHX Text
WHERE X = STATIC PRESSURE IN PAN

AutoCAD SHX Text
DIELECTRIC FITTING

AutoCAD SHX Text
DRAIN PAN

AutoCAD SHX Text
CLEAN OUT

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
3/4" HWR

AutoCAD SHX Text
3/4" HWS

AutoCAD SHX Text
1" CHWS

AutoCAD SHX Text
1" CHWR

AutoCAD SHX Text
EXISTING CLASSROOM

AutoCAD SHX Text
WALL

AutoCAD SHX Text
EXISTING UNIT VENTILATOR 

AutoCAD SHX Text
SHALL REMAIN.

AutoCAD SHX Text
12"

AutoCAD SHX Text
74"

AutoCAD SHX Text
30-1/8"

AutoCAD SHX Text
21-7/8"

AutoCAD SHX Text
FURNISH AND INSTALL 12" UTILITY COMPARTMENT

AutoCAD SHX Text
ADJACENT TO UNIT VENTILATOR (TYPICAL).

AutoCAD SHX Text
12"

AutoCAD SHX Text
INSTALL CHILLED WATER PIPING IN HORIZONTAL PIPE

AutoCAD SHX Text
CHASE ALONG EXTERIOR WALL, NEW CHILLED WATER

AutoCAD SHX Text
COIL CONNECTION TO BE ON SAME SIDE AS HOT WATER.

AutoCAD SHX Text
CONTRACTOR SHALL REMOVE AND RE-INSTALL EXISTING PIPING ENCLOSURE AS REQUIRED TO FACILITATE INSTALLATION OF HWS/R AND CHWS/R PIPING ALONG EXTERIOR WALL AS INDICATED ON DRAWINGS.  CONTRACTOR TO FIELD MODIFY EXISTING ENCLOSURE TO ACCOMMODATE NEW PIPING. NOTE: IN SOME LOCATIONS NEW PIPING ENCLOSURES WILL BE REQUIRED FOR : IN SOME LOCATIONS NEW PIPING ENCLOSURES WILL BE REQUIRED FOR EXISTING UNIT VENTILATORS, REFER TO SPECIFIC KEYED NOTES ON DRAWINGS.

AutoCAD SHX Text
PROVIDE ALL MATERIAL AND LABOR TO INSTALL OWNER FURNISHED CHILLED WATER COIL AS A DIRECT REPLACEMENT FOR EXISTING DX COIL. FOR COIL PIPING CONNECTIONS, SEE DETAIL 7&8/H401

AutoCAD SHX Text
EXISTING HWS/R PIPING TO REMAIN.  

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
STAINLESS STEEL COOLING COIL DRAIN PAN

AutoCAD SHX Text
CHILLED WATER COOLING COIL IN ERV/AHU

AutoCAD SHX Text
SIZE P-TRAP PER MANUFACTURER'S RECOMMENDED INSTRUCTIONS TO ENSURE PROPER DRAINAGE. PROVIDE CLEANOUT.

AutoCAD SHX Text
CHILLED WATER COOLING COIL IN ERV/AHU

AutoCAD SHX Text
PRESSURE/TEMPERATURE TEST PORT (TYP)

AutoCAD SHX Text
1/2" BALL VALVE W/ GOOSENECK DRAIN AT HIGH POINT.

AutoCAD SHX Text
BALANCE VALVE (TYP.)

AutoCAD SHX Text
ISOLATION VALVE (TYPICAL)

AutoCAD SHX Text
THERMOMETER (TYP)

AutoCAD SHX Text
EXTEND DRAIN PIPING TO NEAREST FLOOR DRAIN.

AutoCAD SHX Text
DRAIN VALVE WITH HOSE BIBB END (TYP.)

AutoCAD SHX Text
UNION(TYP)

AutoCAD SHX Text
FM

AutoCAD SHX Text
CHILLED WATER FLOW METER (TYP.)

AutoCAD SHX Text
AUTOMATIC 2-WAY CONTROL VALVE

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
36"

AutoCAD SHX Text
18"

AutoCAD SHX Text
18"

AutoCAD SHX Text
36"

AutoCAD SHX Text
PROVIDE FREE-STANDING /NON-PENETRATING ROOF PIPE SUPPORT SYSTEM AS SHOWN.

AutoCAD SHX Text
TOP OF EXISTING ROOF DECK.

AutoCAD SHX Text
FURNISH AND INSTALL METAL FRAMING SYSTEM FOR SUPPORT OF PIPING ON ROOF.

AutoCAD SHX Text
ADJUSTABLE CLEVIS HANGERS.

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
N.T.S.

AutoCAD SHX Text
UNIT VENT CHILLED WATER

AutoCAD SHX Text
UNIT VENT HOT WATER

AutoCAD SHX Text
HWR

AutoCAD SHX Text
HWS

AutoCAD SHX Text
1/2" BALL VALVE

AutoCAD SHX Text
W/ HOSE BIBB END

AutoCAD SHX Text
1/2" BALL VALVE

AutoCAD SHX Text
W/ GOOSENECK

AutoCAD SHX Text
DRAIN AT HIGH POINT.

AutoCAD SHX Text
TEST PLUG (TYP.)

AutoCAD SHX Text
UNIONS OR SOLDER CONNECTION (TYP.)

AutoCAD SHX Text
ISOLATION

AutoCAD SHX Text
VALVE (TYPICAL)

AutoCAD SHX Text
BALANCING

AutoCAD SHX Text
VALVE

AutoCAD SHX Text
COOLING COIL DRAIN PAN

AutoCAD SHX Text
TWO-WAY ELECTRONIC

AutoCAD SHX Text
CONTROL VALVE

AutoCAD SHX Text
UNION(TYP)

AutoCAD SHX Text
CHWS

AutoCAD SHX Text
1/2" BALL VALVE

AutoCAD SHX Text
W/ HOSE BIBB END

AutoCAD SHX Text
ISOLATION

AutoCAD SHX Text
VALVE (TYPICAL)

AutoCAD SHX Text
TWO-WAY ELECTRONIC

AutoCAD SHX Text
CONTROL VALVE

AutoCAD SHX Text
CHWR

AutoCAD SHX Text
1/2" BALL VALVE

AutoCAD SHX Text
W/ GOOSENECK

AutoCAD SHX Text
DRAIN AT HIGH POINT.

AutoCAD SHX Text
TEST PLUG (TYP.)

AutoCAD SHX Text
UNIONS OR SOLDER CONNECTION (TYP.)

AutoCAD SHX Text
BALANCING

AutoCAD SHX Text
VALVE

AutoCAD SHX Text
UNION(TYP)

AutoCAD SHX Text
SIZE P-TRAP PER MANUFACTURER'S RECOMMENDED INSTRUCTIONS TO ENSURE PROPER DRAINAGE. PROVIDE CLEANOUT.

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
EXISTING FLOOR

AutoCAD SHX Text
CAULK

AutoCAD SHX Text
FURNISH AND INSTALL INTAKE LOUVER FOR EACH UNIT VENTILATOR. MECHANICAL CONTRACTOR SHALL FIELD VERIFY EXACT LOUVER DIMENSIONS AND HEIGHT OF LOUVER AFF AS REQUIRED DUE TO EXTERIOR GRADE FOR EACH UNIT.

AutoCAD SHX Text
EXISTING WALL

AutoCAD SHX Text
FURNISH AND INSTALL BIRD SCREEN DIRECTLY BEHIND INTAKE LOUVER.

AutoCAD SHX Text
CEMENT MORTAR BED SLOPED AWAY FROM UNIT VENTILATOR INTAKE.

AutoCAD SHX Text
UNIT BOTTOM GASKET

AutoCAD SHX Text
SEAL UNDER UNIT.

AutoCAD SHX Text
UNIT OUTSIDE AIR INTAKE OPENING

AutoCAD SHX Text
UNIT VENTILATOR

AutoCAD SHX Text
FULL ADAPTOR BACK OPTION WITH OPTIONAL HIGH INTAKE LOUVER APPLICATION AND PIPING PORTAL.

AutoCAD SHX Text
UNIT INSULATING BLANKET

AutoCAD SHX Text
TOP OF INTAKE LOUVER NO MORE THAN 26" AFF.

AutoCAD SHX Text
BACK OF UNIT

AutoCAD SHX Text
SEE STRUCTURAL PLANS FOR LINTELS.

AutoCAD SHX Text
VAV BOX REHEAT  COIL

AutoCAD SHX Text
HWR

AutoCAD SHX Text
HWS

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NO SCALE

AutoCAD SHX Text
TEST PLUG (TYP.)

AutoCAD SHX Text
UNIONS OR SOLDER CONNECTION (TYP.)

AutoCAD SHX Text
UNION(TYP)

AutoCAD SHX Text
1/2" BALL VALVE W/ GOOSENECK DRAIN AT HIGH POINT.

AutoCAD SHX Text
1/2" BALL VALVE W/ HOSE BIBB END

AutoCAD SHX Text
TWO-WAY ELECTRONIC CONTROL VALVE

AutoCAD SHX Text
ISOLATION VALVE (TYPICAL)

AutoCAD SHX Text
BALANCING VALVE

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
N.T.S.

AutoCAD SHX Text
HWS

AutoCAD SHX Text
HWR

AutoCAD SHX Text
HOT WATER PRE-HEAT COIL IN ERV/AHU

AutoCAD SHX Text
HOT WATER PRE-HEAT COIL IN ERV/AHU

AutoCAD SHX Text
UNION(TYP)

AutoCAD SHX Text
DRAIN VALVE WITH HOSE BIBB END (TYP.)

AutoCAD SHX Text
PRESSURE/TEMPERATURE TEST PORT (TYP)

AutoCAD SHX Text
BALANCE VALVE (TYP.)

AutoCAD SHX Text
1/2" BALL VALVE W/ GOOSENECK DRAIN AT HIGH POINT.

AutoCAD SHX Text
1/2" BALL VALVE W/ GOOSENECK DRAIN AT HIGH POINT.

AutoCAD SHX Text
PRESSURE/TEMPERATURE TEST PORT (TYP)

AutoCAD SHX Text
THREE-WAY ELECTRONIC CONTROL VALVE

AutoCAD SHX Text
ISOLATION VALVE (TYPICAL)

AutoCAD SHX Text
THERMOMETER (TYP)

AutoCAD SHX Text
DDC TEMPERATUER SENSOR

AutoCAD SHX Text
CHECK VALVE

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
N.T.S.

AutoCAD SHX Text
UNIT VENT CHILLED WATER

AutoCAD SHX Text
UNIT VENT HOT WATER

AutoCAD SHX Text
HWR

AutoCAD SHX Text
HWS

AutoCAD SHX Text
1/2" BALL VALVE

AutoCAD SHX Text
W/ HOSE BIBB END

AutoCAD SHX Text
1/2" BALL VALVE

AutoCAD SHX Text
W/ GOOSENECK

AutoCAD SHX Text
DRAIN AT HIGH POINT.

AutoCAD SHX Text
TEST PLUG (TYP.)

AutoCAD SHX Text
UNIONS OR SOLDER CONNECTION (TYP.)

AutoCAD SHX Text
ISOLATION

AutoCAD SHX Text
VALVE (TYPICAL)

AutoCAD SHX Text
BALANCING

AutoCAD SHX Text
VALVE

AutoCAD SHX Text
COOLING COIL DRAIN PAN

AutoCAD SHX Text
TWO-WAY ELECTRONIC

AutoCAD SHX Text
CONTROL VALVE

AutoCAD SHX Text
UNION(TYP)

AutoCAD SHX Text
CHWS

AutoCAD SHX Text
1/2" BALL VALVE

AutoCAD SHX Text
W/ HOSE BIBB END

AutoCAD SHX Text
ISOLATION

AutoCAD SHX Text
VALVE (TYPICAL)

AutoCAD SHX Text
THREE-WAY ELECTRONIC

AutoCAD SHX Text
CONTROL VALVE

AutoCAD SHX Text
CHWR

AutoCAD SHX Text
1/2" BALL VALVE

AutoCAD SHX Text
W/ GOOSENECK

AutoCAD SHX Text
DRAIN AT HIGH POINT.

AutoCAD SHX Text
TEST PLUG (TYP.)

AutoCAD SHX Text
UNIONS OR SOLDER CONNECTION (TYP.)

AutoCAD SHX Text
BALANCING

AutoCAD SHX Text
VALVE

AutoCAD SHX Text
UNION(TYP)

AutoCAD SHX Text
SIZE P-TRAP PER MANUFACTURER'S RECOMMENDED INSTRUCTIONS TO ENSURE PROPER DRAINAGE. PROVIDE CLEANOUT.

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
3/4" HWR

AutoCAD SHX Text
3/4" HWS

AutoCAD SHX Text
CHWS

AutoCAD SHX Text
CHWR

AutoCAD SHX Text
EXISTING CLASSROOM

AutoCAD SHX Text
WALL

AutoCAD SHX Text
FURNISH AND INSTALL UNIT VENTILATOR

AutoCAD SHX Text
AS INDICATED ON DRAWINGS.

AutoCAD SHX Text
12"

AutoCAD SHX Text
74"

AutoCAD SHX Text
30-1/8"

AutoCAD SHX Text
21-7/8"

AutoCAD SHX Text
FURNISH AND INSTALL 12" UTILITY COMPARTMENT

AutoCAD SHX Text
ADJACENT TO UNIT VENTILATOR (TYPICAL).

AutoCAD SHX Text
CHWS/R PIPING ROUTED ABOVE CEILING WHERE POSSIBLE

AutoCAD SHX Text
12"

AutoCAD SHX Text
ROUTE DRAIN PIPING THROUGH

AutoCAD SHX Text
EXTERIOR WALL AND TERMINATE

AutoCAD SHX Text
ABOVE GRADE.

AutoCAD SHX Text
FURNISH AND INSTALL PRE-MANUFACTURED PIPING ENCLOSURE (VULCAN MODEL LV4-T20 WO/LOUVERS OR APPROVED EQUALS) AS REQUIRED TO CONCEAL NEW PIPING.  PROVIDE NEW HANGERS, CLIPS, END CAPS, ETC.  

AutoCAD SHX Text
%%UNEW UNIT VENTILATORS

AutoCAD SHX Text
EXISTING HWS/R PIPING TO REMAIN 

AutoCAD SHX Text
PROVIDE ALL MATERIAL AND LABOR FOR NEW HOT WATER AND CHILLED WATER COIL CONNECTIONS FOR NEW UNIT VENTILATOR

AutoCAD SHX Text
FURNISH AND INSTALL NEW VERTICAL PRE-MANUFACTURED PIPING ENCLOSURE (VULCAN LINOVECTOR II (OR APPROVED EQUALS) AS REQUIRED TO CONCEAL NEW PIPING.  PROVIDE NEW HANGERS, CLIPS, END CAPS, ETC.  

AutoCAD SHX Text
FURNISH AND INSTALL NEW VERTICAL PRE-MANUFACTURED PIPING ENCLOSURE (VULCAN LINOVECTOR II (OR APPROVED EQUALS) AS REQUIRED TO CONCEAL NEW PIPING.  PROVIDE NEW HANGERS, CLIPS, END CAPS, ETC.  

AutoCAD SHX Text
CHWS/R PIPING ROUTED 

AutoCAD SHX Text
ABOVE CEILING WHERE POSSIBLE

AutoCAD SHX Text
INLINE RE-CIRCULATING PUMP BELL & GOSSETT, PL-45, 10' HEAD, 1/6 HP, 120V-1P



A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

HEATING SCHEDULES

KAS

RCR

H500

AIR COOLED PACKAGED CHILLER SCHEDULE INTEGRATED CHILLED WATER PUMP SCHEDULE

CHILLED WATER PUMP SCHEDULE

ROOF TOP UNIT SCHEDULE

AIR SEPARATOR SCHEDULE

EXPANSION TANK SCHEDULE

AIR HANDLING UNIT SCHEDULE

ENERGY RECOVERY WHEEL SCHEDULE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
MARK

AutoCAD SHX Text
DESIGN BASIS

AutoCAD SHX Text
CAPACITY

AutoCAD SHX Text
EVAPORATOR DATA

AutoCAD SHX Text
EVAPORATOR FLUID TYPE

AutoCAD SHX Text
REFRIGERANT

AutoCAD SHX Text
AMBIENT TEMP

AutoCAD SHX Text
UNIT POWER KW

AutoCAD SHX Text
EFFICIENCY (EER)

AutoCAD SHX Text
IPLV (EER)

AutoCAD SHX Text
COMPRESSOR DATA

AutoCAD SHX Text
CONDENSER FAN DATA

AutoCAD SHX Text
SINGLE POINT POWER

AutoCAD SHX Text
REMARKS

AutoCAD SHX Text
DESIGN BASIS

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
PUMP DATA

AutoCAD SHX Text
ELECTRICAL DATA

AutoCAD SHX Text
GPM

AutoCAD SHX Text
SUCTION / DISCHARGE

AutoCAD SHX Text
HEAD

AutoCAD SHX Text
EFF.

AutoCAD SHX Text
IMPELLAR DIA.

AutoCAD SHX Text
FLUID TEMP

AutoCAD SHX Text
BRAKE HP

AutoCAD SHX Text
HP

AutoCAD SHX Text
RPM

AutoCAD SHX Text
V / PH / HZ

AutoCAD SHX Text
MAKE

AutoCAD SHX Text
MODEL / SERIES

AutoCAD SHX Text
NOMINAL (TONS)

AutoCAD SHX Text
ACTUAL (TONS)

AutoCAD SHX Text
FLOW GPM

AutoCAD SHX Text
EWT F

AutoCAD SHX Text
LWT F

AutoCAD SHX Text
PD (IN FT)

AutoCAD SHX Text
NO.

AutoCAD SHX Text
TOTAL AMPS

AutoCAD SHX Text
VOLTS

AutoCAD SHX Text
PHASE

AutoCAD SHX Text
NO.

AutoCAD SHX Text
TOTAL AMPS

AutoCAD SHX Text
MCA AMPS

AutoCAD SHX Text
MOP AMPS

AutoCAD SHX Text
VOLTS

AutoCAD SHX Text
PHASE

AutoCAD SHX Text
HZ

AutoCAD SHX Text
MAKE

AutoCAD SHX Text
MODEL

AutoCAD SHX Text
OPER.

AutoCAD SHX Text
CUT-OFF

AutoCAD SHX Text
CH-1

AutoCAD SHX Text
DAIKIN

AutoCAD SHX Text
AGZ241E

AutoCAD SHX Text
240

AutoCAD SHX Text
225.9

AutoCAD SHX Text
338.1

AutoCAD SHX Text
59

AutoCAD SHX Text
43

AutoCAD SHX Text
4.6

AutoCAD SHX Text
WATER

AutoCAD SHX Text
R410A

AutoCAD SHX Text
95

AutoCAD SHX Text
268.7

AutoCAD SHX Text
10.09

AutoCAD SHX Text
16.43

AutoCAD SHX Text
6

AutoCAD SHX Text
408

AutoCAD SHX Text
460

AutoCAD SHX Text
3

AutoCAD SHX Text
14

AutoCAD SHX Text
50.4

AutoCAD SHX Text
532

AutoCAD SHX Text
800

AutoCAD SHX Text
460

AutoCAD SHX Text
3

AutoCAD SHX Text
60

AutoCAD SHX Text
SEE NOTES 1 & 2 & 3

AutoCAD SHX Text
TACO

AutoCAD SHX Text
SKV4007D

AutoCAD SHX Text
IN-LINE PUMP

AutoCAD SHX Text
419

AutoCAD SHX Text
4" / 4"

AutoCAD SHX Text
30

AutoCAD SHX Text
46

AutoCAD SHX Text
77.0%

AutoCAD SHX Text
7.2"

AutoCAD SHX Text
43

AutoCAD SHX Text
4.1

AutoCAD SHX Text
5

AutoCAD SHX Text
1,760

AutoCAD SHX Text
460 / 3 / 60

AutoCAD SHX Text
CH-2

AutoCAD SHX Text
DAIKIN

AutoCAD SHX Text
AGZ241E

AutoCAD SHX Text
240

AutoCAD SHX Text
225.9

AutoCAD SHX Text
338.1

AutoCAD SHX Text
59

AutoCAD SHX Text
43

AutoCAD SHX Text
4.6

AutoCAD SHX Text
WATER

AutoCAD SHX Text
R410A

AutoCAD SHX Text
95

AutoCAD SHX Text
268.7

AutoCAD SHX Text
10.09

AutoCAD SHX Text
16.43

AutoCAD SHX Text
6

AutoCAD SHX Text
408

AutoCAD SHX Text
460

AutoCAD SHX Text
3

AutoCAD SHX Text
14

AutoCAD SHX Text
50.4

AutoCAD SHX Text
532

AutoCAD SHX Text
800

AutoCAD SHX Text
460

AutoCAD SHX Text
3

AutoCAD SHX Text
60

AutoCAD SHX Text
SEE NOTES 1 & 2 & 3

AutoCAD SHX Text
TACO

AutoCAD SHX Text
SKV4007D

AutoCAD SHX Text
IN-LINE PUMP

AutoCAD SHX Text
419

AutoCAD SHX Text
4" / 4"

AutoCAD SHX Text
30

AutoCAD SHX Text
46

AutoCAD SHX Text
77.0%

AutoCAD SHX Text
7.2"

AutoCAD SHX Text
43

AutoCAD SHX Text
4.1

AutoCAD SHX Text
5

AutoCAD SHX Text
1,760

AutoCAD SHX Text
460 / 3 / 60

AutoCAD SHX Text
CH-3 (FUTURE)

AutoCAD SHX Text
NOTES: 

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
1. COMPRESSORS MUST BE SCROLL TYPE DESIGN. SCREW COMPRESSORS ARE NOT ACCEPTABLE.      2. PROVIDE SINGLE POINT ELECTRICAL CONNECTION WITH FACTORY DISCONNECT SWITCH.     3. PROVIDE VARIABLE SPEED CONDENSER FANS.

AutoCAD SHX Text
1.

AutoCAD SHX Text
PROVIDE INVERTER DUTY RATED, PREMIUM EFFICIENCY MOTORS FOR ALL PUMPS.     2. PROVIDE FACTORY INSTALLED VFD.

AutoCAD SHX Text
MARK

AutoCAD SHX Text
DESIGN BASIS

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
PUMP DATA

AutoCAD SHX Text
ELECTRICAL DATA

AutoCAD SHX Text
REMARKS

AutoCAD SHX Text
GPM

AutoCAD SHX Text
SUCTION / DISCHARGE

AutoCAD SHX Text
HEAD

AutoCAD SHX Text
EFF.

AutoCAD SHX Text
IMPELLAR DIA.

AutoCAD SHX Text
FLUID TEMP

AutoCAD SHX Text
BRAKE HP

AutoCAD SHX Text
HP

AutoCAD SHX Text
RPM

AutoCAD SHX Text
V / PH / HZ

AutoCAD SHX Text
MAKE

AutoCAD SHX Text
MODEL

AutoCAD SHX Text
OPER.

AutoCAD SHX Text
CUT-OFF

AutoCAD SHX Text
CHWP-3

AutoCAD SHX Text
BELL & GOSSET

AutoCAD SHX Text
E-1510 - 3GB

AutoCAD SHX Text
END-SUCTION PUMP

AutoCAD SHX Text
496

AutoCAD SHX Text
4" / 3"

AutoCAD SHX Text
130

AutoCAD SHX Text
162

AutoCAD SHX Text
73.9%

AutoCAD SHX Text
13"

AutoCAD SHX Text
43

AutoCAD SHX Text
22.7

AutoCAD SHX Text
30

AutoCAD SHX Text
1,800

AutoCAD SHX Text
460 / 3 / 60

AutoCAD SHX Text
CHWP-4

AutoCAD SHX Text
BELL & GOSSET

AutoCAD SHX Text
E-1510 - 3GB

AutoCAD SHX Text
END-SUCTION PUMP

AutoCAD SHX Text
496

AutoCAD SHX Text
4" / 3"

AutoCAD SHX Text
130

AutoCAD SHX Text
162

AutoCAD SHX Text
73.9%

AutoCAD SHX Text
13"

AutoCAD SHX Text
43

AutoCAD SHX Text
22.7

AutoCAD SHX Text
30

AutoCAD SHX Text
1,800

AutoCAD SHX Text
460 / 3 / 60

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
1.

AutoCAD SHX Text
PROVIDE INVERTER DUTY RATED, PREMIUM EFFICIENCY MOTORS FOR ALL PUMPS

AutoCAD SHX Text
UNIT DESCRIPTION

AutoCAD SHX Text
DESIGN AIRFLOW (CFM)

AutoCAD SHX Text
COOLING PERFORMANCE - DX

AutoCAD SHX Text
HEATING PERFORMANCE

AutoCAD SHX Text
ELECTRIAL DATA

AutoCAD SHX Text
MARK

AutoCAD SHX Text
DESIGN BASIS

AutoCAD SHX Text
AREA SERVED

AutoCAD SHX Text
REFRIG. TYPE

AutoCAD SHX Text
IEER

AutoCAD SHX Text
TOTAL CAPACITY (BTUH)

AutoCAD SHX Text
SENSIBLE CAPACITY (BTUH)

AutoCAD SHX Text
ENTERING AIR TEMPERATURE

AutoCAD SHX Text
LEAVING AIR TEMPERATURE

AutoCAD SHX Text
OUTDOOR AIR PERCENTAGE

AutoCAD SHX Text
HEATING CAPACITY

AutoCAD SHX Text
TYPE

AutoCAD SHX Text
EAT (F)

AutoCAD SHX Text
LAT (F)

AutoCAD SHX Text
MCA (AMPS)

AutoCAD SHX Text
MOCP (AMPS)

AutoCAD SHX Text
VOLTS

AutoCAD SHX Text
PHASE

AutoCAD SHX Text
REMARKS

AutoCAD SHX Text
MAKE

AutoCAD SHX Text
MODEL / SIZE

AutoCAD SHX Text
(DB) DEG F

AutoCAD SHX Text
(WB) DEG F

AutoCAD SHX Text
(DB) DEG F

AutoCAD SHX Text
(WB) DEG F

AutoCAD SHX Text
(BTUH)

AutoCAD SHX Text
RTU-2

AutoCAD SHX Text
AAON

AutoCAD SHX Text
RNA-050

AutoCAD SHX Text
PACKAGE ROOFTOP UNIT

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
18,500

AutoCAD SHX Text
R410A

AutoCAD SHX Text
14.0

AutoCAD SHX Text
619.8

AutoCAD SHX Text
559.3

AutoCAD SHX Text
77.9

AutoCAD SHX Text
64.2

AutoCAD SHX Text
55.4

AutoCAD SHX Text
53.5

AutoCAD SHX Text
20%

AutoCAD SHX Text
296.4

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
61.6

AutoCAD SHX Text
76.5

AutoCAD SHX Text
160

AutoCAD SHX Text
175

AutoCAD SHX Text
460

AutoCAD SHX Text
3

AutoCAD SHX Text
SEE ERW SCHEDULE

AutoCAD SHX Text
NOTES: 

AutoCAD SHX Text
1. PROVIDE CURB ADAPTER.

AutoCAD SHX Text
MARK

AutoCAD SHX Text
DESIGN BASIS

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
DESIGN FLOW (GPM)

AutoCAD SHX Text
INLET

AutoCAD SHX Text
OUTLET

AutoCAD SHX Text
DIMENSIONS

AutoCAD SHX Text
REMARKS

AutoCAD SHX Text
MAKE

AutoCAD SHX Text
MODEL

AutoCAD SHX Text
(IN)

AutoCAD SHX Text
(IN)

AutoCAD SHX Text
HEIGHT (IN.)

AutoCAD SHX Text
DIAMETER (IN.)

AutoCAD SHX Text
AS-1

AutoCAD SHX Text
SPIROTHERM

AutoCAD SHX Text
VDN1000

AutoCAD SHX Text
COMBINATION AIR / DIRT SEPARATOR

AutoCAD SHX Text
1,000

AutoCAD SHX Text
10"

AutoCAD SHX Text
10"

AutoCAD SHX Text
67.5"

AutoCAD SHX Text
20"

AutoCAD SHX Text
SEE NOTE 1

AutoCAD SHX Text
NOTES: 

AutoCAD SHX Text
1.  PROVIDE REMOVABLE HEAD WITH MANUAL BLOWDOWN VALVE.

AutoCAD SHX Text
MARK

AutoCAD SHX Text
DESIGN BASIS

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
SYSTEM VOLUME (GAL)

AutoCAD SHX Text
SYSTEM TEMP. (F)

AutoCAD SHX Text
TANK VOLUME (GAL.)

AutoCAD SHX Text
REQ. TANK VOLUME (GAL.)

AutoCAD SHX Text
SYSTEM EXPANSION VOLUME (GAL)

AutoCAD SHX Text
PRECHARGE PRESSURE (PSIG)

AutoCAD SHX Text
RELIEF VALVE SETTING (PSIG)

AutoCAD SHX Text
REMARKS

AutoCAD SHX Text
MAKE

AutoCAD SHX Text
MODEL

AutoCAD SHX Text
ET-1

AutoCAD SHX Text
AMTROL

AutoCAD SHX Text
AX-100V

AutoCAD SHX Text
VERTICAL UP-RIGHT EXPANSION TANK WITH PRECHARGED DIAPHRAM

AutoCAD SHX Text
5,000

AutoCAD SHX Text
40 - 80

AutoCAD SHX Text
44.4

AutoCAD SHX Text
23.3

AutoCAD SHX Text
13.0

AutoCAD SHX Text
25

AutoCAD SHX Text
75

AutoCAD SHX Text
TAG

AutoCAD SHX Text
RTU-1

AutoCAD SHX Text
LOCATION SERVED

AutoCAD SHX Text
CAFETERIA

AutoCAD SHX Text
MANUFACTURER (BASIS OF DESIGN)

AutoCAD SHX Text
DAIKIN

AutoCAD SHX Text
MODEL/SERIES

AutoCAD SHX Text
SYSTEM AIRFLOW

AutoCAD SHX Text
DESIGN AIRFLOW (CFM)

AutoCAD SHX Text
12,000

AutoCAD SHX Text
PERCENT DIVERSITY

AutoCAD SHX Text
-

AutoCAD SHX Text
MIN. OUTDOOR AIRFLOW (CFM) / %OA

AutoCAD SHX Text
25.0%

AutoCAD SHX Text
RETURN FAN

AutoCAD SHX Text
FAN

AutoCAD SHX Text
QUANTITY

AutoCAD SHX Text
1

AutoCAD SHX Text
FAN TYPE / WHEEL DIAM (IN)

AutoCAD SHX Text
PLENUM / 22.25

AutoCAD SHX Text
AIRFLOW (CFM)

AutoCAD SHX Text
12,000

AutoCAD SHX Text
FAN SPEED (RPM)

AutoCAD SHX Text
2207

AutoCAD SHX Text
E.S.P. (IN WG)

AutoCAD SHX Text
0.5

AutoCAD SHX Text
T.S.P. (IN WG)

AutoCAD SHX Text
1.98

AutoCAD SHX Text
MOTOR

AutoCAD SHX Text
QUANTITY

AutoCAD SHX Text
1

AutoCAD SHX Text
HORSEPOWER (HP)

AutoCAD SHX Text
10

AutoCAD SHX Text
BRAKE HORSEPOWER (HP)

AutoCAD SHX Text
9.51

AutoCAD SHX Text
SPEED (RPM)

AutoCAD SHX Text
1750

AutoCAD SHX Text
DRIVE

AutoCAD SHX Text
DIRECT

AutoCAD SHX Text
VOLTS / PHASE / HERTZ

AutoCAD SHX Text
460 / 3 / 60

AutoCAD SHX Text
SUPPLY FAN

AutoCAD SHX Text
FAN

AutoCAD SHX Text
QUANTITY

AutoCAD SHX Text
1

AutoCAD SHX Text
FAN TYPE / WHEEL DIAM (IN)

AutoCAD SHX Text
PLENUM / 24.5

AutoCAD SHX Text
AIRFLOW (CFM)

AutoCAD SHX Text
12,000

AutoCAD SHX Text
FAN SPEED (RPM)

AutoCAD SHX Text
1,909

AutoCAD SHX Text
E.S.P. (IN WG)

AutoCAD SHX Text
2.00

AutoCAD SHX Text
T.S.P. (IN WG)

AutoCAD SHX Text
4.42

AutoCAD SHX Text
MOTOR

AutoCAD SHX Text
QUANTITY

AutoCAD SHX Text
1

AutoCAD SHX Text
HORSEPOWER (HP)

AutoCAD SHX Text
15.00

AutoCAD SHX Text
BRAKE HORSEPOWER (HP)

AutoCAD SHX Text
12.72

AutoCAD SHX Text
SPEED (RPM)

AutoCAD SHX Text
1,750

AutoCAD SHX Text
DRIVE

AutoCAD SHX Text
DIRECT

AutoCAD SHX Text
VOLTS / PHASE / HERTZ

AutoCAD SHX Text
460 / 3 / 60

AutoCAD SHX Text
HEATING COIL

AutoCAD SHX Text
TYPE

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
COIL

AutoCAD SHX Text
MIN. FACE AREA (SQ FT)

AutoCAD SHX Text
25.0

AutoCAD SHX Text
MAX. FACE VELOCITY (FPM)

AutoCAD SHX Text
480

AutoCAD SHX Text
# OF COILS / ROWS PER COIL

AutoCAD SHX Text
2 / 2

AutoCAD SHX Text
CAPACITY

AutoCAD SHX Text
NET TOTAL (BTUH)

AutoCAD SHX Text
500,000

AutoCAD SHX Text
FLUID

AutoCAD SHX Text
TYPE

AutoCAD SHX Text
WATER

AutoCAD SHX Text
E.W.T. / L.W.T. (°F)

AutoCAD SHX Text
160 / 120

AutoCAD SHX Text
FLOW RATE (GPM)

AutoCAD SHX Text
25.0

AutoCAD SHX Text
MAX. P.D. (FT WG)

AutoCAD SHX Text
0.4

AutoCAD SHX Text
AIR

AutoCAD SHX Text
UNIT E.A.T. DB (°F)

AutoCAD SHX Text
55.0

AutoCAD SHX Text
UNIT L.A.T. DB (°F)

AutoCAD SHX Text
95

AutoCAD SHX Text
MAX. A.P.D. (IN WG)

AutoCAD SHX Text
0.15

AutoCAD SHX Text
COOLING COIL

AutoCAD SHX Text
TYPE

AutoCAD SHX Text
CHILLED WATER

AutoCAD SHX Text
COIL

AutoCAD SHX Text
MIN. FACE AREA (SQ FT)

AutoCAD SHX Text
12.25

AutoCAD SHX Text
MAX. FACE VELOCITY (FPM)

AutoCAD SHX Text
433

AutoCAD SHX Text
# OF COILS / ROWS PER COIL

AutoCAD SHX Text
1 / 6

AutoCAD SHX Text
CAPACITY

AutoCAD SHX Text
NET TOTAL (BTUH)

AutoCAD SHX Text
215,042

AutoCAD SHX Text
NET SENSIBLE (BTUH)

AutoCAD SHX Text
149,933

AutoCAD SHX Text
FLUID

AutoCAD SHX Text
TYPE

AutoCAD SHX Text
WATER

AutoCAD SHX Text
E.W.T. / L.W.T. (°F)

AutoCAD SHX Text
43 / 59

AutoCAD SHX Text
FLOW RATE (GPM)

AutoCAD SHX Text
26.5

AutoCAD SHX Text
FLUID P.D. (FT WG)

AutoCAD SHX Text
7.2

AutoCAD SHX Text
AIR

AutoCAD SHX Text
UNIT E.A.T. DB / WB (°F)

AutoCAD SHX Text
80.0 / 67.0

AutoCAD SHX Text
UNIT L.A.T. DB / WB (°F)

AutoCAD SHX Text
54.1 / 53.8

AutoCAD SHX Text
MAX. A.P.D. (IN WG)

AutoCAD SHX Text
0.64"

AutoCAD SHX Text
FILTERS

AutoCAD SHX Text
PRE

AutoCAD SHX Text
THICKNESS & TYPE

AutoCAD SHX Text
2" PLEATED

AutoCAD SHX Text
EFFICIENCY

AutoCAD SHX Text
MERV 8

AutoCAD SHX Text
MIN. FACE AREA (SQ FT)

AutoCAD SHX Text
35.9

AutoCAD SHX Text
MAX. FACE VELOCITY (FPM)

AutoCAD SHX Text
334

AutoCAD SHX Text
DESIGN A.P.D. (DIRTY) (IN WG)

AutoCAD SHX Text
0.57

AutoCAD SHX Text
FINAL

AutoCAD SHX Text
THICKNESS & TYPE

AutoCAD SHX Text
NA

AutoCAD SHX Text
EFFICIENCY

AutoCAD SHX Text
MIN. FACE AREA (SQ FT)

AutoCAD SHX Text
MAX. FACE VELOCITY (FPM)

AutoCAD SHX Text
DESIGN A.P.D. (DIRTY) (IN WG)

AutoCAD SHX Text
ENERGY RECOVERY

AutoCAD SHX Text
SEE ERW SCHEDULE

AutoCAD SHX Text
MAX. UNIT

AutoCAD SHX Text
LENGTH (IN)

AutoCAD SHX Text
356"

AutoCAD SHX Text
DIMENSIONS

AutoCAD SHX Text
WIDTH (IN)

AutoCAD SHX Text
76"

AutoCAD SHX Text
HEIGHT (IN)

AutoCAD SHX Text
84"

AutoCAD SHX Text
WEIGHT (LBS)

AutoCAD SHX Text
14,764

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
1) COORDINATE DUCT SMOKE DETECTOR LOCATION WITH ELECTRICAL CONTRACTOR PRIOR TO DUCT FABRICATION.

AutoCAD SHX Text
MARK

AutoCAD SHX Text
DESIGN BASIS

AutoCAD SHX Text
LOCATION / SERVICE

AutoCAD SHX Text
WHEEL EFFICIENCY (SUMMER / WINTER)

AutoCAD SHX Text
SUMMER PERFORMANCE

AutoCAD SHX Text
WINTER PERFORMANCE

AutoCAD SHX Text
ELECTRIAL DATA

AutoCAD SHX Text
REMARKS

AutoCAD SHX Text
OUTSIDE AIR

AutoCAD SHX Text
RETURN AIR 

AutoCAD SHX Text
SUPPLY AIR 

AutoCAD SHX Text
EXHAUST AIR 

AutoCAD SHX Text
A.P.D. IN. W.C. (SUPPLY / RETURN)

AutoCAD SHX Text
OUTSIDE AIR

AutoCAD SHX Text
RETURN AIR 

AutoCAD SHX Text
SUPPLY AIR 

AutoCAD SHX Text
EXHAUST AIR 

AutoCAD SHX Text
A.P.D. IN. W.C. (SUPPLY / RETURN)

AutoCAD SHX Text
MOTOR (HP)

AutoCAD SHX Text
VOLTS

AutoCAD SHX Text
PHASE

AutoCAD SHX Text
MAKE

AutoCAD SHX Text
MODEL / SERIES

AutoCAD SHX Text
DB (F)

AutoCAD SHX Text
WB (F)

AutoCAD SHX Text
DB (F)

AutoCAD SHX Text
WB (F)

AutoCAD SHX Text
DB (F)

AutoCAD SHX Text
WB (F)

AutoCAD SHX Text
DB (F)

AutoCAD SHX Text
WB (F)

AutoCAD SHX Text
DB (F)

AutoCAD SHX Text
WB (F)

AutoCAD SHX Text
DB (F)

AutoCAD SHX Text
WB (F)

AutoCAD SHX Text
DB (F)

AutoCAD SHX Text
WB (F)

AutoCAD SHX Text
DB (F)

AutoCAD SHX Text
WB (F)

AutoCAD SHX Text
ERW-1

AutoCAD SHX Text
DAIKIN (RTU MANUFACTURE)

AutoCAD SHX Text
ECW 666

AutoCAD SHX Text
ROOF / RTU-1

AutoCAD SHX Text
79.4% / 84.1%

AutoCAD SHX Text
95.0

AutoCAD SHX Text
78.0

AutoCAD SHX Text
75.0

AutoCAD SHX Text
62.0

AutoCAD SHX Text
81.1

AutoCAD SHX Text
67.8

AutoCAD SHX Text
90.6

AutoCAD SHX Text
74.7

AutoCAD SHX Text
0.5 / 0.44

AutoCAD SHX Text
-10.0

AutoCAD SHX Text
-11.0

AutoCAD SHX Text
70.0

AutoCAD SHX Text
50.0

AutoCAD SHX Text
44.2

AutoCAD SHX Text
34.8

AutoCAD SHX Text
5.1

AutoCAD SHX Text
4.4

AutoCAD SHX Text
0.5 / 0.44

AutoCAD SHX Text
1

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
NOTE: 1 THOUGH 6

AutoCAD SHX Text
ERW-2

AutoCAD SHX Text
AAON (RTU MANUFACTURE)

AutoCAD SHX Text
ERC-5245

AutoCAD SHX Text
ROOF / RTU-2

AutoCAD SHX Text
76.1% / 80.3%

AutoCAD SHX Text
95.0

AutoCAD SHX Text
76.0

AutoCAD SHX Text
76.0

AutoCAD SHX Text
62.5

AutoCAD SHX Text
81.7

AutoCAD SHX Text
67.6

AutoCAD SHX Text
91.7

AutoCAD SHX Text
73.1

AutoCAD SHX Text
0.5 / 0.44

AutoCAD SHX Text
-6.0

AutoCAD SHX Text
-7.0

AutoCAD SHX Text
70.0

AutoCAD SHX Text
52.0

AutoCAD SHX Text
44.3

AutoCAD SHX Text
35.9

AutoCAD SHX Text
7.8

AutoCAD SHX Text
7.8

AutoCAD SHX Text
0.5 / 0.44

AutoCAD SHX Text
SEE ROOF TOP UNIT SCHEDULE

AutoCAD SHX Text
NOTE: 1 THOUGH 6

AutoCAD SHX Text
NOTES: 

AutoCAD SHX Text
1.  ALL ELECTRICAL COMPONENTS SHALL BE PRE-WIRED FOR A SINGLE POINT POWER CONNECTION

AutoCAD SHX Text
2.  ALL FAN MOTORS SHALL BE PREMIUM EFFICIENCY

AutoCAD SHX Text
3.  PROVIDE MOTORIZED LOW-LEAKAGE DAMPERS AT INTAKE AND DISCHARGE FROM UNIT.

AutoCAD SHX Text
4.  PROVIDE DOUBLE WALL CONSTRUCTION WITH 1" INSULATION

AutoCAD SHX Text
5.  PROVIDE ERV REMOTE PANEL

AutoCAD SHX Text
6.  SEE SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS



A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

HEATING SCHEDULES

KAS

RCR

H501

EXISTING UNIT VENTILATOR SCHEDULE (COOLING COIL REPLACMENT)

NEW UNIT VENTILATOR SCHEDULE

– – 

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
DESIGN BASIS

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
UNIT DIMENSIONS

AutoCAD SHX Text
NOMINAL AIRFLOW CFM

AutoCAD SHX Text
OUTSIDE AIR CFM

AutoCAD SHX Text
UNT FAN SPEED

AutoCAD SHX Text
FLUID TYPE

AutoCAD SHX Text
COILS ROWS

AutoCAD SHX Text
COOLING COIL

AutoCAD SHX Text
HEATING COIL

AutoCAD SHX Text
MOTOR

AutoCAD SHX Text
MARK

AutoCAD SHX Text
EAT (DB)

AutoCAD SHX Text
EAT (WB)

AutoCAD SHX Text
LAT (DB)

AutoCAD SHX Text
LAT (WB)

AutoCAD SHX Text
EWT (F)

AutoCAD SHX Text
LWT (F)

AutoCAD SHX Text
TOTAL CAP.

AutoCAD SHX Text
SENSIBLE CAP.

AutoCAD SHX Text
FLOW

AutoCAD SHX Text
WATER

AutoCAD SHX Text
EAT

AutoCAD SHX Text
LAT

AutoCAD SHX Text
EWT

AutoCAD SHX Text
LWT

AutoCAD SHX Text
TOTAL CAP.

AutoCAD SHX Text
FLOW

AutoCAD SHX Text
WATER

AutoCAD SHX Text
HP

AutoCAD SHX Text
VOLTS

AutoCAD SHX Text
PHASE

AutoCAD SHX Text
REMARKS

AutoCAD SHX Text
MAKE

AutoCAD SHX Text
MODEL / SIZE

AutoCAD SHX Text
LENGTH

AutoCAD SHX Text
HEIGHT

AutoCAD SHX Text
DEPTH

AutoCAD SHX Text
BTUH

AutoCAD SHX Text
BTUH

AutoCAD SHX Text
GPM

AutoCAD SHX Text
PD

AutoCAD SHX Text
(F)

AutoCAD SHX Text
(F)

AutoCAD SHX Text
(F)

AutoCAD SHX Text
(F)

AutoCAD SHX Text
BTUH

AutoCAD SHX Text
GPM

AutoCAD SHX Text
PD

AutoCAD SHX Text
UV--1

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--2

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--3

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--4

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--5

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S10

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
74"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
959

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.2

AutoCAD SHX Text
56.0

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
32,602

AutoCAD SHX Text
21,675

AutoCAD SHX Text
4.66

AutoCAD SHX Text
2.28

AutoCAD SHX Text
70.0

AutoCAD SHX Text
113.7

AutoCAD SHX Text
180

AutoCAD SHX Text
134.5

AutoCAD SHX Text
45,499

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.85

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--6

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--7

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S10

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
74"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
959

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.2

AutoCAD SHX Text
56.0

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
32,602

AutoCAD SHX Text
21,675

AutoCAD SHX Text
4.66

AutoCAD SHX Text
2.28

AutoCAD SHX Text
70.0

AutoCAD SHX Text
113.7

AutoCAD SHX Text
180

AutoCAD SHX Text
134.5

AutoCAD SHX Text
45,499

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.85

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--8

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S10

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
74"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
959

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.2

AutoCAD SHX Text
56.0

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
32,602

AutoCAD SHX Text
21,675

AutoCAD SHX Text
4.66

AutoCAD SHX Text
2.28

AutoCAD SHX Text
70.0

AutoCAD SHX Text
113.7

AutoCAD SHX Text
180

AutoCAD SHX Text
134.5

AutoCAD SHX Text
45,499

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.85

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--9

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S15

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
98"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1414

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
58.0

AutoCAD SHX Text
55.3

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
50,651

AutoCAD SHX Text
33,751

AutoCAD SHX Text
7.24

AutoCAD SHX Text
2.98

AutoCAD SHX Text
70.0

AutoCAD SHX Text
110.5

AutoCAD SHX Text
180

AutoCAD SHX Text
117.9

AutoCAD SHX Text
62,107

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.65

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--10

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
200

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--11

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--12

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S15

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
98"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1414

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
58.0

AutoCAD SHX Text
55.3

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
50,651

AutoCAD SHX Text
33,751

AutoCAD SHX Text
7.24

AutoCAD SHX Text
2.98

AutoCAD SHX Text
70.0

AutoCAD SHX Text
110.5

AutoCAD SHX Text
180

AutoCAD SHX Text
117.9

AutoCAD SHX Text
62,107

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.65

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--13

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--14

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--15

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S15

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
98"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1414

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
58.0

AutoCAD SHX Text
55.3

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
50,651

AutoCAD SHX Text
33,751

AutoCAD SHX Text
7.24

AutoCAD SHX Text
2.98

AutoCAD SHX Text
70.0

AutoCAD SHX Text
110.5

AutoCAD SHX Text
180

AutoCAD SHX Text
117.9

AutoCAD SHX Text
62,107

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.65

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--16

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S15

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
98"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1414

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
58.0

AutoCAD SHX Text
55.3

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
50,651

AutoCAD SHX Text
33,751

AutoCAD SHX Text
7.24

AutoCAD SHX Text
2.98

AutoCAD SHX Text
70.0

AutoCAD SHX Text
110.5

AutoCAD SHX Text
180

AutoCAD SHX Text
117.9

AutoCAD SHX Text
62,107

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.65

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--17

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S15

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
98"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1414

AutoCAD SHX Text
300

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
58.0

AutoCAD SHX Text
55.3

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
50,651

AutoCAD SHX Text
33,751

AutoCAD SHX Text
7.24

AutoCAD SHX Text
2.98

AutoCAD SHX Text
70.0

AutoCAD SHX Text
110.5

AutoCAD SHX Text
180

AutoCAD SHX Text
117.9

AutoCAD SHX Text
62,107

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.65

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--18

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S15

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
98"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1414

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
58.0

AutoCAD SHX Text
55.3

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
50,651

AutoCAD SHX Text
33,751

AutoCAD SHX Text
7.24

AutoCAD SHX Text
2.98

AutoCAD SHX Text
70.0

AutoCAD SHX Text
110.5

AutoCAD SHX Text
180

AutoCAD SHX Text
117.9

AutoCAD SHX Text
62,107

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.65

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--21

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--22

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--23

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--24

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S15

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
98"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1414

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
58.0

AutoCAD SHX Text
55.3

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
50,651

AutoCAD SHX Text
33,751

AutoCAD SHX Text
7.24

AutoCAD SHX Text
2.98

AutoCAD SHX Text
70.0

AutoCAD SHX Text
110.5

AutoCAD SHX Text
180

AutoCAD SHX Text
117.9

AutoCAD SHX Text
62,107

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.65

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--25

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--26

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--27

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--28

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S15

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
98"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1414

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
58.0

AutoCAD SHX Text
55.3

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
50,651

AutoCAD SHX Text
33,751

AutoCAD SHX Text
7.24

AutoCAD SHX Text
2.98

AutoCAD SHX Text
70.0

AutoCAD SHX Text
110.5

AutoCAD SHX Text
180

AutoCAD SHX Text
117.9

AutoCAD SHX Text
62,107

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.65

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--29

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S15

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
98"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1414

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
58.0

AutoCAD SHX Text
55.3

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
50,651

AutoCAD SHX Text
33,751

AutoCAD SHX Text
7.24

AutoCAD SHX Text
2.98

AutoCAD SHX Text
70.0

AutoCAD SHX Text
110.5

AutoCAD SHX Text
180

AutoCAD SHX Text
117.9

AutoCAD SHX Text
62,107

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.65

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--30

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S10

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
74"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
959

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.2

AutoCAD SHX Text
56.0

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
32,602

AutoCAD SHX Text
21,675

AutoCAD SHX Text
4.66

AutoCAD SHX Text
2.28

AutoCAD SHX Text
70.0

AutoCAD SHX Text
113.7

AutoCAD SHX Text
180

AutoCAD SHX Text
134.5

AutoCAD SHX Text
45,499

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.85

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--31

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S10

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
74"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
959

AutoCAD SHX Text
300

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.2

AutoCAD SHX Text
56.0

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
32,602

AutoCAD SHX Text
21,675

AutoCAD SHX Text
4.66

AutoCAD SHX Text
2.28

AutoCAD SHX Text
70.0

AutoCAD SHX Text
113.7

AutoCAD SHX Text
180

AutoCAD SHX Text
134.5

AutoCAD SHX Text
45,499

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.85

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--32

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S10

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
74"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
959

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.2

AutoCAD SHX Text
56.0

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
32,602

AutoCAD SHX Text
21,675

AutoCAD SHX Text
4.66

AutoCAD SHX Text
2.28

AutoCAD SHX Text
70.0

AutoCAD SHX Text
113.7

AutoCAD SHX Text
180

AutoCAD SHX Text
134.5

AutoCAD SHX Text
45,499

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.85

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--33

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S10

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
74"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
959

AutoCAD SHX Text
300

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.2

AutoCAD SHX Text
56.0

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
32,602

AutoCAD SHX Text
21,675

AutoCAD SHX Text
4.66

AutoCAD SHX Text
2.28

AutoCAD SHX Text
70.0

AutoCAD SHX Text
113.7

AutoCAD SHX Text
180

AutoCAD SHX Text
134.5

AutoCAD SHX Text
45,499

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.85

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--34

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S10

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
74"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
959

AutoCAD SHX Text
300

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.2

AutoCAD SHX Text
56.0

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
32,602

AutoCAD SHX Text
21,675

AutoCAD SHX Text
4.66

AutoCAD SHX Text
2.28

AutoCAD SHX Text
70.0

AutoCAD SHX Text
113.7

AutoCAD SHX Text
180

AutoCAD SHX Text
134.5

AutoCAD SHX Text
45,499

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.85

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--35

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S10

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
74"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
959

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.2

AutoCAD SHX Text
56.0

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
32,602

AutoCAD SHX Text
21,675

AutoCAD SHX Text
4.66

AutoCAD SHX Text
2.28

AutoCAD SHX Text
70.0

AutoCAD SHX Text
113.7

AutoCAD SHX Text
180

AutoCAD SHX Text
134.5

AutoCAD SHX Text
45,499

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.85

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--37

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--38

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--39

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--40

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--41

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--42

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--43

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--44

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--45

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S10

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
74"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
959

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.2

AutoCAD SHX Text
56.0

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
32,602

AutoCAD SHX Text
21,675

AutoCAD SHX Text
4.66

AutoCAD SHX Text
2.28

AutoCAD SHX Text
70.0

AutoCAD SHX Text
113.7

AutoCAD SHX Text
180

AutoCAD SHX Text
134.5

AutoCAD SHX Text
45,499

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.85

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--46

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S15

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
98"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1414

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
58.0

AutoCAD SHX Text
55.3

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
50,651

AutoCAD SHX Text
33,751

AutoCAD SHX Text
7.24

AutoCAD SHX Text
2.98

AutoCAD SHX Text
70.0

AutoCAD SHX Text
110.5

AutoCAD SHX Text
180

AutoCAD SHX Text
117.9

AutoCAD SHX Text
62,107

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.65

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--47

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--48

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--49

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--50

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--51

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--52

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--53

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
450

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--54

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
UV--55

AutoCAD SHX Text
MCQUAY

AutoCAD SHX Text
UAVS6S13

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
86"

AutoCAD SHX Text
30"

AutoCAD SHX Text
22"

AutoCAD SHX Text
1192

AutoCAD SHX Text
350

AutoCAD SHX Text
N/A

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
59.5

AutoCAD SHX Text
56.4

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
39,243

AutoCAD SHX Text
26,459

AutoCAD SHX Text
5.61

AutoCAD SHX Text
2.25

AutoCAD SHX Text
70.0

AutoCAD SHX Text
108.9

AutoCAD SHX Text
180

AutoCAD SHX Text
129.7

AutoCAD SHX Text
50,336

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.57

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
1.

AutoCAD SHX Text
REMOVE EXISTING DX COOLING COIL AND INSTALL NEW OWNER FURNISHED CHILLED WATER COIL IN ACCORDANCE WITH MANUFACTURERS INSTALLATION INSTRUCTIONS.

AutoCAD SHX Text
DESIGN BASIS

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
UNIT DIMENSIONS

AutoCAD SHX Text
NOMINAL AIRFLOW CFM

AutoCAD SHX Text
OUTSIDE AIR CFM

AutoCAD SHX Text
UNT FAN SPEED

AutoCAD SHX Text
FLUID TYPE

AutoCAD SHX Text
COILS ROWS

AutoCAD SHX Text
COOLING COIL

AutoCAD SHX Text
HEATING COIL

AutoCAD SHX Text
MOTOR

AutoCAD SHX Text
MARK

AutoCAD SHX Text
EAT (DB)

AutoCAD SHX Text
EAT (WB)

AutoCAD SHX Text
LAT (DB)

AutoCAD SHX Text
LAT (WB)

AutoCAD SHX Text
EWT (F)

AutoCAD SHX Text
LWT (F)

AutoCAD SHX Text
TOTAL CAP.

AutoCAD SHX Text
SENSIBLE CAP.

AutoCAD SHX Text
FLOW

AutoCAD SHX Text
WATER

AutoCAD SHX Text
EAT

AutoCAD SHX Text
LAT

AutoCAD SHX Text
EWT

AutoCAD SHX Text
LWT

AutoCAD SHX Text
TOTAL CAP.

AutoCAD SHX Text
FLOW

AutoCAD SHX Text
WATER

AutoCAD SHX Text
HP

AutoCAD SHX Text
VOLTS

AutoCAD SHX Text
PHASE

AutoCAD SHX Text
REMARKS

AutoCAD SHX Text
MAKE

AutoCAD SHX Text
MODEL / SIZE

AutoCAD SHX Text
LENGTH

AutoCAD SHX Text
HEIGHT

AutoCAD SHX Text
DEPTH

AutoCAD SHX Text
BTUH

AutoCAD SHX Text
BTUH

AutoCAD SHX Text
GPM

AutoCAD SHX Text
PD

AutoCAD SHX Text
(F)

AutoCAD SHX Text
(F)

AutoCAD SHX Text
(F)

AutoCAD SHX Text
(F)

AutoCAD SHX Text
BTUH

AutoCAD SHX Text
GPM

AutoCAD SHX Text
PD

AutoCAD SHX Text
UV-56

AutoCAD SHX Text
DAIKIN

AutoCAD SHX Text
UAHF6 / V20

AutoCAD SHX Text
HORIZONTAL UNIT VENTILATOR

AutoCAD SHX Text
98"

AutoCAD SHX Text
16-5/8"

AutoCAD SHX Text
40"

AutoCAD SHX Text
2,000

AutoCAD SHX Text
575

AutoCAD SHX Text
100%

AutoCAD SHX Text
WATER

AutoCAD SHX Text
5

AutoCAD SHX Text
78.0

AutoCAD SHX Text
64.0

AutoCAD SHX Text
56.9

AutoCAD SHX Text
53.7

AutoCAD SHX Text
44.0

AutoCAD SHX Text
58.0

AutoCAD SHX Text
60,186

AutoCAD SHX Text
45,842

AutoCAD SHX Text
11.02

AutoCAD SHX Text
13.55

AutoCAD SHX Text
45.0

AutoCAD SHX Text
131.5

AutoCAD SHX Text
150

AutoCAD SHX Text
110

AutoCAD SHX Text
187,812

AutoCAD SHX Text
9.40

AutoCAD SHX Text
8.09

AutoCAD SHX Text
 3/4

AutoCAD SHX Text
115

AutoCAD SHX Text
1

AutoCAD SHX Text
SEE NOTES 1, 2, 3 & 5

AutoCAD SHX Text
UV-57

AutoCAD SHX Text
DAIKIN

AutoCAD SHX Text
UAHF6 / V20

AutoCAD SHX Text
HORIZONTAL UNIT VENTILATOR

AutoCAD SHX Text
98"

AutoCAD SHX Text
16-5/8"

AutoCAD SHX Text
40"

AutoCAD SHX Text
2,000

AutoCAD SHX Text
575

AutoCAD SHX Text
100%

AutoCAD SHX Text
WATER

AutoCAD SHX Text
5

AutoCAD SHX Text
78.0

AutoCAD SHX Text
64.0

AutoCAD SHX Text
56.9

AutoCAD SHX Text
53.7

AutoCAD SHX Text
44.0

AutoCAD SHX Text
58.0

AutoCAD SHX Text
60,186

AutoCAD SHX Text
45,842

AutoCAD SHX Text
11.02

AutoCAD SHX Text
13.55

AutoCAD SHX Text
45.0

AutoCAD SHX Text
131.5

AutoCAD SHX Text
150

AutoCAD SHX Text
110

AutoCAD SHX Text
187,812

AutoCAD SHX Text
9.40

AutoCAD SHX Text
8.09

AutoCAD SHX Text
 3/4

AutoCAD SHX Text
115

AutoCAD SHX Text
1

AutoCAD SHX Text
SEE NOTES 1, 2, 3 & 5

AutoCAD SHX Text
UV-58

AutoCAD SHX Text
DAIKIN

AutoCAD SHX Text
 UAVV9S15

AutoCAD SHX Text
VERTICAL UNIT VENTILATOR

AutoCAD SHX Text
98"

AutoCAD SHX Text
30-1/8"

AutoCAD SHX Text
21.88"

AutoCAD SHX Text
1414

AutoCAD SHX Text
425

AutoCAD SHX Text
MED

AutoCAD SHX Text
WATER

AutoCAD SHX Text
4

AutoCAD SHX Text
80.0

AutoCAD SHX Text
67.0

AutoCAD SHX Text
58

AutoCAD SHX Text
55.3

AutoCAD SHX Text
43.0

AutoCAD SHX Text
57.0

AutoCAD SHX Text
50,651

AutoCAD SHX Text
33,751

AutoCAD SHX Text
7.24

AutoCAD SHX Text
2.98

AutoCAD SHX Text
70.0

AutoCAD SHX Text
110.5

AutoCAD SHX Text
180

AutoCAD SHX Text
117

AutoCAD SHX Text
62,107

AutoCAD SHX Text
2.00

AutoCAD SHX Text
0.65

AutoCAD SHX Text
 1/4

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
SEE NOTES 1, 2, 3 & 5

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
1.

AutoCAD SHX Text
THE CONTROLS FOR ALL UNIT VENTILATORS SHALL FIELD PROVIDED AND FIELD INSTALLED BY THE TEMPERATURE CONTROL CONTRACTOR.

AutoCAD SHX Text
4.

AutoCAD SHX Text
PROVIDE INSULATED ADAPTER BACK UNIT WITH TOP OA INLET.

AutoCAD SHX Text
2.

AutoCAD SHX Text
ALL UNIT VENTILATORS SHALL HAVE A 12" UTILITY COMPARTMENT AT END OF UNIT WITH PIPING CONNECTIONS.

AutoCAD SHX Text
5.

AutoCAD SHX Text
THE FULL LOAD AMPS SHALL NOT EXCEED THE FOLLOWING FOR EACH MOTOR SIZE LISTED: 1/4 HP – 2.7 A,    &    3/4 HP – 9.6 A.2.7 A,    &    3/4 HP – 9.6 A.9.6 A.

AutoCAD SHX Text
3.

AutoCAD SHX Text
PROVIDE FACTORY MOUNTED DISCONNECT SWITCH

AutoCAD SHX Text
6.

AutoCAD SHX Text
PROVIDE INSULATED ADAPTER BACK UNIT WITH BACK OA INLET.



DN

 
 FE

 

S7

S5.1

S5.1

S5.1

S5.1

S5

CL. RM.
125

CL. RM.
127

CL. RM.
129

CL. RM.
131A

SCIENCE
131B

OFFICE
133A

WORKROOM
133B

EQUIPMENT
133C

LIBRARY
133

PREP RM.
131C

EW CORRIDOR
107

WK RM
132

SCIENCE
130

WK RM
130.01

SCIENCE
128

WK RM
128.01

BOYS
126

GIRLS
124

JAN.

NS CORRIDOR
101

DRY.

NE EXIT
STAIR

BREAK ROOM/
CONFERENCE

QUIET ROOM

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
VENTILATING
DEMOLITION - AREA A

KAS

RCR

VD11A

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - VENTILATING DEMOLITION - AREA A1

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
18/8 EA

AutoCAD SHX Text
XXX

AutoCAD SHX Text
21/10 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
40/12 RA

AutoCAD SHX Text
8/5 SA

AutoCAD SHX Text
12/7 SA

AutoCAD SHX Text
18/9 SA

AutoCAD SHX Text
48/12 RA

AutoCAD SHX Text
48/10 SA

AutoCAD SHX Text
12/12 EA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
12/12 SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING EXHAUST FAN.

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
24/8 RA

AutoCAD SHX Text
24/8 RA

AutoCAD SHX Text
72/6 OA

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
750

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
750

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
1000

AutoCAD SHX Text
OA INTAKE HOOD ON ROOF ON ROOF

AutoCAD SHX Text
RELIEF HOOD ON ROOF ON ROOF

AutoCAD SHX Text
RELIEF HOOD ON ROOF

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DISCONNECT EXISTING DUCTWORK FROM UNIT VENTILATOR. PREPARE FOR CONNECTION TO NEW UNIT. SEE HEATING DRAWINGS FOR UNIT VENTILATOR REPLACEMENT.

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DISCONNECT EXISTING DUCTWORK FROM UNIT VENTILATOR. PREPARE FOR CONNECTION TO NEW UNIT. SEE HEATING DRAWINGS FOR UNIT VENTILATOR REPLACEMENT.

AutoCAD SHX Text
UV-5X

AutoCAD SHX Text
UV-6X

AutoCAD SHX Text
UV-7X

AutoCAD SHX Text
UV-8X

AutoCAD SHX Text
UV-1X

AutoCAD SHX Text
UV-2X

AutoCAD SHX Text
UV-3X

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
UV-4X

AutoCAD SHX Text
UV-131CX

AutoCAD SHX Text
UV-131BX

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



S5

CL. RM.
139

CL. RM.
141

STOR.
141.01

EW CORRIDOR
108

CL. RM.
138

CL. RM.
140

GIRLS
142

BOYS
142.02

JAN.

NS CORRIDOR

DRYER

WASHER

PWR
ASSIST

PWR
ASSIST

VITREOUS CHINAC_LAVATORYKINGSTONK-2006
VITREOUS CHINAC_LAVATORYKINGSTONK-2006

VITREOUS CHINAC_LAVATORYKINGSTONK-2006
VITREOUS CHINAC_LAVATORYKINGSTONK-2006

SPECIAL
NEEDS

LAUNDRY
160A

VESTIBULE

BOYS
160.1

GIRLS
160.3

RM
162A

TICK

OFF.DK. RM.

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
VENTILATING
DEMOLITION - 
AREAS B & H

KAS

RCR

VD11B

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - VENTILATING DEMOLITION - AREA B1 FIRST FLOOR PLAN - VENTILATING DEMOLITION - AREA H2

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
6/6 EA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
12/12 EA

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING EXHAUST FAN.

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
UV-14X

AutoCAD SHX Text
UV-13X

AutoCAD SHX Text
UV-10X

AutoCAD SHX Text
UV-11X

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
13/8 SA

AutoCAD SHX Text
12/12 EA

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
80

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
3420

AutoCAD SHX Text
52/16 RA

AutoCAD SHX Text
48/36 RA

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING EXHAUST FAN.

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



STOR.
141.01

STORE
143.02

GIRLS
142

BOYS
142.02

JAN.

NS CORRIDOR
108

SNACK
143.03

CAFETERIA
143

SERVING
AREA

SOILED
DISHES

STOR.

STOR.

FACULTY
DINING

MECH.
EQUIP.

KITCHEN
147

OFF.

COOLER

JAN.

T.

LK. RM.

147

CL. RM.
1422

SOILED
DISH
1430

CAFETERIA
1429

CAFETERIA
CORR.
1426

GIRLS
RESTROOM

1428

BOYS
RESTROOM

1427

DN

  FEC
 
 

  FEC
 
 

  
 

 FEC

  FEC
 
 

TRASH

TRASH

TRASH

TRASH

TRASH

S2

 FEB 
 
 

S5

S6

S8 S8 S8 S8S8

S9

S5.1

S5.1

S5.1

S5.1

S5.1

S5.1

S4

S5.1

S5

4"

S17

S23

S24

S17.1

FD

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
VENTILATING
DEMOLITION - AREA C

KAS

RCR

VD11C

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - VENTLATING DEMOLITION - AREA C1

AutoCAD SHX Text
25/10 SA

AutoCAD SHX Text
25/10 SA

AutoCAD SHX Text
25/10 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
30/10 SA

AutoCAD SHX Text
30/10 SA

AutoCAD SHX Text
30/10 SA

AutoCAD SHX Text
36/10 SA

AutoCAD SHX Text
36/10 SA

AutoCAD SHX Text
36/10 SA

AutoCAD SHX Text
36/10 SA

AutoCAD SHX Text
42/18 SA

AutoCAD SHX Text
54/18 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
18/9 SA

AutoCAD SHX Text
40/12 SA

AutoCAD SHX Text
38/14 RA

AutoCAD SHX Text
30/18 RA

AutoCAD SHX Text
32/12 RA

AutoCAD SHX Text
24/14 RA

AutoCAD SHX Text
30/12 RA

AutoCAD SHX Text
30/12 RA

AutoCAD SHX Text
9/8 SA

AutoCAD SHX Text
8/6 RA

AutoCAD SHX Text
11/19 EA

AutoCAD SHX Text
8/6 SA

AutoCAD SHX Text
12/6 SA

AutoCAD SHX Text
50/15 OA

AutoCAD SHX Text
55/15 OA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
10/6 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
12/8 RA

AutoCAD SHX Text
12/8 RA

AutoCAD SHX Text
12/9 RA

AutoCAD SHX Text
48/12 SA

AutoCAD SHX Text
48/24 SA

AutoCAD SHX Text
12/12 SA

AutoCAD SHX Text
18/12 SA

AutoCAD SHX Text
22/12 SA

AutoCAD SHX Text
36/12 SA

AutoCAD SHX Text
22/12 SA

AutoCAD SHX Text
24/12 SA

AutoCAD SHX Text
20/12 SA

AutoCAD SHX Text
14/12 SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
12/10 EA

AutoCAD SHX Text
12/10 EA

AutoCAD SHX Text
30/60 RG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
EF

AutoCAD SHX Text
XXX

AutoCAD SHX Text
12/12 SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
36/16 RA

AutoCAD SHX Text
36/16 RA

AutoCAD SHX Text
RETURN

AutoCAD SHX Text
COIL

AutoCAD SHX Text
18/18 SA

AutoCAD SHX Text
16/14 SA

AutoCAD SHX Text
10/14 SA

AutoCAD SHX Text
18/18 SA

AutoCAD SHX Text
38/18 SA

AutoCAD SHX Text
26/12 SA

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
6/6 EA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
12/12 EA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
16/12 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
8/6 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
6/6 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING AIR HANDLING UNITS.

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
AHU-X

AutoCAD SHX Text
AHU-X

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING GRAVITY ROOF VENTILATOR ON ROOF

AutoCAD SHX Text
RHC-X

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X

AutoCAD SHX Text
RF-X

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING EXHAUST FAN.

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



INCR. STOR.

STOR.

STOR.

BOILER RM.
151

ELEC.
EQUIP.

I.T.
147

STOR.

STOR.
148

JAN. OFF.
149

STAFF TLT.
STUDENT

TLT.

LIFE
SCIENCE LAB

703

CL. RM.
709

COMPUTER
LAB
715

TEAM STOR.
IDF

EW CORRIDOR
111

CL. RM.
719

COLLAB
SPACE

EDIT

ACCESS

STOR.

CTRL.

STUDIO
729

COMPUTER
LAB
741

OFF.
721

TEAM
723

CL. RM.
740A

HALL
740C

CL. RM.
738

COMPUTER
LAB
740C

COMPUTER
LAB
740B

STOR.

AUTOMATIVE
736

CL. RM.
732

TECH LAB
734

MATERIAL
SCIENCES

730

OFF.STOR. TEAM

WELDING
1030

DN

# 1 # 2

DN

ad
a 

si
nk

si
nk

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
VENTILATING
DEMOLITION - AREA D

KAS

RCR

VD11D

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - VENTILATING DEMOLITION - AREA D1

AutoCAD SHX Text
11/19 EA

AutoCAD SHX Text
15/10 EA

AutoCAD SHX Text
6/8 EA

AutoCAD SHX Text
18/12 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
10/8 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
10/6 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
120

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
150

AutoCAD SHX Text
6/8 SA

AutoCAD SHX Text
6/10 SA

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
12/12 SA

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
6/8 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
20/14 SA

AutoCAD SHX Text
24/18 SA

AutoCAD SHX Text
34/18 SA

AutoCAD SHX Text
34/18 SA

AutoCAD SHX Text
36/20 SA

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
12/12 SA

AutoCAD SHX Text
18/12 SA

AutoCAD SHX Text
10/12 SA

AutoCAD SHX Text
42/20 SA

AutoCAD SHX Text
48/20 SA

AutoCAD SHX Text
20/54 SA UP TO RTU-XRTU-X

AutoCAD SHX Text
36/18 RA

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
400

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
400

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
400

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
400

AutoCAD SHX Text
10/12 SA

AutoCAD SHX Text
10/12 SA

AutoCAD SHX Text
20/12 SA

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
12/14 SA

AutoCAD SHX Text
12/14 SA

AutoCAD SHX Text
20/14 SA

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
12/14 SA

AutoCAD SHX Text
12/14 SA

AutoCAD SHX Text
20/14 SA

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
20/12 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
12"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
6/8 SA

AutoCAD SHX Text
6/10 SA

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
6/8 SA

AutoCAD SHX Text
8/8 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
200

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
200

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
200

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
200

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
170

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
140

AutoCAD SHX Text
7"  SA

AutoCAD SHX Text
10/8 SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
18/12 SA

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
150

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
125

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
125

AutoCAD SHX Text
10/8 SA

AutoCAD SHX Text
12/8 SA

AutoCAD SHX Text
6/8 SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
36/12 RA

AutoCAD SHX Text
20/48 SA UP TO RTU-XRTU-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
265

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
265

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
265

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
265

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
270

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
270

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
20/12 SA

AutoCAD SHX Text
21/12 SA

AutoCAD SHX Text
18/12 SA

AutoCAD SHX Text
13/10 SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
32/20 SA

AutoCAD SHX Text
32/16 SA

AutoCAD SHX Text
32/14 SA

AutoCAD SHX Text
24/16 SA

AutoCAD SHX Text
16/16 SA

AutoCAD SHX Text
SG-X

AutoCAD SHX Text
700

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
200

AutoCAD SHX Text
8/12 SA

AutoCAD SHX Text
14/12 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
12/10 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
125

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
125

AutoCAD SHX Text
9"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
125

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
125

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
12/8 SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
13/10 SA

AutoCAD SHX Text
10/12 SA

AutoCAD SHX Text
12/10 SA

AutoCAD SHX Text
18/12 SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
275

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
200

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
275

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
275

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
275

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
12"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
16/12 SA

AutoCAD SHX Text
10/10 SA

AutoCAD SHX Text
18/10 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
80

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
80

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
110

AutoCAD SHX Text
6/8 SA

AutoCAD SHX Text
8/8 SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
20/12 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
275

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
275

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
275

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
275

AutoCAD SHX Text
13/10 SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
90/14 RA

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
200

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
24/12 RA

AutoCAD SHX Text
24/12 RA

AutoCAD SHX Text
14/14 SA

AutoCAD SHX Text
36/12 RA

AutoCAD SHX Text
36/12 RA

AutoCAD SHX Text
AIR TRANSFER OPENING

AutoCAD SHX Text
AIR TRANSFER OPENING

AutoCAD SHX Text
AIR TRANSFER OPENING

AutoCAD SHX Text
AIR TRANSFER OPENING

AutoCAD SHX Text
AIR TRANSFER OPENING

AutoCAD SHX Text
AIR TRANSFER OPENING

AutoCAD SHX Text
MUA-X

AutoCAD SHX Text
30/24 SA

AutoCAD SHX Text
30/24 SA

AutoCAD SHX Text
18/18 EA  UP TO EF-XEF-X

AutoCAD SHX Text
10/12 SA

AutoCAD SHX Text
EA UP TO EF-XEF-X

AutoCAD SHX Text
VAV-X

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
150

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
RTU-X

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING ROOF TOP UNIT.

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING VARIABLE AIR VOLUME BOX (TYP. 23).

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



UP

DN

COURT

DANCE
STUDIO

STOR. STOR.

ART RM.
154

ART RM.
156

COVERED
STOR.
AREA

NS CORRIDOR
108

ART RM.
155

GIRLS

RECEIVING
153

INCR. STOR.

STOR.

STOR.

KILN
155.01

STOR.
155.02

STAGE/PROP
157

STOR.
157.01

SPRAY
STOR.

158

PLANNING
158

STOR. KIT.

HOME MGT.
160

OFF.DK. RM.

CL. RM.
162

CL. RM.
164

STOR.

NS CORRIDOR
107

CL. RM.
166

NS CORRIDOR

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
VENTILATING
DEMOLITION - AREA G

KAS

RCR

VD11G

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - VENTILATING DEMOLITION - AREA G1

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
18/12 EA

AutoCAD SHX Text
14/10 EA

AutoCAD SHX Text
18/8 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
18/8 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
14/10 EA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
60/30 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING AIR HANDLING UNITS.

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING GRAVITY ROOF VENTILATOR ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING OUTDOOR AIR LOUVER, WALL SLEEVE, AND ALL ASSOCIATED DUCTWORK. PREPARE OPENING FOR NEW LOUVER. SEE HEATING DRAWINGS FOR UNIT VENTILATOR REPLACEMENT.

AutoCAD SHX Text
UV-157X

AutoCAD SHX Text
UV-22X

AutoCAD SHX Text
UV-27X

AutoCAD SHX Text
UV-28X

AutoCAD SHX Text
UV-29X

AutoCAD SHX Text
UV-30X

AutoCAD SHX Text
UV-31X

AutoCAD SHX Text
UV-32X

AutoCAD SHX Text
UV-33X

AutoCAD SHX Text
UV-14X

AutoCAD SHX Text
UV-35X

AutoCAD SHX Text
UV-34X

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
WAC-X

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



DN

DN

DN

UP

DN

 
 FE

 

S7

S5.1

S5.1

S5.1

S5.1

S11

S5

CO
PI

ER

GIRLS
124

JAN.

NS CORRIDOR
101

GIRL'S
LOCKER ROOM

GIRLS

JAN.

POOL

SCIENCE

BOY'S LOCKER
ROOM

VISITOR'S
LOCKER ROOM

RM.
119

STOR.

POOL ELEC.
EQUIP.

OFF.

BOYS

EQUIP.

STOR.

STOR.

STOR.

STOR.

TEAM LOCKER
ROOM

STOR.

SHOWERS

JAN.

STOR. STOR.

STOR.

DRY.

SHOWER
1249

1249

NE EXIT
STAIR

121

BREAK ROOM/
CONFERENCE

UTILITY
118

TOILET
116

EXAM LAB
114

113

EXAM
ROOM

112

EXAM
ROOM

111

PROCEDURE
ROOM

CORRIDOR
110

109

EXAM
ROOM 108

NURSE
STATION OFF.

115

TOILET
103 STOR.

105

CORR.
104

WAITING
101

VESTIBULE
100

RECEPTION
106

107

WORK
AREA

124

DENTAL
WORK AREA

125

STERL.
LAB

CORR.
120

117

CLEAN
UTILITY

119

SOILED
UTILITY

STOR.
128

EYE
127 EYE

130

CORR.
102

VESTIBULE
131

DENTAL
122

DENTAL
123

126

DENTAL
QUIET ROOM

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
VENTILATING
DEMOLITION - AREA I

KAS

RCR

VD11I

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - VENTILATING DEMOLITION - AREA I1

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA J

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
47/10 SA

AutoCAD SHX Text
42/10 SA

AutoCAD SHX Text
38/10 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
10/6 SA

AutoCAD SHX Text
10/10 SA

AutoCAD SHX Text
10/13 SA

AutoCAD SHX Text
10/16 SA

AutoCAD SHX Text
10/18 SA

AutoCAD SHX Text
10/6 RA

AutoCAD SHX Text
33/18 RA

AutoCAD SHX Text
27/18 RA

AutoCAD SHX Text
23/18 RA

AutoCAD SHX Text
17/18 RA

AutoCAD SHX Text
10/18 RA

AutoCAD SHX Text
18/10 RA

AutoCAD SHX Text
12/8 EA

AutoCAD SHX Text
12/8 EA

AutoCAD SHX Text
10/18 RA

AutoCAD SHX Text
16/10 RA

AutoCAD SHX Text
12/10 RA

AutoCAD SHX Text
12/6 RA

AutoCAD SHX Text
38/18 RA

AutoCAD SHX Text
28/18 SA

AutoCAD SHX Text
38/18 RA

AutoCAD SHX Text
28/18 RA

AutoCAD SHX Text
51/10 RA

AutoCAD SHX Text
49/10 RA

AutoCAD SHX Text
40/10 RA

AutoCAD SHX Text
30/10 RA

AutoCAD SHX Text
18/10 RA

AutoCAD SHX Text
12/8 RA

AutoCAD SHX Text
42/10 RA

AutoCAD SHX Text
25/10 RA

AutoCAD SHX Text
18/10 RA

AutoCAD SHX Text
13/8 RA

AutoCAD SHX Text
13/8 RA

AutoCAD SHX Text
24/12 RA

AutoCAD SHX Text
XXX

AutoCAD SHX Text
12/6 SA

AutoCAD SHX Text
19/10 SA

AutoCAD SHX Text
32/10 SA

AutoCAD SHX Text
12/6 SA

AutoCAD SHX Text
16/10 SA

AutoCAD SHX Text
12/6 SA

AutoCAD SHX Text
12/9 SA

AutoCAD SHX Text
12/10 SA

AutoCAD SHX Text
18/10 RA

AutoCAD SHX Text
18/10 RA

AutoCAD SHX Text
13/8 RA

AutoCAD SHX Text
13/8 RA

AutoCAD SHX Text
FOUR (4) 16/6 CD

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
6/6 EA

AutoCAD SHX Text
XXX

AutoCAD SHX Text
18/8 EA

AutoCAD SHX Text
XXX

AutoCAD SHX Text
8/8 EA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
20/12 SA

AutoCAD SHX Text
12/12 SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
24/12 RA

AutoCAD SHX Text
XXX

AutoCAD SHX Text
24/12 RA

AutoCAD SHX Text
XXX

AutoCAD SHX Text
24/12 RA

AutoCAD SHX Text
XXX

AutoCAD SHX Text
24/12 RA

AutoCAD SHX Text
XXX

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING EXHAUST FAN.

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING EXHAUST FAN.

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING EXHAUST FAN.

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
6/6 EA

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



SECOND FLOOR PLAN - VENTILATING DEMOLITION - AREA F 2

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

SECOND FLOOR
PLAN - VENTILATING
DEMOLITION - 
AREAS E & F

KAS

RCR

VD12E

SECOND FLOOR PLAN - VENTILATING DEMOLITION - AREA E 1

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
12/12 EA

AutoCAD SHX Text
6/6 EA

AutoCAD SHX Text
6/6 EA

AutoCAD SHX Text
XXX

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING EXHAUST FAN.

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
UV-54

AutoCAD SHX Text
UV-55

AutoCAD SHX Text
UV-50

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
14/12 EA

AutoCAD SHX Text
XXX

AutoCAD SHX Text
14/12 EA

AutoCAD SHX Text
XXX

AutoCAD SHX Text
15/19 EA

AutoCAD SHX Text
19/19 EA

AutoCAD SHX Text
6/6 EA

AutoCAD SHX Text
6/6 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
40/30 RA

AutoCAD SHX Text
40/30 RA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
UV-41

AutoCAD SHX Text
UV-42

AutoCAD SHX Text
UV-37

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO DEMOLISH EXISTING EXHAUST FAN.

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
H

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
1/8" = 1'-0"



CL. RM.
125

CL. RM.
127

CL. RM.
129

CL. RM.
131A

SCIENCE
131B

OFFICE
133A

WORKROOM
133B

EQUIPMENT
133C

LIBRARY
133

PREP RM.
131C

EW CORRIDOR
107

WK RM
132

SCIENCE
130

WK RM
130.01

SCIENCE
128

WK RM
128.01

BOYS
126

GIRLS
124

JAN.

NS CORRIDOR
101

DN

 
 FE

 

S7

S5.1

S5.1

S5.1

S5.1

S5

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
VENTILATING
NEW WORK - AREA A

KAS

RCR

V11A

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - VENTILATING NEW WORK - AREA A1

AutoCAD SHX Text
21/10 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
40/12 RA

AutoCAD SHX Text
8/5 SA

AutoCAD SHX Text
12/7 SA

AutoCAD SHX Text
18/9 SA

AutoCAD SHX Text
48/12 RA

AutoCAD SHX Text
48/10 SA

AutoCAD SHX Text
12/12 EA

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
450

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
380

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
12/12 SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
EF-3 ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
FURNISH AND INSTALL NEW EXHAUST FAN PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. TIE INTO EXISTING DUCTWORK. SEE DETAIL 1/V400.

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
UV-56

AutoCAD SHX Text
UV-57

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
1000

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
1000

AutoCAD SHX Text
24/8 RA

AutoCAD SHX Text
24/8 RA

AutoCAD SHX Text
72/6 OA

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
1000

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
1000

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
2000

AutoCAD SHX Text
OA INTAKE HOOD ON ROOF ON ROOF

AutoCAD SHX Text
RELIEF HOOD ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
RELIEF HOOD ON ROOF ON ROOF

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO CONNECT NEW UNIT VENTILATOR TO EXISTING DUCTWORK. SEE HEATING DRAWINGS FOR UNIT VENTILATOR REPLACEMENT. 

AutoCAD SHX Text
PROVIDE ALL MATERIALS AND LABOR TO CONNECT NEW UNIT VENTILATOR TO EXISTING DUCTWORK. SEE HEATING DRAWINGS FOR UNIT VENTILATOR REPLACEMENT. 

AutoCAD SHX Text
UV-5

AutoCAD SHX Text
UV-6

AutoCAD SHX Text
UV-7

AutoCAD SHX Text
UV-8

AutoCAD SHX Text
UV-1

AutoCAD SHX Text
UV-2

AutoCAD SHX Text
UV-3

AutoCAD SHX Text
UV-4

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



CL. RM.
139

CL. RM.
141

STOR.
141.01

EW CORRIDOR
108

CL. RM.
138

CL. RM.
140

GIRLS
142

BOYS
142.02

JAN.

NS CORRIDOR

S5

EW CORRIDOR

SPECIAL
NEEDS

LAUNDRY
160A

STOR.

VESTIBULE

BOYS
160.1

GIRLS
160.3

RM
162A

TICK

OFF.DK. RM.

UP

DRYER

WASHER

PWR
ASSIST

PWR
ASSIST

K-4325KingstonBowlVitreous China

VITREOUS CHINAC_LAVATORYKINGSTONK-2006
VITREOUS CHINAC_LAVATORYKINGSTONK-2006

VITREOUS CHINAC_LAVATORYKINGSTONK-2006
VITREOUS CHINAC_LAVATORYKINGSTONK-2006

VITREOUS CHINAC_LAVATORYKINGSTONK-2006

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
VENTILATING
NEW WORK -
AREAS B & H

KAS

RCR

V11B

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - VENTILATING NEW WORK - AREA B1 FIRST FLOOR PLAN - VENTILATING NEW WORK - AREA H2

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
6/6 EA

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
50

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
335

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
400

AutoCAD SHX Text
12/12 EA

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-5 ON  ON ROOF

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
FURNISH AND INSTALL NEW EXHAUST FAN PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. TIE INTO EXISTING DUCTWORK. SEE DETAIL 1/V400.

AutoCAD SHX Text
UV-14

AutoCAD SHX Text
UV-13

AutoCAD SHX Text
UV-10

AutoCAD SHX Text
UV-11

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
42/13 RA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
150

AutoCAD SHX Text
13/8 SA

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
1000

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
80

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
3420

AutoCAD SHX Text
52/16 RA

AutoCAD SHX Text
48/36 RA

AutoCAD SHX Text
EF-7 ON  ON ROOF

AutoCAD SHX Text
FURNISH AND INSTALL NEW EXHAUST FAN PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. TIE INTO EXISTING DUCTWORK. SEE DETAIL 1/V400.

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
335

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
310

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



STOR.
141.01

STORE
143.02

GIRLS
142

BOYS
142.02

JAN.

NS CORRIDOR
108

SNACK
143.03

CAFETERIA
143

SERVING
AREA

SOILED
DISHES

STOR.

STOR.

FACULTY
DINING

MECH.
EQUIP.

KITCHEN
147

OFF.

COOLER

JAN.

T.

LK. RM.

147

CL. RM.
1422

SOILED
DISH
1430

CAFETERIA
1429

CAFETERIA
CORR.
1426

GIRLS
RESTROOM

1428

BOYS
RESTROOM

1427

DN

  FEC
 
 

  FEC
 
 

  
 

 FEC

  FEC
 
 

TRASH

TRASH

TRASH

TRASH

TRASH

S2

 FEB 
 
 

S5

S6

S8 S8 S8 S8S8

S9

S5.1

S5.1

S5.1

S5.1

S5.1

S5.1

S4

S5.1

S5

4"

S17

S23

S24

S17.1

FD

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
VENTILATING
NEW WORK - AREA C

KAS

RCR

V11C

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - VENTILATING NEW WORK - AREA C1

AutoCAD SHX Text
25/10 SA

AutoCAD SHX Text
25/10 SA

AutoCAD SHX Text
25/10 SA

AutoCAD SHX Text
30/10 SA

AutoCAD SHX Text
30/10 SA

AutoCAD SHX Text
30/10 SA

AutoCAD SHX Text
36/10 SA

AutoCAD SHX Text
36/10 SA

AutoCAD SHX Text
36/10 SA

AutoCAD SHX Text
36/10 SA

AutoCAD SHX Text
42/18 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
650

AutoCAD SHX Text
18/9 SA

AutoCAD SHX Text
40/12 SA

AutoCAD SHX Text
38/14 RA

AutoCAD SHX Text
32/12 SA

AutoCAD SHX Text
24/14 RA

AutoCAD SHX Text
30/12 RA

AutoCAD SHX Text
30/12 RA

AutoCAD SHX Text
9/8 SA

AutoCAD SHX Text
8/6 RA

AutoCAD SHX Text
11/19 EA

AutoCAD SHX Text
8/6 SA

AutoCAD SHX Text
12/6 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
125

AutoCAD SHX Text
12/8 RA

AutoCAD SHX Text
12/8 RA

AutoCAD SHX Text
12/9 RA

AutoCAD SHX Text
48/12 SA

AutoCAD SHX Text
48/24 SA

AutoCAD SHX Text
12/12 SA

AutoCAD SHX Text
18/12 SA

AutoCAD SHX Text
22/12 SA

AutoCAD SHX Text
36/12 SA

AutoCAD SHX Text
22/12 SA

AutoCAD SHX Text
24/12 SA

AutoCAD SHX Text
20/12 SA

AutoCAD SHX Text
14/12 SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
12/10 EA

AutoCAD SHX Text
12/10 EA

AutoCAD SHX Text
30/60 RG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
EF

AutoCAD SHX Text
XXX

AutoCAD SHX Text
12/12 SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
36/16 RA

AutoCAD SHX Text
36/16 RA

AutoCAD SHX Text
RETURN

AutoCAD SHX Text
COIL

AutoCAD SHX Text
18/18 SA

AutoCAD SHX Text
16/14 SA

AutoCAD SHX Text
10/14 SA

AutoCAD SHX Text
18/18 SA

AutoCAD SHX Text
38/18 SA

AutoCAD SHX Text
26/12 SA

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
6/6 EA

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
50

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
335

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
400

AutoCAD SHX Text
12/12 EA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
16/12 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
8/6 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
6/6 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-5 ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
56/20 SA FFA

AutoCAD SHX Text
38/14 RA TFA

AutoCAD SHX Text
22/20 SA

AutoCAD SHX Text
42/20 SA

AutoCAD SHX Text
CD-1

AutoCAD SHX Text
300

AutoCAD SHX Text
SG-X

AutoCAD SHX Text
200

AutoCAD SHX Text
SG-X

AutoCAD SHX Text
650

AutoCAD SHX Text
SG-X

AutoCAD SHX Text
650

AutoCAD SHX Text
SG-X

AutoCAD SHX Text
650

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
1100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
1100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
1100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
1100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
1100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
1100

AutoCAD SHX Text
40/12 SA

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
1900

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
300

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
1900

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
200

AutoCAD SHX Text
RG-2

AutoCAD SHX Text
650

AutoCAD SHX Text
FURNISH AND INSTALL NEW EXHAUST FAN PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. TIE INTO EXISTING DUCTWORK. SEE DETAIL 1/V400.

AutoCAD SHX Text
46/14 RA

AutoCAD SHX Text
RG-2

AutoCAD SHX Text
650

AutoCAD SHX Text
RG-2

AutoCAD SHX Text
650

AutoCAD SHX Text
RG-2

AutoCAD SHX Text
650

AutoCAD SHX Text
RG-2

AutoCAD SHX Text
650

AutoCAD SHX Text
RG-2

AutoCAD SHX Text
650

AutoCAD SHX Text
RG-2

AutoCAD SHX Text
650

AutoCAD SHX Text
RG-2

AutoCAD SHX Text
650

AutoCAD SHX Text
12/6 SA

AutoCAD SHX Text
36/14 RA

AutoCAD SHX Text
22/14 RA

AutoCAD SHX Text
12"  RA

AutoCAD SHX Text
RG-1

AutoCAD SHX Text
300

AutoCAD SHX Text
12"  RA

AutoCAD SHX Text
12"  SA

AutoCAD SHX Text
46/14 RA

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



INCR. STOR.

STOR.

STOR.

BOILER RM.
151

ELEC.
EQUIP.

I.T.
147

STOR.

STOR.
148

JAN. OFF.
149

STAFF TLT.

STUDENT
TLT.

LIFE
SCIENCE LAB

703

CL. RM.
709

COMPUTER
LAB
715

TEAM STOR.
IDF

EW CORRIDOR
111

CL. RM.
719

COLLAB
SPACE

EDIT

ACCESS

STOR.

CTRL.

STUDIO
729

COMPUTER
LAB
741

OFF.
721

TEAM
723

CL. RM.
740A

HALL
740C

CL. RM.
738

COMPUTER
LAB
740C

COMPUTER
LAB
740B

STOR.

AUTOMATIVE
736

CL. RM.
732

TECH LAB
734

MATERIAL
SCIENCES

730

OFF.STOR. TEAM

WELDING
1030

DN

# 1 # 2

DN

ad
a 

si
nk

si
nk

MECHANICAL KEYED NOTES:

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
VENTILATING
NEW WORK - AREA D

KAS

RCR

V11D

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - VENTILATING NEW WORK - AREA D1

AutoCAD SHX Text
11/19 EA

AutoCAD SHX Text
15/10 EA

AutoCAD SHX Text
6/8 EA

AutoCAD SHX Text
18/12 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
10/8 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
10/6 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
120

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
150

AutoCAD SHX Text
6/8 SA

AutoCAD SHX Text
6/10 SA

AutoCAD SHX Text
VAV-1

AutoCAD SHX Text
12/12 SA

AutoCAD SHX Text
VAV-2

AutoCAD SHX Text
6/8 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
20/14 SA

AutoCAD SHX Text
24/18 SA

AutoCAD SHX Text
34/18 SA

AutoCAD SHX Text
34/18 SA

AutoCAD SHX Text
36/20 SA

AutoCAD SHX Text
VAV-14

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
12/12 SA

AutoCAD SHX Text
18/12 SA

AutoCAD SHX Text
10/12 SA

AutoCAD SHX Text
42/20 SA

AutoCAD SHX Text
48/20 SA

AutoCAD SHX Text
20/54 SA UP TO RTU-XRTU-X

AutoCAD SHX Text
36/18 RA

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
VAV-4

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
400

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
400

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
400

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
400

AutoCAD SHX Text
10/12 SA

AutoCAD SHX Text
10/12 SA

AutoCAD SHX Text
20/12 SA

AutoCAD SHX Text
VAV-5

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
12/14 SA

AutoCAD SHX Text
12/14 SA

AutoCAD SHX Text
20/14 SA

AutoCAD SHX Text
VAV-7

AutoCAD SHX Text
12/14 SA

AutoCAD SHX Text
12/14 SA

AutoCAD SHX Text
20/14 SA

AutoCAD SHX Text
VAV-9

AutoCAD SHX Text
20/12 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
12"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
500

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
VAV-6

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
6/8 SA

AutoCAD SHX Text
6/10 SA

AutoCAD SHX Text
VAV-8

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
6/8 SA

AutoCAD SHX Text
8/8 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
200

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
200

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
200

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
200

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
VAV-10

AutoCAD SHX Text
VAV-11

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
170

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
140

AutoCAD SHX Text
7"  SA

AutoCAD SHX Text
10/8 SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
18/12 SA

AutoCAD SHX Text
VAV-12

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
150

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
125

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
125

AutoCAD SHX Text
10/8 SA

AutoCAD SHX Text
12/8 SA

AutoCAD SHX Text
6/8 SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
36/12 RA

AutoCAD SHX Text
20/48 SA UP TO RTU-2RTU-2

AutoCAD SHX Text
VAV-23

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
265

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
265

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
265

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
265

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
270

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
270

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
20/12 SA

AutoCAD SHX Text
21/12 SA

AutoCAD SHX Text
18/12 SA

AutoCAD SHX Text
13/10 SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
32/20 SA

AutoCAD SHX Text
32/16 SA

AutoCAD SHX Text
32/14 SA

AutoCAD SHX Text
24/16 SA

AutoCAD SHX Text
16/16 SA

AutoCAD SHX Text
SG-X

AutoCAD SHX Text
700

AutoCAD SHX Text
VAV-15

AutoCAD SHX Text
VAV-16

AutoCAD SHX Text
VAV-18

AutoCAD SHX Text
VAV-17

AutoCAD SHX Text
VAV-19

AutoCAD SHX Text
VAV-20

AutoCAD SHX Text
VAV-21

AutoCAD SHX Text
VAV-22

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
200

AutoCAD SHX Text
8/12 SA

AutoCAD SHX Text
14/12 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
12/10 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
125

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
125

AutoCAD SHX Text
9"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
125

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
125

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
12/8 SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
250

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
13/10 SA

AutoCAD SHX Text
10/12 SA

AutoCAD SHX Text
12/10 SA

AutoCAD SHX Text
18/12 SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
275

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
200

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
275

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
275

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
275

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
12"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
16/12 SA

AutoCAD SHX Text
10/10 SA

AutoCAD SHX Text
18/10 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
80

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
80

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
110

AutoCAD SHX Text
6/8 SA

AutoCAD SHX Text
8/8 SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
20/12 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
275

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
275

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
275

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
275

AutoCAD SHX Text
13/10 SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
8"  SA

AutoCAD SHX Text
90/14 RA

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
VAV-3

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
200

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
6"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
24/12 RA

AutoCAD SHX Text
24/12 RA

AutoCAD SHX Text
14/14 SA

AutoCAD SHX Text
36/12 RA

AutoCAD SHX Text
36/12 RA

AutoCAD SHX Text
AIR TRANSFER OPENING

AutoCAD SHX Text
AIR TRANSFER OPENING

AutoCAD SHX Text
AIR TRANSFER OPENING

AutoCAD SHX Text
AIR TRANSFER OPENING

AutoCAD SHX Text
AIR TRANSFER OPENING

AutoCAD SHX Text
AIR TRANSFER OPENING

AutoCAD SHX Text
MUA-X

AutoCAD SHX Text
30/24 SA

AutoCAD SHX Text
30/24 SA

AutoCAD SHX Text
18/18 EA  UP TO EF-XEF-X

AutoCAD SHX Text
10/12 SA

AutoCAD SHX Text
EA UP TO EF-XEF-X

AutoCAD SHX Text
VAV-13

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
150

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
100

AutoCAD SHX Text
18/18 EA  UP TO EF-XEF-X

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON ROOF ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
2

AutoCAD SHX Text
RTU-2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
1

AutoCAD SHX Text
FURNISH AND INSTALL NEW VARIABLE AIR VOLUME BOX PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. CONNECT TO EXISTING DUCTWORK. FURINSH AND INSTALL NEW ROOF-TOP UNIT PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. CONNECT TO EXISTING DUCTWORK.

AutoCAD SHX Text
2

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



COURT

DANCE
STUDIO

STOR. STOR.

ART RM.
154

ART RM.
156

COVERED
STOR.
AREA

NS CORRIDOR
108

ART RM.
155

GIRLS

RECEIVING
153

INCR. STOR.

STOR.

STOR.

KILN
155.01

STOR.
155.02

STAGE/PROP
157

STOR.
157.01

SPRAY
STOR.

158

PLANNING
158

STOR. KIT.

HOME MGT.
160

OFF.DK. RM.

CL. RM.
162

CL. RM.
164

STOR.

NS CORRIDOR
107

NS CORRIDOR

UP

DN

PRECAST
OUTDOOR
STORAGE
SHED

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
VENTILATING
NEW WORK - AREA G

KAS

RCR

V11G

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - VENTILATING NEW WORK - AREA G1

AutoCAD SHX Text
18/12 EA

AutoCAD SHX Text
14/10 EA

AutoCAD SHX Text
18/8 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
18/8 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
14/10 EA

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
335

AutoCAD SHX Text
60/30 EG

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
375

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
UV-58

AutoCAD SHX Text
UV-27

AutoCAD SHX Text
UV-28

AutoCAD SHX Text
UV-29

AutoCAD SHX Text
UV-30

AutoCAD SHX Text
UV-31

AutoCAD SHX Text
UV-32

AutoCAD SHX Text
UV-33

AutoCAD SHX Text
UV-35

AutoCAD SHX Text
UV-34

AutoCAD SHX Text
FURNISH AND INSTALL NEW OUTDOOR AIR LOUVER AND OUTDOOR AIR WALL SLEEVE IN EXISTING OPENING. SEE HEATING DRAWINGS FOR UNIT VENTILATOR REPLACEMENT.

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



DN

DN

DN

UP

DN

 
 FE

 

S7

S5.1

S5.1

S5.1

S5.1

S11

S5

CO
PI

ER

GIRLS
124

JAN.

NS CORRIDOR
101

GIRL'S
LOCKER ROOM

GIRLS

JAN.

POOL

SCIENCE

BOY'S LOCKER
ROOM

VISITOR'S
LOCKER ROOM

RM.
119

STOR.
POOL ELEC.

EQUIP.

OFF.

BOYS

EQUIP.

STOR.

STOR.

STOR.

STOR.

TEAM LOCKER
ROOM

STOR.

SHOWERS

JAN.

STOR. STOR.

STOR.

DRY.

SHOWER
1249

1249

NE EXIT
STAIR

121

BREAK ROOM/
CONFERENCE

UTILITY
118

TOILET
116

EXAM LAB
114

113

EXAM
ROOM

112

EXAM
ROOM

111

PROCEDURE
ROOM

CORRIDOR
110

109

EXAM
ROOM 108

NURSE
STATION OFF.

115

TOILET
103 STOR.

105

CORR.
104

WAITING
101

VESTIBULE
100

RECEPTION
106

107

WORK
AREA

124

DENTAL
WORK AREA

125

STERL.
LAB

CORR.
120

117

CLEAN
UTILITY

119

SOILED
UTILITY

STOR.
128

EYE
127 EYE

130

CORR.
102

VESTIBULE
131

DENTAL
122

DENTAL
123

126

DENTAL
QUIET ROOM

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

FIRST FLOOR PLAN -
VENTILATING
NEW WORK - AREA I

KAS

RCR

V11I

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - VENTILATING NEW WORK - AREA I1

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA J

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
47/10 SA

AutoCAD SHX Text
42/10 SA

AutoCAD SHX Text
38/10 SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
10/6 SA

AutoCAD SHX Text
10/10 SA

AutoCAD SHX Text
10/13 SA

AutoCAD SHX Text
10/16 SA

AutoCAD SHX Text
10/18 SA

AutoCAD SHX Text
10/6 RA

AutoCAD SHX Text
33/18 RA

AutoCAD SHX Text
27/18 RA

AutoCAD SHX Text
23/18 RA

AutoCAD SHX Text
17/18 RA

AutoCAD SHX Text
10/18 RA

AutoCAD SHX Text
18/10 RA

AutoCAD SHX Text
12/8 EA

AutoCAD SHX Text
12/8 EA

AutoCAD SHX Text
10/18 RA

AutoCAD SHX Text
16/10 RA

AutoCAD SHX Text
12/10 RA

AutoCAD SHX Text
12/6 RA

AutoCAD SHX Text
38/18 RA

AutoCAD SHX Text
28/18 SA

AutoCAD SHX Text
38/18 RA

AutoCAD SHX Text
28/18 RA

AutoCAD SHX Text
51/10 RA

AutoCAD SHX Text
49/10 RA

AutoCAD SHX Text
40/10 RA

AutoCAD SHX Text
30/10 RA

AutoCAD SHX Text
18/10 RA

AutoCAD SHX Text
12/8 RA

AutoCAD SHX Text
42/10 RA

AutoCAD SHX Text
25/10 RA

AutoCAD SHX Text
18/10 RA

AutoCAD SHX Text
13/8 RA

AutoCAD SHX Text
13/8 RA

AutoCAD SHX Text
24/12 RA

AutoCAD SHX Text
XXX

AutoCAD SHX Text
12/6 SA

AutoCAD SHX Text
19/10 SA

AutoCAD SHX Text
32/10 SA

AutoCAD SHX Text
12/6 SA

AutoCAD SHX Text
16/10 SA

AutoCAD SHX Text
12/6 SA

AutoCAD SHX Text
12/9 SA

AutoCAD SHX Text
12/10 SA

AutoCAD SHX Text
18/10 RA

AutoCAD SHX Text
18/10 RA

AutoCAD SHX Text
13/8 RA

AutoCAD SHX Text
13/8 RA

AutoCAD SHX Text
FOUR (4) 16/6 CD

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
50

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
300

AutoCAD SHX Text
8/8 EA

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
450

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
RG-X

AutoCAD SHX Text
20/12 SA

AutoCAD SHX Text
12/12 SA

AutoCAD SHX Text
10"  SA

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
CD-X

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
24/12 RA

AutoCAD SHX Text
XXX

AutoCAD SHX Text
24/12 RA

AutoCAD SHX Text
XXX

AutoCAD SHX Text
24/12 RA

AutoCAD SHX Text
XXX

AutoCAD SHX Text
24/12 RA

AutoCAD SHX Text
XXX

AutoCAD SHX Text
EF-1 ON  ON ROOF

AutoCAD SHX Text
EF-X ON  ON ROOF

AutoCAD SHX Text
EF-3 ON  ON ROOF

AutoCAD SHX Text
EF-2 ON  ON ROOF

AutoCAD SHX Text
FURNISH AND INSTALL NEW EXHAUST FAN PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. TIE INTO EXISTING DUCTWORK. SEE DETAIL 1/V400.

AutoCAD SHX Text
FURNISH AND INSTALL NEW EXHAUST FAN PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. TIE INTO EXISTING DUCTWORK. SEE DETAIL 1/V400.

AutoCAD SHX Text
FURNISH AND INSTALL NEW EXHAUST FAN PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. TIE INTO EXISTING DUCTWORK. SEE DETAIL 1/V400.

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
100

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
300

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
200

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
110

AutoCAD SHX Text
6/6 EA

AutoCAD SHX Text
14/6 EA

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



CL. RM.
278

CL. RM.
276

STOR.
---

BOYS
---

GIRLS
---

CL. RM.
277

ROOF

CL. RM.
278

CL. RM.
276

STOR.
---

BOYS
---

GIRLS
---

CL. RM.
277

ROOF

CL. RM.
298

CL. RM.
296

CL. RM.
294A

ROOF

CL. RM.
297

CL. RM.
299

GIRLS
---

BOYS
---

ELEV.
---

STOR.
---

OFFICE
---

CL. RM.
298

CL. RM.
296

CL. RM.
294A

ROOF

CL. RM.
297

CL. RM.
299

GIRLS
---

BOYS
---

ELEV.
---

STOR.
---

OFFICE
---

SECOND FLOOR PLAN - VENTILATING NEW WORK - AREA F 2

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

SECOND FLOOR
PLAN - VENTILATING
NEW WORK - 
AREAS E & F

KAS

RCR

V12E

SECOND FLOOR PLAN - VENTILATING NEW WORK - AREA E 1

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
UV-54

AutoCAD SHX Text
UV-55

AutoCAD SHX Text
UV-49

AutoCAD SHX Text
UV-50

AutoCAD SHX Text
FURNISH AND INSTALL NEW EXHAUST FAN PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. TIE INTO EXISTING DUCTWORK. SEE DETAIL 1/V400.

AutoCAD SHX Text
EF-6 ON  ON ROOF

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
400

AutoCAD SHX Text
12/12 EA

AutoCAD SHX Text
6/6 EA

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
50

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
400

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
UV-41

AutoCAD SHX Text
UV-42

AutoCAD SHX Text
UV-43

AutoCAD SHX Text
UV-37

AutoCAD SHX Text
UV-38

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
450

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
450

AutoCAD SHX Text
15/19 EA

AutoCAD SHX Text
19/19 EA

AutoCAD SHX Text
6/6 EA

AutoCAD SHX Text
EG-X

AutoCAD SHX Text
50

AutoCAD SHX Text
EF-4 ON  ON ROOF

AutoCAD SHX Text
FURNISH AND INSTALL NEW EXHAUST FAN PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. TIE INTO EXISTING DUCTWORK. SEE DETAIL 1/V400.

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
H

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
1/8" = 1'-0"



S17.1

J BOX

J BOX

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

ROOF PLAN -
VENTILATING
NEW WORK - AREA C

KAS

RCR

V13C

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

ROOF PLAN - VENTILATING NEW WORK - AREA C1

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
CAP AND INSULATE EXISTING OPENINGS

AutoCAD SHX Text
RTU-1

AutoCAD SHX Text
CH-1

AutoCAD SHX Text
CH-2

AutoCAD SHX Text
56/20 SA TFB

AutoCAD SHX Text
38/14 RA FFB

AutoCAD SHX Text
DOWN

AutoCAD SHX Text
UP

AutoCAD SHX Text
46/14 RA FFB

AutoCAD SHX Text
56/20 SA

AutoCAD SHX Text
46/14 RA

AutoCAD SHX Text
38/14 RA

AutoCAD SHX Text
50/20 RA

AutoCAD SHX Text
FURNISH AND INSTALL NEW SUPPLY OR RETURN AIR DUCTWORK. ALL DUCTWORK ON ROOF TO BE THERMADUCT OR EQUAL (R-12 INSULATION MINIMUM).  SEE DETAIL 3/V400 FOR PENETRATIONS AND 2/V400 FOR SUPPORTS.

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



EXISTING ROOF

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

VENTILATING 
DETAILS

KAS

RCR

V400

CENTRIFUGAL ROOF EXHAUST FAN1 ROOF DUCT SUPPORT DETAIL2 THERMADUCT ROOF PENETRATION DETAIL3

LOUVER INSTALLATION DETAIL4

AutoCAD SHX Text
THERMADUCT (OR EQUAL)

AutoCAD SHX Text
METAL DUCT

AutoCAD SHX Text
ALUMINUM "U" CHANNEL

AutoCAD SHX Text
ALUMINUM  FLASHING  COVER

AutoCAD SHX Text
FOAM GASKET

AutoCAD SHX Text
PRE-ENGINEERED INSULATED ROOF CURB

AutoCAD SHX Text
GASKET

AutoCAD SHX Text
FLASHING SEALED WITH 

AutoCAD SHX Text
DYMONIC SEALANT

AutoCAD SHX Text
SILICONE SEALANT

AutoCAD SHX Text
METAL CURB ADAPTER WITH 

AutoCAD SHX Text
2" MINIMUM FLANGE UP

AutoCAD SHX Text
ROOFING MATERIAL 

AutoCAD SHX Text
COORDINATE W/ EXIST)

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
NOTE: 1. SECURE CURB CAP TO WOOD NAILING STRIP WITH 3/8" [10mm] CADMIUM PLATED LAG BOLTS SECURE CURB CAP TO WOOD NAILING STRIP WITH 3/8" [10mm] CADMIUM PLATED LAG BOLTS NOT OVER 12" [305mm] ON CENTER. 2. SECURE ROOF CURB, DUCTWORK AND DAMPER TO ROOF WITH RUST RESISTANT BOLTS (METAL SECURE ROOF CURB, DUCTWORK AND DAMPER TO ROOF WITH RUST RESISTANT BOLTS (METAL DECK AND BAR JOIST ROOF). 3. SIZE OF DUCT THROUGH ROOF SHALL NOT BE LARGER THAN CURB SUPPLIED WITH ROOF SIZE OF DUCT THROUGH ROOF SHALL NOT BE LARGER THAN CURB SUPPLIED WITH ROOF VENTILATOR.

AutoCAD SHX Text
MOTORIZED CONTROL DAMPER

AutoCAD SHX Text
RIGID CONDUIT TO ACCOMMODATE ELECTRICAL WIRES

AutoCAD SHX Text
SEE NOTE 2

AutoCAD SHX Text
PREFABRICATED ROOF CURB

AutoCAD SHX Text
WOOD NAILING STRIP

AutoCAD SHX Text
MOTOR HOUSING

AutoCAD SHX Text
EXHAUST DUCT

AutoCAD SHX Text
TRANSITION DUCT TO FULL SIZE OF DAMPER SUPPLIED WITH ROOF VENTILATOR

AutoCAD SHX Text
EXISTING ROOF STRUCTURE

AutoCAD SHX Text
SEE NOTE 3

AutoCAD SHX Text
SEE NOTE 1

AutoCAD SHX Text
CURB CAP

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
36"

AutoCAD SHX Text
PROVIDE FREE-STANDING /NON-PENETRATING ROOF PIPE SUPPORT SYSTEM AS SHOWN.

AutoCAD SHX Text
TOP OF EXISTING ROOF DECK.

AutoCAD SHX Text
FURNISH AND INSTALL METAL FRAMING SYSTEM FOR SUPPORT OF PIPING ON ROOF.

AutoCAD SHX Text
SUPPLY/RETURN DUCTWORK

AutoCAD SHX Text
DUCTWORK INSULATION

AutoCAD SHX Text
HIGH DENSITY FOAM SUPPORT BLOCK

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
BIRD SCREEN

AutoCAD SHX Text
WALL CONSTRUCTION

AutoCAD SHX Text
PROVIDE EXTERIOR DUCT INSULATION AS SPECIFIED.

AutoCAD SHX Text
SEAL ALL LOWER SHEET METAL JOINTS WATERTIGHT WITH MASTIC.

AutoCAD SHX Text
NOTES: 1. SEAL ALL JOINTS ON BOTTOM SURFACE OF DUCT WITHIN 6'-0" SEAL ALL JOINTS ON BOTTOM SURFACE OF DUCT WITHIN 6'-0" OF THE LOUVER WATER TIGHT. 2. MOUNT BOTTOM OF INTAKE LOUVERS AT LEAST 40" ABOVE MOUNT BOTTOM OF INTAKE LOUVERS AT LEAST 40" ABOVE GRADE OR ROOF ELEVATION TO MINIMIZE CHANCES OF SNOW DRIFTING INTO THE LOUVER. 3. CAULK SHEETMETAL SCREWS WHERE THEY PENETRATE METAL.CAULK SHEETMETAL SCREWS WHERE THEY PENETRATE METAL.

AutoCAD SHX Text
18X18 GASKETED ACCESS DOOR

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
SEAL OR GASKET ALL AROUND (TYP.)



A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

RYAN C.
REEF

062-056761
EXPIRES: 30NOV23

DATE: 09/09/2022

VENTILATING 
SCHEDULES

KAS

RCR

V500

EXHAUST FAN SCHEDULE

VAV TERMINAL UNIT SCHEDULE

GRILLE AND DIFFUSER SCHEDULE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
MARK

AutoCAD SHX Text
DESIGN BASIS

AutoCAD SHX Text
LOCATION

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
DRIVE

AutoCAD SHX Text
PERFORMANCE

AutoCAD SHX Text
MOTOR

AutoCAD SHX Text
REMARKS

AutoCAD SHX Text
MAKE

AutoCAD SHX Text
MODEL

AutoCAD SHX Text
AIRFLOW (CFM)

AutoCAD SHX Text
E.S.P. (IN. H2O)

AutoCAD SHX Text
R.P.M.

AutoCAD SHX Text
HP

AutoCAD SHX Text
VOLTS

AutoCAD SHX Text
PHASE

AutoCAD SHX Text
EF-1

AutoCAD SHX Text
GREENHECK

AutoCAD SHX Text
G-095-VG

AutoCAD SHX Text
ROOF-POOL AREA

AutoCAD SHX Text
DOWNBLAST ROOF EXHAUST FAN

AutoCAD SHX Text
DIRECT

AutoCAD SHX Text
615

AutoCAD SHX Text
0.5

AutoCAD SHX Text
1,555

AutoCAD SHX Text
1/4

AutoCAD SHX Text
115

AutoCAD SHX Text
1

AutoCAD SHX Text
SEE NOTES

AutoCAD SHX Text
EF-2

AutoCAD SHX Text
GREENHECK

AutoCAD SHX Text
G-090-VG

AutoCAD SHX Text
ROOF-POOL AREA

AutoCAD SHX Text
DOWNBLAST ROOF EXHAUST FAN

AutoCAD SHX Text
DIRECT

AutoCAD SHX Text
450

AutoCAD SHX Text
0.5

AutoCAD SHX Text
1,534

AutoCAD SHX Text
1/6

AutoCAD SHX Text
115

AutoCAD SHX Text
1

AutoCAD SHX Text
SEE NOTES

AutoCAD SHX Text
EF-3

AutoCAD SHX Text
GREENHECK

AutoCAD SHX Text
G-130-VG

AutoCAD SHX Text
ROOF-AREA E

AutoCAD SHX Text
DOWNBLAST ROOF EXHAUST FAN

AutoCAD SHX Text
DIRECT

AutoCAD SHX Text
1,105

AutoCAD SHX Text
0.5

AutoCAD SHX Text
1,099

AutoCAD SHX Text
1/4

AutoCAD SHX Text
115

AutoCAD SHX Text
1

AutoCAD SHX Text
SEE NOTES

AutoCAD SHX Text
EF-4

AutoCAD SHX Text
GREENHECK

AutoCAD SHX Text
G-140-A

AutoCAD SHX Text
ROOF-AREA E

AutoCAD SHX Text
DOWNBLAST ROOF EXHAUST FAN

AutoCAD SHX Text
DIRECT

AutoCAD SHX Text
2,540

AutoCAD SHX Text
1.03

AutoCAD SHX Text
1,725

AutoCAD SHX Text
1-1/2

AutoCAD SHX Text
460

AutoCAD SHX Text
3

AutoCAD SHX Text
SEE NOTES

AutoCAD SHX Text
EF-5

AutoCAD SHX Text
GREENHECK

AutoCAD SHX Text
G-095-VG

AutoCAD SHX Text
ROOF-AREA F

AutoCAD SHX Text
DOWNBLAST ROOF EXHAUST FAN

AutoCAD SHX Text
DIRECT

AutoCAD SHX Text
785

AutoCAD SHX Text
0.5

AutoCAD SHX Text
1,720

AutoCAD SHX Text
1/4

AutoCAD SHX Text
115

AutoCAD SHX Text
1

AutoCAD SHX Text
SEE NOTES

AutoCAD SHX Text
EF-6

AutoCAD SHX Text
GREENHECK

AutoCAD SHX Text
G-120-VG

AutoCAD SHX Text
ROOF-AREA B

AutoCAD SHX Text
DOWNBLAST ROOF EXHAUST FAN

AutoCAD SHX Text
DIRECT

AutoCAD SHX Text
850

AutoCAD SHX Text
0.5

AutoCAD SHX Text
1,073

AutoCAD SHX Text
1/4

AutoCAD SHX Text
115

AutoCAD SHX Text
1

AutoCAD SHX Text
SEE NOTES

AutoCAD SHX Text
EF-7

AutoCAD SHX Text
GREENHECK

AutoCAD SHX Text
G-095-VG

AutoCAD SHX Text
ROOF-AREA F

AutoCAD SHX Text
DOWNBLAST ROOF EXHAUST FAN

AutoCAD SHX Text
DIRECT

AutoCAD SHX Text
645

AutoCAD SHX Text
0.5

AutoCAD SHX Text
1,583

AutoCAD SHX Text
1/4

AutoCAD SHX Text
115

AutoCAD SHX Text
1

AutoCAD SHX Text
SEE NOTES

AutoCAD SHX Text
NOTES: 

AutoCAD SHX Text
1.  PROVIDE ROOF CURB ADAPTER WITH DAMPER TRAY FOR MOTORIZED DAMPER.

AutoCAD SHX Text
2.  PROVIDE FACTORY MOUNTED DISCONNECT SWITCH

AutoCAD SHX Text
3.  PROVIDE MOTORIZED DAMPER.

AutoCAD SHX Text
UNIT

AutoCAD SHX Text
DESIGN BASIS

AutoCAD SHX Text
LOCATION

AutoCAD SHX Text
PRIMARY INLET

AutoCAD SHX Text
DESIGN COOLING AIRFLOW

AutoCAD SHX Text
MINIMUM COOLING AIRFLOW

AutoCAD SHX Text
MAX APD @ COOLING AIRFLOW

AutoCAD SHX Text
COOLING INLET VELOCITY

AutoCAD SHX Text
HEATING AIRFLOW

AutoCAD SHX Text
PRIMARY EDB

AutoCAD SHX Text
HOT WATER COIL ROWS

AutoCAD SHX Text
COIL HEATING CAPACITY

AutoCAD SHX Text
HEATING COIL

AutoCAD SHX Text
HEATING COIL

AutoCAD SHX Text
COIL FLOW RATE

AutoCAD SHX Text
FLUID TYPE

AutoCAD SHX Text
 DISCHARGE VALVE

AutoCAD SHX Text
RADIATED VALVE

AutoCAD SHX Text
REMARKS

AutoCAD SHX Text
TAG

AutoCAD SHX Text
MAKE

AutoCAD SHX Text
MODEL

AutoCAD SHX Text
(IN)

AutoCAD SHX Text
(CFM)

AutoCAD SHX Text
(CFM)

AutoCAD SHX Text
(IN W.C.)

AutoCAD SHX Text
(FPM)

AutoCAD SHX Text
(CFM)

AutoCAD SHX Text
(DEG F)

AutoCAD SHX Text
(MBH)

AutoCAD SHX Text
(EWT)

AutoCAD SHX Text
(LWT)

AutoCAD SHX Text
(GPM)

AutoCAD SHX Text
(NC)

AutoCAD SHX Text
(NC)

AutoCAD SHX Text
VAV-

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
6"

AutoCAD SHX Text
270

AutoCAD SHX Text
81

AutoCAD SHX Text
0.21

AutoCAD SHX Text
1375

AutoCAD SHX Text
200

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
9.73

AutoCAD SHX Text
160

AutoCAD SHX Text
120.73

AutoCAD SHX Text
0.5

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
16

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-2

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
6"

AutoCAD SHX Text
200

AutoCAD SHX Text
60

AutoCAD SHX Text
0.13

AutoCAD SHX Text
1019

AutoCAD SHX Text
175

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
9.25

AutoCAD SHX Text
160

AutoCAD SHX Text
123.12

AutoCAD SHX Text
0.5

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-3

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
8"

AutoCAD SHX Text
400

AutoCAD SHX Text
135

AutoCAD SHX Text
0.19

AutoCAD SHX Text
1146

AutoCAD SHX Text
200

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
9.09

AutoCAD SHX Text
160

AutoCAD SHX Text
128.8

AutoCAD SHX Text
0.58

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-4

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
16"

AutoCAD SHX Text
1600

AutoCAD SHX Text
480

AutoCAD SHX Text
0.2

AutoCAD SHX Text
1146

AutoCAD SHX Text
1200

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
61.33

AutoCAD SHX Text
160

AutoCAD SHX Text
125

AutoCAD SHX Text
3.51

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-5

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
24" x 16"

AutoCAD SHX Text
2000

AutoCAD SHX Text
800

AutoCAD SHX Text
0.22

AutoCAD SHX Text
750

AutoCAD SHX Text
1500

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
72.61

AutoCAD SHX Text
160

AutoCAD SHX Text
120

AutoCAD SHX Text
3.64

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-6

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
6" 

AutoCAD SHX Text
270

AutoCAD SHX Text
81

AutoCAD SHX Text
0.21

AutoCAD SHX Text
1375

AutoCAD SHX Text
200

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
9.73

AutoCAD SHX Text
160

AutoCAD SHX Text
120.73

AutoCAD SHX Text
0.5

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
16

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-7

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
24" x 16" 

AutoCAD SHX Text
2000

AutoCAD SHX Text
800

AutoCAD SHX Text
0.22

AutoCAD SHX Text
750

AutoCAD SHX Text
1500

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
72.61

AutoCAD SHX Text
160

AutoCAD SHX Text
120

AutoCAD SHX Text
3.64

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-8

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
6" 

AutoCAD SHX Text
230

AutoCAD SHX Text
70

AutoCAD SHX Text
0.16

AutoCAD SHX Text
1171

AutoCAD SHX Text
200

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
9.73

AutoCAD SHX Text
160

AutoCAD SHX Text
120.73

AutoCAD SHX Text
0.5

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
15

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-9

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
14" 

AutoCAD SHX Text
1500

AutoCAD SHX Text
450

AutoCAD SHX Text
0.24

AutoCAD SHX Text
1403

AutoCAD SHX Text
900

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
40.18

AutoCAD SHX Text
160

AutoCAD SHX Text
120

AutoCAD SHX Text
2.01

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-10

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
10" 

AutoCAD SHX Text
560

AutoCAD SHX Text
170

AutoCAD SHX Text
0.16

AutoCAD SHX Text
1027

AutoCAD SHX Text
425

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
20.46

AutoCAD SHX Text
160

AutoCAD SHX Text
120

AutoCAD SHX Text
1.02

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-1

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
8" 

AutoCAD SHX Text
460

AutoCAD SHX Text
150

AutoCAD SHX Text
0.24

AutoCAD SHX Text
1318

AutoCAD SHX Text
325

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
13.75

AutoCAD SHX Text
160

AutoCAD SHX Text
129.82

AutoCAD SHX Text
0.91

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-2

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
14" 

AutoCAD SHX Text
1200

AutoCAD SHX Text
360

AutoCAD SHX Text
0.17

AutoCAD SHX Text
1123

AutoCAD SHX Text
600

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
29.1

AutoCAD SHX Text
160

AutoCAD SHX Text
120

AutoCAD SHX Text
1.46

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-3

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
8" 

AutoCAD SHX Text
350

AutoCAD SHX Text
105

AutoCAD SHX Text
0.16

AutoCAD SHX Text
1003

AutoCAD SHX Text
275

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
11.63

AutoCAD SHX Text
160

AutoCAD SHX Text
128.55

AutoCAD SHX Text
0.74

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-4

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
14" 

AutoCAD SHX Text
1500

AutoCAD SHX Text
450

AutoCAD SHX Text
0.24

AutoCAD SHX Text
1403

AutoCAD SHX Text
900

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
40.18

AutoCAD SHX Text
160

AutoCAD SHX Text
120

AutoCAD SHX Text
2.01

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-5

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
10" 

AutoCAD SHX Text
700

AutoCAD SHX Text
210

AutoCAD SHX Text
0.22

AutoCAD SHX Text
1283

AutoCAD SHX Text
450

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
21.28

AutoCAD SHX Text
160

AutoCAD SHX Text
120

AutoCAD SHX Text
1.07

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-6

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
14" 

AutoCAD SHX Text
1500

AutoCAD SHX Text
450

AutoCAD SHX Text
0.24

AutoCAD SHX Text
1403

AutoCAD SHX Text
900

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
40.18

AutoCAD SHX Text
160

AutoCAD SHX Text
120

AutoCAD SHX Text
2.01

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-7

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
6" 

AutoCAD SHX Text
270

AutoCAD SHX Text
81

AutoCAD SHX Text
0.21

AutoCAD SHX Text
1375

AutoCAD SHX Text
225

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
10.94

AutoCAD SHX Text
160

AutoCAD SHX Text
122.95

AutoCAD SHX Text
0.59

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
16

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-8

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
14" 

AutoCAD SHX Text
1300

AutoCAD SHX Text
390

AutoCAD SHX Text
0.19

AutoCAD SHX Text
1216

AutoCAD SHX Text
650

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
31.16

AutoCAD SHX Text
160

AutoCAD SHX Text
120

AutoCAD SHX Text
1.56

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-9

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
14" 

AutoCAD SHX Text
1100

AutoCAD SHX Text
330

AutoCAD SHX Text
0.15

AutoCAD SHX Text
1029

AutoCAD SHX Text
600

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
29.1

AutoCAD SHX Text
160

AutoCAD SHX Text
120

AutoCAD SHX Text
1.46

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-20

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
14" 

AutoCAD SHX Text
1200

AutoCAD SHX Text
360

AutoCAD SHX Text
0.17

AutoCAD SHX Text
1123

AutoCAD SHX Text
600

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
29.1

AutoCAD SHX Text
160

AutoCAD SHX Text
120

AutoCAD SHX Text
1.46

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-21

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
10" 

AutoCAD SHX Text
500

AutoCAD SHX Text
165

AutoCAD SHX Text
0.13

AutoCAD SHX Text
917

AutoCAD SHX Text
375

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
18.72

AutoCAD SHX Text
160

AutoCAD SHX Text
120

AutoCAD SHX Text
0.94

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-22

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
14" 

AutoCAD SHX Text
1200

AutoCAD SHX Text
360

AutoCAD SHX Text
0.17

AutoCAD SHX Text
1123

AutoCAD SHX Text
600

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
29.1

AutoCAD SHX Text
160

AutoCAD SHX Text
120

AutoCAD SHX Text
1.46

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
VAV-23

AutoCAD SHX Text
TRANE

AutoCAD SHX Text
VCWF

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
16" 

AutoCAD SHX Text
1700

AutoCAD SHX Text
510

AutoCAD SHX Text
0.22

AutoCAD SHX Text
1218

AutoCAD SHX Text
1050

AutoCAD SHX Text
55

AutoCAD SHX Text
2R HW

AutoCAD SHX Text
51.63

AutoCAD SHX Text
160

AutoCAD SHX Text
120

AutoCAD SHX Text
2.58

AutoCAD SHX Text
HOT WATER

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
NOTES: 

AutoCAD SHX Text
1.  MECHANICAL CONTRACTOR TO VERIFY LH / RH PIPING CONFIGURATION PRIOR TO PURCHASE.

AutoCAD SHX Text
MARK

AutoCAD SHX Text
DESIGN BASIS

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
MODULE SIZE

AutoCAD SHX Text
NECK SIZE

AutoCAD SHX Text
AIR PATTERN

AutoCAD SHX Text
FRAME

AutoCAD SHX Text
C.F.M.

AutoCAD SHX Text
S.P. (WATER)

AutoCAD SHX Text
NOISE LEVEL (NC)

AutoCAD SHX Text
REMARKS

AutoCAD SHX Text
MAKE

AutoCAD SHX Text
MODEL / SERIES

AutoCAD SHX Text
CD-1

AutoCAD SHX Text
TITUS

AutoCAD SHX Text
OMNI-AA

AutoCAD SHX Text
SQUARE PLAQUE ARCHITECTURAL DIFFUSER

AutoCAD SHX Text
24" x 24"

AutoCAD SHX Text
10"

AutoCAD SHX Text
4-WAY

AutoCAD SHX Text
SEE NOTE #2

AutoCAD SHX Text
251 - 425

AutoCAD SHX Text
0.082"

AutoCAD SHX Text
15

AutoCAD SHX Text
RG-1

AutoCAD SHX Text
TITUS

AutoCAD SHX Text
PDR

AutoCAD SHX Text
PERFORATED CEILING

AutoCAD SHX Text
24" X 24"

AutoCAD SHX Text
10"

AutoCAD SHX Text
RETURN / EXHAUST

AutoCAD SHX Text
SEE NOTE #2

AutoCAD SHX Text
251 - 400

AutoCAD SHX Text
0.17"

AutoCAD SHX Text
24

AutoCAD SHX Text
RG-2

AutoCAD SHX Text
TITUS

AutoCAD SHX Text
PDR

AutoCAD SHX Text
PERFORATED CEILING

AutoCAD SHX Text
24" X 24"

AutoCAD SHX Text
12"

AutoCAD SHX Text
RETURN / EXHAUST

AutoCAD SHX Text
SEE NOTE #2

AutoCAD SHX Text
401 - 650

AutoCAD SHX Text
0.12"

AutoCAD SHX Text
25

AutoCAD SHX Text
1.  ALL SUPPLY GRILLES AND DIFFUSERS SHALL BE CONSTRUCTED OF ALUMINUM UNLESS OTHERWISE NOTED.

AutoCAD SHX Text
2.  COORDINATE DIFFUSER FRAME TYPE TO ENSURE COMPATIBILITY WITH CEILING AND/OR WALL TYPE, SEE ARCHITECTURAL SHEETS FOR ADDITIONAL INFORMATION.



CL. RM.
125

CL. RM.
127

CL. RM.
129

CL. RM.
131A

SCIENCE
131B

OFFICE
133A

WORKROOM
133B

EQUIPMENT
133C

LIBRARY
133

CL. RM.
135

CL. RM.
139

CL. RM.
141

CONFERENCE
133D

CONFERENCE
133E

COMPUTER
EQUIP.
133F

PREP RM.
131C

COURTYARD

STOR.
141.01

STORE
143.02

EW CORRIDOR
108

CL. RM.
138

CL. RM.
140

WK RM
136

COURT COURT

EW CORRIDOR
107

WK RM
132

WK RM
134.01

SCIENCE
(CHEMISTRY)

134

GIRLS
142

BOYS
142.02

JAN.

COURT

NS CORRIDOR
108

SNACK
143.03

CAFETERIA
143

SERVING
AREA

SOILED
DISHES

STOR.

STOR.

FACULTY
DINING

MECH.
EQUIP.

KITCHEN
147

OFF.

COOLER

SCIENCE
130

WK RM
130.01

SCIENCE
128

WK RM
128.01

BOYS
126

GIRLS
124

JAN.

NS CORRIDOR
101

GIRL'S
LOCKER ROOM

GIRLS

JAN.

POOL

SCIENCE
118

WK RM

SCIENCE
116

NS CORRIDOR
103 DANCE

STUDIO

STOR. STOR.

ART RM.
154

ART RM.
156

COVERED
STOR.
AREA

NS CORRIDOR
108

ART RM.
155

GIRLS

RECEIVING
153

INCR. STOR.

STOR.

STOR.

BOILER RM.
151

ELEC.
EQUIP.

JAN.

T.

LK. RM.

I.T.
147

STOR.

STOR.
148

JAN. OFF.
149

STAFF TLT. STUDENT
TLT.

LIFE
SCIENCE LAB

703

CL. RM.
709

COMPUTER
LAB
715

TEAM STOR. IDF

EW CORRIDOR
111

CL. RM.
719

COLLAB
SPACE

EDIT

ACCESS

STOR. CTRL.

STUDIO
729

COMPUTER
LAB
741

OFF.
721

TEAM
723

CL. RM.
740A

HALL
740C

CL. RM.
738

COMPUTER
LAB

740C

COMPUTER
LAB
740B

STOR.

AUTOMATIVE
736

CL. RM.
732

TECH LAB
734

MATERIAL
SCIENCES

730

OFF.STOR. TEAM

WELDING
1030

KILN
155.01

STOR.
155.02

STAGE/PROP
157

STOR.
157.01

SPRAY

STOR.
161.4

HALL

HALL

PRAC
161.02

PRAC
161.03

OFF.
161.01

CHORAL RM
161

STOR.
163.1

STOR.
163.02

OFF.
163.04

HALL
163.03

UNIFORMS
163.05BAND ROOM

163

NS CORRIDOR
110

STOR.
159.8

BOYS
DRESSING

159.7

JAN.

GIRLS
DRESSING

159.3

NS CORRIDOR
109

STOR.
159.2

STAGE
159.1

EW CORRIDOR
106

SPECIAL
NEEDS

LAUNDRY
160A

STOR.
158

PLANNING
158

STOR. KIT.

AUDITORIUM
159

BOOTH
159.9

FOYER

VESTIBULE

BOYS
160.1

GIRLS
160.3

RM
162A

TICK

HOME MGT.
160

OFF.DK. RM.

CL. RM.
162

CL. RM.
164

STOR.

NS CORRIDOR
107

CL. RM.
166

CL. RM.
168

CL. RM.
165

CL. RM.
167

WORK RM.
169

EW CORRIDOR
104

COMPUTER
RM.
171

CL. RM.
173

RM.
175

EQUIP.

EMITT
RECEPTION

170

EMITT
COUNS

170A
EMITT AP

170B

CONFERENCE
170C

BAMIT AP
172A

BAMIT
COUNS

172B

BAMIT
RECEPTION

172

ACADEMY
COACH

172C

ATTENDANCE
172D

CORR.
172FSPARE

172E

ENTRY

STOR.
PRINCIPAL

MEN

WOMEN

HALL
100D

WK RM
100

100C

SOCIAL
WORK

1168B

SOCIAL
WORK

100A

SOCIAL
WORK

SCIENCE
108STOR.

108.01

EW CORRIDOR
102

MAIN OFF.

MAILVAULTCOPY

CONFERENCE

MAIN OFF.
RECEPTION

FINANCEKATIESASPOLICEFRESHMENFRESHMENHS
COUNSELOR

HS AP

WK RMCONFERENCE

HS
RECEPTION

WK RM
110.01

GREENHOUSE

SCIENCE
110

COT
TREAT.

NURSE

T.

NS CORRIDOR
102

VESTIBULE

T.

T.

A.D. OFF.
115.02

CONCESSION
115.03

LOBBY
115.04

STOR.
115.05

GYMNASIUM
115

JAN.

ELEV.

JAN.

I.T.
EQUIP.

BOYS
114

GIRLS
112

ELEV.
ROOM

STOR.
RM.
123OFF.

RM.
124

EW CORRIDOR
111VESTIBULE

BOY'S LOCKER
ROOM

VISITOR'S
LOCKER ROOM

RM.
119

STOR.
POOL ELEC.

EQUIP.

OFF.

BOYS

EQUIP.

STOR.

STOR.

STOR.

STOR.

TEAM LOCKER
ROOM

STOR.

SHOWERS

JAN.

STOR. STOR.

STOR.

DRY.

SHOWER
1249

1249

NE EXIT
STAIR

121

BREAK ROOM/
CONFERENCE

UTILITY
118

TOILET
116

EXAM LAB
114

113

EXAM
ROOM

112

EXAM
ROOM

111

PROCEDURE
ROOM

CORRIDOR
110

109

EXAM
ROOM 108

NURSE
STATION OFF.

115

TOILET
103 STOR.

105

CORR.
104

WAITING
101

VESTIBULE
100

RECEPTION
106

107

WORK
AREA

124

DENTAL
WORK AREA

125

STERL.
LAB

CORR.
120

117

CLEAN
UTILITY

119

SOILED
UTILITY

STOR.
128

EYE
127 EYE

130

CORR.
102

VESTIBULE
131

DENTAL
122

DENTAL
123

126

DENTAL
QUIET ROOM

CORR.
1409

CONFERENCE
1411

TICKETS
1402

VESTIBULE
1401

LOBBY
1400

RECEPTION
1412

ATH. DIR.
1413

STOR.
1414.1

ALE
1414

CL. RM.
1415

CL. RM.
1416

CL. RM.
1417

CL. RM.
1418

CL. RM.
1419

CL. RM.
1420

CL. RM.
1421

CL. RM.
1422

SOILED
DISH
1430

CAFETERIA
1429

CAFETERIA
CORR.
1426

GIRLS
RESTROOM

1428

BOYS
RESTROOM

1427

WEST
LOBBY
1425

WEST IDF
CLOSET
1424.2

ELEC.
1424.3

MULTI-PURPOSE
ROOM

WEIGHT
ROOM

CORR.
1423

FIELD HOUSE
1424

STOR.
1424.1

JAN.
1406

CONCESSION
1405

GIRLS
RESTROOM

1404

BOYS
RESTROOM

1403

BOOSTER
CLUB
1407

STOR.
1408B

ELEC.
1408

FP EQUIP.
1408A

OFF.COACH
SHOWER

GIRLS
LOCKER

TRAINER

BOYS
LOCKER

OFF.COACH
SHOWER

NS CORRIDOR

UP

DN

UP

DN

DN

DN

UP

UP

DN

DN

DN

DN

UP UP

UP

UP

UP

UP

DN DN

UP

DN

UP

DN

UP

UP

DN

UP

UP

# 1 # 2

DN

PRECAST
OUTDOOR
STORAGE
SHED

EMERG.
GEN.

T T

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FEC 
 
 

FEC 
 
 

 
 FE

 

  
FEC

 

  
 FEC

  
 FEB  

 FEC

 FEC 
 

  FEB
 

  FEC
   FEB  FEC

  FEC
 
 

  FEC
 
 

  
 

 FEC

  FEC
 
 

  FE
 

TRASH

TRASH

TRASH

TRASH

TRASH

 FEB 
 
 

  
FEC

 

TRAINER-TABLE
24" X 72"

TRAINER-TABLE
24" X 72"

  FEB
 

 FEB 
 

4"

  
 FECL

 
  

 FECL
 

  
 FECL

 
  

 FECL
 

  
 FEC

 FEC
  FEC

 
 FEC

 

  FEB
 

CO
PI

ER

RM. 118

DRYER

WASHER

PWR
ASSIST

PWR
ASSIST

K-4325KingstonBowlVitreous China

VITREOUS CHINAC_LAVATORYKINGSTONK-2006

VITREOUS CHINAC_LAVATORYKINGSTONK-2006

VITREOUS CHINAC_LAVATORYKINGSTONK-2006
VITREOUS CHINAC_LAVATORYKINGSTONK-2006

VITREOUS CHINAC_LAVATORYKINGSTONK-2006

D1 D1

FD

IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB

IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB

IW
PD

18AU
B

IW
PD

18AU
B

IW
PD

18AU
B

IW
PD

18AU
B

IW
PD

18AU
B

IW
PD

18AU
B

IW
PD

18AU
B

IW
PD

18AU
B

IW
PD

18AU
B

IW
PD

18
AU

B
IW

PD
18

AU
B

IW
PD

18
AU

B
IW

PD
18

AU
B

IW
PD

18
AU

B
IW

PD
18

AU
B

MR3MR4MR5MR6MR7 MR2 MR1

SCOREBOARD ABOVE

ad
a 

si
nk

si
nk

RA
M

P

7/32" CLEAR LAMINATEDSAFETY GLASS IN A PAINTED CRS TUBE FRAME(MAX 30" OPENING)
1 DOUBLE TUBEVAPOR SEALEDFLO LIGHT

JUNCTION
BOX

10" DUCT
COLLAR

PAINTEDAIRFOIL

2'

3'3'
3'

3'
2'-6"

2'-6"

EXIST. FEB

FD

(E)T-KC

(E)Z

(E)KC-2

(E)KC

(E)LP-H2

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SED PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRST FLOOR PLAN -
OVERALL ELECTRICAL
DEMOLITION 

TDC

BRK

ED11

FIRST FLOOR PLAN - OVERALL ELECTRICAL DEMOLITION1

OVERALL PLAN NOTE:

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA K

AutoCAD SHX Text
AREA J

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AP

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
P

AutoCAD SHX Text
AHU-X

AutoCAD SHX Text
RTU-X

AutoCAD SHX Text
EF-X

AutoCAD SHX Text
EF-X

AutoCAD SHX Text
EF-X

AutoCAD SHX Text
EF-X

AutoCAD SHX Text
EF-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
AX

AutoCAD SHX Text
BX

AutoCAD SHX Text
BX

AutoCAD SHX Text
BX

AutoCAD SHX Text
BX

AutoCAD SHX Text
CX

AutoCAD SHX Text
CX

AutoCAD SHX Text
CX

AutoCAD SHX Text
CX

AutoCAD SHX Text
HX

AutoCAD SHX Text
HX

AutoCAD SHX Text
HX

AutoCAD SHX Text
DX

AutoCAD SHX Text
UV-X

AutoCAD SHX Text
UV-X

AutoCAD SHX Text
UV-X

AutoCAD SHX Text
AHU-X

AutoCAD SHX Text
T

AutoCAD SHX Text
RF-X

AutoCAD SHX Text
HX

AutoCAD SHX Text
EX2

AutoCAD SHX Text
HX

AutoCAD SHX Text
HX

AutoCAD SHX Text
HX

AutoCAD SHX Text
HX

AutoCAD SHX Text
HX

AutoCAD SHX Text
HX

AutoCAD SHX Text
HX

AutoCAD SHX Text
HX

AutoCAD SHX Text
HX

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
MS

AutoCAD SHX Text
MS

AutoCAD SHX Text
EX2

AutoCAD SHX Text
CX

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/32" = 1'-0"

AutoCAD SHX Text
THIS PLAN FOR REFERENCE ONLY. REFERENCE INDIVIDUAL AREA PLANS FOR BIDDING AND INSTALLATION.



CL. RM.
125

CL. RM.
127

CL. RM.
129

CL. RM.
131A

SCIENCE
131B

OFFICE
133A

WORKROOM
133B

EQUIPMENT
133C

LIBRARY
133

PREP RM.
131C

EW CORRIDOR
107

WK RM
132

SCIENCE
130

WK RM
130.01

SCIENCE
128

WK RM
128.01

BOYS
126

GIRLS
124

JAN.

NS CORRIDOR
101

NE EXIT

BREAK ROOM/
CONFERENCE

QUIET ROOM

DN

 
 FE

 

KEY PLAN

KEYED ELECTRICAL DEMOLITION NOTES (THIS SHEET):

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRST FLOOR PLAN -
ELECTRICAL
DEMOLITION - AREA A

TDC

BRK

ED11A

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - ELECTRICAL DEMOLITION - AREA A1

NOTE:

NOTE:

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
EF-X

AutoCAD SHX Text
UV-X

AutoCAD SHX Text
UV-X

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
NO PROJECT DEMOLITION SHALL OCCUR UNTIL COORDINATION WITH ANY/ALL TRADES WITH AFFECTED DEVICES, EQUIPMENT, WIRING, OR OTHER COMPONENTS HAS BEEN COMPLETED. DEMOLITION WORK THAT CAUSES DAMAGE TO COMPONENTS INTENDED TO REMAIN OR BE REMOVED AND REINSTALLED SHALL BE REPAIRED/REPLACED AT CONTRACTORS' EXPENSE. 

AutoCAD SHX Text
WHERE CABLING/CONDUCTORS MUST BE REMOVED AND/OR REROUTED TO ALLOW WORK OF OTHER TRADES, ALL NETWORK, SECURITY SYSTEM, AND FIRE ALARM SYSTEM CABLING SHALL BE DISCONNECTED AND PULLED BACK TO AN ACCESSIBLE POINT AS REQUIRED FOR NEW ROUTING. LINE VOLTAGE AND COAXIAL CABLING MAY BE SPLICED. ALL LINE VOLTAGE CONDUCTOR SPLICES SHALL BE IN JUNCTION BOXES.

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
DISCONNECT POWER TO ROOF MOUNTED EXHAUST FAN FOR REMOVAL BY OTHER TRADES.  REMOVE CONDUCTORS BACK TO MOTOR CONTROLLER LOCATION FOR REPLACEMENT WITH NEW.  REMOVE EXISTING MOTOR CONTROLLER/SWITCH FOR REPLACEMENT WITH NEW MAGNETIC MOTOR CONTROLLER FOR CONNECTION TO TEMPERATURE CONTROL SYSTEM. REMOVE AND REINSTALL ANY EXISTING SUSPENDED OR CEILING DEVICES AND LIGHTING IN THIS AREA TO ALLOW HVAC PIPING WORK AT OR ABOVE CEILINGS.  COORDINATE WITH OTHER TRADES. DISCONNECT POWER TO EQUIPMENT FOR REMOVAL AND REPLACEMENT BY OTHER TRADES.  RECONNECT POWER TO NEW EQUIPMENT.  COORDINATE WITH HVAC CONTRACTORS.

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
WHERE EXISTING SYSTEM DEVICES ARE SHOWN, THEY ARE ONLY SHOWN TO AID CONTRACTOR IN DETERMINING THE SCOPE OF DEMOLITION. INDICATED REMOVAL OF EXISTING DEVICES/ COMPONENTS SHALL INCLUDE REMOVAL OF ASSOCIATED SURFACE BOXES, SURFACE WIREWAY, SURFACE CONDUIT, CABLES/CONDUCTORS, AND ALL ASSOCIATED SUPPORTS THAT ARE NOT RETAINED FOR RECONNECTION/ REINSTALLATION, OR ROUTING OF NEW SYSTEM CABLING OR CONDUCTORS.  

AutoCAD SHX Text
THE ELECTRICAL CONTRACTOR SHALL INCLUDE ALL LABOR AND MATERIALS IN BID PROPOSAL TO PATCH AND PAINT SURFACES TO MATCH EXISTING CONDITIONS, WHERE SURFACE/RECESSED ELECTRICAL EQUIPMENT, DEVICES, BOXES, AND RACEWAY SYSTEMS HAVE BEEN REMOVED. SCRAPE, SAND, OR GRIND SMOOTH EXISTING PAINT RIDGES LEFT FROM DEVICE AND RACEWAY REMOVAL, PRIOR TO APPLICATION OF NEW PAINT. SEE GENERAL DEMOLITION NOTES.

AutoCAD SHX Text
WHERE LIGHTING IS BEING REMOVED FOR REPLACEMENT WITH NEW, ASSOCIATED LIGHTING CONTROL DEVICE(S) SHALL BE REMOVED FOR REPLACEMENT. DEVICES TO COMPLY WITH 2018 I.E.C.C.



OFFICE
133A

WORKROOM
133B

EQUIPMENT
133C

LIBRARY
133

CL. RM.
135

CL. RM.
139

CL. RM.
141CONFERENCE

133D
CONFERENCE

133E

COMPUTER
EQUIP.
133F

STOR.
141.01

EW CORRIDOR
108

CL. RM.
138

CL. RM.
140

WK RM
136

WK RM
132

WK RM
134.01

SCIENCE
(CHEMISTRY)

134

GIRLS
142

BOYS
142.02

JAN.

NS CORRIDOR

DN DN

7/32" CLEAR LAMINATEDSAFETY GLASS IN A PAINTED CRS TUBE FRAME(MAX 30" OPENING)
1 DOUBLE TUBE

VAPOR SEALED
FLO LIGHT

JUNCTION
BOX

10" DUCT
COLLAR

PAINTED
AIRFOIL

2'

3'3'
3'

3'
2'-6"

2'-6"

EXIST. FEB

FD

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRST FLOOR PLAN -
ELECTRICAL
DEMOLITION - AREA B

TDC

BRK

ED11B

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - ELECTRICAL DEMOLITION - AREA B1

KEYED ELECTRICAL DEMOLITION NOTES (THIS SHEET):

NOTE:

NOTE:

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
EF-X

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
NO PROJECT DEMOLITION SHALL OCCUR UNTIL COORDINATION WITH ANY/ALL TRADES WITH AFFECTED DEVICES, EQUIPMENT, WIRING, OR OTHER COMPONENTS HAS BEEN COMPLETED. DEMOLITION WORK THAT CAUSES DAMAGE TO COMPONENTS INTENDED TO REMAIN OR BE REMOVED AND REINSTALLED SHALL BE REPAIRED/REPLACED AT CONTRACTORS' EXPENSE. 

AutoCAD SHX Text
WHERE CABLING/CONDUCTORS MUST BE REMOVED AND/OR REROUTED TO ALLOW WORK OF OTHER TRADES, ALL NETWORK, SECURITY SYSTEM, AND FIRE ALARM SYSTEM CABLING SHALL BE DISCONNECTED AND PULLED BACK TO AN ACCESSIBLE POINT AS REQUIRED FOR NEW ROUTING. LINE VOLTAGE AND COAXIAL CABLING MAY BE SPLICED. ALL LINE VOLTAGE CONDUCTOR SPLICES SHALL BE IN JUNCTION BOXES.

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
DISCONNECT POWER TO ROOF MOUNTED EXHAUST FAN FOR REMOVAL BY OTHER TRADES.  REMOVE CONDUCTORS BACK TO MOTOR CONTROLLER LOCATION FOR REPLACEMENT WITH NEW.  REMOVE EXISTING MOTOR CONTROLLER/SWITCH FOR REPLACEMENT WITH NEW MAGNETIC MOTOR CONTROLLER FOR CONNECTION TO TEMPERATURE CONTROL SYSTEM. REMOVE AND REINSTALL ANY EXISTING SUSPENDED OR CEILING DEVICES AND LIGHTING IN THIS AREA TO ALLOW HVAC PIPING WORK AT OR ABOVE CEILINGS.  COORDINATE WITH OTHER TRADES.

AutoCAD SHX Text
2

AutoCAD SHX Text
WHERE EXISTING SYSTEM DEVICES ARE SHOWN, THEY ARE ONLY SHOWN TO AID CONTRACTOR IN DETERMINING THE SCOPE OF DEMOLITION. INDICATED REMOVAL OF EXISTING DEVICES/ COMPONENTS SHALL INCLUDE REMOVAL OF ASSOCIATED SURFACE BOXES, SURFACE WIREWAY, SURFACE CONDUIT, CABLES/CONDUCTORS, AND ALL ASSOCIATED SUPPORTS THAT ARE NOT RETAINED FOR RECONNECTION/ REINSTALLATION, OR ROUTING OF NEW SYSTEM CABLING OR CONDUCTORS.  

AutoCAD SHX Text
THE ELECTRICAL CONTRACTOR SHALL INCLUDE ALL LABOR AND MATERIALS IN BID PROPOSAL TO PATCH AND PAINT SURFACES TO MATCH EXISTING CONDITIONS, WHERE SURFACE/RECESSED ELECTRICAL EQUIPMENT, DEVICES, BOXES, AND RACEWAY SYSTEMS HAVE BEEN REMOVED. SCRAPE, SAND, OR GRIND SMOOTH EXISTING PAINT RIDGES LEFT FROM DEVICE AND RACEWAY REMOVAL, PRIOR TO APPLICATION OF NEW PAINT. SEE GENERAL DEMOLITION NOTES.

AutoCAD SHX Text
WHERE LIGHTING IS BEING REMOVED FOR REPLACEMENT WITH NEW, ASSOCIATED LIGHTING CONTROL DEVICE(S) SHALL BE REMOVED FOR REPLACEMENT. DEVICES TO COMPLY WITH 2018 I.E.C.C.



CL. RM.
141

STOR.
141.01

STORE
143.02

CL. RM.
140

GIRLS
142

BOYS
142.02

JAN.

NS CORRIDOR
108

SNACK
143.03

CAFETERIA
143

SERVING
AREA

SOILED
DISHES

STOR.

STOR.

FACULTY
DINING

MECH.
EQUIP.

KITCHEN
147

OFF.

COOLER

JAN.

T.

LK. RM.

I.T.
147

JAN. OFF.
149

STAFF TLT.

CL. RM.
1422

SOILED
DISH
1430

CAFETERIA
1429

CAFETERIA
CORR.
1426

GIRLS
RESTROOM

1428

BOYS
RESTROOM

1427

DN

# 1

  FEC
 
 

  FEC
 
 

  
 

 FEC

  FEC
 
 

TRASH

TRASH

TRASH

TRASH

TRASH

 FEB 
 
 

4"

D1

FD

(E)T-KC

(E)Z

(E)KC-2

(E)KC

(E)LP-H2

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE
D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRST FLOOR PLAN -
ELECTRICAL
DEMOLITION - AREA C

TDC

BRK

ED11C

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

KEYED ELECTRICAL DEMOLITION NOTES (THIS SHEET):

FIRST FLOOR PLAN - ELECTRICAL DEMOLITION - AREA C1

NOTE:

NOTE:

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AHU-X

AutoCAD SHX Text
EF-X

AutoCAD SHX Text
AHU-X

AutoCAD SHX Text
T

AutoCAD SHX Text
RF-X

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
MS

AutoCAD SHX Text
MS

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
3

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
5

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
REMOVE EXISTING 277/480V PANEL FOR REPLACEMENT WITH NEW AT SAME LOCATION.  DISCONNECT EXISTING FEEDER INTO PANEL AND EXISTING FEEDER OUT OF PANEL TO EXISTING PANEL 'LP-H1', FOR RECONNECTION TO NEW PANEL. SEE REVISED POWER PLAN FOR ADDITIONAL INFORMATION. DISCONNECT POWER FROM EQUIPMENT FOR REMOVAL BY OTHER TRADES.  REMOVE CONDUCTORS BACK TO SOURCE.  IF CONDUIT IS NOT USED FOR A NEW CIRCUIT, REMOVE ABANDONED CONDUIT BACK TO SOURCE. REMOVE AND REINSTALL ANY EXISTING SUSPENDED OR CEILING DEVICES AND LIGHTING IN THIS AREA, ONLY AS REQUIRED TO ALLOW HVAC PIPING WORK AT, OR ABOVE CEILINGS. COORDINATE WITH OTHER TRADES. REMOVE LIGHTING AND OTHER CEILING ELECTRICAL DEVICES AS REQUIRED FOR STRUCTURAL WORK ABOVE.  REINSTALL LOW-VOLTAGE ELECTRICAL DEVICES AFTER ABOVE CEILING WORK IS COMPLETE.  SEE REVISED ELECTRICAL PLANS FOR NEW LIGHTING. ELECTRICAL ITEMS IN THIS AREA SHOWN ONLY FOR REFERENCE WHERE ABOVE CEILING WORK MAY BE REQUIRED.  NO WORK IS PLANNED FOR THIS AREA. REMOVE EXISTING CEILING FAN AS REQUIRED FOR ABOVE CEILING STRUCTURAL WORK. REINSTALL AFTER WORK IS COMPLETE. COORDINATE WITH OTHER TRADES.

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
NO PROJECT DEMOLITION SHALL OCCUR UNTIL COORDINATION WITH ANY/ALL TRADES WITH AFFECTED DEVICES, EQUIPMENT, WIRING, OR OTHER COMPONENTS HAS BEEN COMPLETED. DEMOLITION WORK THAT CAUSES DAMAGE TO COMPONENTS INTENDED TO REMAIN OR BE REMOVED AND REINSTALLED SHALL BE REPAIRED/REPLACED AT CONTRACTORS' EXPENSE. 

AutoCAD SHX Text
WHERE CABLING/CONDUCTORS MUST BE REMOVED AND/OR REROUTED TO ALLOW WORK OF OTHER TRADES, ALL NETWORK, SECURITY SYSTEM, AND FIRE ALARM SYSTEM CABLING SHALL BE DISCONNECTED AND PULLED BACK TO AN ACCESSIBLE POINT AS REQUIRED FOR NEW ROUTING. LINE VOLTAGE AND COAXIAL CABLING MAY BE SPLICED. ALL LINE VOLTAGE CONDUCTOR SPLICES SHALL BE IN JUNCTION BOXES.

AutoCAD SHX Text
1

AutoCAD SHX Text
WHERE EXISTING SYSTEM DEVICES ARE SHOWN, THEY ARE ONLY SHOWN TO AID CONTRACTOR IN DETERMINING THE SCOPE OF DEMOLITION. INDICATED REMOVAL OF EXISTING DEVICES/ COMPONENTS SHALL INCLUDE REMOVAL OF ASSOCIATED SURFACE BOXES, SURFACE WIREWAY, SURFACE CONDUIT, CABLES/CONDUCTORS, AND ALL ASSOCIATED SUPPORTS THAT ARE NOT RETAINED FOR RECONNECTION/ REINSTALLATION, OR ROUTING OF NEW SYSTEM CABLING OR CONDUCTORS.  

AutoCAD SHX Text
THE ELECTRICAL CONTRACTOR SHALL INCLUDE ALL LABOR AND MATERIALS IN BID PROPOSAL TO PATCH AND PAINT SURFACES TO MATCH EXISTING CONDITIONS, WHERE SURFACE/RECESSED ELECTRICAL EQUIPMENT, DEVICES, BOXES, AND RACEWAY SYSTEMS HAVE BEEN REMOVED. SCRAPE, SAND, OR GRIND SMOOTH EXISTING PAINT RIDGES LEFT FROM DEVICE AND RACEWAY REMOVAL, PRIOR TO APPLICATION OF NEW PAINT. SEE GENERAL DEMOLITION NOTES.

AutoCAD SHX Text
WHERE LIGHTING IS BEING REMOVED FOR REPLACEMENT WITH NEW, ASSOCIATED LIGHTING CONTROL DEVICE(S) SHALL BE REMOVED FOR REPLACEMENT. DEVICES TO COMPLY WITH 2018 I.E.C.C.

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
6



RECEIVING

INCR. STOR.

STOR.

STOR.

BOILER RM.
151

ELEC.
EQUIP.

I.T.
147 STOR.

STOR.
148

JAN. OFF.
149

STAFF TLT.

STUDENT
TLT.

LIFE
SCIENCE LAB

703

CL. RM.
709

COMPUTER
LAB
715

TEAM STOR. IDF

EW CORRIDOR
111

CL. RM.
719

COLLAB
SPACE

EDIT

ACCESS

STOR. CTRL.

STUDIO
729

COMPUTER
LAB
741

OFF.
721

TEAM
723

CL. RM.
740A

HALL
740C

CL. RM.
738

COMPUTER
LAB
740C

COMPUTER
LAB
740B

STOR.

AUTOMATIVE
736

CL. RM.
732

TECH LAB
734

MATERIAL
SCIENCES

730

OFF.STOR. TEAM

WELDING
1030

DN

# 1 # 2

DN

ad
a 

si
nk

si
nk

(E)LP-H2

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRST FLOOR PLAN -
ELECTRICAL
DEMOLITION - AREA D

TDC

BRK

ED11D

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

KEYED ELECTRICAL DEMOLITION NOTES (THIS SHEET):

FIRST FLOOR PLAN - ELECTRICAL DEMOLITION - AREA D1

NOTE:

NOTE:

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
RTU-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
FPV-X

AutoCAD SHX Text
MS

AutoCAD SHX Text
MS

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
DISCONNECT POWER FROM RTU FOR REMOVAL BY OTHER TRADES.  REMOVE CONDUCTORS BACK TO SOURCE.  IF CONDUIT CAN NOT BE USED FOR NEW RTU CIRCUIT, REMOVE ABANDONED CONDUIT BACK TO SOURCE. DISCONNECT POWER FROM FAN-POWERED VAV BOX FOR REMOVAL BY OTHER TRADES.  REMOVE CONDUIT AND CONDUCTORS BACK TO SOURCE. REMOVE AND REINSTALL ANY EXISTING SUSPENDED OR CEILING DEVICES AND LIGHTING IN THIS AREA, ONLY AS REQUIRED TO ALLOW HVAC PIPING WORK AT OR ABOVE CEILINGS.  COORDINATE WITH OTHER TRADES.

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
NO PROJECT DEMOLITION SHALL OCCUR UNTIL COORDINATION WITH ANY/ALL TRADES WITH AFFECTED DEVICES, EQUIPMENT, WIRING, OR OTHER COMPONENTS HAS BEEN COMPLETED. DEMOLITION WORK THAT CAUSES DAMAGE TO COMPONENTS INTENDED TO REMAIN OR BE REMOVED AND REINSTALLED SHALL BE REPAIRED/REPLACED AT CONTRACTORS' EXPENSE. 

AutoCAD SHX Text
WHERE CABLING/CONDUCTORS MUST BE REMOVED AND/OR REROUTED TO ALLOW WORK OF OTHER TRADES, ALL NETWORK, SECURITY SYSTEM, AND FIRE ALARM SYSTEM CABLING SHALL BE DISCONNECTED AND PULLED BACK TO AN ACCESSIBLE POINT AS REQUIRED FOR NEW ROUTING. LINE VOLTAGE AND COAXIAL CABLING MAY BE SPLICED. ALL LINE VOLTAGE CONDUCTOR SPLICES SHALL BE IN JUNCTION BOXES.

AutoCAD SHX Text
WHERE EXISTING SYSTEM DEVICES ARE SHOWN, THEY ARE ONLY SHOWN TO AID CONTRACTOR IN DETERMINING THE SCOPE OF DEMOLITION. INDICATED REMOVAL OF EXISTING DEVICES/ COMPONENTS SHALL INCLUDE REMOVAL OF ASSOCIATED SURFACE BOXES, SURFACE WIREWAY, SURFACE CONDUIT, CABLES/CONDUCTORS, AND ALL ASSOCIATED SUPPORTS THAT ARE NOT RETAINED FOR RECONNECTION/ REINSTALLATION, OR ROUTING OF NEW SYSTEM CABLING OR CONDUCTORS.  

AutoCAD SHX Text
THE ELECTRICAL CONTRACTOR SHALL INCLUDE ALL LABOR AND MATERIALS IN BID PROPOSAL TO PATCH AND PAINT SURFACES TO MATCH EXISTING CONDITIONS, WHERE SURFACE/RECESSED ELECTRICAL EQUIPMENT, DEVICES, BOXES, AND RACEWAY SYSTEMS HAVE BEEN REMOVED. SCRAPE, SAND, OR GRIND SMOOTH EXISTING PAINT RIDGES LEFT FROM DEVICE AND RACEWAY REMOVAL, PRIOR TO APPLICATION OF NEW PAINT. SEE GENERAL DEMOLITION NOTES.

AutoCAD SHX Text
WHERE LIGHTING IS BEING REMOVED FOR REPLACEMENT WITH NEW, ASSOCIATED LIGHTING CONTROL DEVICE(S) SHALL BE REMOVED FOR REPLACEMENT. DEVICES TO COMPLY WITH 2018 I.E.C.C.

AutoCAD SHX Text
3



COURT

NS CORRIDOR
101

SCIENCE
118

WK RM

SCIENCE
116

STOR.
PRINCIPAL

MEN

WOMEN

HALL
100D

WK RM
100

100C

SOCIAL
WORK

1168B

SOCIAL
WORK

100A

SOCIAL
WORK

SCIENCE
108STOR.

108.01

EW CORRIDOR
102

MAIN OFF.

MAILVAULTCOPY

CONFERENCE

MAIN OFF.
RECEPTION

FINANCEKATIESASPOLICEFRESHMENFRESHMENHS
COUNSELOR

HS AP

WK RMCONFERENCE

HS
RECEPTION

WK RM
110.01

GREENHOUSE

SCIENCE
110

COT
TREAT.

NURSE

T.

NS CORRIDOR
102

JAN.

ELEV.

JAN.

I.T.
EQUIP.

BOYS
114

GIRLS
112

ELEV.
ROOM

UP

RM. 118

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRST FLOOR PLAN -
ELECTRICAL
DEMOLITION - AREA E

TDC

BRK

ED11E

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

KEYED ELECTRICAL DEMOLITION NOTES (THIS SHEET):

FIRST FLOOR PLAN - ELECTRICAL DEMOLITION - AREA E1

NOTE:

NOTE:

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
REMOVE AND REINSTALL ANY EXISTING SUSPENDED OR CEILING MOUNTED DEVICES AND LIGHTING IN THIS AREA TO ALLOW HVAC PIPING WORK AT OR ABOVE CEILINGS.  COORDINATE WITH OTHER TRADES.

AutoCAD SHX Text
1

AutoCAD SHX Text
NO PROJECT DEMOLITION SHALL OCCUR UNTIL COORDINATION WITH ANY/ALL TRADES WITH AFFECTED DEVICES, EQUIPMENT, WIRING, OR OTHER COMPONENTS HAS BEEN COMPLETED. DEMOLITION WORK THAT CAUSES DAMAGE TO COMPONENTS INTENDED TO REMAIN OR BE REMOVED AND REINSTALLED SHALL BE REPAIRED/REPLACED AT CONTRACTORS' EXPENSE. 

AutoCAD SHX Text
WHERE CABLING/CONDUCTORS MUST BE REMOVED AND/OR REROUTED TO ALLOW WORK OF OTHER TRADES, ALL NETWORK, SECURITY SYSTEM, AND FIRE ALARM SYSTEM CABLING SHALL BE DISCONNECTED AND PULLED BACK TO AN ACCESSIBLE POINT AS REQUIRED FOR NEW ROUTING. LINE VOLTAGE AND COAXIAL CABLING MAY BE SPLICED. ALL LINE VOLTAGE CONDUCTOR SPLICES SHALL BE IN JUNCTION BOXES.

AutoCAD SHX Text
WHERE EXISTING SYSTEM DEVICES ARE SHOWN, THEY ARE ONLY SHOWN TO AID CONTRACTOR IN DETERMINING THE SCOPE OF DEMOLITION. INDICATED REMOVAL OF EXISTING DEVICES/ COMPONENTS SHALL INCLUDE REMOVAL OF ASSOCIATED SURFACE BOXES, SURFACE WIREWAY, SURFACE CONDUIT, CABLES/CONDUCTORS, AND ALL ASSOCIATED SUPPORTS THAT ARE NOT RETAINED FOR RECONNECTION/ REINSTALLATION, OR ROUTING OF NEW SYSTEM CABLING OR CONDUCTORS.  

AutoCAD SHX Text
THE ELECTRICAL CONTRACTOR SHALL INCLUDE ALL LABOR AND MATERIALS IN BID PROPOSAL TO PATCH AND PAINT SURFACES TO MATCH EXISTING CONDITIONS, WHERE SURFACE/RECESSED ELECTRICAL EQUIPMENT, DEVICES, BOXES, AND RACEWAY SYSTEMS HAVE BEEN REMOVED. SCRAPE, SAND, OR GRIND SMOOTH EXISTING PAINT RIDGES LEFT FROM DEVICE AND RACEWAY REMOVAL, PRIOR TO APPLICATION OF NEW PAINT. SEE GENERAL DEMOLITION NOTES.

AutoCAD SHX Text
WHERE LIGHTING IS BEING REMOVED FOR REPLACEMENT WITH NEW, ASSOCIATED LIGHTING CONTROL DEVICE(S) SHALL BE REMOVED FOR REPLACEMENT. DEVICES TO COMPLY WITH 2018 I.E.C.C.



COURT

NS CORRIDOR
103 DANCE

STUDIO

VESTIBULE

STOR.

NS CORRIDOR
107

CL. RM.
166

CL. RM.
168

CL. RM.
165

CL. RM.
167

WORK RM.
169

EW CORRIDOR
104

COMPUTER
RM.
171

CL. RM.
173

RM.
175

EQUIP.

EMITT
RECEPTION

170

EMITT
COUNS
170A

EMITT AP
170B

CONFERENCE
170C

BAMIT AP
172A

BAMIT
COUNS

172B

BAMIT
RECEPTION

172

ACADEMY
COACH
172C

ATTENDANCE
172D

CORR.
172FSPARE

172E

ENTRY

STOR.

MEN

WOMEN

NS CORRIDOR

UP

DN

UP

T T

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

L IC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRST FLOOR PLAN -
ELECTRICAL
DEMOLITION - AREA F

TDC

BRK

ED11F

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

KEYED ELECTRICAL DEMOLITION NOTES (THIS SHEET):

FIRST FLOOR PLAN - ELECTRICAL DEMOLITION - AREA F1

NOTE:

NOTE:

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
REMOVE AND REINSTALL ANY EXISTING SUSPENDED OR CEILING DEVICES AND LIGHTING IN THIS AREA TO ALLOW HVAC PIPING WORK AT OR ABOVE CEILINGS.  COORDINATE WITH OTHER TRADES.

AutoCAD SHX Text
1

AutoCAD SHX Text
NO PROJECT DEMOLITION SHALL OCCUR UNTIL COORDINATION WITH ANY/ALL TRADES WITH AFFECTED DEVICES, EQUIPMENT, WIRING, OR OTHER COMPONENTS HAS BEEN COMPLETED. DEMOLITION WORK THAT CAUSES DAMAGE TO COMPONENTS INTENDED TO REMAIN OR BE REMOVED AND REINSTALLED SHALL BE REPAIRED/REPLACED AT CONTRACTORS' EXPENSE. 

AutoCAD SHX Text
WHERE CABLING/CONDUCTORS MUST BE REMOVED AND/OR REROUTED TO ALLOW WORK OF OTHER TRADES, ALL NETWORK, SECURITY SYSTEM, AND FIRE ALARM SYSTEM CABLING SHALL BE DISCONNECTED AND PULLED BACK TO AN ACCESSIBLE POINT AS REQUIRED FOR NEW ROUTING. LINE VOLTAGE AND COAXIAL CABLING MAY BE SPLICED. ALL LINE VOLTAGE CONDUCTOR SPLICES SHALL BE IN JUNCTION BOXES.

AutoCAD SHX Text
WHERE EXISTING SYSTEM DEVICES ARE SHOWN, THEY ARE ONLY SHOWN TO AID CONTRACTOR IN DETERMINING THE SCOPE OF DEMOLITION. INDICATED REMOVAL OF EXISTING DEVICES/ COMPONENTS SHALL INCLUDE REMOVAL OF ASSOCIATED SURFACE BOXES, SURFACE WIREWAY, SURFACE CONDUIT, CABLES/CONDUCTORS, AND ALL ASSOCIATED SUPPORTS THAT ARE NOT RETAINED FOR RECONNECTION/ REINSTALLATION, OR ROUTING OF NEW SYSTEM CABLING OR CONDUCTORS.  

AutoCAD SHX Text
THE ELECTRICAL CONTRACTOR SHALL INCLUDE ALL LABOR AND MATERIALS IN BID PROPOSAL TO PATCH AND PAINT SURFACES TO MATCH EXISTING CONDITIONS, WHERE SURFACE/RECESSED ELECTRICAL EQUIPMENT, DEVICES, BOXES, AND RACEWAY SYSTEMS HAVE BEEN REMOVED. SCRAPE, SAND, OR GRIND SMOOTH EXISTING PAINT RIDGES LEFT FROM DEVICE AND RACEWAY REMOVAL, PRIOR TO APPLICATION OF NEW PAINT. SEE GENERAL DEMOLITION NOTES.

AutoCAD SHX Text
WHERE LIGHTING IS BEING REMOVED FOR REPLACEMENT WITH NEW, ASSOCIATED LIGHTING CONTROL DEVICE(S) SHALL BE REMOVED FOR REPLACEMENT. DEVICES TO COMPLY WITH 2018 I.E.C.C.



COURT

DANCE
STUDIO

STOR. STOR.

ART RM.
154

ART RM.
156

COVERED
STOR.
AREA

NS CORRIDOR
108

ART RM.
155

GIRLS

RECEIVING
153

INCR. STOR.

KILN
155.01

STOR.
155.02

STAGE/PROP
157

STOR.
157.01

SPRAY

PRAC PRAC

STOR.
158

PLANNING
158

STOR. KIT.

HOME MGT.
160

OFF.DK. RM.

CL. RM.
162

CL. RM.
164

STOR.

NS CORRIDOR
107

NS CORRIDOR

UP

DN

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE
D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRST FLOOR PLAN -
ELECTRICAL
DEMOLITION - AREA G

TDC

BRK

ED11G

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

KEYED ELECTRICAL DEMOLITION NOTES (THIS SHEET):

FIRST FLOOR PLAN - ELECTRICAL DEMOLITION - AREA G1

NOTE:

NOTE:

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
UV-X

AutoCAD SHX Text
1

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
1

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
DISCONNECT POWER FROM EQUIPMENT FOR REMOVAL BY OTHER TRADES.  REMOVE CONDUCTORS BACK TO SOURCE.  IF CONDUIT IS NOT USED FOR A NEW CIRCUIT, REMOVE ABANDONED CONDUIT BACK TO SOURCE.

AutoCAD SHX Text
1

AutoCAD SHX Text
NO PROJECT DEMOLITION SHALL OCCUR UNTIL COORDINATION WITH ANY/ALL TRADES WITH AFFECTED DEVICES, EQUIPMENT, WIRING, OR OTHER COMPONENTS HAS BEEN COMPLETED. DEMOLITION WORK THAT CAUSES DAMAGE TO COMPONENTS INTENDED TO REMAIN OR BE REMOVED AND REINSTALLED SHALL BE REPAIRED/REPLACED AT CONTRACTORS' EXPENSE. 

AutoCAD SHX Text
WHERE CABLING/CONDUCTORS MUST BE REMOVED AND/OR REROUTED TO ALLOW WORK OF OTHER TRADES, ALL NETWORK, SECURITY SYSTEM, AND FIRE ALARM SYSTEM CABLING SHALL BE DISCONNECTED AND PULLED BACK TO AN ACCESSIBLE POINT AS REQUIRED FOR NEW ROUTING. LINE VOLTAGE AND COAXIAL CABLING MAY BE SPLICED. ALL LINE VOLTAGE CONDUCTOR SPLICES SHALL BE IN JUNCTION BOXES.

AutoCAD SHX Text
WHERE EXISTING SYSTEM DEVICES ARE SHOWN, THEY ARE ONLY SHOWN TO AID CONTRACTOR IN DETERMINING THE SCOPE OF DEMOLITION. INDICATED REMOVAL OF EXISTING DEVICES/ COMPONENTS SHALL INCLUDE REMOVAL OF ASSOCIATED SURFACE BOXES, SURFACE WIREWAY, SURFACE CONDUIT, CABLES/CONDUCTORS, AND ALL ASSOCIATED SUPPORTS THAT ARE NOT RETAINED FOR RECONNECTION/ REINSTALLATION, OR ROUTING OF NEW SYSTEM CABLING OR CONDUCTORS.  

AutoCAD SHX Text
THE ELECTRICAL CONTRACTOR SHALL INCLUDE ALL LABOR AND MATERIALS IN BID PROPOSAL TO PATCH AND PAINT SURFACES TO MATCH EXISTING CONDITIONS, WHERE SURFACE/RECESSED ELECTRICAL EQUIPMENT, DEVICES, BOXES, AND RACEWAY SYSTEMS HAVE BEEN REMOVED. SCRAPE, SAND, OR GRIND SMOOTH EXISTING PAINT RIDGES LEFT FROM DEVICE AND RACEWAY REMOVAL, PRIOR TO APPLICATION OF NEW PAINT. SEE GENERAL DEMOLITION NOTES.

AutoCAD SHX Text
WHERE LIGHTING IS BEING REMOVED FOR REPLACEMENT WITH NEW, ASSOCIATED LIGHTING CONTROL DEVICE(S) SHALL BE REMOVED FOR REPLACEMENT. DEVICES TO COMPLY WITH 2018 I.E.C.C.



STOR.
157.01

STOR.
161.4

HALL

HALL

PRAC
161.02

PRAC
161.03

OFF.
161.01

CHORAL RM
161

STOR.
163.1

STOR.
163.02

OFF.
163.04

HALL
163.03

UNIFORMS
163.05BAND ROOM

163

NS CORRIDOR
110

STOR.
159.8

BOYS
DRESSING

159.7

JAN.

GIRLS
DRESSING

159.3

NS CORRIDOR
109

STOR.
159.2

STAGE
159.1

EW CORRIDOR
106

SPECIAL
NEEDS

LAUNDRY
160A

PLANNING
158

STOR. KIT.

AUDITORIUM
159

BOOTH
159.9

FOYER

VESTIBULE

BOYS
160.1

GIRLS
160.3

RM
162A

TICK

OFF.DK. RM.

UP

DN

UP

DN

UP

UP

UP

DRYER

WASHER

PWR
ASSIST

PWR
ASSIST

K-4325KingstonBowlVitreous China

VITREOUS CHINAC_LAVATORYKINGSTONK-2006
VITREOUS CHINAC_LAVATORYKINGSTONK-2006

VITREOUS CHINAC_LAVATORYKINGSTONK-2006
VITREOUS CHINAC_LAVATORYKINGSTONK-2006

VITREOUS CHINAC_LAVATORYKINGSTONK-2006

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SED PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRST FLOOR PLAN -
ELECTRICAL
DEMOLITION - AREA H

TDC

BRK

ED11H

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

KEYED ELECTRICAL DEMOLITION NOTES (THIS SHEET):

FIRST FLOOR PLAN - ELECTRICAL DEMOLITION - AREA H1

NOTE:

NOTE:

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
EF-X

AutoCAD SHX Text
1

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
DISCONNECT POWER TO ROOF MOUNTED EXHAUST FAN FOR REMOVAL BY OTHER TRADES.  REMOVE CONDUCTORS BACK TO MOTOR CONTROLLER LOCATION FOR REPLACEMENT WITH NEW.  REMOVE EXISTING MOTOR CONTROLLER/SWITCH FOR REPLACEMENT WITH NEW MAGNETIC MOTOR CONTROLLER FOR CONNECTION TO TEMPERATURE CONTROL SYSTEM.

AutoCAD SHX Text
1

AutoCAD SHX Text
NO PROJECT DEMOLITION SHALL OCCUR UNTIL COORDINATION WITH ANY/ALL TRADES WITH AFFECTED DEVICES, EQUIPMENT, WIRING, OR OTHER COMPONENTS HAS BEEN COMPLETED. DEMOLITION WORK THAT CAUSES DAMAGE TO COMPONENTS INTENDED TO REMAIN OR BE REMOVED AND REINSTALLED SHALL BE REPAIRED/REPLACED AT CONTRACTORS' EXPENSE. 

AutoCAD SHX Text
WHERE CABLING/CONDUCTORS MUST BE REMOVED AND/OR REROUTED TO ALLOW WORK OF OTHER TRADES, ALL NETWORK, SECURITY SYSTEM, AND FIRE ALARM SYSTEM CABLING SHALL BE DISCONNECTED AND PULLED BACK TO AN ACCESSIBLE POINT AS REQUIRED FOR NEW ROUTING. LINE VOLTAGE AND COAXIAL CABLING MAY BE SPLICED. ALL LINE VOLTAGE CONDUCTOR SPLICES SHALL BE IN JUNCTION BOXES.

AutoCAD SHX Text
WHERE EXISTING SYSTEM DEVICES ARE SHOWN, THEY ARE ONLY SHOWN TO AID CONTRACTOR IN DETERMINING THE SCOPE OF DEMOLITION. INDICATED REMOVAL OF EXISTING DEVICES/ COMPONENTS SHALL INCLUDE REMOVAL OF ASSOCIATED SURFACE BOXES, SURFACE WIREWAY, SURFACE CONDUIT, CABLES/CONDUCTORS, AND ALL ASSOCIATED SUPPORTS THAT ARE NOT RETAINED FOR RECONNECTION/ REINSTALLATION, OR ROUTING OF NEW SYSTEM CABLING OR CONDUCTORS.  

AutoCAD SHX Text
THE ELECTRICAL CONTRACTOR SHALL INCLUDE ALL LABOR AND MATERIALS IN BID PROPOSAL TO PATCH AND PAINT SURFACES TO MATCH EXISTING CONDITIONS, WHERE SURFACE/RECESSED ELECTRICAL EQUIPMENT, DEVICES, BOXES, AND RACEWAY SYSTEMS HAVE BEEN REMOVED. SCRAPE, SAND, OR GRIND SMOOTH EXISTING PAINT RIDGES LEFT FROM DEVICE AND RACEWAY REMOVAL, PRIOR TO APPLICATION OF NEW PAINT. SEE GENERAL DEMOLITION NOTES.

AutoCAD SHX Text
WHERE LIGHTING IS BEING REMOVED FOR REPLACEMENT WITH NEW, ASSOCIATED LIGHTING CONTROL DEVICE(S) SHALL BE REMOVED FOR REPLACEMENT. DEVICES TO COMPLY WITH 2018 I.E.C.C.



NS CORRIDOR
101

GIRL'S
LOCKER ROOM

GIRLS

JAN.

POOL

EW CORRIDOR
111VESTIBULE

BOY'S LOCKER
ROOM

VISITOR'S
LOCKER ROOM

RM.
119

STOR.
POOL ELEC.

EQUIP.

OFF.

BOYS

EQUIP.

STOR.

STOR.

STOR.

STOR.

TEAM LOCKER
ROOM

STOR.

SHOWERS

JAN.

STOR. STOR.

STOR.

DRY.

SHOWER
1249

1249

NE EXIT
STAIR

121

BREAK ROOM/
CONFERENCE

UTILITY
118

TOILET
116

EXAM LAB
114

113

EXAM
ROOM

112

EXAM
ROOM

111

PROCEDURE
ROOM

CORRIDOR
110

109

EXAM
ROOM 108

NURSE
STATION OFF.

115

TOILET
103 STOR.

105

CORR.
104

WAITING
101

VESTIBULE
100

RECEPTION
106

107

WORK
AREA

124

DENTAL
WORK AREA

125

STERL.
LAB

CORR.
120

117

CLEAN
UTILITY

119

SOILED
UTILITY

STOR.
128

EYE
127 EYE

130

CORR.
102

VESTIBULE
131

DENTAL
122

DENTAL
123

126

DENTAL
QUIET ROOM

DN

DN

DN

UP

DN

DN

DN

CO
PI

ER

KEY PLAN

KEYED ELECTRICAL DEMOLITION NOTES (THIS SHEET):

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SED PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRST FLOOR PLAN -
ELECTRICAL
DEMOLITION - AREA I

TDC

BRK

ED11I

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - ELECTRICAL DEMOLITION - AREA I1

NOTE:

NOTE:

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
AREA K

AutoCAD SHX Text
AREA J

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
EF-X

AutoCAD SHX Text
EF-X

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
NO PROJECT DEMOLITION SHALL OCCUR UNTIL COORDINATION WITH ANY/ALL TRADES WITH AFFECTED DEVICES, EQUIPMENT, WIRING, OR OTHER COMPONENTS HAS BEEN COMPLETED. DEMOLITION WORK THAT CAUSES DAMAGE TO COMPONENTS INTENDED TO REMAIN OR BE REMOVED AND REINSTALLED SHALL BE REPAIRED/REPLACED AT CONTRACTORS' EXPENSE. 

AutoCAD SHX Text
WHERE CABLING/CONDUCTORS MUST BE REMOVED AND/OR REROUTED TO ALLOW WORK OF OTHER TRADES, ALL NETWORK, SECURITY SYSTEM, AND FIRE ALARM SYSTEM CABLING SHALL BE DISCONNECTED AND PULLED BACK TO AN ACCESSIBLE POINT AS REQUIRED FOR NEW ROUTING. LINE VOLTAGE AND COAXIAL CABLING MAY BE SPLICED. ALL LINE VOLTAGE CONDUCTOR SPLICES SHALL BE IN JUNCTION BOXES.

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
DISCONNECT POWER TO ROOF MOUNTED EXHAUST FAN FOR REMOVAL BY OTHER TRADES.  REMOVE CONDUCTORS BACK TO MOTOR CONTROLLER LOCATION FOR REPLACEMENT WITH NEW.  REMOVE EXISTING MOTOR CONTROLLER/SWITCH FOR REPLACEMENT WITH NEW MAGNETIC MOTOR CONTROLLER FOR CONNECTION TO TEMPERATURE CONTROL SYSTEM.

AutoCAD SHX Text
WHERE EXISTING SYSTEM DEVICES ARE SHOWN, THEY ARE ONLY SHOWN TO AID CONTRACTOR IN DETERMINING THE SCOPE OF DEMOLITION. INDICATED REMOVAL OF EXISTING DEVICES/ COMPONENTS SHALL INCLUDE REMOVAL OF ASSOCIATED SURFACE BOXES, SURFACE WIREWAY, SURFACE CONDUIT, CABLES/CONDUCTORS, AND ALL ASSOCIATED SUPPORTS THAT ARE NOT RETAINED FOR RECONNECTION/ REINSTALLATION, OR ROUTING OF NEW SYSTEM CABLING OR CONDUCTORS.  

AutoCAD SHX Text
THE ELECTRICAL CONTRACTOR SHALL INCLUDE ALL LABOR AND MATERIALS IN BID PROPOSAL TO PATCH AND PAINT SURFACES TO MATCH EXISTING CONDITIONS, WHERE SURFACE/RECESSED ELECTRICAL EQUIPMENT, DEVICES, BOXES, AND RACEWAY SYSTEMS HAVE BEEN REMOVED. SCRAPE, SAND, OR GRIND SMOOTH EXISTING PAINT RIDGES LEFT FROM DEVICE AND RACEWAY REMOVAL, PRIOR TO APPLICATION OF NEW PAINT. SEE GENERAL DEMOLITION NOTES.

AutoCAD SHX Text
WHERE LIGHTING IS BEING REMOVED FOR REPLACEMENT WITH NEW, ASSOCIATED LIGHTING CONTROL DEVICE(S) SHALL BE REMOVED FOR REPLACEMENT. DEVICES TO COMPLY WITH 2018 I.E.C.C.



UPPER POOL
---

ROOF

FAN ROOM
---

RADIO
---

 PART OF
UPPER

GYMNASIUM
---

---
---

ROOF ROOF

CL. RM.
298

CL. RM.
296

CL. RM.
294A

CL. RM.
294B

CL. RM.
294C OFFICE

---

STOR.
---

ROOF

CORRIDOR
---

CL. RM.
286

CL. RM.
284

CL. RM.
282

CL. RM.
280

CL. RM.
278

CL. RM.
276

ROOF

ROOF

ROOF

ROOF

FAN ROOM
---

 PART OF
UPPER

AUDITORIUM
---

 PART OF
UPPER STAGE

---

FAN ROOM
---

STOR.
---

BOYS
---

GIRLS
---

CL. RM.
277

CL. RM.
279

CL. RM.
281

CL. RM.
283

ROOFROOFROOF

CL. RM.
287

OFFICE
285

T.V.
---

---
---

---
---

---
---

---
---

---
---

---
---

---
---

CL. RM.
295

CL. RM.
297

CL. RM.
299

GIRLS
---

BOYS
---

ELEV.
---

STOR.
---

OFFICE
---

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

L IC
EN

SE
D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

SECOND FLOOR
PLAN - OVERALL
ELECTRICAL 
DEMOLITON 

TDC

BRK

ED12

SECOND FLOOR PLAN - OVERALL  ELECTRICAL DEMOLITION 1

OVERALL PLAN NOTE:

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
EF-X

AutoCAD SHX Text
EF-X

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
THIS PLAN FOR REFERENCE ONLY. REFERENCE INDIVIDUAL AREA PLANS FOR BIDDING AND INSTALLATION.



CL. RM.
298

CL. RM.
296

CL. RM.
294A

CL. RM.
294B

CL. RM.
294C OFFICE

---

STOR.
---

CORRIDOR
---

ROOF

CL. RM.
287

---
---

---
---

---
---

---
---

---
---

---
---

---
---

CL. RM.
295

CL. RM.
297

CL. RM.
299

GIRLS
---

BOYS
---

ELEV.
---

STOR.
---

OFFICE
---

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

L IC
EN

SE
D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

SECOND FLOOR
PLAN - ELECTRICAL
DEMOLITION - AREA B

TDC

BRK

ED12E

KEYED ELECTRICAL DEMOLITION NOTES (THIS SHEET):

SECOND FLOOR PLAN - ELECTRICAL DEMOLITION - AREA E1

NOTE:

NOTE:

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
DN

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
EF-X

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
H

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
REMOVE AND REINSTALL ANY EXISTING SUSPENED OR CEILING ELECTRICAL DEVICES AND LIGHTING AS REQUIRED FOR HVAC CONTRACTOR ACCESS FOR AT OR ABOVE CEILING WORK.  COORDINATE WITH GENERAL AND HVAC CONTRACTORS. DISCONNECT POWER TO ROOF MOUNTED EXHAUST FAN FOR REMOVAL BY OTHER TRADES.  REMOVE CONDUCTORS BACK TO MOTOR CONTROLLER LOCATION FOR REPLACEMENT WITH NEW.  REMOVE EXISTING MOTOR CONTROLLER/SWITCH FOR REPLACEMENT WITH NEW MAGNETIC MOTOR CONTROLLER FOR CONNECTION TO TEMPERATURE CONTROL SYSTEM.

AutoCAD SHX Text
1

AutoCAD SHX Text
NO PROJECT DEMOLITION SHALL OCCUR UNTIL COORDINATION WITH ANY/ALL TRADES WITH AFFECTED DEVICES, EQUIPMENT, WIRING, OR OTHER COMPONENTS HAS BEEN COMPLETED. DEMOLITION WORK THAT CAUSES DAMAGE TO COMPONENTS INTENDED TO REMAIN OR BE REMOVED AND REINSTALLED SHALL BE REPAIRED/REPLACED AT CONTRACTORS' EXPENSE. 

AutoCAD SHX Text
WHERE CABLING/CONDUCTORS MUST BE REMOVED AND/OR REROUTED TO ALLOW WORK OF OTHER TRADES, ALL NETWORK, SECURITY SYSTEM, AND FIRE ALARM SYSTEM CABLING SHALL BE DISCONNECTED AND PULLED BACK TO AN ACCESSIBLE POINT AS REQUIRED FOR NEW ROUTING. LINE VOLTAGE AND COAXIAL CABLING MAY BE SPLICED. ALL LINE VOLTAGE CONDUCTOR SPLICES SHALL BE IN JUNCTION BOXES.

AutoCAD SHX Text
WHERE EXISTING SYSTEM DEVICES ARE SHOWN, THEY ARE ONLY SHOWN TO AID CONTRACTOR IN DETERMINING THE SCOPE OF DEMOLITION. INDICATED REMOVAL OF EXISTING DEVICES/ COMPONENTS SHALL INCLUDE REMOVAL OF ASSOCIATED SURFACE BOXES, SURFACE WIREWAY, SURFACE CONDUIT, CABLES/CONDUCTORS, AND ALL ASSOCIATED SUPPORTS THAT ARE NOT RETAINED FOR RECONNECTION/ REINSTALLATION, OR ROUTING OF NEW SYSTEM CABLING OR CONDUCTORS.  

AutoCAD SHX Text
THE ELECTRICAL CONTRACTOR SHALL INCLUDE ALL LABOR AND MATERIALS IN BID PROPOSAL TO PATCH AND PAINT SURFACES TO MATCH EXISTING CONDITIONS, WHERE SURFACE/RECESSED ELECTRICAL EQUIPMENT, DEVICES, BOXES, AND RACEWAY SYSTEMS HAVE BEEN REMOVED. GRIND SMOOTH EXISTING PAINT RIDGES LEFT FROM DEVICE AND RACEWAY REMOVAL, PRIOR TO APPLICATION OF NEW PAINT. SEE GENERAL DEMOLITION NOTES.

AutoCAD SHX Text
WHERE LIGHTING IS BEING REMOVED FOR REPLACEMENT WITH NEW, ASSOCIATED LIGHTING CONTROL DEVICE(S) SHALL BE REMOVED FOR REPLACEMENT. DEVICES TO COMPLY WITH 2018 I.E.C.C.

AutoCAD SHX Text
2



STOR.
---

ROOF

CL. RM.
286

CL. RM.
284

CL. RM.
282

CL. RM.
280

CL. RM.
278

CL. RM.
276

STOR.
---

BOYS
---

GIRLS
---

CL. RM.
277

CL. RM.
279

CL. RM.
281

CL. RM.
283

ROOFROOF

CL. RM.
287

OFFICE
285

STOR.
---

ROOF

CL. RM.
286

CL. RM.
284

CL. RM.
282

CL. RM.
280

CL. RM.
278

CL. RM.
276

STOR.
---

BOYS
---

GIRLS
---

CL. RM.
277

CL. RM.
279

CL. RM.
281

CL. RM.
283

ROOFROOF

CL. RM.
287

OFFICE
285

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SED PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

SECOND FLOOR
PLAN - ELECTRICAL
DEMOLITION - AREA C

TDC

BRK

ED12F

KEYED ELECTRICAL DEMOLITION NOTES (THIS SHEET):

SECOND FLOOR PLAN - ELECTRICAL DEMOLITION - AREA F1

NOTE:

NOTE:

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
EF-X

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
H

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
NO PROJECT DEMOLITION SHALL OCCUR UNTIL COORDINATION WITH ANY/ALL TRADES WITH AFFECTED DEVICES, EQUIPMENT, WIRING, OR OTHER COMPONENTS HAS BEEN COMPLETED. DEMOLITION WORK THAT CAUSES DAMAGE TO COMPONENTS INTENDED TO REMAIN OR BE REMOVED AND REINSTALLED SHALL BE REPAIRED/REPLACED AT CONTRACTORS' EXPENSE. 

AutoCAD SHX Text
WHERE CABLING/CONDUCTORS MUST BE REMOVED AND/OR REROUTED TO ALLOW WORK OF OTHER TRADES, ALL NETWORK, SECURITY SYSTEM, AND FIRE ALARM SYSTEM CABLING SHALL BE DISCONNECTED AND PULLED BACK TO AN ACCESSIBLE POINT AS REQUIRED FOR NEW ROUTING. LINE VOLTAGE AND COAXIAL CABLING MAY BE SPLICED. ALL LINE VOLTAGE CONDUCTOR SPLICES SHALL BE IN JUNCTION BOXES.

AutoCAD SHX Text
WHERE EXISTING SYSTEM DEVICES ARE SHOWN, THEY ARE ONLY SHOWN TO AID CONTRACTOR IN DETERMINING THE SCOPE OF DEMOLITION. INDICATED REMOVAL OF EXISTING DEVICES/ COMPONENTS SHALL INCLUDE REMOVAL OF ASSOCIATED SURFACE BOXES, SURFACE WIREWAY, SURFACE CONDUIT, CABLES/CONDUCTORS, AND ALL ASSOCIATED SUPPORTS THAT ARE NOT RETAINED FOR RECONNECTION/ REINSTALLATION, OR ROUTING OF NEW SYSTEM CABLING OR CONDUCTORS.  

AutoCAD SHX Text
THE ELECTRICAL CONTRACTOR SHALL INCLUDE ALL LABOR AND MATERIALS IN BID PROPOSAL TO PATCH AND PAINT SURFACES TO MATCH EXISTING CONDITIONS, WHERE SURFACE/RECESSED ELECTRICAL EQUIPMENT, DEVICES, BOXES, AND RACEWAY SYSTEMS HAVE BEEN REMOVED. GRIND SMOOTH EXISTING PAINT RIDGES LEFT FROM DEVICE AND RACEWAY REMOVAL, PRIOR TO APPLICATION OF NEW PAINT. SEE GENERAL DEMOLITION NOTES.

AutoCAD SHX Text
WHERE LIGHTING IS BEING REMOVED FOR REPLACEMENT WITH NEW, ASSOCIATED LIGHTING CONTROL DEVICE(S) SHALL BE REMOVED FOR REPLACEMENT. DEVICES TO COMPLY WITH 2018 I.E.C.C.

AutoCAD SHX Text
2

AutoCAD SHX Text
REMOVE AND REINSTALL ANY EXISTING SUSPENED OR CEILING ELECTRICAL DEVICES AND LIGHTING AS REQUIRED FOR HVAC CONTRACTOR ACCESS FOR AT OR ABOVE CEILING WORK.  COORDINATE WITH GENERAL AND HVAC CONTRACTORS. DISCONNECT POWER TO ROOF MOUNTED EXHAUST FAN FOR REMOVAL BY OTHER TRADES.  REMOVE CONDUCTORS BACK TO MOTOR CONTROLLER LOCATION FOR REPLACEMENT WITH NEW.  REMOVE EXISTING MOTOR CONTROLLER/SWITCH FOR REPLACEMENT WITH NEW MAGNETIC MOTOR CONTROLLER FOR CONNECTION TO TEMPERATURE CONTROL SYSTEM.



CL. RM.
125

CL. RM.
127

CL. RM.
129

CL. RM.
131A

SCIENCE
131B

OFFICE
133A

WORKROOM
133B

EQUIPMENT
133C

LIBRARY
133

CL. RM.
135

CL. RM.
139

CL. RM.
141

CONFERENCE
133D

CONFERENCE
133E

COMPUTER
EQUIP.
133F

PREP RM.
131C

COURTYARD

STOR.
141.01

STORE
143.02

EW CORRIDOR
108

CL. RM.
138

CL. RM.
140

WK RM
136

COURT COURT

EW CORRIDOR
107

WK RM
132

WK RM
134.01

SCIENCE
(CHEMISTRY)

134

GIRLS
142

BOYS
142.02

JAN.

COURT

NS CORRIDOR
108

SNACK
143.03

CAFETERIA
143

SERVING
AREA

SOILED
DISHES

STOR.

STOR.

FACULTY
DINING

MECH.
EQUIP.

KITCHEN
147

OFF.

COOLER

SCIENCE
130

WK RM
130.01

SCIENCE
128

WK RM
128.01

BOYS
126

GIRLS
124

JAN.

NS CORRIDOR
101

GIRL'S
LOCKER ROOM

GIRLS

JAN.

POOL

SCIENCE
118

WK RM

SCIENCE
116

NS CORRIDOR
103 DANCE

STUDIO

STOR. STOR.

ART RM.
154

ART RM.
156

COVERED
STOR.
AREA

NS CORRIDOR
108

ART RM.
155

GIRLS

RECEIVING
153

INCR. STOR.

STOR.

STOR.

BOILER RM.
151

ELEC.
EQUIP.

JAN.

T.

LK. RM.

I.T.
147

STOR.

STOR.
148

JAN. OFF.
149

STAFF TLT. STUDENT
TLT.

LIFE
SCIENCE LAB

703

CL. RM.
709

COMPUTER
LAB
715

TEAM STOR. IDF

EW CORRIDOR
111

CL. RM.
719

COLLAB
SPACE

EDIT

ACCESS

STOR. CTRL.

STUDIO
729

COMPUTER
LAB
741

OFF.
721

TEAM
723

CL. RM.
740A

HALL
740C

CL. RM.
738

COMPUTER
LAB

740C

COMPUTER
LAB
740B

STOR.

AUTOMATIVE
736

CL. RM.
732

TECH LAB
734

MATERIAL
SCIENCES

730

OFF.STOR. TEAM

WELDING
1030

KILN
155.01

STOR.
155.02

STAGE/PROP
157

STOR.
157.01

SPRAY

STOR.
161.4

HALL

HALL

PRAC
161.02

PRAC
161.03

OFF.
161.01

CHORAL RM
161

STOR.
163.1

STOR.
163.02

OFF.
163.04

HALL
163.03

UNIFORMS
163.05BAND ROOM

163

NS CORRIDOR
110

STOR.
159.8

BOYS
DRESSING

159.7

JAN.

GIRLS
DRESSING

159.3

NS CORRIDOR
109

STOR.
159.2

STAGE
159.1

EW CORRIDOR
106

SPECIAL
NEEDS

LAUNDRY
160A

STOR.
158

PLANNING
158

STOR. KIT.

AUDITORIUM
159

BOOTH
159.9

FOYER

VESTIBULE

BOYS
160.1

GIRLS
160.3

RM
162A

TICK

HOME MGT.
160

OFF.DK. RM.

CL. RM.
162

CL. RM.
164

STOR.

NS CORRIDOR
107

CL. RM.
166

CL. RM.
168

CL. RM.
165

CL. RM.
167

WORK RM.
169

EW CORRIDOR
104

COMPUTER
RM.
171

CL. RM.
173

RM.
175

EQUIP.

EMITT
RECEPTION

170

EMITT
COUNS
170A

EMITT AP
170B

CONFERENCE
170C

BAMIT AP
172A

BAMIT
COUNS

172B

BAMIT
RECEPTION

172

ACADEMY
COACH
172C

ATTENDANCE
172D

CORR.
172FSPARE

172E

ENTRY

STOR.
PRINCIPAL

MEN

WOMEN

HALL
100D

WK RM
100

100C

SOCIAL
WORK

1168B

SOCIAL
WORK

100A

SOCIAL
WORK

SCIENCE
108STOR.

108.01

EW CORRIDOR
102

MAIN OFF.

MAILVAULTCOPY

CONFERENCE

MAIN OFF.
RECEPTION

FINANCEKATIESASPOLICEFRESHMENFRESHMENHS
COUNSELOR

HS AP

WK RMCONFERENCE

HS
RECEPTION

WK RM
110.01

GREENHOUSE

SCIENCE
110

COT
TREAT.

NURSE

T.

NS CORRIDOR
102

VESTIBULE

T.

T.

A.D. OFF.
115.02

CONCESSION
115.03

LOBBY
115.04

STOR.
115.05

GYMNASIUM
115

JAN.

ELEV.

JAN.

I.T.
EQUIP.

BOYS
114

GIRLS
112

ELEV.
ROOM

STOR.
RM.
123OFF.

RM.
124

EW CORRIDOR
111VESTIBULE

BOY'S LOCKER
ROOM

VISITOR'S
LOCKER ROOM

RM.
119

STOR.
POOL ELEC.

EQUIP.

OFF.

BOYS

EQUIP.

STOR.

STOR.

STOR.

STOR.

TEAM LOCKER
ROOM

STOR.

SHOWERS

JAN.

STOR. STOR.

STOR.

DRY.

SHOWER
1249

1249

NE EXIT
STAIR

121

BREAK ROOM/
CONFERENCE

UTILITY
118

TOILET
116

EXAM LAB
114

113

EXAM
ROOM

112

EXAM
ROOM

111

PROCEDURE
ROOM

CORRIDOR
110

109

EXAM
ROOM 108

NURSE
STATION OFF.

115

TOILET
103 STOR.

105

CORR.
104

WAITING
101

VESTIBULE
100

RECEPTION
106

107

WORK
AREA

124

DENTAL
WORK AREA

125

STERL.
LAB

CORR.
120

117

CLEAN
UTILITY

119

SOILED
UTILITY

STOR.
128

EYE
127 EYE

130

CORR.
102

VESTIBULE
131

DENTAL
122

DENTAL
123

126

DENTAL
QUIET ROOM

CORR.
1409

CONFERENCE
1411

TICKETS
1402

VESTIBULE
1401

LOBBY
1400

RECEPTION
1412

ATH. DIR.
1413

STOR.
1414.1

ALE
1414

CL. RM.
1415

CL. RM.
1416

CL. RM.
1417

CL. RM.
1418

CL. RM.
1419

CL. RM.
1420

CL. RM.
1421

CL. RM.
1422

SOILED
DISH
1430

CAFETERIA
1429

CAFETERIA
CORR.
1426

GIRLS
RESTROOM

1428

BOYS
RESTROOM

1427

WEST
LOBBY
1425

WEST IDF
CLOSET
1424.2

ELEC.
1424.3

MULTI-PURPOSE
ROOM

WEIGHT
ROOM

CORR.
1423

FIELD HOUSE
1424

STOR.
1424.1

JAN.
1406

CONCESSION
1405

GIRLS
RESTROOM

1404

BOYS
RESTROOM

1403

BOOSTER
CLUB
1407

STOR.
1408B

ELEC.
1408

FP EQUIP.
1408A

OFF.COACH
SHOWER

GIRLS
LOCKER

TRAINER

BOYS
LOCKER

OFF.COACH
SHOWER

NS CORRIDOR

UP

DN

UP

DN

DN

DN

UP

UP

DN

DN

DN

DN

UP UP

UP

UP

UP

UP

DN DN

UP

DN

UP

DN

UP

UP

DN

UP

UP

# 1 # 2

DN

PRECAST
OUTDOOR
STORAGE
SHED

EMERG.
GEN.

T T

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FEC 
 
 

FEC 
 
 

 
 FE

 

  
FEC

 

  
 FEC

  
 FEB  

 FEC

 FEC 
 

  FEB
 

  FEC
   FEB  FEC

  FEC
 
 

  FEC
 
 

  
 

 FEC

  FEC
 
 

  FE
 

TRASH

TRASH

TRASH

TRASH

TRASH

 FEB 
 
 

  
FEC

 

TRAINER-TABLE
24" X 72"

TRAINER-TABLE
24" X 72"

  FEB
 

 FEB 
 

4"

  
 FECL

 
  

 FECL
 

  
 FECL

 
  

 FECL
 

  
 FEC

 FEC
  FEC

 
 FEC

 

  FEB
 

CO
PI

ER

RM. 118

DRYER

WASHER

PWR
ASSIST

PWR
ASSIST

K-4325KingstonBowlVitreous China

VITREOUS CHINAC_LAVATORYKINGSTONK-2006
VITREOUS CHINAC_LAVATORYKINGSTONK-2006

VITREOUS CHINAC_LAVATORYKINGSTONK-2006
VITREOUS CHINAC_LAVATORYKINGSTONK-2006

VITREOUS CHINAC_LAVATORYKINGSTONK-2006

D1 D1

FD

IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB

IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB IWPD18AUB

IW
PD

18AU
B

IW
PD

18AU
B

IW
PD

18AU
B

IW
PD

18AU
B

IW
PD

18AU
B

IW
PD

18AU
B

IW
PD

18AU
B

IW
PD

18AU
B

IW
PD

18AU
B

IW
PD

18
AU

B
IW

PD
18

AU
B

IW
PD

18
AU

B
IW

PD
18

AU
B

IW
PD

18
AU

B
IW

PD
18

AU
B

MR3MR4MR5MR6MR7 MR2 MR1

SCOREBOARD ABOVE

ad
a 

si
nk

si
nk

RA
M

P

7/32" CLEAR LAMINATEDSAFETY GLASS IN A PAINTED CRS TUBE FRAME(MAX 30" OPENING)
1 DOUBLE TUBEVAPOR SEALEDFLO LIGHT

JUNCTIONBOX
10" DUCTCOLLAR

PAINTEDAIRFOIL

2'

3'3'
3'

3'
2'-6"

2'-6"

EXIST. FEB

FD

J2

MSB

CB-T-EM1

T-EM1

EM1
EM2
ATS

T-J

JB

T-F

CB-T-F

1-LD-1
1-LC-2

1-HD-1
1-HP-1

MSB-1

T-1
1-LP-2

SB-LP-1

KC

KC-2

T-KC
CB-T-KC

Z

LP-H2K
EE
P

SP
A
CE

CL
EA
R

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

L IC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRST FLOOR PLAN -
ELECTRICAL
NEW WORK - OVERALL

TDC

BRK

E11

FIRST FLOOR PLAN - ELECTRICAL NEW WORK - OVERALL1

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA K

AutoCAD SHX Text
AREA J

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
CHWP-1

AutoCAD SHX Text
20HP,480V3P3W

AutoCAD SHX Text
CHWP-2

AutoCAD SHX Text
20HP,480V3P3W

AutoCAD SHX Text
CH-2 (ROOF)

AutoCAD SHX Text
450A,480V3P3W

AutoCAD SHX Text
CH-1 (ROOF)

AutoCAD SHX Text
450A,480V3P3W

AutoCAD SHX Text
RTU-2 (ROOF)

AutoCAD SHX Text
VFD

AutoCAD SHX Text
VFD

AutoCAD SHX Text
RTU-1-ERV (ROOF)

AutoCAD SHX Text
EF-7 (ROOF)

AutoCAD SHX Text
EF-3 (ROOF)

AutoCAD SHX Text
EF-1 (ROOF)

AutoCAD SHX Text
EF-5 (ROOF)

AutoCAD SHX Text
EF-2 (ROOF)

AutoCAD SHX Text
FACP

AutoCAD SHX Text
ES

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
AR

AutoCAD SHX Text
RI

AutoCAD SHX Text
RI

AutoCAD SHX Text
RI

AutoCAD SHX Text
RI

AutoCAD SHX Text
RI

AutoCAD SHX Text
AR

AutoCAD SHX Text
RTU-1-SF (ROOF)

AutoCAD SHX Text
RTU-1-RF (ROOF)

AutoCAD SHX Text
VFD

AutoCAD SHX Text
RTU-1-SF

AutoCAD SHX Text
RTU-1-RF

AutoCAD SHX Text
RTU-2-SF

AutoCAD SHX Text
RTU-2-SF

AutoCAD SHX Text
RTU-2-RF

AutoCAD SHX Text
1/4HP,120V1P2W

AutoCAD SHX Text
1/6HP,120V1P2W

AutoCAD SHX Text
1/4HP,120V1P2W

AutoCAD SHX Text
1/4HP,120V1P2W

AutoCAD SHX Text
T

AutoCAD SHX Text
TCP

AutoCAD SHX Text
0.5KVA,120V1P2W

AutoCAD SHX Text
MSB-1-18 

AutoCAD SHX Text
LP-H2-8,10,12 

AutoCAD SHX Text
UV-57

AutoCAD SHX Text
1/4HP,120V1P2W

AutoCAD SHX Text
UV-56

AutoCAD SHX Text
3/4HP,120V1P2W

AutoCAD SHX Text
UV-58

AutoCAD SHX Text
1/4HP,120V1P2W

AutoCAD SHX Text
1HP,120V1P2W

AutoCAD SHX Text
10HP,480V3P3W

AutoCAD SHX Text
15HP,480V3P3W

AutoCAD SHX Text
Z-13 

AutoCAD SHX Text
LP-H2-2,4,6 

AutoCAD SHX Text
VFD

AutoCAD SHX Text
VFD

AutoCAD SHX Text
171A,480V3P3W

AutoCAD SHX Text
1-HD-1-1 

AutoCAD SHX Text
1/4HP,120V1P2W

AutoCAD SHX Text
LP-H2-14,16,18 

AutoCAD SHX Text
LP-H2-13,15,17 

AutoCAD SHX Text
Z-15 

AutoCAD SHX Text
MSB-1-19 

AutoCAD SHX Text
G/W

AutoCAD SHX Text
KC-2-31 

AutoCAD SHX Text
ON ROOF

AutoCAD SHX Text
VFD

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"



CL. RM.
125

CL. RM.
127

CL. RM.
129

CL. RM.
131A

SCIENCE
131B

OFFICE
133A

WORKROOM
133B

EQUIPMENT
133C

LIBRARY
133

PREP RM.
131C

COURTYARD

EW CORRIDOR
107

WK RM
132

WK RM
134.01

SCIENCE
130

WK RM
130.01

SCIENCE
128

WK RM
128.01

BOYS
126

GIRLS
124

JAN.

NS CORRIDOR
101

LOCKER ROOM

GIRLS

SCIENCE

STOR.

DRY.

SHOWER
1249

1249

NE EXIT
STAIR

121

BREAK ROOM/
CONFERENCE

CORR.

VESTIBULE
131

DENTAL
122

DENTAL
123

126

DENTAL
QUIET ROOM

DN

 
 FE

 

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRST FLOOR PLAN -
ELECTRICAL
NEW WORK - AREA A

TDC

BRK

E11A

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - ELECTRICAL NEW WORK - AREA A1

KEYED ELECTRICAL NOTES (THIS SHEET):

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA K

AutoCAD SHX Text
AREA J

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
EF-3 (ROOF)

AutoCAD SHX Text
EF-2 (ROOF)

AutoCAD SHX Text
1/4HP,120V1P2W

AutoCAD SHX Text
1/6HP,120V1P2W

AutoCAD SHX Text
UV-57

AutoCAD SHX Text
1/4HP,120V1P2W

AutoCAD SHX Text
UV-56

AutoCAD SHX Text
3/4HP,120V1P2W

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
RECONNECT REPLACEMENT ROOF EXHAUST FAN TO CIRCUIT SERVING PREVIOUSLY REMOVED EXHAUST FAN.  PROVIDE NEW CONDUCTORS FROM FAN TO NEW MOTOR CONTROLLER. PROVIDE NEW MOTOR CONTROLLER WITH 24V CONTROL COIL FOR CONNECTION BY TEMPERATURE CONTROLS CONTRACTOR.  COORDINATE LOCATION WITH ROUTE OF EXISTING CIRCUIT FROM PREVIOUSLY REMOVED CONTROLLER. RECONNECT EQUIPMENT TO EXISTING CIRCUIT SERVING PREVIOUSLY REMOVED EQUIPMENT.

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
1. HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES ARE NOT ACCEPTABLE. 2. ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE SCOPE OF WORK AND NEW PANELS SHALL HAVE TYPEWRITTEN CIRCUIT DIRECTORIES WITH SPECIFIC INFORMATION ON DEVICE AND ROOM(S) SERVED BY THE CORRESPONDING BREAKER. 3. INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH BREAKER SPACE CORRESPONDING TO THE TYPEWRITTEN PANEL SCHEDULE. 4. ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC LABEL ON EACH FACE PLATE INDICATING THE PANEL AND CIRCUIT NUMBER THE DEVICE IS SERVED BY.

AutoCAD SHX Text
WORKING SPACE SHALL BE REQUIRED FOR ALL ELECTRICAL EQUIPMENT INCLUDING BUT NOT LIMITED TO SWITCHGEARS, PANELBOARDS, VARIABLE FREQUENCY DRIVES, DISCONNECT SWITCHES OR OTHER ENCLOSED EQUIPMENT. ALL INSTALLATIONS SHALL COMPLY WITH ARTICLE 110 OF THE NATIONAL ELECTRICAL CODE. THIS SHALL BE COORDINATED WITH ALL TRADES. RELOCATION OF ANY MATERIALS NOT IN COMPLIANCE WILL BE AT THE CONTRACTOR'S EXPENSE: 1. THE DEPTH OF THE WORKING SPACE SHALL NOT BE THE DEPTH OF THE WORKING SPACE SHALL NOT BE LESS THAN THAN 3'-0" BEYOND THE FRONT OF THE ELECTRICAL EQUIPMENT. IT SHALL BE CLEAR, EXTENDING FROM THE FLOOR TO THE HEIGHT OF THE TOP OF THE EQUIPMENT BUT NOT LESS THAN 6'-6". THE WIDTH SHALL BE EQUAL TO THE WIDTH OF THE EQUIPMENT BUT NOT LESS THAN 30". 2. THE SPACE DIRECTLY ABOVE AND BELOW THE THE SPACE DIRECTLY ABOVE AND BELOW THE AND BELOW THE  BELOW THE EQUIPMENT SHALL BE DEDICATED TO ELECTRICAL SYSTEMS ONLY. THE SPACE SHALL BE EQUAL TO THE WIDTH AND DEPTH OF THE EQUIPMENT EXTENDING FROM THE FLOOR TO THE STRUCTURE. NO PIPING, DUCTS OR OTHER EQUIPMENT FOREIGN TO THE ELECTRICAL INSTALLATION SHALL BE LOCATED IN THIS AREA.

AutoCAD SHX Text
ALL HOME RUN CONDUCTORS SHALL BE MINIMUM #10AWG.

AutoCAD SHX Text
3



OFFICE
133A

WORKROOM
133B

EQUIPMENT
133C

LIBRARY
133

CL. RM.
135

CL. RM.
139

CL. RM.
141

CONFERENCE
133D

CONFERENCE
133E

COMPUTER
EQUIP.
133F

STOR.
141.01

EW CORRIDOR
108

CL. RM.
138

CL. RM.
140

WK RM
136

WK RM
132

WK RM
134.01

SCIENCE
(CHEMISTRY)

134

GIRLS
142

BOYS
142.02

JAN.

NS CORRIDOR
108

CAFETERIA
CORR.
1426

DN DN

 FEC

7/32" CLEAR LAMINATEDSAFETY GLASS IN A PAINTED CRS TUBE FRAME(MAX 30" OPENING)
1 DOUBLE TUBE

VAPOR SEALED
FLO LIGHT

JUNCTION
BOX

10" DUCT
COLLAR

PAINTEDAIRFOIL

2'

3'3'
3'

3'
2'-6"

2'-6"

EXIST. FEB

FD

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE
D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRST FLOOR PLAN -
ELECTRICAL
NEW WORK - AREA B

TDC

APROVED

E11B

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - ELECTRICAL NEW WORK - AREA B1

KEYED ELECTRICAL NOTES (THIS SHEET):

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
EF-5 (ROOF)

AutoCAD SHX Text
1/4HP,120V1P2W

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
RECONNECT REPLACEMENT ROOF EXHAUST FAN TO CIRCUIT SERVING PREVIOUSLY REMOVED EXHAUST FAN.  PROVIDE NEW CONDUCTORS FROM FAN TO NEW MOTOR CONTROLLER. PROVIDE NEW MOTOR CONTROLLER WITH 24V CONTROL COIL FOR CONNECTION BY TEMPERATURE CONTROLS CONTRACTOR.  COORDINATE LOCATION WITH ROUTE OF EXISTING CIRCUIT FROM PREVIOUSLY REMOVED CONTROLLER.

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
1. HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES ARE NOT ACCEPTABLE. 2. ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE SCOPE OF WORK AND NEW PANELS SHALL HAVE TYPEWRITTEN CIRCUIT DIRECTORIES WITH SPECIFIC INFORMATION ON DEVICE AND ROOM(S) SERVED BY THE CORRESPONDING BREAKER. 3. INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH BREAKER SPACE CORRESPONDING TO THE TYPEWRITTEN PANEL SCHEDULE. 4. ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC LABEL ON EACH FACE PLATE INDICATING THE PANEL AND CIRCUIT NUMBER THE DEVICE IS SERVED BY.

AutoCAD SHX Text
WORKING SPACE SHALL BE REQUIRED FOR ALL ELECTRICAL EQUIPMENT INCLUDING BUT NOT LIMITED TO SWITCHGEARS, PANELBOARDS, VARIABLE FREQUENCY DRIVES, DISCONNECT SWITCHES OR OTHER ENCLOSED EQUIPMENT. ALL INSTALLATIONS SHALL COMPLY WITH ARTICLE 110 OF THE NATIONAL ELECTRICAL CODE. THIS SHALL BE COORDINATED WITH ALL TRADES. RELOCATION OF ANY MATERIALS NOT IN COMPLIANCE WILL BE AT THE CONTRACTOR'S EXPENSE: 1. THE DEPTH OF THE WORKING SPACE SHALL NOT BE THE DEPTH OF THE WORKING SPACE SHALL NOT BE LESS THAN THAN 3'-0" BEYOND THE FRONT OF THE ELECTRICAL EQUIPMENT. IT SHALL BE CLEAR, EXTENDING FROM THE FLOOR TO THE HEIGHT OF THE TOP OF THE EQUIPMENT BUT NOT LESS THAN 6'-6". THE WIDTH SHALL BE EQUAL TO THE WIDTH OF THE EQUIPMENT BUT NOT LESS THAN 30". 2. THE SPACE DIRECTLY ABOVE AND BELOW THE THE SPACE DIRECTLY ABOVE AND BELOW THE AND BELOW THE  BELOW THE EQUIPMENT SHALL BE DEDICATED TO ELECTRICAL SYSTEMS ONLY. THE SPACE SHALL BE EQUAL TO THE WIDTH AND DEPTH OF THE EQUIPMENT EXTENDING FROM THE FLOOR TO THE STRUCTURE. NO PIPING, DUCTS OR OTHER EQUIPMENT FOREIGN TO THE ELECTRICAL INSTALLATION SHALL BE LOCATED IN THIS AREA.

AutoCAD SHX Text
ALL HOME RUN CONDUCTORS SHALL BE MINIMUM #10AWG.





DN

# 1 # 2

DN

ad
a 

si
nk

si
nk

J2

MSB

CB-T-EM1

T-EM1

EM1
EM2
ATS

T-J

JB

T-F

CB-T-F

1-LD-1
1-LC-2

1-HD-1
1-HP-1

MSB-1

T-1
1-LP-2

SB-LP-1

LP-H2

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SED PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRST FLOOR PLAN -
ELECTRICAL
NEW WORK - AREA D

TDC

BRK

E11D

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - ELECTRICAL NEW WORK - AREA D1

KEYED ELECTRICAL NOTES (THIS SHEET):

NOTE:

NOTE: NOTE:

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
RTU-2 (ROOF)

AutoCAD SHX Text
FACP

AutoCAD SHX Text
ES

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
AR

AutoCAD SHX Text
RI

AutoCAD SHX Text
RI

AutoCAD SHX Text
RI

AutoCAD SHX Text
RTU-2-SF

AutoCAD SHX Text
RTU-2-SF

AutoCAD SHX Text
RTU-2-RF

AutoCAD SHX Text
0.5KVA,120V1P2W

AutoCAD SHX Text
171A,480V3P3W

AutoCAD SHX Text
1-HD-1-1 

AutoCAD SHX Text
VFD

AutoCAD SHX Text
3

AutoCAD SHX Text
2

AutoCAD SHX Text
5

AutoCAD SHX Text
4

AutoCAD SHX Text
1

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
1. HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES ARE NOT ACCEPTABLE. 2. ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE SCOPE OF WORK AND NEW PANELS SHALL HAVE TYPEWRITTEN CIRCUIT DIRECTORIES WITH SPECIFIC INFORMATION ON DEVICE AND ROOM(S) SERVED BY THE CORRESPONDING BREAKER. 3. INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH BREAKER SPACE CORRESPONDING TO THE TYPEWRITTEN PANEL SCHEDULE. 4. ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC LABEL ON EACH FACE PLATE INDICATING THE PANEL AND CIRCUIT NUMBER THE DEVICE IS SERVED BY.

AutoCAD SHX Text
WORKING SPACE SHALL BE REQUIRED FOR ALL ELECTRICAL EQUIPMENT INCLUDING BUT NOT LIMITED TO SWITCHGEARS, PANELBOARDS, VARIABLE FREQUENCY DRIVES, DISCONNECT SWITCHES OR OTHER ENCLOSED EQUIPMENT. ALL INSTALLATIONS SHALL COMPLY WITH ARTICLE 110 OF THE NATIONAL ELECTRICAL CODE. THIS SHALL BE COORDINATED WITH ALL TRADES. RELOCATION OF ANY MATERIALS NOT IN COMPLIANCE WILL BE AT THE CONTRACTOR'S EXPENSE: 1. THE DEPTH OF THE WORKING SPACE SHALL NOT BE THE DEPTH OF THE WORKING SPACE SHALL NOT BE LESS THAN THAN 3'-0" BEYOND THE FRONT OF THE ELECTRICAL EQUIPMENT. IT SHALL BE CLEAR, EXTENDING FROM THE FLOOR TO THE HEIGHT OF THE TOP OF THE EQUIPMENT BUT NOT LESS THAN 6'-6". THE WIDTH SHALL BE EQUAL TO THE WIDTH OF THE EQUIPMENT BUT NOT LESS THAN 30". 2. THE SPACE DIRECTLY ABOVE AND BELOW THE THE SPACE DIRECTLY ABOVE AND BELOW THE AND BELOW THE  BELOW THE EQUIPMENT SHALL BE DEDICATED TO ELECTRICAL SYSTEMS ONLY. THE SPACE SHALL BE EQUAL TO THE WIDTH AND DEPTH OF THE EQUIPMENT EXTENDING FROM THE FLOOR TO THE STRUCTURE. NO PIPING, DUCTS OR OTHER EQUIPMENT FOREIGN TO THE ELECTRICAL INSTALLATION SHALL BE LOCATED IN THIS AREA.

AutoCAD SHX Text
ALL HOME RUN CONDUCTORS SHALL BE MINIMUM #10AWG.

AutoCAD SHX Text
RECONNECT REPLACEMENT RTU TO EXISTING 200 AMP FUSIBLE SWITCH UNIT IN DISTRIBUTION SWITCHBOARD '1-HD-1'.  ROUTE 3#3/0 AND 1#6 GND IN EXISTING 1-1/2"C. REPLACE EXISTING 150 AMP FUSES IN FUSIBLE SWITCH UNIT #1 WITH NEW 200 AMP DUAL-ELEMENT FUSES FOR NEW RTU-2 FEED.  PROVIDE ADDITIONAL UNIT LABEL INDICATING RTU FOR INDUSTRIAL WING. REPLACE EXISTING 1600A, 480V GE SPECTRA SERIES SWITCHBOARD DISTRIBUTION SECTIONS WITH NEW TO PROVIDE ADDITIONAL BREAKER SPACE FOR NEW EQUIPMENT CONNECTIONS. CONNECT NEW LOADS AND RECONNECT EXISTING LOADS. PROVIDE FIRE ALARM SYSTEM ADDRESSABLE RELAY FOR RTU FAN SHUTDOWN UPON SMOKE DETECTOR ACTIVATION. PROVIDE REMOTE INDICATOR/TEST SWITCHES FOR DUCT SMOKE DETECTORS.

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5



COURT

DANCE
STUDIO

STOR. STOR.

ART RM.
154

ART RM.
156

COVERED
STOR.
AREA

NS CORRIDOR
108

ART RM.
155

GIRLS

RECEIVING
153

INCR. STOR.

KILN
155.01

STOR.
155.02

STAGE/PROP
157

STOR.
157.01

SPRAY

PRAC
161.02

PRAC
161.03

EW CORRIDOR

STOR.
158

PLANNING
158

STOR. KIT.

HOME MGT.
160

OFF.DK. RM.

CL. RM.
162

CL. RM.
164

STOR.

NS CORRIDOR
107

NS CORRIDOR

UP

DN
MSB-1

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SED PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRST FLOOR PLAN -
ELECTRICAL
NEW WORK - AREA G

TDC

BRK

E11G

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - ELECTRICAL NEW WORK - AREA G1

KEYED ELECTRICAL NOTES (THIS SHEET):

NOTE:

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
20HP,480V3P3W

AutoCAD SHX Text
T

AutoCAD SHX Text
UV-58

AutoCAD SHX Text
1/4HP,120V1P2W

AutoCAD SHX Text
1

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
RECONNECT EQUIPMENT TO EXISTING CIRCUIT SERVING PREVIOUSLY REMOVED EQUIPMENT.

AutoCAD SHX Text
1

AutoCAD SHX Text
1. HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES ARE NOT ACCEPTABLE. 2. ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE SCOPE OF WORK AND NEW PANELS SHALL HAVE TYPEWRITTEN CIRCUIT DIRECTORIES WITH SPECIFIC INFORMATION ON DEVICE AND ROOM(S) SERVED BY THE CORRESPONDING BREAKER. 3. INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH BREAKER SPACE CORRESPONDING TO THE TYPEWRITTEN PANEL SCHEDULE. 4. ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC LABEL ON EACH FACE PLATE INDICATING THE PANEL AND CIRCUIT NUMBER THE DEVICE IS SERVED BY.

AutoCAD SHX Text
ALL EMERGENCY AND EXIT LUMINAIRES SHALL BE CONNECTED TO AN UNSWITCHED PORTION OF THE LOCAL EMERGENCY LIGHTING CIRCUIT.

AutoCAD SHX Text
WORKING SPACE SHALL BE REQUIRED FOR ALL ELECTRICAL EQUIPMENT INCLUDING BUT NOT LIMITED TO SWITCHGEARS, PANELBOARDS, VARIABLE FREQUENCY DRIVES, DISCONNECT SWITCHES OR OTHER ENCLOSED EQUIPMENT. ALL INSTALLATIONS SHALL COMPLY WITH ARTICLE 110 OF THE NATIONAL ELECTRICAL CODE. THIS SHALL BE COORDINATED WITH ALL TRADES. RELOCATION OF ANY MATERIALS NOT IN COMPLIANCE WILL BE AT THE CONTRACTOR'S EXPENSE: 1. THE DEPTH OF THE WORKING SPACE SHALL NOT BE THE DEPTH OF THE WORKING SPACE SHALL NOT BE LESS THAN THAN 3'-0" BEYOND THE FRONT OF THE ELECTRICAL EQUIPMENT. IT SHALL BE CLEAR, EXTENDING FROM THE FLOOR TO THE HEIGHT OF THE TOP OF THE EQUIPMENT BUT NOT LESS THAN 6'-6". THE WIDTH SHALL BE EQUAL TO THE WIDTH OF THE EQUIPMENT BUT NOT LESS THAN 30". 2. THE SPACE DIRECTLY ABOVE AND BELOW THE THE SPACE DIRECTLY ABOVE AND BELOW THE AND BELOW THE  BELOW THE EQUIPMENT SHALL BE DEDICATED TO ELECTRICAL SYSTEMS ONLY. THE SPACE SHALL BE EQUAL TO THE WIDTH AND DEPTH OF THE EQUIPMENT EXTENDING FROM THE FLOOR TO THE STRUCTURE. NO PIPING, DUCTS OR OTHER EQUIPMENT FOREIGN TO THE ELECTRICAL INSTALLATION SHALL BE LOCATED IN THIS AREA.

AutoCAD SHX Text
ALL HOME RUN CONDUCTORS SHALL BE MINIMUM #10AWG.



STOR.
157.01

STOR.
161.4

HALL

HALL

PRAC
161.02

PRAC
161.03

OFF.
161.01

CHORAL RM
161

STOR.
163.1

STOR.
163.02

OFF.
163.04

HALL
163.03

UNIFORMS
163.05BAND ROOM

163

NS CORRIDOR
110

STOR.
159.8

BOYS
DRESSING

159.7

JAN.

GIRLS
DRESSING

159.3

NS CORRIDOR
109

STOR.
159.2

STAGE
159.1

EW CORRIDOR
106

SPECIAL
NEEDS

LAUNDRY
160A

PLANNING
158

STOR. KIT.

AUDITORIUM
159

BOOTH
159.9

FOYER

VESTIBULE

BOYS
160.1

GIRLS
160.3

RM
162A

TICK

HOME MGT.
160

OFF.DK. RM.

CL. RM.
162

CL. RM.
164

UP

DN

UP

DN

UP

UP

UP

UP

DRYER

WASHER

PWR
ASSIST

PWR
ASSIST

K-4325KingstonBowlVitreous China

VITREOUS CHINAC_LAVATORYKINGSTONK-2006
VITREOUS CHINAC_LAVATORYKINGSTONK-2006

VITREOUS CHINAC_LAVATORYKINGSTONK-2006
VITREOUS CHINAC_LAVATORYKINGSTONK-2006

VITREOUS CHINAC_LAVATORYKINGSTONK-2006

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SED PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRST FLOOR PLAN -
ELECTRICAL
NEW WORK - AREA H

tdc

BRK

E11H

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - ELECTRICAL NEW WORK - AREA H1

KEYED ELECTRICAL NOTES (THIS SHEET):

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA G

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
EF-7 (ROOF)

AutoCAD SHX Text
1/4HP,120V1P2W

AutoCAD SHX Text
1/4HP,120V1P2W

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
RECONNECT REPLACEMENT ROOF EXHAUST FAN TO CIRCUIT SERVING PREVIOUSLY REMOVED EXHAUST FAN.  PROVIDE NEW CONDUCTORS FROM FAN TO NEW MOTOR CONTROLLER. PROVIDE NEW MOTOR CONTROLLER WITH 24V CONTROL COIL FOR CONNECTION BY TEMPERATURE CONTROLS CONTRACTOR.  COORDINATE LOCATION WITH ROUTE OF EXISTING CIRCUIT FROM PREVIOUSLY REMOVED CONTROLLER.

AutoCAD SHX Text
1. HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES ARE NOT ACCEPTABLE. 2. ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE SCOPE OF WORK AND NEW PANELS SHALL HAVE TYPEWRITTEN CIRCUIT DIRECTORIES WITH SPECIFIC INFORMATION ON DEVICE AND ROOM(S) SERVED BY THE CORRESPONDING BREAKER. 3. INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH BREAKER SPACE CORRESPONDING TO THE TYPEWRITTEN PANEL SCHEDULE. 4. ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC LABEL ON EACH FACE PLATE INDICATING THE PANEL AND CIRCUIT NUMBER THE DEVICE IS SERVED BY.

AutoCAD SHX Text
WORKING SPACE SHALL BE REQUIRED FOR ALL ELECTRICAL EQUIPMENT INCLUDING BUT NOT LIMITED TO SWITCHGEARS, PANELBOARDS, VARIABLE FREQUENCY DRIVES, DISCONNECT SWITCHES OR OTHER ENCLOSED EQUIPMENT. ALL INSTALLATIONS SHALL COMPLY WITH ARTICLE 110 OF THE NATIONAL ELECTRICAL CODE. THIS SHALL BE COORDINATED WITH ALL TRADES. RELOCATION OF ANY MATERIALS NOT IN COMPLIANCE WILL BE AT THE CONTRACTOR'S EXPENSE: 1. THE DEPTH OF THE WORKING SPACE SHALL NOT BE THE DEPTH OF THE WORKING SPACE SHALL NOT BE LESS THAN THAN 3'-0" BEYOND THE FRONT OF THE ELECTRICAL EQUIPMENT. IT SHALL BE CLEAR, EXTENDING FROM THE FLOOR TO THE HEIGHT OF THE TOP OF THE EQUIPMENT BUT NOT LESS THAN 6'-6". THE WIDTH SHALL BE EQUAL TO THE WIDTH OF THE EQUIPMENT BUT NOT LESS THAN 30". 2. THE SPACE DIRECTLY ABOVE AND BELOW THE THE SPACE DIRECTLY ABOVE AND BELOW THE AND BELOW THE  BELOW THE EQUIPMENT SHALL BE DEDICATED TO ELECTRICAL SYSTEMS ONLY. THE SPACE SHALL BE EQUAL TO THE WIDTH AND DEPTH OF THE EQUIPMENT EXTENDING FROM THE FLOOR TO THE STRUCTURE. NO PIPING, DUCTS OR OTHER EQUIPMENT FOREIGN TO THE ELECTRICAL INSTALLATION SHALL BE LOCATED IN THIS AREA.

AutoCAD SHX Text
ALL HOME RUN CONDUCTORS SHALL BE MINIMUM #10AWG.



NS CORRIDOR

GIRL'S
LOCKER ROOM

GIRLS

JAN.

POOL

RM.RM.

EW CORRIDOR
111VESTIBULE

BOY'S LOCKER
ROOM

VISITOR'S
LOCKER ROOM

RM.
119

STOR.
POOL ELEC.

EQUIP.

OFF.

BOYS

EQUIP.

STOR.

STOR.

STOR.

STOR.

TEAM LOCKER
ROOM

STOR.

SHOWERS

JAN.

STOR. STOR.

STOR.

DRY.

SHOWER
1249

1249

NE EXIT
STAIR

121

BREAK ROOM/
CONFERENCE

UTILITY
118

TOILET
116

EXAM LAB
114

113

EXAM
ROOM

112

EXAM
ROOM

111

PROCEDURE
ROOM

CORRIDOR
110

109

EXAM
ROOM 108

NURSE
STATION OFF.

115

TOILET
103 STOR.

105

CORR.
104

WAITING
101

VESTIBULE
100

RECEPTION
106

107

WORK
AREA

124

DENTAL
WORK AREA

125

STERL.
LAB

CORR.
120

117

CLEAN
UTILITY

119

SOILED
UTILITY

STOR.
128

EYE
127 EYE

130

CORR.
102

VESTIBULE
131

DENTAL
122

DENTAL
123

126

DENTAL
QUIET ROOM

DN

DN

DN

UP

DN

DN

DN

UP UP

UP

UP

UP

UP

CO
PI

ER

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRST FLOOR PLAN -
ELECTRICAL
NEW WORK - AREA I

TDC

BRK

E11I

UP

POP
COOLER

POP COOLER-
DOUBLE DR

POP COOLER-
DOUBLE DR

REF/
FREEZE

REF/
FREEZE

FIRST FLOOR PLAN - ELECTRICAL NEW WORK - AREA I1

KEYED ELECTRICAL NOTES (THIS SHEET):

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
AREA K

AutoCAD SHX Text
AREA J

AutoCAD SHX Text
AREA I

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
EF-1 (ROOF)

AutoCAD SHX Text
EF-2 (ROOF)

AutoCAD SHX Text
1/6HP,120V1P2W

AutoCAD SHX Text
1/4HP,120V1P2W

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1. HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES ARE NOT ACCEPTABLE. 2. ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE SCOPE OF WORK AND NEW PANELS SHALL HAVE TYPEWRITTEN CIRCUIT DIRECTORIES WITH SPECIFIC INFORMATION ON DEVICE AND ROOM(S) SERVED BY THE CORRESPONDING BREAKER. 3. INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH BREAKER SPACE CORRESPONDING TO THE TYPEWRITTEN PANEL SCHEDULE. 4. ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC LABEL ON EACH FACE PLATE INDICATING THE PANEL AND CIRCUIT NUMBER THE DEVICE IS SERVED BY.

AutoCAD SHX Text
WORKING SPACE SHALL BE REQUIRED FOR ALL ELECTRICAL EQUIPMENT INCLUDING BUT NOT LIMITED TO SWITCHGEARS, PANELBOARDS, VARIABLE FREQUENCY DRIVES, DISCONNECT SWITCHES OR OTHER ENCLOSED EQUIPMENT. ALL INSTALLATIONS SHALL COMPLY WITH ARTICLE 110 OF THE NATIONAL ELECTRICAL CODE. THIS SHALL BE COORDINATED WITH ALL TRADES. RELOCATION OF ANY MATERIALS NOT IN COMPLIANCE WILL BE AT THE CONTRACTOR'S EXPENSE: 1. THE DEPTH OF THE WORKING SPACE SHALL NOT BE THE DEPTH OF THE WORKING SPACE SHALL NOT BE LESS THAN THAN 3'-0" BEYOND THE FRONT OF THE ELECTRICAL EQUIPMENT. IT SHALL BE CLEAR, EXTENDING FROM THE FLOOR TO THE HEIGHT OF THE TOP OF THE EQUIPMENT BUT NOT LESS THAN 6'-6". THE WIDTH SHALL BE EQUAL TO THE WIDTH OF THE EQUIPMENT BUT NOT LESS THAN 30". 2. THE SPACE DIRECTLY ABOVE AND BELOW THE THE SPACE DIRECTLY ABOVE AND BELOW THE AND BELOW THE  BELOW THE EQUIPMENT SHALL BE DEDICATED TO ELECTRICAL SYSTEMS ONLY. THE SPACE SHALL BE EQUAL TO THE WIDTH AND DEPTH OF THE EQUIPMENT EXTENDING FROM THE FLOOR TO THE STRUCTURE. NO PIPING, DUCTS OR OTHER EQUIPMENT FOREIGN TO THE ELECTRICAL INSTALLATION SHALL BE LOCATED IN THIS AREA.

AutoCAD SHX Text
ALL HOME RUN CONDUCTORS SHALL BE MINIMUM #10AWG.

AutoCAD SHX Text
RECONNECT REPLACEMENT ROOF EXHAUST FAN TO CIRCUIT SERVING PREVIOUSLY REMOVED EXHAUST FAN.  PROVIDE NEW CONDUCTORS FROM FAN TO NEW MOTOR CONTROLLER. PROVIDE NEW MOTOR CONTROLLER WITH 24V CONTROL COIL FOR CONNECTION BY TEMPERATURE CONTROLS CONTRACTOR.  COORDINATE LOCATION WITH ROUTE OF EXISTING CIRCUIT FROM PREVIOUSLY REMOVED CONTROLLER.

AutoCAD SHX Text
2



UPPER POOL
---

ROOF

FAN ROOM
---

RADIO
---

 PART OF
UPPER

GYMNASIUM
---

---
---

ROOF ROOF

CL. RM.
298

CL. RM.
296

CL. RM.
294A

CL. RM.
294B

CL. RM.
294C OFFICE

---

STOR.
---

ROOF

CORRIDOR
---

CL. RM.
286

CL. RM.
284

CL. RM.
282

CL. RM.
280

CL. RM.
278

CL. RM.
276

ROOF

ROOF

ROOF

ROOF

FAN ROOM
---

 PART OF
UPPER

AUDITORIUM
---

 PART OF
UPPER STAGE

---

FAN ROOM
---

STOR.
---

BOYS
---

GIRLS
---

CL. RM.
277

CL. RM.
279

CL. RM.
281

CL. RM.
283

ROOFROOFROOF

CL. RM.
287

OFFICE
285

T.V.
---

---
---

---
---

---
---

---
---

---
---

---
---

---
---

CL. RM.
295

CL. RM.
297

CL. RM.
299

GIRLS
---

BOYS
---

ELEV.
---

STOR.
---

OFFICE
---

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

L IC
EN

SE
D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

SECOND FLOOR
PLAN - OVERALL
ELECTRICAL 
NEW POWER

TDC

BRK

E12

SECOND FLOOR PLAN - OVERALL  ELECTRICAL NEW POWER 1

OVERALL PLAN NOTE:

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA B

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA A

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
EF-4 (ROOF)

AutoCAD SHX Text
1/4HP,120V1P2W

AutoCAD SHX Text
EF-6 (ROOF)

AutoCAD SHX Text
1/4HP,120V1P2W

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
THIS PLAN FOR REFERENCE ONLY. REFERENCE INDIVIDUAL AREA PLANS FOR BIDDING AND INSTALLATION.



CL. RM.
298

CL. RM.
296

CL. RM.
294A

CL. RM.
294B

CL. RM.
294C OFFICE

---

STOR.
---

ROOF

CORRIDOR
---

ROOFROOF

CL. RM.
287

---
---

---
---

---
---

---
---

---
---

---
---

---
---

CL. RM.
295

CL. RM.
297

CL. RM.
299

GIRLS
---

BOYS
---

ELEV.
---

STOR.
---

OFFICE
---

CL. RM.
298

CL. RM.
296

CL. RM.
294A

CL. RM.
294B

CL. RM.
294C OFFICE

---

STOR.
---

ROOF

CORRIDOR
---

ROOFROOF

CL. RM.
287

---
---

---
---

---
---

---
---

---
---

---
---

---
---

CL. RM.
295

CL. RM.
297

CL. RM.
299

GIRLS
---

BOYS
---

ELEV.
---

STOR.
---

OFFICE
---

CL. RM.
298

CL. RM.
296

CL. RM.
294A

CL. RM.
294B

CL. RM.
294C OFFICE

---

STOR.
---

ROOF

ROOFROOF

CL. RM.
287

---
---

---
---

---
---

---
---

---
---

---
---

---
---

CL. RM.
295

CL. RM.
297

CL. RM.
299

GIRLS
---

BOYS
---

ELEV.
---

STOR.
---

OFFICE
---

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE
D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

SECOND FLOOR
PLAN - ELECTRICAL
NEW WORK - AREA E

TDC

BRK

E12E

SECOND FLOOR PLAN - ELECTRICAL NEW WORK - AREA E1

KEYED ELECTRICAL NOTES (THIS SHEET):

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
EF-4 (ROOF)

AutoCAD SHX Text
1/4HP,120V1P2W

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
DN

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
HOSU

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
H

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1. HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES ARE NOT ACCEPTABLE. 2. ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE SCOPE OF WORK AND NEW PANELS SHALL HAVE TYPEWRITTEN CIRCUIT DIRECTORIES WITH SPECIFIC INFORMATION ON DEVICE AND ROOM(S) SERVED BY THE CORRESPONDING BREAKER. 3. INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH BREAKER SPACE CORRESPONDING TO THE TYPEWRITTEN PANEL SCHEDULE. 4. ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC LABEL ON EACH FACE PLATE INDICATING THE PANEL AND CIRCUIT NUMBER THE DEVICE IS SERVED BY.

AutoCAD SHX Text
WORKING SPACE SHALL BE REQUIRED FOR ALL ELECTRICAL EQUIPMENT INCLUDING BUT NOT LIMITED TO SWITCHGEARS, PANELBOARDS, VARIABLE FREQUENCY DRIVES, DISCONNECT SWITCHES OR OTHER ENCLOSED EQUIPMENT. ALL INSTALLATIONS SHALL COMPLY WITH ARTICLE 110 OF THE NATIONAL ELECTRICAL CODE. THIS SHALL BE COORDINATED WITH ALL TRADES. RELOCATION OF ANY MATERIALS NOT IN COMPLIANCE WILL BE AT THE CONTRACTOR'S EXPENSE: 1. THE DEPTH OF THE WORKING SPACE SHALL NOT BE THE DEPTH OF THE WORKING SPACE SHALL NOT BE LESS THAN THAN 3'-0" BEYOND THE FRONT OF THE ELECTRICAL EQUIPMENT. IT SHALL BE CLEAR, EXTENDING FROM THE FLOOR TO THE HEIGHT OF THE TOP OF THE EQUIPMENT BUT NOT LESS THAN 6'-6". THE WIDTH SHALL BE EQUAL TO THE WIDTH OF THE EQUIPMENT BUT NOT LESS THAN 30". 2. THE SPACE DIRECTLY ABOVE AND BELOW THE THE SPACE DIRECTLY ABOVE AND BELOW THE AND BELOW THE  BELOW THE EQUIPMENT SHALL BE DEDICATED TO ELECTRICAL SYSTEMS ONLY. THE SPACE SHALL BE EQUAL TO THE WIDTH AND DEPTH OF THE EQUIPMENT EXTENDING FROM THE FLOOR TO THE STRUCTURE. NO PIPING, DUCTS OR OTHER EQUIPMENT FOREIGN TO THE ELECTRICAL INSTALLATION SHALL BE LOCATED IN THIS AREA.

AutoCAD SHX Text
ALL HOME RUN CONDUCTORS SHALL BE MINIMUM #10AWG.

AutoCAD SHX Text
RECONNECT REPLACEMENT ROOF EXHAUST FAN TO CIRCUIT SERVING PREVIOUSLY REMOVED EXHAUST FAN.  PROVIDE NEW CONDUCTORS FROM FAN TO NEW MOTOR CONTROLLER. PROVIDE NEW MOTOR CONTROLLER WITH 24V CONTROL COIL FOR CONNECTION BY TEMPERATURE CONTROLS CONTRACTOR.  COORDINATE LOCATION WITH ROUTE OF EXISTING CIRCUIT FROM PREVIOUSLY REMOVED CONTROLLER.

AutoCAD SHX Text
2



STOR.
---

ROOF

CL. RM.
286

CL. RM.
284

CL. RM.
282

CL. RM.
280

CL. RM.
278

CL. RM.
276

STOR.
---

BOYS
---

GIRLS
---

CL. RM.
277

CL. RM.
279

CL. RM.
281

CL. RM.
283

ROOFROOF

CL. RM.
287

OFFICE
285

KEY PLAN

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SED PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

SECOND FLOOR
PLAN - ELECTRICAL
NEW WORK - AREA F

TDC

BRK

E12F

SECOND FLOOR PLAN - ELECTRICAL NEW WORK - AREA F1

KEYED ELECTRICAL NOTES (THIS SHEET):

NOTE:

NOTE:

NOTE:

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
AREA C

AutoCAD SHX Text
AREA D

AutoCAD SHX Text
EF-6 (ROOF)

AutoCAD SHX Text
1/4HP,120V1P2W

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA E

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA F

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
AREA H

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
H

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1. HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES ARE NOT ACCEPTABLE. 2. ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE SCOPE OF WORK AND NEW PANELS SHALL HAVE TYPEWRITTEN CIRCUIT DIRECTORIES WITH SPECIFIC INFORMATION ON DEVICE AND ROOM(S) SERVED BY THE CORRESPONDING BREAKER. 3. INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH BREAKER SPACE CORRESPONDING TO THE TYPEWRITTEN PANEL SCHEDULE. 4. ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC LABEL ON EACH FACE PLATE INDICATING THE PANEL AND CIRCUIT NUMBER THE DEVICE IS SERVED BY.

AutoCAD SHX Text
WORKING SPACE SHALL BE REQUIRED FOR ALL ELECTRICAL EQUIPMENT INCLUDING BUT NOT LIMITED TO SWITCHGEARS, PANELBOARDS, VARIABLE FREQUENCY DRIVES, DISCONNECT SWITCHES OR OTHER ENCLOSED EQUIPMENT. ALL INSTALLATIONS SHALL COMPLY WITH ARTICLE 110 OF THE NATIONAL ELECTRICAL CODE. THIS SHALL BE COORDINATED WITH ALL TRADES. RELOCATION OF ANY MATERIALS NOT IN COMPLIANCE WILL BE AT THE CONTRACTOR'S EXPENSE: 1. THE DEPTH OF THE WORKING SPACE SHALL NOT BE THE DEPTH OF THE WORKING SPACE SHALL NOT BE LESS THAN THAN 3'-0" BEYOND THE FRONT OF THE ELECTRICAL EQUIPMENT. IT SHALL BE CLEAR, EXTENDING FROM THE FLOOR TO THE HEIGHT OF THE TOP OF THE EQUIPMENT BUT NOT LESS THAN 6'-6". THE WIDTH SHALL BE EQUAL TO THE WIDTH OF THE EQUIPMENT BUT NOT LESS THAN 30". 2. THE SPACE DIRECTLY ABOVE AND BELOW THE THE SPACE DIRECTLY ABOVE AND BELOW THE AND BELOW THE  BELOW THE EQUIPMENT SHALL BE DEDICATED TO ELECTRICAL SYSTEMS ONLY. THE SPACE SHALL BE EQUAL TO THE WIDTH AND DEPTH OF THE EQUIPMENT EXTENDING FROM THE FLOOR TO THE STRUCTURE. NO PIPING, DUCTS OR OTHER EQUIPMENT FOREIGN TO THE ELECTRICAL INSTALLATION SHALL BE LOCATED IN THIS AREA.

AutoCAD SHX Text
ALL HOME RUN CONDUCTORS SHALL BE MINIMUM #10AWG.

AutoCAD SHX Text
RECONNECT REPLACEMENT ROOF EXHAUST FAN TO CIRCUIT SERVING PREVIOUSLY REMOVED EXHAUST FAN.  PROVIDE NEW CONDUCTORS FROM FAN TO NEW MOTOR CONTROLLER. PROVIDE NEW MOTOR CONTROLLER WITH 24V CONTROL COIL FOR CONNECTION BY TEMPERATURE CONTROLS CONTRACTOR.  COORDINATE LOCATION WITH ROUTE OF EXISTING CIRCUIT FROM PREVIOUSLY REMOVED CONTROLLER.

AutoCAD SHX Text
2





EXISTING PANEL SCHEDULES (FOR REFERENCE ONLY):

REVISED PANEL SCHEDULE: NEW PANEL SCHEDULE:

LUGS:

MAIN:

AIC:ROOM:

MOUNTING:

FED FROM:

NOTE:

VOLTS:

BUS AMPS:

NEUTRAL:

(E)LP-H2

LUGS:

MAIN:

AIC:ROOM:

MOUNTING:

FED FROM:

NOTE:

VOLTS:

BUS AMPS:

NEUTRAL:

LP-H2
ROOM:

MOUNTING:

FED FROM:

NOTE:

NEUTRAL:

BUS AMPS:

VOLTS: AIC:

MAIN:

LUGS:

MSB-1

ROOM:

MOUNTING:

FED FROM:

NOTE:

NEUTRAL:

BUS AMPS:

VOLTS: AIC:

MAIN:

LUGS:

(E)MSB-1

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SED PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

ELECTRICAL PANEL
SCHEDULES

TDC

BRK

E21

NOTE:

AutoCAD SHX Text
= NEW CIRCUIT LOAD

AutoCAD SHX Text
NL

AutoCAD SHX Text
= MODIFIED CIRCUIT LOAD

AutoCAD SHX Text
ML

AutoCAD SHX Text
NB

AutoCAD SHX Text
= NEW BREAKER FOR NEW CIRCUIT LOAD

AutoCAD SHX Text
CIRCUIT DESCRIPTION

AutoCAD SHX Text
LOAD

AutoCAD SHX Text
KVA

AutoCAD SHX Text
CKT

AutoCAD SHX Text
BKR

AutoCAD SHX Text
CKT

AutoCAD SHX Text
#

AutoCAD SHX Text
CKT

AutoCAD SHX Text
#

AutoCAD SHX Text
LOAD

AutoCAD SHX Text
BKR

AutoCAD SHX Text
CKT

AutoCAD SHX Text
CIRCUIT DESCRIPTION

AutoCAD SHX Text
KVA

AutoCAD SHX Text
MECH. EQUIP.

AutoCAD SHX Text
SURFACE

AutoCAD SHX Text
480Y/277V 3P 4W

AutoCAD SHX Text
400

AutoCAD SHX Text
22,000

AutoCAD SHX Text
MLO

AutoCAD SHX Text
STANDARD

AutoCAD SHX Text
GE CC/B

AutoCAD SHX Text
UTILITY

AutoCAD SHX Text
100%

AutoCAD SHX Text
a

AutoCAD SHX Text
15/3

AutoCAD SHX Text
0

AutoCAD SHX Text
15/3

AutoCAD SHX Text
0

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
b

AutoCAD SHX Text
  |

AutoCAD SHX Text
  |

AutoCAD SHX Text
4

AutoCAD SHX Text
3

AutoCAD SHX Text
c

AutoCAD SHX Text
  |

AutoCAD SHX Text
  |

AutoCAD SHX Text
6

AutoCAD SHX Text
5

AutoCAD SHX Text
a

AutoCAD SHX Text
15/3

AutoCAD SHX Text
0

AutoCAD SHX Text
15/3

AutoCAD SHX Text
0

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
b

AutoCAD SHX Text
  |

AutoCAD SHX Text
  |

AutoCAD SHX Text
10

AutoCAD SHX Text
9

AutoCAD SHX Text
c

AutoCAD SHX Text
  |

AutoCAD SHX Text
  |

AutoCAD SHX Text
12

AutoCAD SHX Text
11

AutoCAD SHX Text
a

AutoCAD SHX Text
20/3

AutoCAD SHX Text
0

AutoCAD SHX Text
30/3

AutoCAD SHX Text
0

AutoCAD SHX Text
13

AutoCAD SHX Text
14

AutoCAD SHX Text
b

AutoCAD SHX Text
  |

AutoCAD SHX Text
  |

AutoCAD SHX Text
16

AutoCAD SHX Text
15

AutoCAD SHX Text
c

AutoCAD SHX Text
  |

AutoCAD SHX Text
  |

AutoCAD SHX Text
18

AutoCAD SHX Text
17

AutoCAD SHX Text
a

AutoCAD SHX Text
200/3

AutoCAD SHX Text
0

AutoCAD SHX Text
-/3

AutoCAD SHX Text
0

AutoCAD SHX Text
19

AutoCAD SHX Text
20

AutoCAD SHX Text
b

AutoCAD SHX Text
  |

AutoCAD SHX Text
  |

AutoCAD SHX Text
22

AutoCAD SHX Text
21

AutoCAD SHX Text
c

AutoCAD SHX Text
  |

AutoCAD SHX Text
  |

AutoCAD SHX Text
24

AutoCAD SHX Text
23

AutoCAD SHX Text
PHASE BALANCE PERCENT: PHASE A

AutoCAD SHX Text
PHASE B

AutoCAD SHX Text
PHASE C

AutoCAD SHX Text
BALANCED THREE PHASE AMPS

AutoCAD SHX Text
CONN. KVA

AutoCAD SHX Text
CALC. KVA

AutoCAD SHX Text
CONN. KVA

AutoCAD SHX Text
CALC. KVA

AutoCAD SHX Text
(50%>10)

AutoCAD SHX Text
(100%)

AutoCAD SHX Text
(125%)

AutoCAD SHX Text
(125%)

AutoCAD SHX Text
RECEPTACLES

AutoCAD SHX Text
OTHER MOTORS

AutoCAD SHX Text
LARGEST MOTOR

AutoCAD SHX Text
LIGHTING

AutoCAD SHX Text
TOTAL KVA

AutoCAD SHX Text
HEATING

AutoCAD SHX Text
CONTINUOUS

AutoCAD SHX Text
NONCOIN/DIVERSE

AutoCAD SHX Text
KITCHEN EQUIP

AutoCAD SHX Text
NONCONTINUOUS

AutoCAD SHX Text
(100%)

AutoCAD SHX Text
(125%)

AutoCAD SHX Text
(100%)

AutoCAD SHX Text
0

AutoCAD SHX Text
0.00%

AutoCAD SHX Text
0.00%

AutoCAD SHX Text
0.00%

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
(N/A)

AutoCAD SHX Text
(N/A)

AutoCAD SHX Text
KITCH. EXH. 

AutoCAD SHX Text
KITCH. SUP. 

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
(E) PANEL H1 

AutoCAD SHX Text
CAFE RET. 

AutoCAD SHX Text
KITCH. SUP. 

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
SPACE 

AutoCAD SHX Text
CIRCUIT DESCRIPTION

AutoCAD SHX Text
LOAD

AutoCAD SHX Text
KVA

AutoCAD SHX Text
CKT

AutoCAD SHX Text
BKR

AutoCAD SHX Text
CKT

AutoCAD SHX Text
#

AutoCAD SHX Text
CKT

AutoCAD SHX Text
#

AutoCAD SHX Text
LOAD

AutoCAD SHX Text
BKR

AutoCAD SHX Text
CKT

AutoCAD SHX Text
CIRCUIT DESCRIPTION

AutoCAD SHX Text
KVA

AutoCAD SHX Text
MECH. EQUIP.

AutoCAD SHX Text
SURFACE

AutoCAD SHX Text
480Y/277V 3P 4W

AutoCAD SHX Text
400

AutoCAD SHX Text
22,000

AutoCAD SHX Text
MLO

AutoCAD SHX Text
STANDARD

AutoCAD SHX Text
UTILITY

AutoCAD SHX Text
100%

AutoCAD SHX Text
a

AutoCAD SHX Text
20/3

AutoCAD SHX Text
0

AutoCAD SHX Text
40/3

AutoCAD SHX Text
22.4

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
b

AutoCAD SHX Text
  |

AutoCAD SHX Text
  |

AutoCAD SHX Text
4

AutoCAD SHX Text
3

AutoCAD SHX Text
c

AutoCAD SHX Text
  |

AutoCAD SHX Text
  |

AutoCAD SHX Text
6

AutoCAD SHX Text
5

AutoCAD SHX Text
a

AutoCAD SHX Text
20/3

AutoCAD SHX Text
0

AutoCAD SHX Text
40/3

AutoCAD SHX Text
22.4

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
b

AutoCAD SHX Text
  |

AutoCAD SHX Text
  |

AutoCAD SHX Text
10

AutoCAD SHX Text
9

AutoCAD SHX Text
c

AutoCAD SHX Text
  |

AutoCAD SHX Text
  |

AutoCAD SHX Text
12

AutoCAD SHX Text
11

AutoCAD SHX Text
a

AutoCAD SHX Text
20/3

AutoCAD SHX Text
11.6

AutoCAD SHX Text
30/3

AutoCAD SHX Text
17.5

AutoCAD SHX Text
13

AutoCAD SHX Text
14

AutoCAD SHX Text
b

AutoCAD SHX Text
  |

AutoCAD SHX Text
  |

AutoCAD SHX Text
16

AutoCAD SHX Text
15

AutoCAD SHX Text
c

AutoCAD SHX Text
  |

AutoCAD SHX Text
  |

AutoCAD SHX Text
18

AutoCAD SHX Text
17

AutoCAD SHX Text
a

AutoCAD SHX Text
200/3

AutoCAD SHX Text
0

AutoCAD SHX Text
20/1

AutoCAD SHX Text
0

AutoCAD SHX Text
19

AutoCAD SHX Text
20

AutoCAD SHX Text
b

AutoCAD SHX Text
  |

AutoCAD SHX Text
20/1

AutoCAD SHX Text
0

AutoCAD SHX Text
22

AutoCAD SHX Text
21

AutoCAD SHX Text
c

AutoCAD SHX Text
  |

AutoCAD SHX Text
20/1

AutoCAD SHX Text
0

AutoCAD SHX Text
24

AutoCAD SHX Text
23

AutoCAD SHX Text
a

AutoCAD SHX Text
20/1

AutoCAD SHX Text
0

AutoCAD SHX Text
20/1

AutoCAD SHX Text
0

AutoCAD SHX Text
25

AutoCAD SHX Text
26

AutoCAD SHX Text
b

AutoCAD SHX Text
20/1

AutoCAD SHX Text
0

AutoCAD SHX Text
20/1

AutoCAD SHX Text
0

AutoCAD SHX Text
28

AutoCAD SHX Text
27

AutoCAD SHX Text
c

AutoCAD SHX Text
20/1

AutoCAD SHX Text
0

AutoCAD SHX Text
20/1

AutoCAD SHX Text
0

AutoCAD SHX Text
30

AutoCAD SHX Text
29

AutoCAD SHX Text
PHASE BALANCE PERCENT: PHASE A

AutoCAD SHX Text
PHASE B

AutoCAD SHX Text
PHASE C

AutoCAD SHX Text
BALANCED THREE PHASE AMPS

AutoCAD SHX Text
CONN. KVA

AutoCAD SHX Text
CALC. KVA

AutoCAD SHX Text
CONN. KVA

AutoCAD SHX Text
CALC. KVA

AutoCAD SHX Text
(50%>10)

AutoCAD SHX Text
(100%)

AutoCAD SHX Text
(125%)

AutoCAD SHX Text
(125%)

AutoCAD SHX Text
RECEPTACLES

AutoCAD SHX Text
OTHER MOTORS

AutoCAD SHX Text
LARGEST MOTOR

AutoCAD SHX Text
LIGHTING

AutoCAD SHX Text
TOTAL KVA

AutoCAD SHX Text
HEATING

AutoCAD SHX Text
CONTINUOUS

AutoCAD SHX Text
NONCOIN/DIVERSE

AutoCAD SHX Text
KITCHEN EQUIP

AutoCAD SHX Text
NONCONTINUOUS

AutoCAD SHX Text
(100%)

AutoCAD SHX Text
(125%)

AutoCAD SHX Text
(100%)

AutoCAD SHX Text
95.8

AutoCAD SHX Text
100%

AutoCAD SHX Text
100%

AutoCAD SHX Text
100%

AutoCAD SHX Text
79.6

AutoCAD SHX Text
74

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
5.61

AutoCAD SHX Text
22.4

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
29.1

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
(N/A)

AutoCAD SHX Text
(N/A)

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
RTU-1-RF (ROOF)

AutoCAD SHX Text
PANEL LP-H1 

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
CHWP-2

AutoCAD SHX Text
CHWP-1

AutoCAD SHX Text
RTU-1-SF (ROOF)

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
NB

AutoCAD SHX Text
NB

AutoCAD SHX Text
NB

AutoCAD SHX Text
NB

AutoCAD SHX Text
NB

AutoCAD SHX Text
ML

AutoCAD SHX Text
NB

AutoCAD SHX Text
NB

AutoCAD SHX Text
NB

AutoCAD SHX Text
NB

AutoCAD SHX Text
NB

AutoCAD SHX Text
NB

AutoCAD SHX Text
ML

AutoCAD SHX Text
ML

AutoCAD SHX Text
ML

AutoCAD SHX Text
ML

AutoCAD SHX Text
ML

AutoCAD SHX Text
CKT

AutoCAD SHX Text
#

AutoCAD SHX Text
KVA LOAD

AutoCAD SHX Text
TRIP/POLES

AutoCAD SHX Text
BREAKER

AutoCAD SHX Text
CIRCUIT DESCRIPTION

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
COND.

AutoCAD SHX Text
FEEDER RACEWAY AND CONDUCTORS

AutoCAD SHX Text
ELEC. SERV. RM.

AutoCAD SHX Text
FLOOR

AutoCAD SHX Text
G.E. SPECTRA

AutoCAD SHX Text
UTILITY

AutoCAD SHX Text
100%

AutoCAD SHX Text
3000

AutoCAD SHX Text
480Y/277V 3P 4W

AutoCAD SHX Text
STANDARD

AutoCAD SHX Text
3000

AutoCAD SHX Text
100,000

AutoCAD SHX Text
1600/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
1

AutoCAD SHX Text
800/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
2

AutoCAD SHX Text
60/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
3

AutoCAD SHX Text
60/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
4

AutoCAD SHX Text
200/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
5

AutoCAD SHX Text
400/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
6

AutoCAD SHX Text
600/3

AutoCAD SHX Text
125

AutoCAD SHX Text
CU

AutoCAD SHX Text
(2)2-1/2"C,3#300MCM,#1G

AutoCAD SHX Text
125

AutoCAD SHX Text
125

AutoCAD SHX Text
7

AutoCAD SHX Text
600/3

AutoCAD SHX Text
125

AutoCAD SHX Text
CU

AutoCAD SHX Text
(2)2-1/2"C,3#300MCM,#1G

AutoCAD SHX Text
125

AutoCAD SHX Text
125

AutoCAD SHX Text
8

AutoCAD SHX Text
600/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
9

AutoCAD SHX Text
400/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
10

AutoCAD SHX Text
100/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
11

AutoCAD SHX Text
-/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
12

AutoCAD SHX Text
-/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
13

AutoCAD SHX Text
-/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
14

AutoCAD SHX Text
CONN. KVA

AutoCAD SHX Text
CALC. KVA

AutoCAD SHX Text
CONN. KVA

AutoCAD SHX Text
CALC. KVA

AutoCAD SHX Text
TOTAL CONNECTED KVA BY PHASE

AutoCAD SHX Text
BALANCED THREE PHASE AMPS

AutoCAD SHX Text
HEATING

AutoCAD SHX Text
CONTINUOUS

AutoCAD SHX Text
NONCONTINUOUS

AutoCAD SHX Text
KITCHEN EQUIP

AutoCAD SHX Text
NONCOIN/DIVERSE

AutoCAD SHX Text
TOTAL KVA

AutoCAD SHX Text
(50%>10)

AutoCAD SHX Text
(100%)

AutoCAD SHX Text
(125%)

AutoCAD SHX Text
(125%)

AutoCAD SHX Text
RECEPTACLES

AutoCAD SHX Text
OTHER MOTORS

AutoCAD SHX Text
LARGEST MOTOR

AutoCAD SHX Text
LIGHTING

AutoCAD SHX Text
(100%)

AutoCAD SHX Text
(125%)

AutoCAD SHX Text
(100%)

AutoCAD SHX Text
249

AutoCAD SHX Text
249

AutoCAD SHX Text
249

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
748

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
93.5

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
374

AutoCAD SHX Text
0

AutoCAD SHX Text
1,010

AutoCAD SHX Text
(N/A)

AutoCAD SHX Text
(N/A)

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
842

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
MSB 

AutoCAD SHX Text
T-1 / SWBD LP-1 

AutoCAD SHX Text
TRANS PP1 

AutoCAD SHX Text
LIB RTU 

AutoCAD SHX Text
T-2 PNL DP 

AutoCAD SHX Text
1-HD-1 

AutoCAD SHX Text
CH-1 (ROOF)

AutoCAD SHX Text
CH-2 (ROOF)

AutoCAD SHX Text
SPARE (FUTURE CHILLER) 

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
SPACE 

AutoCAD SHX Text
SPACE 

AutoCAD SHX Text
SPACE 

AutoCAD SHX Text
CKT

AutoCAD SHX Text
#

AutoCAD SHX Text
KVA LOAD

AutoCAD SHX Text
TRIP/POLES

AutoCAD SHX Text
BREAKER

AutoCAD SHX Text
CIRCUIT DESCRIPTION

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
COND.

AutoCAD SHX Text
FEEDER RACEWAY AND CONDUCTORS

AutoCAD SHX Text
ELEC. SERV. RM.

AutoCAD SHX Text
FLOOR

AutoCAD SHX Text
G.E. SPECTRA

AutoCAD SHX Text
UTILITY

AutoCAD SHX Text
100%

AutoCAD SHX Text
3000

AutoCAD SHX Text
480Y/277V 3P 4W

AutoCAD SHX Text
STANDARD

AutoCAD SHX Text
3000

AutoCAD SHX Text
100,000

AutoCAD SHX Text
1600/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
1

AutoCAD SHX Text
800/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
2

AutoCAD SHX Text
60/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
3

AutoCAD SHX Text
60/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
4

AutoCAD SHX Text
200/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
5

AutoCAD SHX Text
400/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
6

AutoCAD SHX Text
-/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
7

AutoCAD SHX Text
-/3

AutoCAD SHX Text
0

AutoCAD SHX Text
CU

AutoCAD SHX Text
-

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
8

AutoCAD SHX Text
CONN. KVA

AutoCAD SHX Text
CALC. KVA

AutoCAD SHX Text
CONN. KVA

AutoCAD SHX Text
CALC. KVA

AutoCAD SHX Text
TOTAL CONNECTED KVA BY PHASE

AutoCAD SHX Text
BALANCED THREE PHASE AMPS

AutoCAD SHX Text
HEATING

AutoCAD SHX Text
CONTINUOUS

AutoCAD SHX Text
NONCONTINUOUS

AutoCAD SHX Text
KITCHEN EQUIP

AutoCAD SHX Text
NONCOIN/DIVERSE

AutoCAD SHX Text
TOTAL KVA

AutoCAD SHX Text
(50%>10)

AutoCAD SHX Text
(100%)

AutoCAD SHX Text
(125%)

AutoCAD SHX Text
(125%)

AutoCAD SHX Text
RECEPTACLES

AutoCAD SHX Text
OTHER MOTORS

AutoCAD SHX Text
LARGEST MOTOR

AutoCAD SHX Text
LIGHTING

AutoCAD SHX Text
(100%)

AutoCAD SHX Text
(125%)

AutoCAD SHX Text
(100%)

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
(N/A)

AutoCAD SHX Text
(N/A)

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
0

AutoCAD SHX Text
(E)MSB 

AutoCAD SHX Text
SWBD LP-1 

AutoCAD SHX Text
TRANS PP1 

AutoCAD SHX Text
LIB RTU 

AutoCAD SHX Text
TR2 PNL DP 

AutoCAD SHX Text
1-HD-1 

AutoCAD SHX Text
SPACE 

AutoCAD SHX Text
SPACE 

AutoCAD SHX Text
NOTE: LOADS AND SPACES REPRESENT ALL SECTIONS OF EXISTING MSB-1.

AutoCAD SHX Text
NOTE: LOADS AND SPACES REPRESENT ALL EXISTING AND NEW SECTIONS OF MSB-1.

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506

AutoCAD SHX Text
1. HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES HANDWRITTEN BRANCH CIRCUIT PANELBOARD SCHEDULES ARE NOT ACCEPTABLE. 2. ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE ALL CIRCUITS IN EXISTING PANELS MODIFIED WITH THE SCOPE OF WORK AND NEW PANELS SHALL HAVE TYPEWRITTEN CIRCUIT DIRECTORIES WITH SPECIFIC INFORMATION ON DEVICE AND ROOM(S) SERVED BY THE CORRESPONDING BREAKER. 3. INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH INCLUDE A PRINTED THERMOGRAPHIC LABEL AT EACH BREAKER SPACE CORRESPONDING TO THE TYPEWRITTEN PANEL SCHEDULE. 4. ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC ALL WIRING DEVICES SHALL HAVE A THERMOGRAPHIC LABEL ON EACH FACE PLATE INDICATING THE PANEL AND CIRCUIT NUMBER THE DEVICE IS SERVED BY.



EXISTING BRANCH PANEL PANEL TO REMAIN

EXISTING BRANCH PANEL PANEL TO REMAIN

EXISTING BRANCH PANEL PANEL TO REMAIN

EXISTING BRANCH PANEL PANEL TO REMAIN

FIRE ALARM SYSTEM NOTES:

TYPICAL FIRE ALARM AND DETECTION SYSTEM RISER DIAGRAM1

FIRE ALARM  & DETECTION DEVICE SCHEDULE

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

LIC
EN

SE

D PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

FIRE ALARM
DETAILS

TDC

BRK

E30

AutoCAD SHX Text
SYSTEM OUTPUTS

AutoCAD SHX Text
CONTROL UNIT ANNUNCIATION

AutoCAD SHX Text
NOTIFICATION

AutoCAD SHX Text
AUXILIARY CONTROL

AutoCAD SHX Text
AUDIBLE ALARM INDICATION

AutoCAD SHX Text
VISUAL ALARM INDICATION

AutoCAD SHX Text
SUPERVISORY SIGNAL INDICATION

AutoCAD SHX Text
TROUBLE SIGNAL INDICATION

AutoCAD SHX Text
ACTUATE AUDIBLE COMMON TROUBLE SIGNAL

AutoCAD SHX Text
ACTUATE AUDIBLE ALARM SEQUENCE

AutoCAD SHX Text
ACTUATE VISUAL ALARM SEQUENCE

AutoCAD SHX Text
SEND ALARM SIGNAL TO DIGITAL COMMUNICATOR

AutoCAD SHX Text
SEND SUPERVISORY SIGNAL TO DIGITAL COMMUNICATOR

AutoCAD SHX Text
SEND TROUBLE SIGNAL TO DIGITAL COMMUNICATOR

AutoCAD SHX Text
ACTIVATE HVAC CONTROL SHUT DOWN SEQUENCE

AutoCAD SHX Text
SYSTEM INPUTS

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
J

AutoCAD SHX Text
K

AutoCAD SHX Text
L

AutoCAD SHX Text
M

AutoCAD SHX Text
N

AutoCAD SHX Text
O

AutoCAD SHX Text
P

AutoCAD SHX Text
Q

AutoCAD SHX Text
R

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
U

AutoCAD SHX Text
V

AutoCAD SHX Text
W

AutoCAD SHX Text
X

AutoCAD SHX Text
Y

AutoCAD SHX Text
Z

AutoCAD SHX Text
1

AutoCAD SHX Text
MANUAL FIRE ALARM PULL STATIONS

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
SMOKE DETECTORS

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
HEAT DETECTORS

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
FIRE ALARM AC POWER FAILURE

AutoCAD SHX Text
X

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
FIRE ALARM SYSTEM LOW BATTERY

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
8

AutoCAD SHX Text
9

AutoCAD SHX Text
OPEN CIRCUIT

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
9

AutoCAD SHX Text
10

AutoCAD SHX Text
GROUND FAULT

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
10

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
NOTIFICATION APPLIANCE CIRCUIT SHORT

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
J

AutoCAD SHX Text
K

AutoCAD SHX Text
L

AutoCAD SHX Text
M

AutoCAD SHX Text
N

AutoCAD SHX Text
O

AutoCAD SHX Text
P

AutoCAD SHX Text
Q

AutoCAD SHX Text
R

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
U

AutoCAD SHX Text
V

AutoCAD SHX Text
W

AutoCAD SHX Text
X

AutoCAD SHX Text
Y

AutoCAD SHX Text
Z

AutoCAD SHX Text
AR

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
1.   COORDINATE ALL WORK WITH THE FIRE ALARM SYSTEM MANUFACTURER'S REPRESENTATIVE DURING THE

AutoCAD SHX Text
BIDDING PROCESS.  INCLUDE ALL MATERIALS, LABOR AND PROGRAMMING IN BID PROPOSAL TO PROVIDE

AutoCAD SHX Text
COMPLETE AND OPERATIONAL INSTALLATION OF CENTRAL FIRE ALARM SYSTEM MODIFICATIONS.

AutoCAD SHX Text
2.   SEE PLANS FOR EQUIPMENT LOCATIONS AND DEVICE QUANTITIES.

AutoCAD SHX Text
3.   ALL FIRE ALARM CABLING MAY BE ROUTED OPEN ABOVE ACCESSIBLE CEILINGS.  ALL SUPPORTS SHALL

AutoCAD SHX Text
BE SPACED A MAXIMUM 5'-0".

AutoCAD SHX Text
4.   EXPOSED CONDUIT OR CABLING IS NOT PERMITTED.  CABLING SHALL BE IN RED CONDUIT IN

AutoCAD SHX Text
UNFINISHED AREAS.

AutoCAD SHX Text
5.   ALL CABLING SHALL BE PER MANUFACTURER'S RECOMMENDATIONS.

AutoCAD SHX Text
6.   INCLUDE ALL PROGRAMMING AND SYSTEM MODIFICATIONS IN QUOTATION TO PROVIDE A COMPLETE AND

AutoCAD SHX Text
OPERATIONAL SYSTEM.

AutoCAD SHX Text
7.   ALL FIRE ALARM CIRCUITS MAY BE ROUTED TOGETHER IN THE SAME RACEWAY.

AutoCAD SHX Text
8.   NON-FIRE ALARM CONDUCTORS SHALL NOT BE ROUTED TOGETHER WITH FIRE ALARM CONDUCTORS.

AutoCAD SHX Text
9.   AC LINE VOLTAGE CONDUCTORS SHALL NOT BE ROUTED WITH FIRE ALARM CABLING.

AutoCAD SHX Text
10.  ALL SIGNAL LOOP CIRCUIT (SLC) DEVICES SHALL BE WIRED STYLE 4, CLASS B PER NFPA 72, ARTICLE

AutoCAD SHX Text
3-4.4.

AutoCAD SHX Text
11.  ALL INITIATING DEVICE CIRCUITS (IDC) FOR CONTACT DEVICES SHALL BE WIRED STYLE A, CLASS B PER

AutoCAD SHX Text
NFPA 72, ARTICLE 3-5.  T-TAPPING IS NOT ALLOWED.  EACH CIRCUIT MUST ENTER AND EXIT EVERY

AutoCAD SHX Text
DEVICE IN A CONTINUOUS LOOP TO THE LAST DEVICE WHICH SHALL BE TERMINATED WITH AN

AutoCAD SHX Text
END-OF-LINE RESISTOR.

AutoCAD SHX Text
12.  ALL NOTIFICATION APPLIANCE CIRCUITS (NAC) SHALL BE WIRED STYLE Y, CLASS B PER NFPA 72,

AutoCAD SHX Text
ARTICLE 3-7.  T-TAPPING IS NOT ALLOWED.  EACH CIRCUIT MUST ENTER AND EXIT EVERY DEVICE IN A

AutoCAD SHX Text
CONTINUOUS LOOP TO THE LAST DEVICE WHICH SHALL BE TERMINATED WITH AN END-OF-LINE

AutoCAD SHX Text
RESISTOR.

AutoCAD SHX Text
13.  FIRE ALARM ANNUNCIATOR PANELS SHALL BE MOUNTED AT EXISTING LOCATIONS UNLESS THIS PLACES

AutoCAD SHX Text
PANEL AT MORE THAN 48" A.F.F. TO TOP OF CABINET.

AutoCAD SHX Text
14.  MANUAL PULL STATIONS TO BE MOUNTED AT +42" ABOVE FINISHED FLOOR TO OPERABLE LEVER.

AutoCAD SHX Text
15.  WALL MOUNTED HORN/STROBES TO BE MOUNTED 80" ABOVE FLOOR OR 6" BELOW CEILING, WHICHEVER

AutoCAD SHX Text
IS LOWER.

AutoCAD SHX Text
16.  WIRING SHOWN IS DIAGRAMMATIC ONLY.  ACTUAL CONDUIT ROUTING AND DEVICE LOCATION SHALL BE

AutoCAD SHX Text
DETERMINED IN THE FIELD.

AutoCAD SHX Text
17.  ALL WIRING SHALL BE FROM DEVICE TERMINAL TO DEVICE TERMINAL.

AutoCAD SHX Text
18.  DO NOT ROUTE CONDUITS INTO BOTTOM OF FACP CABINETS.  THE BOTTOM OF CABINETS ARE

AutoCAD SHX Text
RESERVED FOR BACKUP BATTERIES.

AutoCAD SHX Text
19.  UPON ACTIVATION OF ANY INITIATING DEVICE, THE LOCAL PANEL SHALL:

AutoCAD SHX Text
A.  PROVIDE AUDIBLE/VOICE ALARM NOTIFICATION FOR THE BUILDING.

AutoCAD SHX Text
B.   PROVIDE VISUAL ALARM NOTIFICATION FOR THE BUILDING.

AutoCAD SHX Text
19.  ALL INSTALLATIONS SHALL BE UL LISTED FOR FIRE ALARM USE AND COMPLY WITH NFPA 72

AutoCAD SHX Text
REQUIREMENTS.

AutoCAD SHX Text
20.  FIRE ALARM SUBMITTAL DATA SHEETS AND FULL SIZE DRAWINGS SHALL BE SUBMITTED FOR REVIEW BY

AutoCAD SHX Text
THE ARCHITECT/ENGINEER PRIOR TO RELEASE OF ANY EQUIPMENT.  THE INFORMATION SHALL INCLUDE

AutoCAD SHX Text
THE FOLLOWING ITEMS:

AutoCAD SHX Text
A.  FIRE ALARM EQUIPMENT & SPECIFICATIONS.

AutoCAD SHX Text
B.   WIRE AND CABLING.

AutoCAD SHX Text
C.   AUTOCAD PLAN VIEW INDICATING ALL DEVICES AND INTERCONNECTING CABLING.

AutoCAD SHX Text
DUCT SMOKE DETECTORS

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
CARBON-MONOXIDE DETECTOR 

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NONE

AutoCAD SHX Text
F

AutoCAD SHX Text
CO

AutoCAD SHX Text
SYMBOL

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
MANUFACTURER

AutoCAD SHX Text
FACP

AutoCAD SHX Text
AR

AutoCAD SHX Text
RI

AutoCAD SHX Text
EXISTING SIMPLEX #4100 ES

AutoCAD SHX Text
ADDRESSABLE FIRE ALARM CONTROL RELAY MODULE LOCATED IN OR ADJACENT TO ASSOCIATED DUCT SMOKE DETECTOR OR OTHER CONTROLLED DEVICE, 24-VOLT, 4-WIRE OPERATION.  RELAY SHALL INCLUDE AN ADDRESSABLE CONTROL MODULE AND SLAVE RELAY WITH AUXILIARY CONTACTS SUITABLE FOR CONTROLLING LOADS AS DESIGNATED.  DEVICE CAN MOUNT IN DUCT DETECTOR HOUSING OR IN STANDARD 4" SQUARE x 2-1/8" BOX.  CONTACTS SHALL BE RATED FOR THE LOAD(S) BEING CONTROLLED.

AutoCAD SHX Text
SIMPLEX

AutoCAD SHX Text
SIMPLEX

AutoCAD SHX Text
SIMPLEX

AutoCAD SHX Text
EXISTING FIRE ALARM SYSTEM CONTROL PANEL, MICRO-PROCESSOR BASED, ADDRESSABLE WITH DUAL DIALER. INCLUDE ALL HARDWARE, SOFTWARE, AND PROGRAMMING AS REQUIRED TO PROVIDE A COMPLETE AND OPERATIONAL SYSTEM.  INCLUDE ALL CONNECTIONS TO FACILITY NETWORK SYSTEM AND DIALER PHONE CONNECTIONS.  SYSTEM SHALL HAVE A MINIMUM 250 ADDRESSABLE DEVICE CAPACITY AND INCLUDE AN INTEGRAL OR SEPARATE (SAME BRAND) VOICE EVACUATION SYSTEM WITH RECORDED VOICE ANNOUNCEMENTS AND ALL HARDWARE/SOFTWARE REQUIRED FOR LIVE VOICE ANNOUNCEMENTS.

AutoCAD SHX Text
ADDRESSABLE DUCT SMOKE DETECTOR, PHOTOELECTRIC ANALOG SENSOR, 2-WIRE OPERATION, 2-PIECE DESIGN, 24-VOLT DC, LOW-PROFILE BASE, MULTI-FUNCTION LED INDICATOR WITH SAMPLING TUBES TO MATCH DUCTWORK DIMENSIONS.  COMPLETE WITH HOUSING AND ALL RELATED ACCESSORIES

AutoCAD SHX Text
REMOTE INDICATING LIGHT/KEY SWITCH, CAPABLE OF PROVIDING REMOTE STATUS FOR SMOKE DETECTORS NOT READILY VISIBLE FROM NORMAL VIEWING POSITION.  COORDINATE EXACT LOCATION WITH OWNER PRIOR TO ROUGH-IN.

AutoCAD SHX Text
BOILER ROOM SIMPLEX #4100 ES

AutoCAD SHX Text
2 #18 (INITIATING CIRCUIT) & 2 #14 (24VDC POWER)

AutoCAD SHX Text
RTU-1-SF

AutoCAD SHX Text
AR

AutoCAD SHX Text
AR

AutoCAD SHX Text
RI

AutoCAD SHX Text
RI

AutoCAD SHX Text
RI

AutoCAD SHX Text
RI

AutoCAD SHX Text
RI

AutoCAD SHX Text
RI

AutoCAD SHX Text
RI

AutoCAD SHX Text
RI

AutoCAD SHX Text
RTU-2 SHUTDOWN

AutoCAD SHX Text
EXISTING FACP

AutoCAD SHX Text
AR

AutoCAD SHX Text
AR

AutoCAD SHX Text
RTU-1 SHUTDOWN

AutoCAD SHX Text
RTU-1-RF

AutoCAD SHX Text
RTU-2-SF

AutoCAD SHX Text
RTU-2-SF

AutoCAD SHX Text
RI

AutoCAD SHX Text
RI

AutoCAD SHX Text
RTU-2-RF

AutoCAD SHX Text
No.

AutoCAD SHX Text
Date

AutoCAD SHX Text
Date:

AutoCAD SHX Text
Approved:

AutoCAD SHX Text
Drawn:

AutoCAD SHX Text
Proj. No.:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
Sheet Title:

AutoCAD SHX Text
Revisions

AutoCAD SHX Text
504 N CHURCH STREET  ROCKFORD, ILLINOIS 61103

AutoCAD SHX Text
230 WOODLAWN AVENUE AURORA, ILLINOIS 60506



DEVICE OPENINGS SIDE BY SIDE DETAIL7

NON-INTERRUPTABLE EQUIPMENT GROUNDING CONDUCTOR2 

TYPICAL RECESSED LIGHT FIXTURE WIRING DETAIL6

STI ASSEMBLY SYSTEM NO. C-AJ-3260 FIRE STOP SLEEVE DETAIL1

RECESSED LED PANEL TROFFER MOUNTING DETAIL4

 
BACKBOX MOUNTING DETAIL3

TYPICAL PANEL/EQUIPMENT LABEL DETAIL5

TYPICAL        /          CONTROL WIRING DIAGRAM8

NOTE:

A
U
B
U
R
N
 H

IG
H
 S

C
H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS
 6

1
1
0
1

5
1

1
0

 A
U
B
U
R
N
 S

T.

      2309

09/09/2022

L IC
EN

SED PROFESSIONAL ENGINEER

STATE
OF ILLI NOIS

BRIAN R.
KEITH

062-050306
EXPIRES: 30NOV23

DATE: 9/09/2022

ELECTRICAL DETAILS

TDC

BRK

E40

AutoCAD SHX Text
NOTES: 1. HORIZONTAL CONDUIT CONNECTION BETWEEN BOXES LESS THAN 2'-0" NOT PERMITTED.  HORIZONTAL CONDUIT CONNECTION BETWEEN BOXES LESS THAN 2'-0" NOT PERMITTED.  SEE SPECIFICATIONS AND DRAWING NOTES FOR ADDITIONAL SPACE REQUIREMENTS BETWEEN DEVICES. 2. ALL BACK BOXES SHALL BE A MINIMUM 2-1/8" DEEP.ALL BACK BOXES SHALL BE A MINIMUM 2-1/8" DEEP.

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NONE

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NONE

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NONE

AutoCAD SHX Text
JUNCTION BOX

AutoCAD SHX Text
NOTE: 1. PROVIDE MINIMUM 2#18 AWG CONDUCTORS FOR 0-10-VDC DIMMING CONTROL FOR ALL PROVIDE MINIMUM 2#18 AWG CONDUCTORS FOR 0-10-VDC DIMMING CONTROL FOR ALL FIXTURES CONTROLLED WITH DIMMER SWITCHES. 

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
SECTION A-A

AutoCAD SHX Text
A

AutoCAD SHX Text
A

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
NONE

AutoCAD SHX Text
1. FLOOR OR WALL ASSEMBLY - MIN 4-1/2 IN. (114 MM) THICK REINFORCED LIGHTWEIGHT OR NORMAL WEIGHT (100-150 PCF OR 1600-2400 FLOOR OR WALL ASSEMBLY - MIN 4-1/2 IN. (114 MM) THICK REINFORCED LIGHTWEIGHT OR NORMAL WEIGHT (100-150 PCF OR 1600-2400 KG/M3) CONCRETE. WALL MAY ALSO BE CONSTRUCTED OF ANY UL CLASSIFIED CONCRETE BLOCKS*. FLOOR MAY ALSO BE CONSTRUCTED OF ANY UL CLASSIFIED HOLLOW-CORE PRECAST CONCRETE UNITS*. DIAM OF OPENING TO BE 6 IN. (152 MM). SEE CONCRETE BLOCKS (CAZT) OR PRECAST CONCRETE UNITS (CFTV) CATEGORY IN THE FIRE RESISTANCE DIRECTORY FOR NAMES OF MANUFACTURERS. 2. STEEL SLEEVE - (OPTIONAL) - NOM 6 IN. (152 MM) DIAM SCHEDULE 10 TO SCHEDULE 40 STEEL PIPE OR RIGID STEEL CONDUIT CAST OR STEEL SLEEVE - (OPTIONAL) - NOM 6 IN. (152 MM) DIAM SCHEDULE 10 TO SCHEDULE 40 STEEL PIPE OR RIGID STEEL CONDUIT CAST OR GROUTED INTO CONCRETE FLOOR OR WALL FLUSH WITH FLOOR OR WALL SURFACES. 3. FIRESTOP DEVICE* - ONE FIRESTOP DEVICE MODULE CENTERED WITHIN THE OPENING. THE FIRESTOP DEVICE MODULE CONSISTS OF A 4 BY FIRESTOP DEVICE* - ONE FIRESTOP DEVICE MODULE CENTERED WITHIN THE OPENING. THE FIRESTOP DEVICE MODULE CONSISTS OF A 4 BY 4-5/8 BY 14 IN. (102 BY 118 BY 356 MM) LONG GALV STEEL TUBE WITH AN INTUMESCENT MATERIAL LINING. SERIES 44 DEVICE MODULES HAVE SPRING-LOADED STEEL RETAINER PLATES. FIRESTOP DEVICE MODULE TO BE INSTALLED IN ACCORDANCE WITH THE ACCOMPANYING INSTALLATION INSTRUCTIONS. THE SPACE BETWEEN THE FIRESTOP DEVICE MODULE AND THE PERIPHERY OF THE OPENING SHALL BE MIN 0 IN. (0 MM, POINT CONTACT) TO MAX 1 IN. (25 MM). FIRESTOP DEVICE MODULE SECURED IN PLACE BY MEANS OF STEEL RESTRAINT PLATES SIZED TO ACCOMMODATE THE FIRESTOP DEVICE MODULE. STEEL RESTRAINT PLATES EACH PROVIDED WITH AN INTUMESCENT GASKET AND SIZED TO LAP ONTO FLOOR OR WALL SURFACES. STEEL RESTRAINT PLATE INSTALLED ON BOTH SIDES OF FLOOR OR WALL AND SECURED TO FIRESTOP DEVICE MODULE WITH STEEL SET SCREWS. THE FIRESTOP DEVICE MODULE IS TO BE INSTALLED WITH ITS ENDS PROJECTING AN EQUAL DISTANCE BEYOND EACH SURFACE OF THE FLOOR OR WALL ASSEMBLY. AS AN OPTION, FIRESTOP DEVICE MAY BE CAST OR GROUTED INTO FLOOR WALL ASSEMBLY. WHEN DEVICE IS CAST OR GROUTED IN PLACE, THE STEEL RESTRAINT PLATES ARE OPTIONAL. TO ACHIEVE AIR LEAKAGE RATINGS WITH THE SERIES 44 DEVICE MODULE ONLY, INTEGRAL HOOK AND EYE WINDOW ATTACHMENT LOCATIONS ON RIGHT AND LEFT SIDE OF SINGLE INSTALLED PATHWAYS AND GANGED PATHWAY GROUPS MUST BE SEALED USING THE STICKERS PROVIDED USING THE STICKERS PROVIDED WITH DEVICE MODULE. SPECIFIED TECHNOLOGIES INC - EZ PATH SERIES 44 OR SERIES 44+ FIRE RATED PATHWAY  3A.  FIRESTOP DEVICE* - EXTENSION MODULE - (OPTIONAL, NOT SHOWN) - EXTENSION MODULE ATTACHED TO ENDS OF FIRESTOP DEVICE (ITEM FIRESTOP DEVICE* - EXTENSION MODULE - (OPTIONAL, NOT SHOWN) - EXTENSION MODULE ATTACHED TO ENDS OF FIRESTOP DEVICE (ITEM 3) TO INCREASE ITS LENGTH TO FACILITATE INSTALLATION IN THICKER FLOORS OR WALLS. EACH MODULE CONSISTS OF A 4 BY 4-5/8 BY 6 IN. (102 BY 118 BY 152 MM) LONG GALV STEEL TUBE WITH AN INTUMESCENT MATERIAL LINING. EXTENSION MODULE TO BE INSTALLED IN ACCORDANCE WITH THE ACCOMPANYING INSTALLATION INSTRUCTIONS. WHEN MODULE IS USED, FIRESTOP DEVICE (ITEM 3) AND EXTENSION MODULE(S) SECURED IN PLACE BY MEANS OF STEEL PLATES INSTALLED WITH GASKETING MATERIAL SUPPLIED WITH PRODUCT. STEEL PLATES INSTALLED ON BOTH SIDES OF FLOOR OR WALL AND SECURED TO DEVICE OR EXTENSION MODULE BY MEANS OF STEEL SET SCREWS PROVIDED WITH PLATES. FIRESTOP DEVICE AND EXTENSION MODULE(S) ASSEMBLY TO BE INSTALLED WITH ENDS PROJECTING AN EQUAL DISTANCE BEYOND EACH SURFACE OF THE FLOOR OR WALL ASSEMBLY. SPECIFIED TECHNOLOGIES INC - EZ PATH SERIES 44+ EXTENSION 4. CABLES - WITHIN THE LOADING AREA FOR EACH FIRESTOP DEVICE MODULE, THE LOOSE OR GROUPED CABLES MAY REPRESENT A 0 TO 100 CABLES - WITHIN THE LOADING AREA FOR EACH FIRESTOP DEVICE MODULE, THE LOOSE OR GROUPED CABLES MAY REPRESENT A 0 TO 100 PERCENT VISUAL FILL. CABLES TO BE RIGIDLY SUPPORTED ON BOTH SIDES OF THE FLOOR OR WALL ASSEMBLY. ANY COMBINATION OF THE FOLLOWING TYPES OF CABLES MAY BE USED: A. MAX 400 PAIR NO. 24 AWG (OR SMALLER) COPPER CONDUCTOR TELECOMMUNICATION CABLE WITH POLYVINYL CHLORIDE (PVC) OR MAX 400 PAIR NO. 24 AWG (OR SMALLER) COPPER CONDUCTOR TELECOMMUNICATION CABLE WITH POLYVINYL CHLORIDE (PVC) OR PLENUIM-RATED JACKETING AND INSULATION. B. MAX 750 KCMIL SINGLE COPPER CONDUCTOR POWER CABLE WITH XLPE JACKET AND INSULATION. MAX 750 KCMIL SINGLE COPPER CONDUCTOR POWER CABLE WITH XLPE JACKET AND INSULATION. C. MAX 7/C NO. 12 AWG COPPER CONDUCTOR CONTROL CABLE WITH PVC OR XLPE JACKET AND INSULATION. MAX 7/C NO. 12 AWG COPPER CONDUCTOR CONTROL CABLE WITH PVC OR XLPE JACKET AND INSULATION. D. MAX 3/C NO. 2/0 AWG METAL CLAD OR ARMORED CABLE WITH STEEL OR ALUMINUM JACKET. MAX 3/C NO. 2/0 AWG METAL CLAD OR ARMORED CABLE WITH STEEL OR ALUMINUM JACKET. E. MAX 3/C NO. 8 AWG NM CABLE (ROMEX) WITH PVC INSULATION AND JACKET. MAX 3/C NO. 8 AWG NM CABLE (ROMEX) WITH PVC INSULATION AND JACKET. F. MAX 4 PAIR NO. 22 AWG (OR SMALLER) COPPER CONDUCTOR DATA CABLE WITH PVC OR PLENUM RATED JACKETING AND INSULATION. MAX 4 PAIR NO. 22 AWG (OR SMALLER) COPPER CONDUCTOR DATA CABLE WITH PVC OR PLENUM RATED JACKETING AND INSULATION. G. COAXIAL CABLE WITH FLUORINATED ETHYLENE OR PVC INSULATION AND JACKETING HAVING A MAX DIAM OF 5/8 IN. (16 NM). COAXIAL CABLE WITH FLUORINATED ETHYLENE OR PVC INSULATION AND JACKETING HAVING A MAX DIAM OF 5/8 IN. (16 NM). H. OPTICAL FIBER CABLE WITH PVC OR POLYETHYLENE (PE) JACKET AND INSULATION AND HAVING A MAX DIAM OF 5/8 IN. (16 NM) OPTICAL FIBER CABLE WITH PVC OR POLYETHYLENE (PE) JACKET AND INSULATION AND HAVING A MAX DIAM OF 5/8 IN. (16 NM) I. OPTICAL FIBER RACEWAY+ - MAX 1-1/2 IN. (38 MM) DIAM (OR SMALLER) OPTICAL FIBER RACEWAY ("INNERDUCT") FORMED OF EITHER OPTICAL FIBER RACEWAY+ - MAX 1-1/2 IN. (38 MM) DIAM (OR SMALLER) OPTICAL FIBER RACEWAY ("INNERDUCT") FORMED OF EITHER PVC OR POLYVINYLIDENE FLUORIDE (PVDF) WITH OPTICAL FIBER CABLE FILL. RACEWAYS INSTALLED IN ACCORDANCE WITH THE NATIONAL ELECTRICAL CODE (NFPA 70). WHEN CABLE FILL WITHIN THE DEVICE IS MIN 0 PERCENT (EMPTY) TO MAX 20 PERCENT, THE T RATING IS 0 HR. WHEN CABLE FILL WITHIN THE DEVICE IS GREATER THAN 20 PERCENT, THE T RATING IS 1/2 HR. FOR THE SERIES 44 DEVICE MODULE, THE L RATING FOR THE EMPTY FIRESTOP DEVICE MODULE IS 2.3 CFM AT AMBIENT AND AT 400F. WHEN ITEM 4A IS USED, THE L RATING WITH 100 PERCENT VISUAL FILL OF CABLE IS 7.4 CFM/FIRESTOP DEVICE MODULE AT AMBIENT AND 5 CFM/FIRESTOP DEVICE MODULE AT 400F. WHEN ITEM 4F OR 4G IS USED, THE L RATING WITH 100 PERCENT VISUAL FILL OF CABLE IS 6.2 CFM/FIRESTOP DEVICE MODULE AT AMBIENT AND 4.5 CFM/FIRESTOP DEVICE MODULE AT 400F. FOR THE SERIES 44+ DEVICE MODULE, THE L RATING FOR EACH EMPTY FIRESTOP DEVICE MODULE IS LESS THAN 1 CFM AT AMBIENT AND AT 400 F. WHEN ITEM 4A IS USED, THE L RATING WITH 100 PERCENT VISUAL FILL OF CABLE IS 7.4 CFM/FIRESTOP DEVICE MODULE AT AMBIENT AND 5 CFM/FIRESTOP DEVICE MODULE AT 400F. WHEN ITEM 4F OR 4G IS USED, THE L RATING WITH 100 PERCENT VISUAL FILL OF CABLE IS 6.7 CFM/FIRESTOP DEVICE MODULE AT AMBIENT AND AT 400F. +BEARING THE UL LISTING MARK *BEARING THE UL CLASSIFICATION MARK
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1. ALL INSTALLATIONS SHALL BE IN ACCORDANCE WITH ALL FEDERAL, STATE AND LOCAL CODES INCLUDING BUT NOT LIMITED ALL INSTALLATIONS SHALL BE IN ACCORDANCE WITH ALL FEDERAL, STATE AND LOCAL CODES INCLUDING BUT NOT LIMITED TO THE NATIONAL ELECTRICAL CODE, THE INTERNATIONAL BUILDING CODE, AMERICANS WITH DISABILITIES ACT ACCESSIBILITY GUIDELINES, AND INTERNATIONAL ENERGY CONSERVATION CODE.  THE AUTHORITY HAVING JURISDICTION SHALL HAVE THE , AND INTERNATIONAL ENERGY CONSERVATION CODE.  THE AUTHORITY HAVING JURISDICTION SHALL HAVE THE  AND INTERNATIONAL ENERGY CONSERVATION CODE.  THE AUTHORITY HAVING JURISDICTION SHALL HAVE THE FINAL DECISION ON ALL INSTALLATIONS AND PRACTICES. 2. REFER TO THE MATERIAL SCHEDULE, LUMINAIRE SCHEDULE, AND OTHER ASSOCIATED SCHEDULES AND NOTES FOR REFER TO THE MATERIAL SCHEDULE, LUMINAIRE SCHEDULE, AND OTHER ASSOCIATED SCHEDULES AND NOTES FOR MANUFACTURERS AND DESCRIPTIONS OF ELECTRICAL MATERIALS, DEVICES, AND EQUIPMENT. 3. ALL ELECTRICAL CONDUCTORS SHALL BE STRANDED COPPER WITH TYPE THHN-THWN INSULATION UNLESS SPECIFICALLY ALL ELECTRICAL CONDUCTORS SHALL BE STRANDED COPPER WITH TYPE THHN-THWN INSULATION UNLESS SPECIFICALLY NOTED OTHERWISE.  THE MINIMUM WIRE SIZE SHALL BE #12 AWG. 4. CIRCUIT IDENTIFICATION NUMBERS ARE TO COORDINATE CIRCUITING WITH THE ASSOCIATED PANEL.  THE CIRCUIT NUMBERS CIRCUIT IDENTIFICATION NUMBERS ARE TO COORDINATE CIRCUITING WITH THE ASSOCIATED PANEL.  THE CIRCUIT NUMBERS SHALL BE FIELD MODIFIED TO BALANCE THE ELECTRICAL LOAD ON ALL PHASES AS EVENLY AS POSSIBLE. 5. ALL CIRCUITS REQUIRING NEUTRAL CONDUCTORS SHALL HAVE DEDICATED NEUTRALS.  SHARED NEUTRALS ARE NOT ALL CIRCUITS REQUIRING NEUTRAL CONDUCTORS SHALL HAVE DEDICATED NEUTRALS.  SHARED NEUTRALS ARE NOT ALLOWED. 6. A GREEN GROUNDING CONDUCTOR SHALL BE CONNECTED TO ALL LOADS SERVED.  THE CONDUCTOR SHALL BE SIZED PER A GREEN GROUNDING CONDUCTOR SHALL BE CONNECTED TO ALL LOADS SERVED.  THE CONDUCTOR SHALL BE SIZED PER THE NATIONAL ELECTRICAL CODE TO ACCOMMODATE THE LOAD SERVED.  ALL GROUNDING CONDUCTORS SHALL BE INSTALLED IN CONDUIT. 7. ALL BUILDING WIRING SHALL BE INSTALLED IN CONDUIT.  MINIMUM SIZE SHALL BE 3/4". ALL BUILDING WIRING SHALL BE INSTALLED IN CONDUIT.  MINIMUM SIZE SHALL BE 3/4". 8. MC CABLING IS NOT PERMITTED UNLESS SPECIFICALLY NOTED OTHERWISE. MC CABLING IS NOT PERMITTED UNLESS SPECIFICALLY NOTED OTHERWISE. 9. ALL CONDUITS SHALL BE CONCEALED IN WALLS, ABOVE CEILINGS, ETC. WHERE POSSIBLE.  ALL CONDUIT ROUTED EXPOSED ALL CONDUITS SHALL BE CONCEALED IN WALLS, ABOVE CEILINGS, ETC. WHERE POSSIBLE.  ALL CONDUIT ROUTED EXPOSED SHALL BE A PRE-MANUFACTURED SURFACE RACEWAY (IE. WIREMOLD OR EQUAL) WITH THE EQUIVALENT USABLE AREA OF THE SUBSTITUTED CONDUIT.  EXPOSED SURFACE RACEWAY SHALL NOT BE PERMITTED WITHOUT PRIOR APPROVAL FROM ARCHITECT/ENGINEER. ALL EXPOSED SURFACE RACEWAY SHALL BE ROUTED PARALLEL AND PERPENDICULAR TO WALLS AND CEILINGS.  SURFACE WIREWAY SHALL BE FACTORY OR FIELD PAINTED TO MATCH MOUNTING SURFACE. 10. COORDINATE THE EXACT LOCATION OF ALL DEVICES WITH OTHER TRADES, ARCHITECTURAL ELEVATIONS, AND REVIEWED COORDINATE THE EXACT LOCATION OF ALL DEVICES WITH OTHER TRADES, ARCHITECTURAL ELEVATIONS, AND REVIEWED SUBMITTALS PRIOR TO ROUGH-IN. 11. ALL CUTTING AND PATCHING REQUIRED FOR CONDUITS, DEVICES OR OTHER ELECTRICAL EQUIPMENT SHALL BE THE ALL CUTTING AND PATCHING REQUIRED FOR CONDUITS, DEVICES OR OTHER ELECTRICAL EQUIPMENT SHALL BE THE RESPONSIBILITY OF THE ELECTRICAL CONTRACTOR. 12. ALL PENETRATIONS THROUGH FIRE-RATED WALLS, FLOORS, AND CEILINGS SHALL BE SEALED WITH AN APPROVED ALL PENETRATIONS THROUGH FIRE-RATED WALLS, FLOORS, AND CEILINGS SHALL BE SEALED WITH AN APPROVED FIRE-RATED SYSTEM EQUAL TO OR EXCEEDING THE RATING OF THE MATERIAL PENETRATED. 13. COORDINATE LOCATIONS OF ALL ELECTRICAL ITEMS INCLUDING LIGHTING FIXTURES, CEILING MOUNTED DEVICES (OCCUPANCY COORDINATE LOCATIONS OF ALL ELECTRICAL ITEMS INCLUDING LIGHTING FIXTURES, CEILING MOUNTED DEVICES (OCCUPANCY SENSORS, FIRE ALARM DETECTORS, SPEAKERS, ETC.) WITH EACH OTHER AND WITH ALL SPRINKLER HEADS, AIR SUPPLY DIFFUSER AND AIR RETURN GRILLES.  ALL CEILING DEVICES SHALL BE CENTERED IN CEILING TILE. 14. COORDINATE ALL MOUNTING OF ELECTRICAL MATERIALS, EQUIPMENT, AND DEVICES REQUIRED FOR EQUIPMENT/DEVICES COORDINATE ALL MOUNTING OF ELECTRICAL MATERIALS, EQUIPMENT, AND DEVICES REQUIRED FOR EQUIPMENT/DEVICES SUPPLIED BY OTHERS.  ELECTRICAL ITEMS SHALL BE MOUNTED TO AVOID ANY INTERFERENCE WITH OTHER EQUIPMENT OPERATION OR ACCESS.  ALL INSTALLATIONS OF ELECTRICAL ITEMS FOR EQUIPMENT/DEVICES SUPPLIED BY OTHERS SHALL BE COORDINATED AND APPROVED BY SUPPLYING CONTRACTOR PRIOR TO ROUGH-IN. 15. BOXES LOCATED ON OPPOSITE SIDES OF FIRE RATED WALLS SHALL BE OFFSET A MINIMUM OF 24" OR A FIRE RATED BOXES LOCATED ON OPPOSITE SIDES OF FIRE RATED WALLS SHALL BE OFFSET A MINIMUM OF 24" OR A FIRE RATED MATERIAL EQUAL TO OR GREATER THAN THE FIRE WALL MATERIAL RATING SHALL BE INSTALLED AROUND THE BOX.  BOXES LOCATED ON OPPOSITE SIDES OF NON-FIRE RATED WALLS SHALL BE OFFSET A MINIMUM 6". 16. REMOVE AND REINSTALL ALL CEILING TILES NECESSARY TO PERFORM REQUIRED ELECTRICAL WORK.  ALL CEILING TILES REMOVE AND REINSTALL ALL CEILING TILES NECESSARY TO PERFORM REQUIRED ELECTRICAL WORK.  ALL CEILING TILES WHICH ARE DAMAGED DURING REMOVAL/REINSTALLATION, SHALL BE REPLACED WITH NEW TILES OF THE SAME MANUFACTURER AND MODEL AS EXISTING TILE. 17. FLUSH MOUNT ALL TOGGLE SWITCHES TO MATCH EXISTING ADJACENT INSTALLATION. FLUSH MOUNT ALL TOGGLE SWITCHES TO MATCH EXISTING ADJACENT INSTALLATION. 18. FLUSH MOUNT ALL RECEPTACLES AND TELECOMMUNICATIONS OUTLETS 18" ABOVE THE FINISHED FLOOR TO THE CENTER OF FLUSH MOUNT ALL RECEPTACLES AND TELECOMMUNICATIONS OUTLETS 18" ABOVE THE FINISHED FLOOR TO THE CENTER OF THE DEVICE UNLESS OTHERWISE NOTED. 19. ARCHITECTURAL DRAWINGS AND SUBMITTALS.  FIELD VERIFY ALL LOCATIONS PRIOR TO ROUGH-IN. ARCHITECTURAL DRAWINGS AND SUBMITTALS.  FIELD VERIFY ALL LOCATIONS PRIOR TO ROUGH-IN. 20. LINE TYPE KEY: LINE TYPE KEY: a.                          NEW WORK BY THE ELECTRICAL CONTRACTOR                          NEW WORK BY THE ELECTRICAL CONTRACTOR b.                          NEW WORK BY OTHERS OR EXISTING WORK TO REMAIN                          NEW WORK BY OTHERS OR EXISTING WORK TO REMAIN c.                          EXISTING WORK TO BE DEMOLISHED BY THE ELECTRICAL CONTRACTOR                          EXISTING WORK TO BE DEMOLISHED BY THE ELECTRICAL CONTRACTOR 21.                           INDICATES THE TYPE OF CONDUCTORS IN THE CONDUIT.  VERIFY QUANTITY FOR EACH                           INDICATES THE TYPE OF CONDUCTORS IN THE CONDUIT.  VERIFY QUANTITY FOR EACH     SPECIFIC LOAD SERVED. 22. CONDUCTOR TICK MARKS INDICATED ON CONDUITS DO NOT REPRESENT THE QUANTITY OF CONDUCTORS IN THE CONDUIT, CONDUCTOR TICK MARKS INDICATED ON CONDUITS DO NOT REPRESENT THE QUANTITY OF CONDUCTORS IN THE CONDUIT, BUT THE TYPE ONLY.  THE CONTRACTOR IS RESPONSIBLE FOR VERIFYING THE REQUIRED QUANTITY OF GROUND, NEUTRAL, PHASE, AND SWITCH LEGS IN EACH CONDUIT. 23. ALL REQUEST FOR CHANGE PROPOSALS ON THIS PROJECT SHALL INCLUDE A  BREAKDOWN OF MATERIALS, LABOR, AND ALL REQUEST FOR CHANGE PROPOSALS ON THIS PROJECT SHALL INCLUDE A  BREAKDOWN OF MATERIALS, LABOR, AND , AND  AND SUBCONTRACTORS, WITH SUFFICIENT DETAIL FOR ENGINEER EVALUATION. EACH SEPARATE PROPOSAL REQUEST ITEM SHALL INCLUDE SEPARATE MATERIALS AND LABOR BREAKDOWNS. EACH ITEM BREAKDOWN SHALL BE AN ITEMIZED LIST OF MATERIALS WITH QUANTITIES AND THE APPLIED LABOR UNITS, UNLESS OTHERWISE APPROVED. SUPPLIER BACK-UP PRICING SHALL BE INCLUDED ON THE SUPPLIERS' LETTERHEAD. ALL LABOR UNITS ASSOCIATED WITH THE NEW MATERIAL INSTALLATIONS SHALL NOT EXCEED 75% OF THE NECA 1 LABOR RATES, WITHOUT SPECIFIC PERMISSION.
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1. THE DRAWINGS ARE INTENDED TO INDICATE THE SCOPE OF WORK REQUIRED FOR THIS PROJECT.  THEY ARE NOT INTENDED THE DRAWINGS ARE INTENDED TO INDICATE THE SCOPE OF WORK REQUIRED FOR THIS PROJECT.  THEY ARE NOT INTENDED TO INDICATE THE LOCATION OF ALL DEVICES, JUNCTION BOXES, CONDUITS, ETC..  THE CONTRACTOR SHALL VISIT THE SITE PRIOR TO BIDDING TO VERIFY ALL RELEVANT EXISTING CONDITIONS. 2. DISCONNECT ALL ELECTRICAL SYSTEMS AS REQUIRED IN FLOORS, WALLS, CEILINGS AND OTHER STRUCTURES SCHEDULED DISCONNECT ALL ELECTRICAL SYSTEMS AS REQUIRED IN FLOORS, WALLS, CEILINGS AND OTHER STRUCTURES SCHEDULED FOR DEMOLITION. 3. ELECTRICAL ITEMS (i.e., LIGHTING FIXTURES, RECEPTACLES, SWITCHES, ETC.) REMOVED AND NOT RELOCATED, REMAIN THE ELECTRICAL ITEMS (i.e., LIGHTING FIXTURES, RECEPTACLES, SWITCHES, ETC.) REMOVED AND NOT RELOCATED, REMAIN THE PROPERTY OF THE OWNER.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE DISPOSAL OF MATERIAL THE OWNER DOES NOT WANT TO REUSE OR RETAIN (i.e., FOR MAINTENANCE PROPOSES). 4. PROVIDE TEMPORARY WIRING AND ASSOCIATED CONNECTIONS AS REQUIRED TO MAINTAIN EXISTING SYSTEMS OPERATION PROVIDE TEMPORARY WIRING AND ASSOCIATED CONNECTIONS AS REQUIRED TO MAINTAIN EXISTING SYSTEMS OPERATION DURING CONSTRUCTION.  ASSUME ALL EQUIPMENT MUST REMAIN OPERATIONAL DURING CONSTRUCTION UNLESS SPECIFICALLY NOTED OTHERWISE. 5. THE CONTRACTOR SHALL OBTAIN APPROVAL FROM THE OWNER BEFORE TURNING OFF POWER TO CIRCUITS, FEEDERS, THE CONTRACTOR SHALL OBTAIN APPROVAL FROM THE OWNER BEFORE TURNING OFF POWER TO CIRCUITS, FEEDERS, PANELS, ETC., OR DISABLING SYSTEMS IN PART OR WHOLE. COORDINATE ALL OUTAGES WITH OWNER.   6. PROTECT WALLS, CEILINGS, FLOORS, AND OTHER EXISTING FINISH WORK THAT ARE TO REMAIN AND ARE EXPOSED DURING PROTECT WALLS, CEILINGS, FLOORS, AND OTHER EXISTING FINISH WORK THAT ARE TO REMAIN AND ARE EXPOSED DURING SELECTIVE DEMOLITION OPERATIONS. 7. DEMOLISH AND REMOVE EXISTING CONSTRUCTION ONLY TO THE EXTENT REQUIRED BY NEW CONSTRUCTION AND AS DEMOLISH AND REMOVE EXISTING CONSTRUCTION ONLY TO THE EXTENT REQUIRED BY NEW CONSTRUCTION AND AS INDICATED.  USE METHODS REQUIRED TO COMPLETE WORK WITHIN LIMITATIONS OF GOVERNING REGULATIONS AND AS INDICATED IN THESE NOTES. 8. WHERE LIGHTS, SWITCHES, RECEPTACLES, OR OTHER ELECTRICAL ITEMS, ARE BEING REMOVED ALL ASSOCIATED CONDUIT WHERE LIGHTS, SWITCHES, RECEPTACLES, OR OTHER ELECTRICAL ITEMS, ARE BEING REMOVED ALL ASSOCIATED CONDUIT AND WIRE BACK TO THE PANEL BOARD OR FEEDER JUNCTION BOX SERVING THE DEVICE SHALL ALSO BE REMOVED, UNLESS THE CONDUIT CAN BE REUSED FOR NEW CONDUCTORS.  EXISTING OPENINGS IN WALLS TO REMAIN SHALL BE PATCHED WITH DRYWALL, TAPED AND PAINTED TO MATCH EXISTING CONDITIONS.  BLANK COVER PLATES OVER UNUSED OPENINGS IS ARE IS ARE  ARE ARE NOT ALLOWED.  ALL ABANDONED CONDUITS EXTENDING FROM WALLS ABOVE CEILINGS SHALL BE CUT OFF FLUSH WITH THE STUD AND PLUGGED. 9. ALL CONDUIT SHALL BE REMOVED WHERE WALLS ARE BEING REMOVED.  WHERE CONDUIT IS IN THE CONCRETE SLAB, CUT ALL CONDUIT SHALL BE REMOVED WHERE WALLS ARE BEING REMOVED.  WHERE CONDUIT IS IN THE CONCRETE SLAB, CUT OFF FLUSH, PULL OUT WIRE, AND PLUG.  WHERE CONDUIT IS RUN EXPOSED, ALL ASSOCIATED CLAMPS, SUPPORTS, HANGERS, ETC., SHALL ALSO BE REMOVED. CONDUIT CONCEALED IN WALL CONSTRUCTION MAY BE ABANDONED IN PLACE, IF NOT AFFECTED BY OTHER CONSTRUCTION. 10. THIS CONTRACTOR SHALL COORDINATE ALL HIS WORK WITH OTHER CONTRACTORS AT THE JOB SITE BEFORE REMOVING THIS CONTRACTOR SHALL COORDINATE ALL HIS WORK WITH OTHER CONTRACTORS AT THE JOB SITE BEFORE REMOVING EXISTING AND INSTALLING NEW ELECTRICAL ITEMS. 11. EXISTING CONDUIT IN GOOD CONDITION, MAY BE REUSED IN PLACE.  RELOCATED EXISTING CONDUIT SHALL NOT BE EXISTING CONDUIT IN GOOD CONDITION, MAY BE REUSED IN PLACE.  RELOCATED EXISTING CONDUIT SHALL NOT BE ALLOWED.  BONDING CONDUCTORS SHALL BE INSTALLED IN ALL REUSED CONDUIT TO ASSURE PROPER GROUND PATH. 12. EQUIPMENT/DEVICE REMOVAL IN CERTAIN LOCATIONS MAY REQUIRE THE INSTALLATION OF A JUNCTION BOX TO RECONNECT EQUIPMENT/DEVICE REMOVAL IN CERTAIN LOCATIONS MAY REQUIRE THE INSTALLATION OF A JUNCTION BOX TO RECONNECT CIRCUITS THAT REMAIN IN OPERATION.  EXTEND CONDUIT AND WIRING AS REQUIRED TO MAINTAIN CIRCUIT TO REMAINING EQUIPMENT. 13. PROCEED WITH SELECTIVE DEMOLITION SYSTEMATICALLY. PROCEED WITH SELECTIVE DEMOLITION SYSTEMATICALLY. 14. TRANSPORT DEMOLISHED MATERIALS FROM OWNER'S PROPERTY AND LEGALLY DISPOSE OF THEM. TRANSPORT DEMOLISHED MATERIALS FROM OWNER'S PROPERTY AND LEGALLY DISPOSE OF THEM. 15. REMOVE, STORE, CLEAN, REINSTALL, RECONNECT, AND MAKE OPERATIONAL ALL COMPONENTS INDICATED FOR RELOCATION. REMOVE, STORE, CLEAN, REINSTALL, RECONNECT, AND MAKE OPERATIONAL ALL COMPONENTS INDICATED FOR RELOCATION. 16. DO NOT INTERRUPT EXISTING UTILITIES SERVING OCCUPIED OR OPERATING FACILITIES EXCEPT WHEN AUTHORIZED IN WRITING DO NOT INTERRUPT EXISTING UTILITIES SERVING OCCUPIED OR OPERATING FACILITIES EXCEPT WHEN AUTHORIZED IN WRITING BY OWNER AND AUTHORITIES HAVING JURISDICTION.  PROVIDE TEMPORARY SERVICES DURING INTERRUPTIONS TO EXISTING UTILITIES AS ACCEPTABLE BY OWNER AND AUTHORITY HAVING JURISDICTION. 17. SEAL ALL UNUSED OPENINGS DUE TO REMOVAL OF ELECTRICAL EQUIPMENT TO MATCH EXISTING CONSTRUCTION.  ALL SEAL ALL UNUSED OPENINGS DUE TO REMOVAL OF ELECTRICAL EQUIPMENT TO MATCH EXISTING CONSTRUCTION.  ALL UNUSED OPENINGS IN FIRE RATED WALLS SHALL BE SEALED WITH A UL LISTED FIRE SEALING SYSTEM TO MATCH THE EXISTING FIRE RATING. 18. PROPERLY CLOSE ALL UNUSED OPENINGS IN ELECTRICAL ENCLOSURES AND BOXES DUE TO REMOVAL OF ELECTRICAL PROPERLY CLOSE ALL UNUSED OPENINGS IN ELECTRICAL ENCLOSURES AND BOXES DUE TO REMOVAL OF ELECTRICAL MATERIALS. 19. CONTRACTOR SHALL REMOVE AND INSTALL ALL CEILING TILES AS REQUIRED FOR THE EXECUTION OF ELECTRICAL WORK CONTRACTOR SHALL REMOVE AND INSTALL ALL CEILING TILES AS REQUIRED FOR THE EXECUTION OF ELECTRICAL WORK THAT IS OUTSIDE THE CONTRACT LIMITS OF CONSTRUCTION.  CONTRACTOR SHALL REPLACE CEILING TILES WITH IDENTICAL MATERIAL WHERE DAMAGED BY THIS CONTRACTOR.  CONTRACTOR SHALL RECORD EXISTING DAMAGE PRIOR TO BEGINNING REMOVAL. 20. BALLASTS MANUFACTURED PRIOR TO 1980 CONTAIN PCB's AND SHALL BE DISPOSED OF BY A FEDERAL OR STATE E.P.A. BALLASTS MANUFACTURED PRIOR TO 1980 CONTAIN PCB's AND SHALL BE DISPOSED OF BY A FEDERAL OR STATE E.P.A. APPROVED METHOD AND IN ACCORDANCE WITH SPECIFICATIONS. 21. FLUORESCENT LAMPS CONTAIN MERCURY AND SHALL BE DISPOSED OF BY A FEDERAL OR STATE E.P.A. APPROVED METHOD FLUORESCENT LAMPS CONTAIN MERCURY AND SHALL BE DISPOSED OF BY A FEDERAL OR STATE E.P.A. APPROVED METHOD AND IN ACCORDANCE WITH SPECIFICATIONS. 22. WHERE TELECOMMUNICATIONS OUTLETS (VOICE/DATA/CATV ETC.) ARE BEING REMOVED, ALL ASSOCIATED CONDUIT AND WHERE TELECOMMUNICATIONS OUTLETS (VOICE/DATA/CATV ETC.) ARE BEING REMOVED, ALL ASSOCIATED CONDUIT AND WIRE BACK TO THE TERMINATION EQUIPMENT SERVING THE DEVICE SHALL ALSO BE REMOVED. 23. WHERE LOW-VOLTAGE SYSTEM CABLING (VOICE/DATA/CATV ETC.) IS EXISTING TO REMAIN, AND SUPPORT METHODS ARE WHERE LOW-VOLTAGE SYSTEM CABLING (VOICE/DATA/CATV ETC.) IS EXISTING TO REMAIN, AND SUPPORT METHODS ARE BEING REMOVED, CABLING MUST BE PROPERLY SUPPORTED AND PROTECTED DURING ALL DEMOLITION AND NEW CONSTRUCTION ACTIVITIES. PROVIDE NEW PERMANENT SUPPORT OF ANY CABLING THAT IS NOT OF SUFFICIENT LENGTH FOR  EXISTING ROUTE AND A MODIFIED ROUTE IS NECESSARY.
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SQUARE D   S-FLEX SERIES EATON   H-MAX SERIES DANFOSS   VACON SERIES TOSHIBA   Q9+ SERIES ALLEN-BRADLEY   POWERFLEX SERIES 
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VARIABLE FREQUENCY DRIVE, WITH BYPASS ISOLATION, SUITABLE FOR HVAC APPLICATIONS, WITH PWM TRANSISTORIZED IGBT INVERTER, FULLY DIGITAL, WITH RECTIFYING, DC FILTERING AND SWITCHING SECTIONS, THREE-PHASE INPUT, THREE-PHASE OUTPUT, ADJUSTABLE RETRY FUNCTION, PROGRAMMABLE FUNCTIONS FOR ACCELERATION AND DECELERATION RATES AND PATTERNS, ELECTRONIC THERMAL PROTECTION SETTINGS, BASE FREQUENCIES, VOLTAGE BOOSTS, AND STALL PROTECTION.  DEVICE SHALL BE CAPABLE OF ACCEPTING EITHER 0-10VDC OR 4-20mA INPUT SIGNALS WITH A MINIMUM OF ONE PROGRAMMABLE ANALOG AND EIGHT DIGITAL INPUTS.  PROVIDE WITH 5000AIC RATING. COORDINATE HORSEPOWER RATING WITH EQUIPMENT SERVED ON THE DRAWINGS.
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ELECTRICAL EQUIPMENT CONNECTION; SIZE CONNECTION PER THE NATIONAL ELECTRICAL CODE, UNLESS LARGER CAPACITY IS NOTED OTHERWISE.  COORDINATE EXACT REQUIREMENTS WITH EQUIPMENT SUPPLIER PRIOR TO ROUGH-IN.
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HUBBELL  5300 SERIES/ WPM826MP LEVITON PASS & SEYMOUR COOPER
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HUBBELL  5300 SERIES LEVITON PASS & SEYMOUR COOPER
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COM-ED UTILITY TRANSFORMER, FURNISHED AND INSTALLED BY COMMONWEALTH EDISON 
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DUPLEX GROUND-FAULT WEATHERPROOF RECEPTACLE; STRAIGHT BLADE, 20-AMPERE SPECIFICATION GRADE, 3-WIRE GROUNDING TYPE, IMPACT RESISTANT THERMOPLASTIC FACE, TEST AND RESET BUTTONS IN FACE, FEDERAL SPECIFICATION AND U.L. LISTED, 2003 U.L. 943 COMPLIANT WITH WEATHERPROOF BOX AND GASKETED COVERPLATE, NEMA 4 RATED "WHILE-IN-USE".
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DUPLEX GROUND-FAULT RECEPTACLE; STRAIGHT BLADE, 20-AMPERE, SPECIFICATION GRADE, 3-WIRE GROUNDING TYPE, IMPACT RESISTANT THERMOPLASTIC FACE, TEST AND RESET BUTTONS IN FACE, FEDERAL SPECIFICATION AND U.L. LISTED, 2003 U.L. 943 COMPLIANT. 
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EXISTING SWITCHBOARD; 1600A, 480Y/277V, 3 , 4W MAIN BREAKER WITHBRANCH BREAKERS INDICATED  
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EXISTING BRANCH CIRCUIT PANELBOARD IN NEMA 1 ENCLOSURE TO REMAIN, 208Y/120V, 3-PHASE, 4-WIRE, BUS RATING AS INDICATED ON RISER DIAGRAMS AND PANEL SCHEDULES.  FURNISH AND INSTALL BREAKERS AS REQUIRED FOR NEW CIRCUIT LOADS, AS INDICATED ON PANEL SCHEDULES.
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AutoCAD SHX Text
EXISTING BRANCH CIRCUIT PANELBOARD IN NEMA 1 ENCLOSURE TO REMAIN, 480Y/277V, 3-PHASE, 4-WIRE, BUS RATING AS INDICATED ON RISER DIAGRAMS AND PANEL SCHEDULES.  FURNISH AND INSTALL BREAKERS AS REQUIRED FOR NEW CIRCUIT LOADS, AS INDICATED ON PANEL SCHEDULES.
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NEW REPLACEMENT DISTIBUTION PANELBOARD IN NEMA 1 ENCLOSURE, 480Y/277V, 3-PHASE, 4-WIRE, BUS RATING AS INDICATED ON RISER DIAGRAMS AND PANEL SCHEDULES.  FURNISH WITH BREAKERS AS REQUIRED FOR NEW AND EXISTING LOADS, AS INDICATED ON PANEL SCHEDULES.
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SQUARE D I-LINE SERIES G.E. INDUSTRIAL INDUSTRIAL SIEMENS EATON/CUTLER-HAMMER
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DISCONNECT SWITCH, 600-VOLT, NON-FUSIBLE, HEAVY DUTY, LOCKABLE IN OFF POSITION, PROVIDE GROUND LUG, UL LISTED. COORDINATE ENCLOSURE TYPE WITH LOCATION. SIZE AND QUAINTLY OF POLES SHALL MATCH EQUIPMENT DEVICE IS SERVING.
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SQUARE D   CLASS 3110 G.E. INDUSTRIAL SIEMENS EATON/CUTLER-HAMMER 
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SQUARE D   GV2P32 G.E. INDUSTRIAL SIEMENS EATON/CUTLER-HAMMER 

AutoCAD SHX Text
MANUAL MOTOR STARTER, 480-VOLT, 3-POLE, NEMA 1 ENCLOSURE, LOCKABLE IN THE OFF POSITION, FURNISH AND INSTALL THERMAL OVERLOADS SIZED PER THE SUPPLIED MOTOR NAMEPLATE.
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DRY-TYPE, 480V PRIMARY, 208Y/120V 3-PHASE, 4-WIRE SECONDARY VOLTAGE TRANSFORMER WITH STEEL, VENTED HOUSING AND ALUMINUM WINDINGS.
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HUBBELL  5300 SERIES/ WPM826MP LEVITON PASS & SEYMOUR COOPER
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DUPLEX GROUND-FAULT RECEPTACLE; STRAIGHT BLADE, 20-AMPERE SPECIFICATION GRADE, 3-WIRE GROUNDING TYPE, IMPACT RESISTANT THERMOPLASTIC FACE, TEST AND RESET BUTTONS IN FACE, FEDERAL SPECIFICATION AND U.L. LISTED, 2003 U.L. 943 COMPLIANT.
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ELECTRONIC LOW-VOLTAGE (0-10VDC) DIMMING SWITCH WITH 3-WAY CAPABILITIES, TO BE USED IN CONJUNCTION WITH ANOTHER, NON-DIMMING 3-WAY SWITCH.  DEVICE SHALL MATCH OTHER SWITCHES IN STYLE AND COLOR.
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ELECTRONIC LOW-VOLTAGE (0-10VDC), MINIMUM 700 WATT CAPACITY, DIMMER SWITCH COMPATIBLE WITH FIXTURES WITH ELECTRONIC LED DRIVERS. CONTRACTOR SHALL COORDINATE COMPATIBILITY OF DIMMER WITH FIXTURE DRIVERS. FIVE YEAR WARRANTY. DEVICE SHALL BE WHITE COLOR.
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MANUAL-ON/AUTO-OFF WALL SWITCH/OCCUPANCY/VACANCY SENSOR, 180-DEGREE COVERAGE OF 900 SF, INFRARED TECHNOLOGY, 120/277 VOLT, DIGITAL TIME DELAY ADJUSTMENT FROM 30 SECONDS TO 30 MINUTES, ADJUSTABLE SENSITIVITY FROM 20% TO 100%, ADJUSTABLE LIGHT LEVEL SETTING OF 2 TO 200 FOOT-CANDLES, COMPATIBLE WITH ALL ELECTRONIC BALLASTS, WITH LED INDICATOR TO INDICATE OCCUPANCY. FIVE YEAR WARRANTY. PROGRAM TIMER TO SHUT OFF LIGHTS AFTER 15 MINUTES OF NO ACTIVITY IN THE SPACE. TRAIN OWNER'S REPRESENTATIVE ON ADJUSTMENT FOR THE SENSOR FOR FUTURE ADJUSTMENTS.
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