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ABBREVIATIONS

GENERAL DEMOLITION NOTES
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AC/FL
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ENCLOSED
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EQUIPMENT

ESCALATOR
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EXISTING

EXHAUST

EXISTING
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EXTERIOR

FLOOR DRAIN

FIRE DEPARTMENT VALVE CABINET

FIRE EXTINGUISHER

FIRE EXTINGUISHER CABINET

FIRE EXTINGUISHER AND VALVE

CABINET

FIRE HOSE CABINET

FINISH(ED)

FLASHING

FLOOR

FIRE RETARDANT TREATED

FUTURE

FIRE VALVE CABINET

GAUGE
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GRAB BAR
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CONCRETE
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PLASTER
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GYPSUM WALL BOARD

HOLLOW CORE
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HEAD
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HEIGHT
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STATEMENT OF COMPLIANCE

I HAVE PREPARED, OR CAUSED TO BE PREPARED UNDER MY DIRECT

SUPERVISION, THE ATTACHED PLANS AND SPECIFICATIONS AND STATE THAT, TO

THE BEST OF MY KNOWLEDGE AND BELIEF AND TO THE EXTENT OF MY

CONTRACTUAL OBLIGATION, THEY ARE IN COMPLIANCE WITH THE

ENVIRONMENTAL BARRIERS ACT [410 ILCS 25] AND THE ILLINOIS ACCESSIBILITY

CODE (71 III. ADM. CODE 400).

SIGNED:

ARCHITECT / ENGINEER

ILLINOIS REGISTRATION NO.:
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ENERGY CODE COMPLIANCE

STATEMENT

I hereby certify that I am a Licensed Architect in the State of Illinois and I also certify that to the best of my knowledge

and belief that the plans for SPRING CREEK ELEMENTARY SCHOOL fully comply with the following sections of the 2018

International Energy Conservation Code and State of Illinois amendments.

IECC - Commercial Provisions

Chapter 1 (CE) - Scope and Administration

Chapter 2 (CE) - Definitions

Chapter 3 (CE) - General Requirements

Chapter 4 (CE) - Commercial Energy Efficiency

Chapter 5 (CE) - Existing Buildings

Chapter 6 (CE) - Referenced Standards

State of Illinois Amendments to C101.1, C101.1.2, C101.1.3,

C101.5, C102.1.1, C109.1, C109.3, C402.2.2, C402.5.1, C402.5.1.1 and C503.1

In accordance with Illinois Amendment to C101.5, US DOE COMcheck Energy Code Compliance Certificates have

been submitted to the AHJ (Authority Having Jurisdiction) along with all associated supporting documentation. In

accordance with IECC Section 103.2, Insulation materials and R-values, Fenestration U-factors and SHGC's, area

weighted U-factors and SHGC calculations, mechanical system design criteria, mechanical system and service hot

water system equipment types, sizes and efficiencies, economizer description, equipment and system controls, fan motor

horsepower and controls, duct sealing, duct and pipe insulation and location, lighting and fixture schedules with

wattage and control system, air sealing details and system commissioning requirements area detailed, described and

specified in the construction documents (Drawings and Project Manual) and the COMcheck Compliance Certificate

including attached supporting documentation and calculations.
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WITH
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1. PERFORM DEMOLITION WORK AS NECESSARY TO ACCOMPLISH THE WORK

INCLUDING THE REMOVAL AND PROPER DISPOSAL OF ITEMS WHICH ARE

EXPOSED AND NOT TO REMAIN IN USE, INCLUDING BUT NOT NECESSARILY

LIMITED TO ELECTRICAL ITEMS, ELECTRICAL DEVICES, MECHANICAL ITEMS,

PLUMBING ITEMS, ETC.

2. DRAWINGS INDICATE THE GENERAL INTENT OF THE DEMOLITION WORK AND ARE

FOR REFERENCE PURPOSES ONLY. THEY ARE NOT INTENDED TO BE THE SOLE

SOURCE OF EXISTING CONDITIONS TO BE DEMOLISHED.

3. EXACT EXTENT OF DEMOLITION AS SHOWN ON DRAWINGS AND TO BE

PERFORMED SHALL BE VERIFIED AT THE SITE. DETERMINE THE NATURE AND

EXTENT OF DEMOLITION THAT WILL BE NECESSARY BY COMPARING THE

DRAWINGS WITH EXISTING SITE CONDITIONS. OPERATIONS SHALL BE DONE IN A

CAREFUL AND ORDERLY MANNER TO AVOID HAZARDS TO PERSONS AND

PROPERTY, AND INTERFERENCE WITH THE USE OF ADJACENT AREAS, AND

INTERRUPTION OF FREE PASSAGE TO AND FROM SUCH AREAS.

4. CONTRACTOR TO PERFORM REQUIRED DEMOLITION AND TO LAWFULLY AND

PROPERLY DISPOSE OF DEMOLISHED MATERIAL, OTHER OBSTACLES, DEBRIS,

AND MATERIALS INCIDENTAL TO THE WORK FROM THE SITE.

5. CONTRACTOR TO TAKE SPECIAL PRECAUTIONS TO ENSURE EXISTING

CONSTRUCTION TO REMAIN IS NOT DAMAGED DURING DEMOLITION. IF ANY ITEM

INDICATED TO BE REMOVED, STORED AND/OR REINSTALLED IS DAMAGED

DURING THE DEMOLITIONS, IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO

REPAIR OR REPLACE THE ITEM TO ITS PRE-DEMOLITION CONDITION. IF ANY ITEM

SCHEDULED FOR DEMOLITION WAS DAMAGED PRIOR TO DEMOLITION, THE

CONTRACTOR SHALL NOTIFY THE OWNER BEFORE PERFORMING THE

DEMOLITION WORK.

6. WHETHER OR NOT SPECIFICALLY INDICATED, THE CONTRACTOR SHALL

RELOCATE EXISTING MECHANICAL, ELECTRICAL AND PLUMBING DEVICES AS

REQUIRED INCLUDING BUT NOT LIMITED TO REROUTING CONDUITS, WIRING,

PIPING, ETC. TO ACCOMMODATE THE WORK. PROVIDE NEW DEVICES INCLUDING

BUT NOT LIMITED TO CONDUITS, WIRING, PIPING, ETC AS REQUIRED TO

MAINTAIN CONTINUITY OF EXISTING SYSTEMS.

GENERAL NOTES

1. EACH BIDDER SHALL VISIT THE SITE OF PROPOSED WORK AND FULLY ACQUAINT

THEMSELVES WITH CONDITIONS RELATING TO CONSTRUCTION AND LABOR SO

THAT THEY MAY FULLY UNDERSTAND THE FACILITIES, DIFFICULTIES, AND

RESTRICTIONS AFFECTING THE COMPLETION OF WORK INCLUDED UNDER THE

CONTRACT.

2. FIELD VERIFY AND COORDINATE ITEMS, DIMENSIONS, CONDITIONS, AND

QUANTITIES, ETC. NOTIFY ARCHITECT OF ANY APPARENT DISCREPANCIES.

3. MAINTAIN REQUIRED EXITS FROM THE EXISTING BUILDING AND SITE ACCESS

THROUGH SUBSTANTIAL COMPLETION.

4. ITEMS NOTED AS EXISTING ARE TO REMAIN, UNLESS OTHERWISE NOTED.

5. VERIFY WITH OWNER ITEMS TO BE SALVAGED AND RETURNED TO OWNER,

INCLUDING BUT NOT NECESSARILY LIMITED TO MECHANICAL, ELECTRICAL,

PLUMBING, ETC. ITEMS TO BE SALVAGED SHALL BE CAREFULLY REMOVED AS TO

ALLOW FOR OWNER'S REUSE.

6. EXISTING LOOSE ITEMS INCLUDING FURNITURE , EQUIPMENT, AND SUPPLIES

SHALL BE REMOVED BY OWNER AS NECESSARY. COORDINATE MOVING

SCHEDULE WITH OWNER FOR LOOSE ITEMS TO BE REMOVED BY OWNER PRIOR

TO START OF THE WORK.

7. REMOVE AND REINSTALL EXISTING CEILINGS, MECHANICAL, AND ELECTRICAL

EQUIPMENT, DEVICES, LIGHTING, EXIT SIGNS, FIRE ALARM DEVICES, CONDUIT,

WIRING, ETC. AS REQUIRED TO ACCOMPLISH REMOVAL AND INSTALLATION OF

NEW WORK, UNLESS OTHERWISE NOTED. VERIFY THE OPERATING CONDITION

OF EQUIPMENT PRIOR TO THE START OF THE WORK AND REPORT CONDITIONS

TO THE ARCHITECT. EXISTING EQUIPMENT AFFECTED BY THE WORK WHICH IS

NOT IN PROPER OPERATING CONDITION AFTER WORK IS COMPLETED SHALL BE

REPAIRED BY THE CONTRACTOR AT THEIR EXPENSE.

8. AT LOCATIONS WHERE NEW ELECTRICAL CONDUITS, MECHANICAL AND

PLUMBING PIPING, ETC. PENETRATE THROUGH NEW OR EXISTING WALLS,

INSTALL UL RATED THROUGH-PENETRATION FIRE STOPPING SYSTEM AROUND

CONDUITS AND PIPING, ETC. TO PROVIDE A COMPLETE FIRE RATED SEPARATION

AS REQUIRED.

9. WHERE NEW PENETRATIONS ARE MADE IN EXISTING WALLS AND FLOORS AND

WHERE DEMOLITION HAS OCCURRED, CONTRACTOR SHALL RECONSTRUCT

WALL OR FLOOR TIGHT AROUND PENETRATION WITH MATERIALS TO MATCH

EXISTING WALL OR FLOOR CONSTRUCTION.

10. PATCH AND REPAIR EXISTING CONSTRUCTION, EXISTING SURFACES, AND

NEWLY EXPOSED CONSTRUCTION AFFECTED BY THE WORK WITH MATERIALS

AND FINISHES CONSISTENT WITH EXISTING TO MATCH ADJACENT SURFACES

AND FINISHES, WHETHER SHOWN OR NOT ON THE DRAWINGS, TYP. - UNLESS

NOTED OTHERWISE. PROVIDE NECESSARY AND REQUIRED PREPARATORY

WORK TO EXISTING CONSTRUCTION AFFECTED BY THE WORK TO RECEIVE NEW

AND PROPER FINISHES.

11. RESTORE ITEMS/DAMAGED AREAS AT STAGING AREAS, ETC. TO ORIGINAL

FULLY FUNCTIONAL CONDITION.

12. CONTRACTOR SHALL BE RESPONSIBLE FOR EXTENDING AND ADJUSTING

EXISTING ITEMS WHETHER SHOWN OR NOT, INCLUDING ELECTRICAL, WIRING,

CONDUITS, MECHANICAL, PLUMBING, FLOOR DRAIN COVERS, ETC.
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13. PROPERLY PROTECT EXISTING BUILDING, CONCRETE WALKS, CURBS, PAVING,

GRASS, LANDSCAPING, ETC. FROM DAMAGE DURING CONSTRUCTION.REPLACE

ANY DISTURBED AND DAMAGED AREAS WITH NEW LIKE MATERIALS, SOD,

LANDSCAPING, ETC, MATCHING EXISTING.

14. EXISTING ENTRANCES AND DRIVES MUST REMAIN OPEN AND PASSABLE.

15. MAINTAIN REQUIRED EXITS FROM THE EXISTING BUILDING THROUGH

SUBSTANTIAL COMPLETION.

16. COORDINATE STAGING AREA/LOCATIONS WITH OWNER.

17. CONTRACTOR TO AVOID EXISTING ROOF AREAS WHERE NO WORK IS

REQUIRED. DO NOT STAGE MATERIALS ON EXISTING ROOFING AREAS.

DAMAGE TO EXISTING ROOF AREAS CAUSED BY CONSTRUCTION SHALL BE THE

CONTRACTOR'S RESPONSIBILITY TO REPAIR OR REPLACE AND PROVIDE A

WATERTIGHT CONDITION THAT MATCHES ADJACENT ROOF SYSTEM.  MAINTAIN

EXITING WARRANTIES.

DOOR, FRAME & HARDWARE

NOTES

1. SEE SPECIFICATION SECTION 087100 DOOR HARDWARE FOR SPECIFIC

PRODUCTS AND MODEL NUMBERS.

2. ALL HARDWARE SHALL CONFORM TO APPLICABLE PROVISIONS OF THE

AMERICANS WITH DISABILITIES ACT AND THE STATE OF ILLINOIS.

3. PROVIDE SEALANT AT JUNCTION OF ALL FRAMES AND PARTITIONS.

DOOR

NO.

OPENING SIZE

WIDTH       HEIGHT      THICK

DOOR SCHEDULE

DOOR

STYLE MATERIAL FINISH

FRAME

STYLE MATERIAL FINISH

FRAME DETAIL

HEAD JAMB SILL HARDWARE FIRE RATING REMARKS

01 6'-0" PAIR 7'-0" 1-3/4" A H.M. PT. A H.M. PT. 1-HR

02 6'-0" PAIR 7'-0" 1-3/4" A H.M. PT. A H.M. PT. 1-HR

B1.0

B1.0

2

A

DOUBLE DOOR

1

A

DOUBLE DOOR

DOOR FRAME TYPESDOOR TYPES

3
/
4

"
 
M

A
X

.
 
T

Y
P

.

21012.30

G1.01

MS

MS
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BLOOM ES ROOM FINISH SCHEDULE
FLOOR BASE WALL CEILING CEILING HT. TRM KEYNOTE

EX
PO

SE
D 

CO
N

CR
ET

E

CA
RP

ET
 T

IL
E

FL
O

O
R 

TI
LE

VC
T

EX
IS

TI
N

G

RU
BB

ER

PO
RC

EI
LA

IN
 T

IL
E 

BA
SE

N
/A

EX
IS

TI
N

G

CM
U

GL
AZ

ED
 C

ER
AM

IC
 B

LO
CK

PA
IN

T

GY
PS

U
M

 B
O

AR
D

CE
RA

M
IC

 T
IL

E

EX
IS

TI
N

G

1X
1 

SP
LI

N
E

2X
2 

AC
O

U
ST

IC
 C

EI
LI

N
G 

TI
LE

S

2X
4 

AC
O

U
ST

IC
 C

EI
LI

N
G 

TI
LE

S

GY
PS

U
M

 B
O

AR
D/

PL
AS

TE
R

EX
PO

SE
D

GY
PS

U
M

 B
O

AR
D 

SO
FF

IT

PA
IN

T

EX
IS

TI
N

G

10
'-0

" A
FF

9'
-8

" A
FF

9'
-7

" A
FF

9'
-6

" A
FF

9'
-2

" A
FF

9'
-0

" A
FF

8'
-3

" A
FF

8'
-0

" A
FF

7'
-1

0 
1/

2 
" A

FF

7'
-1

0"
 A

FF

7'
-7

 " 
AF

F

7'
-6

 " 
AF

F

7'
-4

 " 
AF

F

EX
PO

SE
D

EX
IS

TI
N

G

W
O

O
D

M
ET

AL

PA
IN

T

EX
IS

TI
N

G

LOWER LEVEL

TU07 TUNNEL

TU06 TUNNEL

TU05 TUNNEL

TU04 TUNNEL

TU03 TUNNEL

TU02 TUNNEL

TU01 TUNNEL

ST2 STAIR

ST1 STAIR

ST01 STORAGE

02 FAN RM

BR01 BOILER RM

09 STOR

08 GYMNASIUM

07A STOR

07 STAGE

FR01 FAN RM

01B VEST

01A VEST

017 MEN

016 WOMEN

015 KITCHEN

014 STOR

013 STOR

012 CAFETERIA

011 VEST

STOR

STOR

SHWR

SHWR

STOR

ELEV

TLT

P.E. OFFICE

TU09 TUNNEL

TU08 TUNNEL

2

2

2
2 , 4

2

2

2
2 , 3

2

2

2

2

2

2

LL01

LL02

LL03

LL04

LL07

LL06

LL05

2

2

2 , 3
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BLOOM ES ROOM FINISH SCHEDULE
FLOOR BASE WALL CEILING CEILING HT. TRM KEYNOTE

EX
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D 
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T
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U
M
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O

AR
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M
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 T
IL

E

EX
IS

TI
N

G

1X
1 

SP
LI

N
E

2X
2 

AC
O

U
ST

IC
 C

EI
LI

N
G 

TI
LE

S

2X
4 

AC
O

U
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 C
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LI

N
G 

TI
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S
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U
M

 B
O

AR
D/
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AS

TE
R

EX
PO

SE
D
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PS

U
M

 B
O

AR
D 

SO
FF

IT

PA
IN

T

EX
IS

TI
N

G

10
'-0

" A
FF

9'
-8

" A
FF

9'
-7

" A
FF

9'
-6

" A
FF

9'
-2

" A
FF

9'
-0

" A
FF

8'
-3

" A
FF

8'
-0

" A
FF

7'
-1

0 
1/

2 
" A

FF

7'
-1

0"
 A

FF

7'
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7'
-4

 " 
AF

F

EX
PO

SE
D

EX
IS

TI
N

G

W
O

O
D

M
ET

AL

PA
IN

T

EX
IS

TI
N

G

FIRST FLOOR
1 KINDERGARTEN

2 FIRST GRADE

3 SECOND GRADE

4 SECOND GRADE

5 SECOND GRADE

6 THIRD GRADE

7 THIRD GRADE

8 THIRD GRADE

9 MUSIC

10 ART

11 ESL I.C.

12 SP.ED

13 TEAM ROOM

14 FOURTH GRADE

15 FIFTH GRADE

16 FIFTH GRADE

17 FOURTH GRADE

18 FIFTH GRADE

100 KINDERGARTEN

101 KINDERGARTEN

102 FIRST GRADE

103 FIRST GRADE

C01 CORR

C02 CORR

C03 CORR

C04 CORR

C05 CORR

C06 CORR

C07 CORR

C08 CORR

T01 BOYS

T02 GIRLS

T03 TLT

T04 TLT

T05 GIRLS

T06 BOYS

TLT

T08 TLT

T09 TLT

T10

T11 TLT

T12 TLT

T13 TLT

V01 VEST

V02 VEST

V03 VEST

V04 VEST

V05 VEST

V06 VEST

JAN

STOR

CLO

SOC. WK

SUPP

STOR

COPY

CLO

STAIR

MECH

VAULT

NURSE

PRINC

OFFICE

LIBRARY

KITCHEN

TLT

CLO

JAN

FACULTY LOUNGE

MECH

CLO

ELEV

STAIR

AP

T07

J01

J02

JANJ03

ST1

ST2

T120

T121

T122

T121.1

T3.1

T123

T124

T125

T129

T130

T131

T128
T132

T133

T134

T135

T136

T126

T127

JANJ04

T137

1

2

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1 , 2

1

1

1

2
1 , 2

1 , 2

2

2

2

2

2

2

2

2JANJ01
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KINDERGARTEN

100

KINDERGARTEN

101

1ST GRADE

102

1ST GRADE

103

JAN.

KINDERGARTEN

1

STOR.

SOC. WK.
SUPP.

2ND GRADE

4

1ST GRADE

2

2ND GRADE

3

2ND GRADE

5

3RD GRADE

7

3RD GRADE

6

3RD GRADE

8

COPY

CLO.

MECH.

MECH.

LIBRARY

KITCHEN

JAN.

CLO.

FACULTY

LOUNGE

AP

CLO.

MUSIC

9

ART

10

ESL I.C.

11

TEAM ROOM

13

5TH GRADE

15

4TH GRADE

17

5TH GRADE

18

5TH GRADE

16

4TH GRADE

14

SP. ED.

12

TLT.

TLT.

TLT.TLT.

TLT.

TLT.

TLT.

BOYS

GIRLS

TLT.

BOYS

GIRLS

UPPER STAGE

VEST.

CORR.

CORR.

CORR.

VEST.

VEST.

CORR.

CORR.

CORR.

STAIR

VEST.

CORR.

PRINC.

TLT.

TLT.

NURSE

OFFICE

VEST.

CLO.

STOR.

ELEV.

VAULT

ROOF

T12

V01

V02

V03

V04

V05

VEST.

V06

T01

T02

T03

T04

T05

T06

T07

T08

T09

T10 T11

T13

C01

C02

C03

C04

C06

C07

C08

CORR.

C05

UPPER GYM

J01

J02

JAN.

J03

T120

T121

T121.1

T122

T3.1

T123

ST2

STAIR

ST1

T133

T134

T135

T136

T132

T126

T125

T128
T131

T131

T128

T124

T127

45 MINUTE FIRE WALL RATING

1 HOUR FIRE WALL RATING

30 MINUTE FIRE WALL RATING

FIRST FLOOR FIRE SAFETY PLAN

1/8"= 1-0"
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FIRST FLOOR

G2.02

FIRE SAFETY PLAN
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STORAGE

BOILER RM

STOR.

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

TUNNEL

TUNNEL

FAN RM

UNEXCAVATED

STAIR

VEST.

STOR.

013

STOR.

014

KITCHEN

015

CAFETERIA

012

CLR

FZR

TUNNEL

TU05

TUNNEL

TU06

TUNNEL

TU07

ST01

BR01

FR01

01A

ST2

TU08

TU09

LL01

DEMOLITION KEYNOTES
D1 REMOVE EXISTING ACOUSTICAL CEILING TILE SYSTEM AND GRID IN ITS

ENTIRETY.

D2 REMOVE EXISTING LIGHT FIXTURES IN ITS ENTIRETY. REFER TO
ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D3  REMOVE PORTION OF EXISTING WALL TO ACCOMMODATE NEW WORK.
REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D4 REMOVE PORTION OF EXISTING WALL TO ACCOMMODATE NEW HOLLOW
METAL DOORS.

D5 REMOVE EXISTING LOUVERS; REFER TO MECHANICAL DRAWINGS 
FOR ADDITIONAL INFORMATION.

D6 REMOVE PORTION OF EXISTING ROOF SYSTEM, ROOF DECK AND ROOF
STRUCTURE TO ACCOMMODATE NEW WORK.  REFER TO MECHANICAL
DRAWINGS FOR ADDITIONAL INFORMATION.

1

GENERAL CONTRACTOR TO COORDINATE DEMOLITION WITH MECHANICAL AND
ELECTRICAL DRAWINGS PRIOR TO COMMENCEMENT OF WORK.

GENERAL COORDINATION
NOTES

LOWER LEVEL DEMOLITION PLAN - AREA -1

1/8"= 1-0"

KEY PLAN

NOT TO SCALE
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BOILER RM

STOR.

UNEXCAVATED

FAN RM

UNEXCAVATED

TUNNEL

TUNNEL

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

STOR.

STOR.

STAGE

STOR.

STOR.

SHWR.

SHWR.

P.E. OFFICE

FAN RM

TLT.

STAIR

STAIR

VEST.

VEST.

MEN

017

WOMEN

016

02

GYMNASIUM

STOR.

013

STOR.

014

KITCHEN

015

CAFETERIA

012

VEST.

011

ELEV.

CLR

FZR

TU01

TUNNEL

TU04

TUNNEL

TU05

BR01

FR01

ST1

01B

08

07

09

01A

ST2

07A

LL01

LL02

LL03

LL04

LL05

LL07

LL06

DEMOLITION KEYNOTES
D1 REMOVE EXISTING ACOUSTICAL CEILING TILE SYSTEM AND GRID IN ITS

ENTIRETY.

D2 REMOVE EXISTING LIGHT FIXTURES IN ITS ENTIRETY. REFER TO
ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D3  REMOVE PORTION OF EXISTING WALL TO ACCOMMODATE NEW WORK.
REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D4 REMOVE PORTION OF EXISTING WALL TO ACCOMMODATE NEW HOLLOW
METAL DOORS.

D5 REMOVE EXISTING LOUVERS; REFER TO MECHANICAL DRAWINGS 
FOR ADDITIONAL INFORMATION.

D6 REMOVE PORTION OF EXISTING ROOF SYSTEM, ROOF DECK AND ROOF
STRUCTURE TO ACCOMMODATE NEW WORK.  REFER TO MECHANICAL
DRAWINGS FOR ADDITIONAL INFORMATION.

2

GENERAL CONTRACTOR TO COORDINATE DEMOLITION WITH MECHANICAL AND
ELECTRICAL DRAWINGS PRIOR TO COMMENCEMENT OF WORK.

GENERAL COORDINATION
NOTES

LOWER LEVEL DEMOLITION PLAN - AREA -2

1/8"= 1-0"

KEY PLAN

NOT TO SCALE

21012.30

LOWER LEVEL

D1.02

DEMOLITION PLAN
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AREA - 2
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TUNNEL

TUNNEL

TUNNEL

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

STOR.

STOR.

P.E. OFFICE

FAN RM

TLT.

STAIR

VEST.

02

ELEV.

TU01

TU02

TU03

ST1

01B

09

LL05

LL07

LL06

DEMOLITION KEYNOTES
D1 REMOVE EXISTING ACOUSTICAL CEILING TILE SYSTEM AND GRID IN ITS

ENTIRETY.

D2 REMOVE EXISTING LIGHT FIXTURES IN ITS ENTIRETY. REFER TO
ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D3  REMOVE PORTION OF EXISTING WALL TO ACCOMMODATE NEW WORK.
REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D4 REMOVE PORTION OF EXISTING WALL TO ACCOMMODATE NEW HOLLOW
METAL DOORS.

D5 REMOVE EXISTING LOUVERS; REFER TO MECHANICAL DRAWINGS 
FOR ADDITIONAL INFORMATION.

D6 REMOVE PORTION OF EXISTING ROOF SYSTEM, ROOF DECK AND ROOF
STRUCTURE TO ACCOMMODATE NEW WORK.  REFER TO MECHANICAL
DRAWINGS FOR ADDITIONAL INFORMATION.

3

GENERAL CONTRACTOR TO COORDINATE DEMOLITION WITH MECHANICAL AND
ELECTRICAL DRAWINGS PRIOR TO COMMENCEMENT OF WORK.

GENERAL COORDINATION
NOTES

LOWER LEVEL DEMOLITION PLAN - AREA -3

1/8"= 1-0"

KEY PLAN

NOT TO SCALE
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D1.03
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MS

MS

AREA -3

B
LO

O
M

 E
LE

M
EN

TA
R
Y 

S
C

H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS

H
V
A
C

 U
PG

R
A
D

E

07/15/2022



KINDERGARTEN

100

KINDERGARTEN

101

1ST GRADE

102

1ST GRADE

103

JAN.

KINDERGARTEN

1

STOR.

SOC. WK.
SUPP.

2ND GRADE

4

1ST GRADE

2

2ND GRADE

3

2ND GRADE

5

3RD GRADE

7

3RD GRADE

6

3RD GRADE

8

COPY

CLO.

TLT.
TLT.

TLT.TLT.

TLT.

TLT.

TLT.

BOYS

GIRLS

VEST.

CORR.

CORR.

CORR.

VEST.

VEST.

CORR.

STAIR

VEST.

CLO.

STOR.

ROOF

T12

V02

V03

V04

V05

T05

T06

T07

T08

T09

T10 T11

T13

C04

C06

C07

C08

CORR.

C05

J01

T120

T121

T121.1

T122

T3.1

T123

ST2

T124

DEMOLITION KEYNOTES
D1 REMOVE EXISTING ACOUSTICAL CEILING TILE SYSTEM AND GRID IN ITS

ENTIRETY.

D2 REMOVE EXISTING LIGHT FIXTURES IN ITS ENTIRETY. REFER TO
ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D3  REMOVE PORTION OF EXISTING WALL TO ACCOMMODATE NEW WORK.
REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D4 REMOVE PORTION OF EXISTING WALL TO ACCOMMODATE NEW HOLLOW
METAL DOORS.

D5 REMOVE EXISTING LOUVERS; REFER TO MECHANICAL DRAWINGS 
FOR ADDITIONAL INFORMATION.

D6 REMOVE PORTION OF EXISTING ROOF SYSTEM, ROOF DECK AND ROOF
STRUCTURE TO ACCOMMODATE NEW WORK.  REFER TO MECHANICAL
DRAWINGS FOR ADDITIONAL INFORMATION.

1

GENERAL CONTRACTOR TO COORDINATE DEMOLITION WITH MECHANICAL AND
ELECTRICAL DRAWINGS PRIOR TO COMMENCEMENT OF WORK.

GENERAL COORDINATION
NOTES

FIRST FLOOR DEMOLITION PLAN - AREA -1

1/8"= 1-0"

KEY PLAN

NOT TO SCALE
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3RD GRADE

7

3RD GRADE

8

COPY

CLO.

MECH.

MECH.

LIBRARY

KITCHEN

JAN.

CLO.

FACULTY

LOUNGE

AP

CLO.

MUSIC

9

ESL I.C.

11

BOYS

GIRLS

TLT.

BOYS

GIRLS

UPPER STAGE

CORR.

CORR.

STAIR

VEST.

PRINC.

TLT.

TLT.

NURSE

OFFICE

VEST.

ELEV.

VAULT

ROOF

V01

V02

T01

T02

T03

T04

T05

T06

C02

C03

UPPER GYM

J02

JAN.

J03

T123

ST2

STAIR

ST1

T133

T134

T135

T136

T132

T126

T125

T128
T131

T131

T128

T124

T127

DEMOLITION KEYNOTES
D1 REMOVE EXISTING ACOUSTICAL CEILING TILE SYSTEM AND GRID IN ITS

ENTIRETY.

D2 REMOVE EXISTING LIGHT FIXTURES IN ITS ENTIRETY. REFER TO
ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D3  REMOVE PORTION OF EXISTING WALL TO ACCOMMODATE NEW WORK.
REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D4 REMOVE PORTION OF EXISTING WALL TO ACCOMMODATE NEW HOLLOW
METAL DOORS.

D5 REMOVE EXISTING LOUVERS; REFER TO MECHANICAL DRAWINGS 
FOR ADDITIONAL INFORMATION.

D6 REMOVE PORTION OF EXISTING ROOF SYSTEM, ROOF DECK AND ROOF
STRUCTURE TO ACCOMMODATE NEW WORK.  REFER TO MECHANICAL
DRAWINGS FOR ADDITIONAL INFORMATION.

2

GENERAL CONTRACTOR TO COORDINATE DEMOLITION WITH MECHANICAL AND
ELECTRICAL DRAWINGS PRIOR TO COMMENCEMENT OF WORK.

GENERAL COORDINATION
NOTES

FIRST FLOOR DEMOLITION PLAN - AREA -2

1/8"= 1-0"

KEY PLAN

NOT TO SCALE
21012.30

FIRST FLOOR

D2.02

DEMOLITION PLAN

MS
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AP

CLO.

MUSIC

9

ART

10

ESL I.C.

11

TEAM ROOM

13

5TH GRADE

15

4TH GRADE

17

5TH GRADE

18

5TH GRADE

16

4TH GRADE

14

SP. ED.

12

BOYS

GIRLS

CORR.

CORR.

ELEV.

VEST.

V06

T01

T02

C01

C02

JAN.

J03

STAIR

ST1

T127

DEMOLITION KEYNOTES
D1 REMOVE EXISTING ACOUSTICAL CEILING TILE SYSTEM AND GRID IN ITS

ENTIRETY.

D2 REMOVE EXISTING LIGHT FIXTURES IN ITS ENTIRETY. REFER TO
ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D3  REMOVE PORTION OF EXISTING WALL TO ACCOMMODATE NEW WORK.
REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION.

D4 REMOVE PORTION OF EXISTING WALL TO ACCOMMODATE NEW HOLLOW
METAL DOORS.

D5 REMOVE EXISTING LOUVERS; REFER TO MECHANICAL DRAWINGS 
FOR ADDITIONAL INFORMATION.

D6 REMOVE PORTION OF EXISTING ROOF SYSTEM, ROOF DECK AND ROOF
STRUCTURE TO ACCOMMODATE NEW WORK.  REFER TO MECHANICAL
DRAWINGS FOR ADDITIONAL INFORMATION.

3

GENERAL CONTRACTOR TO COORDINATE DEMOLITION WITH MECHANICAL AND
ELECTRICAL DRAWINGS PRIOR TO COMMENCEMENT OF WORK.

GENERAL COORDINATION
NOTES

FIRST FLOOR DEMOLITION PLAN - AREA -3
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STORAGE

BOILER RM

STOR.

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED

TUNNEL

TUNNEL

FAN RM

UNEXCAVATED

STAIR

VEST.

STOR.

013

STOR.

014

KITCHEN

015

CAFETERIA

012

CLR

FZR

TUNNEL

TU05

TUNNEL

TU06

TUNNEL

TU07

ST01

BR01

FR01

01A

ST2

TU08

TU09

LL01

NEW WORK KEYNOTES

1 WHERE MECHANICAL EQUIPMENT WAS REMOVED; PREP, PATCH AND PAINT
EXISTING WALL TO MATCH ADJACENT SURFACE.

2 WHERE MECHANICAL EQUIPMENT WAS REMOVED; INFILL HOLE WITH FULL
CMU TO MATCH THICKNESS AND COURSING. PREP AND PAINT TO MATCH
EXISTING ADJACENT SURFACE.

3 WHERE PIPING WAS REMOVED; INFILL HOLE WITH FULL CMU TO MATCH
THICKNESS AND COURSING. PREP AND PAINT TO MATCH EXISTING
ADJACENT SURFACE.

4 WHERE DUCTWORK WAS REMOVED; INFILL HOLE WITH FULL CMU TO
MATCH THICKNESS AND COURSING. PREP AND PAINT TO MATCH EXISTING
ADJACENT SURFACE.

5 WHERE DUCTWORK WAS REMOVED; PATCH, PREP AND PAINT EXISTING
WALL TO MATCH ADJACENT SURFACE.

7  PROVIDE HOLLOW METAL DOUBLE DOORS WITH REMOVABLE GUARDRAIL.
REFER TO DOOR SCHEDULE.

8 INFILL HOLE WITH FULL MASONRY TO MATCH THICKNESS, COURSING,
TEXTURE AND COLOR.  TOOTH-IN AT PERIMETER OF OPENING TO MATCH
EXISTING COURSING.

9   WHERE NEW PIPING AND/OR DUCTWORK HAS BEEN ROUTED THROUGH AN
EXISTING MASONRY WALL - INFILL HOLE TIGHT TO THE NEW
PIPING/DUCTWORK WITH FULL CMU. MATCH THICKNESS AND COURSING.
PROVIDE FIRE CAULK AROUND PENETRATION.

10   WHERE NEW PIPING AND/OR DUCTWORK HAS BEEN ROUTED THROUGH AN
EXISTING FRAMING WALL. INFILL HOLE TIGHT TO NEW PIPING/DUCTWORK -
PROVIDE FIRE CAULK AROUND PENETRATION. PATCH, PREP, AND PAINT TO
MATCH EXISTING ADJACENT SURFACE.

11   WHERE NEW DUCTWORK HAS BEEN ROUTED THROUGH AN EXISTING
EXTERIOR MASONRY WALL.  ON THE INSIDE INFILL HOLE TIGHT TO THE NEW
DUCTWORK WITH FULL CMU.  ON THE OUTSIDE TOOTH-IN SALVAGED
FACEBRICK AT PERIMETER OF OPENING TO MATCH EXISTING COURSING.

12 MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS FOR 
ADDITIONAL INFORMATION.

13 AFTER DUCTWORK HAS BEEN CAPPED - PROVIDE WOOD
PANEL AND PAINT TO MATCH EXISTING ADJACENT SURFACE.

1

LOWER LEVEL PLAN - AREA -1

1/8"= 1-0"

KEY PLAN

NOT TO SCALE

21012.30

LOWER LEVEL

A1.01

PLAN - AREA 1

MS

MS

B
LO

O
M

 E
LE

M
EN

TA
R
Y 

S
C

H
O

O
L

R
O

C
KF

O
R
D

, 
IL

LI
N
O

IS

H
V
A
C

 U
PG

R
A
D

E

07/15/2022



BOILER RM

STOR.

UNEXCAVATED

FAN RM

UNEXCAVATED
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01B

08

07
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07A

LL01
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LL03

LL04

LL05

LL07

LL06

NEW WORK KEYNOTES

1 WHERE MECHANICAL EQUIPMENT WAS REMOVED; PREP, PATCH AND PAINT
EXISTING WALL TO MATCH ADJACENT SURFACE.

2 WHERE MECHANICAL EQUIPMENT WAS REMOVED; INFILL HOLE WITH FULL
CMU TO MATCH THICKNESS AND COURSING. PREP AND PAINT TO MATCH
EXISTING ADJACENT SURFACE.

3 WHERE PIPING WAS REMOVED; INFILL HOLE WITH FULL CMU TO MATCH
THICKNESS AND COURSING. PREP AND PAINT TO MATCH EXISTING
ADJACENT SURFACE.

4 WHERE DUCTWORK WAS REMOVED; INFILL HOLE WITH FULL CMU TO
MATCH THICKNESS AND COURSING. PREP AND PAINT TO MATCH EXISTING
ADJACENT SURFACE.

5 WHERE DUCTWORK WAS REMOVED; PATCH, PREP AND PAINT EXISTING
WALL TO MATCH ADJACENT SURFACE.

7  PROVIDE HOLLOW METAL DOUBLE DOORS WITH REMOVABLE GUARDRAIL.
REFER TO DOOR SCHEDULE.

8 INFILL HOLE WITH FULL MASONRY TO MATCH THICKNESS, COURSING,
TEXTURE AND COLOR.  TOOTH-IN AT PERIMETER OF OPENING TO MATCH
EXISTING COURSING.

9   WHERE NEW PIPING AND/OR DUCTWORK HAS BEEN ROUTED THROUGH AN
EXISTING MASONRY WALL - INFILL HOLE TIGHT TO THE NEW
PIPING/DUCTWORK WITH FULL CMU. MATCH THICKNESS AND COURSING.
PROVIDE FIRE CAULK AROUND PENETRATION.

10   WHERE NEW PIPING AND/OR DUCTWORK HAS BEEN ROUTED THROUGH AN
EXISTING FRAMING WALL. INFILL HOLE TIGHT TO NEW PIPING/DUCTWORK -
PROVIDE FIRE CAULK AROUND PENETRATION. PATCH, PREP, AND PAINT TO
MATCH EXISTING ADJACENT SURFACE.

11   WHERE NEW DUCTWORK HAS BEEN ROUTED THROUGH AN EXISTING
EXTERIOR MASONRY WALL.  ON THE INSIDE INFILL HOLE TIGHT TO THE NEW
DUCTWORK WITH FULL CMU.  ON THE OUTSIDE TOOTH-IN SALVAGED
FACEBRICK AT PERIMETER OF OPENING TO MATCH EXISTING COURSING.

12 MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS FOR 
ADDITIONAL INFORMATION.

13 AFTER DUCTWORK HAS BEEN CAPPED - PROVIDE WOOD
PANEL AND PAINT TO MATCH EXISTING ADJACENT SURFACE.
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TUNNEL
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TUNNEL

UNEXCAVATED

UNEXCAVATED

UNEXCAVATED
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UNEXCAVATED
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STOR.
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TLT.
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02
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09
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NEW WORK KEYNOTES

1 WHERE MECHANICAL EQUIPMENT WAS REMOVED; PREP, PATCH AND PAINT
EXISTING WALL TO MATCH ADJACENT SURFACE.

2 WHERE MECHANICAL EQUIPMENT WAS REMOVED; INFILL HOLE WITH FULL
CMU TO MATCH THICKNESS AND COURSING. PREP AND PAINT TO MATCH
EXISTING ADJACENT SURFACE.

3 WHERE PIPING WAS REMOVED; INFILL HOLE WITH FULL CMU TO MATCH
THICKNESS AND COURSING. PREP AND PAINT TO MATCH EXISTING
ADJACENT SURFACE.

4 WHERE DUCTWORK WAS REMOVED; INFILL HOLE WITH FULL CMU TO
MATCH THICKNESS AND COURSING. PREP AND PAINT TO MATCH EXISTING
ADJACENT SURFACE.

5 WHERE DUCTWORK WAS REMOVED; PATCH, PREP AND PAINT EXISTING
WALL TO MATCH ADJACENT SURFACE.

7  PROVIDE HOLLOW METAL DOUBLE DOORS WITH REMOVABLE GUARDRAIL.
REFER TO DOOR SCHEDULE.

8 INFILL HOLE WITH FULL MASONRY TO MATCH THICKNESS, COURSING,
TEXTURE AND COLOR.  TOOTH-IN AT PERIMETER OF OPENING TO MATCH
EXISTING COURSING.

9   WHERE NEW PIPING AND/OR DUCTWORK HAS BEEN ROUTED THROUGH AN
EXISTING MASONRY WALL - INFILL HOLE TIGHT TO THE NEW
PIPING/DUCTWORK WITH FULL CMU. MATCH THICKNESS AND COURSING.
PROVIDE FIRE CAULK AROUND PENETRATION.

10   WHERE NEW PIPING AND/OR DUCTWORK HAS BEEN ROUTED THROUGH AN
EXISTING FRAMING WALL. INFILL HOLE TIGHT TO NEW PIPING/DUCTWORK -
PROVIDE FIRE CAULK AROUND PENETRATION. PATCH, PREP, AND PAINT TO
MATCH EXISTING ADJACENT SURFACE.

11   WHERE NEW DUCTWORK HAS BEEN ROUTED THROUGH AN EXISTING
EXTERIOR MASONRY WALL.  ON THE INSIDE INFILL HOLE TIGHT TO THE NEW
DUCTWORK WITH FULL CMU.  ON THE OUTSIDE TOOTH-IN SALVAGED
FACEBRICK AT PERIMETER OF OPENING TO MATCH EXISTING COURSING.

12 MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS FOR 
ADDITIONAL INFORMATION.

13 AFTER DUCTWORK HAS BEEN CAPPED - PROVIDE WOOD
PANEL AND PAINT TO MATCH EXISTING ADJACENT SURFACE.
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KINDERGARTEN

100

KINDERGARTEN

101

1ST GRADE

102

1ST GRADE

103

JAN.

KINDERGARTEN

1

STOR.

SOC. WK.
SUPP.

2ND GRADE

4

1ST GRADE

2

2ND GRADE

3

2ND GRADE

5

3RD GRADE

7

3RD GRADE

6

3RD GRADE

8

COPY
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TLT.

TLT.TLT.

TLT.

TLT.
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BOYS

GIRLS

VEST.
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VEST.

CLO.

STOR.

ROOF

T12

V02

V03

V04

V05

T05

T06

T07

T08

T09

T10 T11

T13

C04
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CORR.
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J01
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T121.1
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T3.1

T123

ST2

T124

NEW WORK KEYNOTES

1 WHERE MECHANICAL EQUIPMENT WAS REMOVED; PREP, PATCH AND PAINT
EXISTING WALL TO MATCH ADJACENT SURFACE.

2 WHERE MECHANICAL EQUIPMENT WAS REMOVED; INFILL HOLE WITH FULL
CMU TO MATCH THICKNESS AND COURSING. PREP AND PAINT TO MATCH
EXISTING ADJACENT SURFACE.

3 WHERE PIPING WAS REMOVED; INFILL HOLE WITH FULL CMU TO MATCH
THICKNESS AND COURSING. PREP AND PAINT TO MATCH EXISTING
ADJACENT SURFACE.

4 WHERE DUCTWORK WAS REMOVED; INFILL HOLE WITH FULL CMU TO
MATCH THICKNESS AND COURSING. PREP AND PAINT TO MATCH EXISTING
ADJACENT SURFACE.

5 WHERE DUCTWORK WAS REMOVED; PATCH, PREP AND PAINT EXISTING
WALL TO MATCH ADJACENT SURFACE.

7  PROVIDE HOLLOW METAL DOUBLE DOORS WITH REMOVABLE GUARDRAIL.
REFER TO DOOR SCHEDULE.

8 INFILL HOLE WITH FULL MASONRY TO MATCH THICKNESS, COURSING,
TEXTURE AND COLOR.  TOOTH-IN AT PERIMETER OF OPENING TO MATCH
EXISTING COURSING.

9   WHERE NEW PIPING AND/OR DUCTWORK HAS BEEN ROUTED THROUGH AN
EXISTING MASONRY WALL - INFILL HOLE TIGHT TO THE NEW
PIPING/DUCTWORK WITH FULL CMU. MATCH THICKNESS AND COURSING.
PROVIDE FIRE CAULK AROUND PENETRATION.

10   WHERE NEW PIPING AND/OR DUCTWORK HAS BEEN ROUTED THROUGH AN
EXISTING FRAMING WALL. INFILL HOLE TIGHT TO NEW PIPING/DUCTWORK -
PROVIDE FIRE CAULK AROUND PENETRATION. PATCH, PREP, AND PAINT TO
MATCH EXISTING ADJACENT SURFACE.

11   WHERE NEW DUCTWORK HAS BEEN ROUTED THROUGH AN EXISTING
EXTERIOR MASONRY WALL.  ON THE INSIDE INFILL HOLE TIGHT TO THE NEW
DUCTWORK WITH FULL CMU.  ON THE OUTSIDE TOOTH-IN SALVAGED
FACEBRICK AT PERIMETER OF OPENING TO MATCH EXISTING COURSING.

12 MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS FOR 
ADDITIONAL INFORMATION.

13 AFTER DUCTWORK HAS BEEN CAPPED - PROVIDE WOOD
PANEL AND PAINT TO MATCH EXISTING ADJACENT SURFACE.
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3RD GRADE

7

3RD GRADE

8
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CLO.
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V01

V02

T01

T02
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C03
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01

02

J02

JAN.

J03
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STAIR

ST1
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T134
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T128
T131

T131

T128

T124

T127

NEW WORK KEYNOTES

1 WHERE MECHANICAL EQUIPMENT WAS REMOVED; PREP, PATCH AND PAINT
EXISTING WALL TO MATCH ADJACENT SURFACE.

2 WHERE MECHANICAL EQUIPMENT WAS REMOVED; INFILL HOLE WITH FULL
CMU TO MATCH THICKNESS AND COURSING. PREP AND PAINT TO MATCH
EXISTING ADJACENT SURFACE.

3 WHERE PIPING WAS REMOVED; INFILL HOLE WITH FULL CMU TO MATCH
THICKNESS AND COURSING. PREP AND PAINT TO MATCH EXISTING
ADJACENT SURFACE.

4 WHERE DUCTWORK WAS REMOVED; INFILL HOLE WITH FULL CMU TO
MATCH THICKNESS AND COURSING. PREP AND PAINT TO MATCH EXISTING
ADJACENT SURFACE.

5 WHERE DUCTWORK WAS REMOVED; PATCH, PREP AND PAINT EXISTING
WALL TO MATCH ADJACENT SURFACE.

7  PROVIDE HOLLOW METAL DOUBLE DOORS WITH REMOVABLE GUARDRAIL.
REFER TO DOOR SCHEDULE.

8 INFILL HOLE WITH FULL MASONRY TO MATCH THICKNESS, COURSING,
TEXTURE AND COLOR.  TOOTH-IN AT PERIMETER OF OPENING TO MATCH
EXISTING COURSING.

9   WHERE NEW PIPING AND/OR DUCTWORK HAS BEEN ROUTED THROUGH AN
EXISTING MASONRY WALL - INFILL HOLE TIGHT TO THE NEW
PIPING/DUCTWORK WITH FULL CMU. MATCH THICKNESS AND COURSING.
PROVIDE FIRE CAULK AROUND PENETRATION.

10   WHERE NEW PIPING AND/OR DUCTWORK HAS BEEN ROUTED THROUGH AN
EXISTING FRAMING WALL. INFILL HOLE TIGHT TO NEW PIPING/DUCTWORK -
PROVIDE FIRE CAULK AROUND PENETRATION. PATCH, PREP, AND PAINT TO
MATCH EXISTING ADJACENT SURFACE.

11   WHERE NEW DUCTWORK HAS BEEN ROUTED THROUGH AN EXISTING
EXTERIOR MASONRY WALL.  ON THE INSIDE INFILL HOLE TIGHT TO THE NEW
DUCTWORK WITH FULL CMU.  ON THE OUTSIDE TOOTH-IN SALVAGED
FACEBRICK AT PERIMETER OF OPENING TO MATCH EXISTING COURSING.

12 MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS FOR 
ADDITIONAL INFORMATION.

13 AFTER DUCTWORK HAS BEEN CAPPED - PROVIDE WOOD
PANEL AND PAINT TO MATCH EXISTING ADJACENT SURFACE.
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13
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NEW WORK KEYNOTES

1 WHERE MECHANICAL EQUIPMENT WAS REMOVED; PREP, PATCH AND PAINT
EXISTING WALL TO MATCH ADJACENT SURFACE.

2 WHERE MECHANICAL EQUIPMENT WAS REMOVED; INFILL HOLE WITH FULL
CMU TO MATCH THICKNESS AND COURSING. PREP AND PAINT TO MATCH
EXISTING ADJACENT SURFACE.

3 WHERE PIPING WAS REMOVED; INFILL HOLE WITH FULL CMU TO MATCH
THICKNESS AND COURSING. PREP AND PAINT TO MATCH EXISTING
ADJACENT SURFACE.

4 WHERE DUCTWORK WAS REMOVED; INFILL HOLE WITH FULL CMU TO
MATCH THICKNESS AND COURSING. PREP AND PAINT TO MATCH EXISTING
ADJACENT SURFACE.

5 WHERE DUCTWORK WAS REMOVED; PATCH, PREP AND PAINT EXISTING
WALL TO MATCH ADJACENT SURFACE.

7  PROVIDE HOLLOW METAL DOUBLE DOORS WITH REMOVABLE GUARDRAIL.
REFER TO DOOR SCHEDULE.

8 INFILL HOLE WITH FULL MASONRY TO MATCH THICKNESS, COURSING,
TEXTURE AND COLOR.  TOOTH-IN AT PERIMETER OF OPENING TO MATCH
EXISTING COURSING.

9   WHERE NEW PIPING AND/OR DUCTWORK HAS BEEN ROUTED THROUGH AN
EXISTING MASONRY WALL - INFILL HOLE TIGHT TO THE NEW
PIPING/DUCTWORK WITH FULL CMU. MATCH THICKNESS AND COURSING.
PROVIDE FIRE CAULK AROUND PENETRATION.

10   WHERE NEW PIPING AND/OR DUCTWORK HAS BEEN ROUTED THROUGH AN
EXISTING FRAMING WALL. INFILL HOLE TIGHT TO NEW PIPING/DUCTWORK -
PROVIDE FIRE CAULK AROUND PENETRATION. PATCH, PREP, AND PAINT TO
MATCH EXISTING ADJACENT SURFACE.

11   WHERE NEW DUCTWORK HAS BEEN ROUTED THROUGH AN EXISTING
EXTERIOR MASONRY WALL.  ON THE INSIDE INFILL HOLE TIGHT TO THE NEW
DUCTWORK WITH FULL CMU.  ON THE OUTSIDE TOOTH-IN SALVAGED
FACEBRICK AT PERIMETER OF OPENING TO MATCH EXISTING COURSING.

12 MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS FOR 
ADDITIONAL INFORMATION.

13 AFTER DUCTWORK HAS BEEN CAPPED - PROVIDE WOOD
PANEL AND PAINT TO MATCH EXISTING ADJACENT SURFACE.
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ROOF KEYNOTES

1 PROVIDE ROOF CURB FOR THE ROOF TOP UNIT - REFER TO
MECHANICAL DRAWINGS FOR ADDITIONAL INFORMATION AND DETAIL
2/A2.04.

ROOF

ROOF

ROOF

ROOF

RTU-3

EF-3

EF-4

EF-2

EF-5

12 MECHANICAL EQUIPMENT - SEE MECHANICAL DRAWINGS FOR 
ADDITIONAL INFORMATION.

13 AFTER DUCTWORK HAS BEEN CAPPED - PROVIDE WOOD
PANEL AND PAINT TO MATCH EXISTING ADJACENT SURFACE.
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REFLECTED CEILING PLAN

2X2 SUSPENDED ACOUSTIC CEILING

LIGHT FIXTURE - SEE ELECTRICAL DRAWINGS

LIGHT FIXTURE - SEE ELECTRICAL DRAWINGS

SUPPLY AIR DIFFUSER - SEE MECHANICAL DRAWINGS

RETURN AIR DIFFUSER - SEE MECHANICAL DRAWINGS
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DETAIL 4 - JOIST CHORD REINFORCEMENT

DETAIL 2 - END JOIST CONNECTION DETAIL 3 - MIDDLE JOIST CONNECTION

DETAIL 5- LINTEL
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DETAIL 6--CHILLER FOUNDATION PLAN

DETAIL 7- BASE PLATE DETAIL

DETAIL 8- ROUND FOOTING DETAIL

℄

℄

℄

℄
℄

℄℄℄℄

FOUNDATION PLAN NOTES:

1. ADJUST DIMENSIONS BASED ON FINAL CHILLER DIMENSIONS

2. LOCATE PER MECHANICAL DRAWINGS.

3. PRESUMED 1500 PSF ALLOWABLE BEARING, CONFIRM IN FIELD.
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PLUMBING KEYED NOTES:
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1. ALL INSTALLATIONS SHALL BE IN ACCORDANCE WITH ALL FEDERAL, STATE AND LOCAL CODES INCLUDING BUT NOT LIMITED ALL INSTALLATIONS SHALL BE IN ACCORDANCE WITH ALL FEDERAL, STATE AND LOCAL CODES INCLUDING BUT NOT LIMITED TO THE NATIONAL ELECTRICAL CODE, THE INTERNATIONAL BUILDING CODE, AMERICANS WITH DISABILITIES ACT ACCESSIBILITY GUIDELINES, AND INTERNATIONAL ENERGY CONSERVATION CODE.  THE AUTHORITY HAVING JURISDICTION SHALL HAVE THE , AND INTERNATIONAL ENERGY CONSERVATION CODE.  THE AUTHORITY HAVING JURISDICTION SHALL HAVE THE  AND INTERNATIONAL ENERGY CONSERVATION CODE.  THE AUTHORITY HAVING JURISDICTION SHALL HAVE THE FINAL DECISION ON ALL INSTALLATIONS AND PRACTICES. 2. REFER TO THE MATERIAL SCHEDULE, LUMINAIRE SCHEDULE, AND OTHER ASSOCIATED SCHEDULES AND NOTES FOR REFER TO THE MATERIAL SCHEDULE, LUMINAIRE SCHEDULE, AND OTHER ASSOCIATED SCHEDULES AND NOTES FOR MANUFACTURERS AND DESCRIPTIONS OF ELECTRICAL MATERIALS, DEVICES, AND EQUIPMENT. 3. ALL ELECTRICAL CONDUCTORS SHALL BE STRANDED COPPER WITH TYPE THHN-THWN INSULATION UNLESS SPECIFICALLY ALL ELECTRICAL CONDUCTORS SHALL BE STRANDED COPPER WITH TYPE THHN-THWN INSULATION UNLESS SPECIFICALLY NOTED OTHERWISE.  THE MINIMUM WIRE SIZE SHALL BE #12 AWG. 4. CIRCUIT IDENTIFICATION NUMBERS ARE TO COORDINATE CIRCUITING WITH THE ASSOCIATED PANEL.  THE CIRCUIT NUMBERS CIRCUIT IDENTIFICATION NUMBERS ARE TO COORDINATE CIRCUITING WITH THE ASSOCIATED PANEL.  THE CIRCUIT NUMBERS SHALL BE FIELD MODIFIED TO BALANCE THE ELECTRICAL LOAD ON ALL PHASES AS EVENLY AS POSSIBLE. 5. ALL CIRCUITS REQUIRING NEUTRAL CONDUCTORS SHALL HAVE DEDICATED NEUTRALS.  SHARED NEUTRALS ARE NOT ALL CIRCUITS REQUIRING NEUTRAL CONDUCTORS SHALL HAVE DEDICATED NEUTRALS.  SHARED NEUTRALS ARE NOT ALLOWED. 6. A GREEN GROUNDING CONDUCTOR SHALL BE CONNECTED TO ALL LOADS SERVED.  THE CONDUCTOR SHALL BE SIZED PER A GREEN GROUNDING CONDUCTOR SHALL BE CONNECTED TO ALL LOADS SERVED.  THE CONDUCTOR SHALL BE SIZED PER THE NATIONAL ELECTRICAL CODE TO ACCOMMODATE THE LOAD SERVED.  ALL GROUNDING CONDUCTORS SHALL BE INSTALLED IN CONDUIT. 7. ALL BUILDING WIRING SHALL BE INSTALLED IN CONDUIT.  MINIMUM SIZE SHALL BE 3/4". ALL BUILDING WIRING SHALL BE INSTALLED IN CONDUIT.  MINIMUM SIZE SHALL BE 3/4". 8. MC CABLING IS NOT PERMITTED UNLESS SPECIFICALLY NOTED OTHERWISE. MC CABLING IS NOT PERMITTED UNLESS SPECIFICALLY NOTED OTHERWISE. 9. ALL CONDUITS SHALL BE CONCEALED IN WALLS, ABOVE CEILINGS, ETC. WHERE POSSIBLE.  ALL CONDUIT ROUTED EXPOSED ALL CONDUITS SHALL BE CONCEALED IN WALLS, ABOVE CEILINGS, ETC. WHERE POSSIBLE.  ALL CONDUIT ROUTED EXPOSED SHALL BE A PRE-MANUFACTURED SURFACE RACEWAY (IE. WIREMOLD OR EQUAL) WITH THE EQUIVALENT USABLE AREA OF THE SUBSTITUTED CONDUIT.  EXPOSED SURFACE RACEWAY SHALL NOT BE PERMITTED WITHOUT PRIOR APPROVAL FROM ARCHITECT/ENGINEER. ALL EXPOSED SURFACE RACEWAY SHALL BE ROUTED PARALLEL AND PERPENDICULAR TO WALLS AND CEILINGS.  SURFACE WIREWAY SHALL BE FACTORY OR FIELD PAINTED TO MATCH MOUNTING SURFACE. 10. COORDINATE THE EXACT LOCATION OF ALL DEVICES LOCATED ABOVE OR BELOW COUNTERS, ETC. WITH OTHER TRADES, COORDINATE THE EXACT LOCATION OF ALL DEVICES LOCATED ABOVE OR BELOW COUNTERS, ETC. WITH OTHER TRADES, ARCHITECTURAL ELEVATIONS, AND REVIEWED SUBMITTALS PRIOR TO ROUGH-IN. 11. ALL CUTTING AND PATCHING REQUIRED FOR CONDUITS, DEVICES OR OTHER ELECTRICAL EQUIPMENT SHALL BE THE ALL CUTTING AND PATCHING REQUIRED FOR CONDUITS, DEVICES OR OTHER ELECTRICAL EQUIPMENT SHALL BE THE RESPONSIBILITY OF THE ELECTRICAL CONTRACTOR. 12. ALL PENETRATIONS THROUGH FIRE-RATED WALLS, FLOORS, AND CEILINGS SHALL BE SEALED WITH AN APPROVED ALL PENETRATIONS THROUGH FIRE-RATED WALLS, FLOORS, AND CEILINGS SHALL BE SEALED WITH AN APPROVED FIRE-RATED SYSTEM EQUAL TO OR EXCEEDING THE RATING OF THE MATERIAL PENETRATED. 13. COORDINATE LOCATIONS OF ALL ELECTRICAL ITEMS INCLUDING LIGHTING FIXTURES, CEILING MOUNTED DEVICES (OCCUPANCY COORDINATE LOCATIONS OF ALL ELECTRICAL ITEMS INCLUDING LIGHTING FIXTURES, CEILING MOUNTED DEVICES (OCCUPANCY SENSORS, FIRE ALARM DETECTORS, SPEAKERS, ETC.) WITH EACH OTHER AND WITH ALL SPRINKLER HEADS, AIR SUPPLY DIFFUSER AND AIR RETURN GRILLES.  ALL CEILING DEVICES SHALL BE CENTERED IN CEILING TILE. 14. COORDINATE ALL MOUNTING OF ELECTRICAL MATERIALS, EQUIPMENT, AND DEVICES REQUIRED FOR EQUIPMENT/DEVICES COORDINATE ALL MOUNTING OF ELECTRICAL MATERIALS, EQUIPMENT, AND DEVICES REQUIRED FOR EQUIPMENT/DEVICES SUPPLIED BY OTHERS.  ELECTRICAL ITEMS SHALL BE MOUNTED TO AVOID ANY INTERFERENCE WITH OTHER EQUIPMENT OPERATION OR ACCESS.  ALL INSTALLATIONS OF ELECTRICAL ITEMS FOR EQUIPMENT/DEVICES SUPPLIED BY OTHERS SHALL BE COORDINATED AND APPROVED BY SUPPLYING CONTRACTOR PRIOR TO ROUGH-IN. 15. BOXES LOCATED ON OPPOSITE SIDES OF FIRE RATED WALLS SHALL BE OFFSET A MINIMUM OF 24" OR A FIRE RATED BOXES LOCATED ON OPPOSITE SIDES OF FIRE RATED WALLS SHALL BE OFFSET A MINIMUM OF 24" OR A FIRE RATED MATERIAL EQUAL TO OR GREATER THAN THE FIRE WALL MATERIAL RATING SHALL BE INSTALLED AROUND THE BOX.  BOXES LOCATED ON OPPOSITE SIDES OF NON-FIRE RATED WALLS SHALL BE OFFSET A MINIMUM 6". 16. REMOVE AND REINSTALL ALL CEILING TILES NECESSARY TO PERFORM REQUIRED ELECTRICAL WORK.  ALL CEILING TILES REMOVE AND REINSTALL ALL CEILING TILES NECESSARY TO PERFORM REQUIRED ELECTRICAL WORK.  ALL CEILING TILES WHICH ARE DAMAGED DURING REMOVAL/REINSTALLATION, SHALL BE REPLACED WITH NEW TILES OF THE SAME MANUFACTURER AND MODEL AS EXISTING TILE. 17. FLUSH MOUNT ALL TOGGLE SWITCHES AND FIRE ALARM MANUAL PULL STATIONS 42" ABOVE THE FINISHED FLOOR TO THE FLUSH MOUNT ALL TOGGLE SWITCHES AND FIRE ALARM MANUAL PULL STATIONS 42" ABOVE THE FINISHED FLOOR TO THE CENTER OF THE DEVICE UNLESS OTHERWISE NOTED.  MOUNT FIRE ALARM VISUAL AND AUDIBLE/VISUAL UNITS +80" ABOVE FINISHED FLOOR OR 6" BELOW CEILING, WHICHEVER IS LOWER. 18. FLUSH MOUNT ALL RECEPTACLES AND TELECOMMUNICATIONS OUTLETS 18" ABOVE THE FINISHED FLOOR TO THE CENTER OF FLUSH MOUNT ALL RECEPTACLES AND TELECOMMUNICATIONS OUTLETS 18" ABOVE THE FINISHED FLOOR TO THE CENTER OF THE DEVICE UNLESS OTHERWISE NOTED. 19. 'A' SUBSCRIPT NEXT TO A DEVICE INDICATES INSTALLATION ABOVE COUNTER. 'A' SUBSCRIPT NEXT TO A DEVICE INDICATES INSTALLATION ABOVE COUNTER. 'B' SUBSCRIPT NEXT TO A DEVICE INDICATES INSTALLATION BELOW COUNTER.  COORDINATE ALL LOCATIONS WITH ARCHITECTURAL DRAWINGS AND SUBMITTALS.  FIELD VERIFY ALL LOCATIONS PRIOR TO ROUGH-IN. 20. LINE TYPE KEY: LINE TYPE KEY: a.                          NEW WORK BY THE ELECTRICAL CONTRACTOR                          NEW WORK BY THE ELECTRICAL CONTRACTOR b.                          NEW WORK BY OTHERS OR EXISTING WORK TO REMAIN                          NEW WORK BY OTHERS OR EXISTING WORK TO REMAIN c.                          EXISTING WORK TO BE DEMOLISHED BY THE ELECTRICAL CONTRACTOR                          EXISTING WORK TO BE DEMOLISHED BY THE ELECTRICAL CONTRACTOR 21.                           INDICATES THE TYPE OF CONDUCTORS IN THE CONDUIT.  VERIFY QUANTITY FOR EACH                           INDICATES THE TYPE OF CONDUCTORS IN THE CONDUIT.  VERIFY QUANTITY FOR EACH     SPECIFIC LOAD SERVED. 22. CONDUCTOR TICK MARKS INDICATED ON CONDUITS DO NOT REPRESENT THE QUANTITY OF CONDUCTORS IN THE CONDUIT, CONDUCTOR TICK MARKS INDICATED ON CONDUITS DO NOT REPRESENT THE QUANTITY OF CONDUCTORS IN THE CONDUIT, BUT THE TYPE ONLY.  THE CONTRACTOR IS RESPONSIBLE FOR VERIFYING THE REQUIRED QUANTITY OF GROUND, NEUTRAL, PHASE, AND SWITCH LEGS IN EACH CONDUIT. 23. ALL REQUEST FOR CHANGE PROPOSALS ON THIS PROJECT SHALL INCLUDE A  BREAKDOWN OF MATERIALS, LABOR, AND ALL REQUEST FOR CHANGE PROPOSALS ON THIS PROJECT SHALL INCLUDE A  BREAKDOWN OF MATERIALS, LABOR, AND SUBCONTRACTORS, WITH SUFFICIENT DETAIL FOR ENGINEER EVALUATION. EACH SEPARATE PROPOSAL REQUEST ITEM SHALL INCLUDE SEPARATE MATERIALS AND LABOR BREAKDOWNS. EACH ITEM BREAKDOWN SHALL BE AN ITEMIZED LIST OF MATERIALS WITH QUANTITIES AND THE APPLIED LABOR UNITS, UNLESS OTHERWISE APPROVED. SUPPLIER BACK-UP PRICING SHALL BE INCLUDED ON THE SUPPLIERS' LETTERHEAD. ALL LABOR UNITS ASSOCIATED WITH THE NEW MATERIAL INSTALLATIONS SHALL NOT EXCEED 75% OF THE NECA 1 LABOR RATES, WITHOUT SPECIFIC PERMISSION.
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1. THE DRAWINGS ARE INTENDED TO INDICATE THE SCOPE OF WORK REQUIRED FOR THIS PROJECT.  THEY ARE NOT INTENDED THE DRAWINGS ARE INTENDED TO INDICATE THE SCOPE OF WORK REQUIRED FOR THIS PROJECT.  THEY ARE NOT INTENDED TO INDICATE THE LOCATION OF ALL DEVICES, JUNCTION BOXES, CONDUITS, ETC..  THE CONTRACTOR SHALL VISIT THE SITE PRIOR TO BIDDING TO VERIFY ALL RELEVANT EXISTING CONDITIONS. 2. DISCONNECT ALL ELECTRICAL SYSTEMS AS REQUIRED IN FLOORS, WALLS, CEILINGS AND OTHER STRUCTURES SCHEDULED DISCONNECT ALL ELECTRICAL SYSTEMS AS REQUIRED IN FLOORS, WALLS, CEILINGS AND OTHER STRUCTURES SCHEDULED FOR DEMOLITION. 3. ELECTRICAL ITEMS (i.e., LIGHTING FIXTURES, RECEPTACLES, SWITCHES, ETC.) REMOVED AND NOT RELOCATED, REMAIN THE ELECTRICAL ITEMS (i.e., LIGHTING FIXTURES, RECEPTACLES, SWITCHES, ETC.) REMOVED AND NOT RELOCATED, REMAIN THE PROPERTY OF THE OWNER.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE DISPOSAL OF MATERIAL THE OWNER DOES NOT WANT TO REUSE OR RETAIN (i.e., FOR MAINTENANCE PROPOSES). 4. PROVIDE TEMPORARY WIRING AND ASSOCIATED CONNECTIONS AS REQUIRED TO MAINTAIN EXISTING SYSTEMS OPERATION PROVIDE TEMPORARY WIRING AND ASSOCIATED CONNECTIONS AS REQUIRED TO MAINTAIN EXISTING SYSTEMS OPERATION DURING CONSTRUCTION.  ASSUME ALL EQUIPMENT MUST REMAIN OPERATIONAL DURING CONSTRUCTION UNLESS SPECIFICALLY NOTED OTHERWISE. 5. THE CONTRACTOR SHALL OBTAIN APPROVAL FROM THE OWNER BEFORE TURNING OFF POWER TO CIRCUITS, FEEDERS, THE CONTRACTOR SHALL OBTAIN APPROVAL FROM THE OWNER BEFORE TURNING OFF POWER TO CIRCUITS, FEEDERS, PANELS, ETC., OR DISABLING SYSTEMS IN PART OR WHOLE. COORDINATE ALL OUTAGES WITH OWNER.   6. PROTECT WALLS, CEILINGS, FLOORS, AND OTHER EXISTING FINISH WORK THAT ARE TO REMAIN AND ARE EXPOSED DURING PROTECT WALLS, CEILINGS, FLOORS, AND OTHER EXISTING FINISH WORK THAT ARE TO REMAIN AND ARE EXPOSED DURING SELECTIVE DEMOLITION OPERATIONS. 7. DEMOLISH AND REMOVE EXISTING CONSTRUCTION ONLY TO THE EXTENT REQUIRED BY NEW CONSTRUCTION AND AS DEMOLISH AND REMOVE EXISTING CONSTRUCTION ONLY TO THE EXTENT REQUIRED BY NEW CONSTRUCTION AND AS INDICATED.  USE METHODS REQUIRED TO COMPLETE WORK WITHIN LIMITATIONS OF GOVERNING REGULATIONS AND AS INDICATED IN THESE NOTES. 8. WHERE LIGHTS, SWITCHES, RECEPTACLES, OR OTHER ELECTRICAL ITEMS, ARE BEING REMOVED ALL ASSOCIATED CONDUIT WHERE LIGHTS, SWITCHES, RECEPTACLES, OR OTHER ELECTRICAL ITEMS, ARE BEING REMOVED ALL ASSOCIATED CONDUIT AND WIRE BACK TO THE PANEL BOARD OR FEEDER JUNCTION BOX SERVING THE DEVICE SHALL ALSO BE REMOVED, UNLESS THE CONDUIT CAN BE REUSED FOR NEW CONDUCTORS.  EXISTING OPENINGS IN WALLS TO REMAIN SHALL BE PATCHED WITH DRYWALL, TAPED AND PAINTED TO MATCH EXISTING CONDITIONS.  BLANK COVERPLATES OVER UNUSED OPENINGS IS ARE IS ARE  ARE ARE NOT ALLOWED.  ALL ABANDONED CONDUITS EXTENDING FROM WALLS ABOVE CEILINGS SHALL BE CUT OFF FLUSH WITH THE STUD AND PLUGGED. 9. ALL CONDUIT SHALL BE REMOVED WHERE WALLS ARE BEING REMOVED.  WHERE CONDUIT IS IN THE CONCRETE SLAB, CUT ALL CONDUIT SHALL BE REMOVED WHERE WALLS ARE BEING REMOVED.  WHERE CONDUIT IS IN THE CONCRETE SLAB, CUT OFF FLUSH, PULL OUT WIRE, AND PLUG.  WHERE CONDUIT IS RUN EXPOSED, ALL ASSOCIATED CLAMPS, SUPPORTS, HANGERS, ETC., SHALL ALSO BE REMOVED. CONDUIT CONCEALED IN WALL CONSTRUCTION MAY BE ABANDONED IN PLACE, IF NOT AFFECTED BY OTHER CONSTRUCTION. 10. THIS CONTRACTOR SHALL COORDINATE ALL HIS WORK WITH OTHER CONTRACTORS AT THE JOB SITE BEFORE REMOVING THIS CONTRACTOR SHALL COORDINATE ALL HIS WORK WITH OTHER CONTRACTORS AT THE JOB SITE BEFORE REMOVING EXISTING AND INSTALLING NEW ELECTRICAL ITEMS. 11. EXISTING CONDUIT IN GOOD CONDITION, MAY BE REUSED IN PLACE.  RELOCATED EXISTING CONDUIT SHALL NOT BE EXISTING CONDUIT IN GOOD CONDITION, MAY BE REUSED IN PLACE.  RELOCATED EXISTING CONDUIT SHALL NOT BE ALLOWED.  BONDING CONDUCTORS SHALL BE INSTALLED IN ALL REUSED CONDUIT TO ASSURE PROPER GROUND PATH. 12. EQUIPMENT/DEVICE REMOVAL IN CERTAIN LOCATIONS MAY REQUIRE THE INSTALLATION OF A JUNCTION BOX TO RECONNECT EQUIPMENT/DEVICE REMOVAL IN CERTAIN LOCATIONS MAY REQUIRE THE INSTALLATION OF A JUNCTION BOX TO RECONNECT CIRCUITS THAT REMAIN IN OPERATION.  EXTEND CONDUIT AND WIRING AS REQUIRED TO MAINTAIN CIRCUIT TO REMAINING EQUIPMENT. 13. PROCEED WITH SELECTIVE DEMOLITION SYSTEMATICALLY. PROCEED WITH SELECTIVE DEMOLITION SYSTEMATICALLY. 14. TRANSPORT DEMOLISHED MATERIALS FROM OWNER'S PROPERTY AND LEGALLY DISPOSE OF THEM. TRANSPORT DEMOLISHED MATERIALS FROM OWNER'S PROPERTY AND LEGALLY DISPOSE OF THEM. 15. REMOVE, STORE, CLEAN, REINSTALL, RECONNECT, AND MAKE OPERATIONAL ALL COMPONENTS INDICATED FOR RELOCATION. REMOVE, STORE, CLEAN, REINSTALL, RECONNECT, AND MAKE OPERATIONAL ALL COMPONENTS INDICATED FOR RELOCATION. 16. DO NOT INTERRUPT EXISTING UTILITIES SERVING OCCUPIED OR OPERATING FACILITIES EXCEPT WHEN AUTHORIZED IN WRITING DO NOT INTERRUPT EXISTING UTILITIES SERVING OCCUPIED OR OPERATING FACILITIES EXCEPT WHEN AUTHORIZED IN WRITING BY OWNER AND AUTHORITIES HAVING JURISDICTION.  PROVIDE TEMPORARY SERVICES DURING INTERRUPTIONS TO EXISTING UTILITIES AS ACCEPTABLE BY OWNER AND AUTHORITY HAVING JURISDICTION. 17. SEAL ALL UNUSED OPENINGS DUE TO REMOVAL OF ELECTRICAL EQUIPMENT TO MATCH EXISTING CONSTRUCTION.  ALL SEAL ALL UNUSED OPENINGS DUE TO REMOVAL OF ELECTRICAL EQUIPMENT TO MATCH EXISTING CONSTRUCTION.  ALL UNUSED OPENINGS IN FIRE RATED WALLS SHALL BE SEALED WITH A UL LISTED FIRE SEALING SYSTEM TO MATCH THE EXISTING FIRE RATING. 18. PROPERLY CLOSE ALL UNUSED OPENINGS IN ELECTRICAL ENCLOSURES AND BOXES DUE TO REMOVAL OF ELECTRICAL PROPERLY CLOSE ALL UNUSED OPENINGS IN ELECTRICAL ENCLOSURES AND BOXES DUE TO REMOVAL OF ELECTRICAL MATERIALS. 19. CONTRACTOR SHALL REMOVE AND INSTALL ALL CEILING TILES AS REQUIRED FOR THE EXECUTION OF ELECTRICAL WORK CONTRACTOR SHALL REMOVE AND INSTALL ALL CEILING TILES AS REQUIRED FOR THE EXECUTION OF ELECTRICAL WORK THAT IS OUTSIDE THE CONTRACT LIMITS OF CONSTRUCTION.  CONTRACTOR SHALL REPLACE CEILING TILES WITH IDENTICAL MATERIAL WHERE DAMAGED BY THIS CONTRACTOR.  CONTRACTOR SHALL RECORD EXISTING DAMAGE PRIOR TO BEGINNING REMOVAL. 20. BALLASTS MANUFACTURED PRIOR TO 1980 CONTAIN PCB's AND SHALL BE DISPOSED OF BY A FEDERAL OR STATE E.P.A. BALLASTS MANUFACTURED PRIOR TO 1980 CONTAIN PCB's AND SHALL BE DISPOSED OF BY A FEDERAL OR STATE E.P.A. APPROVED METHOD AND IN ACCORDANCE WITH SPECIFICATIONS. 21. FLUORESCENT LAMPS CONTAIN MERCURY AND SHALL BE DISPOSED OF BY A FEDERAL OR STATE E.P.A. APPROVED METHOD FLUORESCENT LAMPS CONTAIN MERCURY AND SHALL BE DISPOSED OF BY A FEDERAL OR STATE E.P.A. APPROVED METHOD AND IN ACCORDANCE WITH SPECIFICATIONS. 22. WHERE TELECOMMUNICATIONS OUTLETS (VOICE/DATA/CATV ETC.) ARE BEING REMOVED, ALL ASSOCIATED CONDUIT AND WHERE TELECOMMUNICATIONS OUTLETS (VOICE/DATA/CATV ETC.) ARE BEING REMOVED, ALL ASSOCIATED CONDUIT AND WIRE BACK TO THE TERMINATION EQUIPMENT SERVING THE DEVICE SHALL ALSO BE REMOVED. 23. WHERE LOW-VOLTAGE SYSTEM CABLING (VOICE/DATA/CATV ETC.) IS EXISTING TO REMAIN, AND SUPPORT METHODS ARE WHERE LOW-VOLTAGE SYSTEM CABLING (VOICE/DATA/CATV ETC.) IS EXISTING TO REMAIN, AND SUPPORT METHODS ARE BEING REMOVED, CABLING MUST BE PROPERLY SUPPORTED AND PROTECTED DURING ALL DEMOLITION AND NEW CONSTRUCTION ACTIVITIES. PROVIDE NEW PERMANENT SUPPORT OF ANY CABLING THAT IS NOT OF SUFFICIENT LENGTH FOR  EXISTING ROUTE AND A MODIFIED ROUTE IS NECESSARY.

AutoCAD SHX Text
ITEM

AutoCAD SHX Text
SYMBOL

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
MANUFACTURER

AutoCAD SHX Text
ALL COVER PLATES FOR DEVICES SHALL BE THERMOPLASTIC CONSTRUCTION IN FINISHED AREAS.  COVER PLATES IN UNFINISHED SPACES SHALL BE GALVANIZED STEEL CONSTRUCTION.  ALL DEVICES AND COVER PLATE COLORS SHALL MATCH EXISTING INSTALLATIONS EXACTLY. ALL DEVICE PLATES SHALL INCLUDE A PRE-PRINTED LABEL INDICATING THE PANEL AND CIRCUIT NUMBER SERVING THE DEVICE.  THE LABEL SHALL HAVE A CLEAR BACK GROUND WITH BLACK LETTERING.
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ARCHITECTURAL LOW-VOLTAGE WALL BOX DIMMER, PUSH BUTTON TYPE, WITH PRESET, SUITABLE FOR USE WITH LED LIGHTING CONTROL, 120-VOLT. DIMMER SWITCH SHALL BE COMPATIBLE FOR USE WITH LED LIGHTING AS INDICATED ON DRAWINGS.  EXTEND CAT 5E CABLE FROM SWITCH TO ASSOCIATED nLIGHT DEVICES PER MANUFACTURER INSTRUCTIONS.
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AutoCAD SHX Text
nLIGHT DIMMING RELAY POWER PACK, LOW-VOLTAGE, SUITABLE FOR INTERFACE INCLUDING ON/OFF AND DIMMING CONTROL FOR GROUPS OF LUMINAIRES.  EXTEND CAT 5E CABLE FROM SWITCH TO ASSOCIATED nLIGHT DEVICES PER MANUFACTURER INSTRUCTIONS.
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nLIGHT DUAL-TECHNOLOGY (PASSIVE INFRARED (PIR) AND ULTRASONIC OR  MICROPHONIC), EXTENDED RANGE CEILING SENSOR, 360 DEGREE  COVERAGE OF 30 FEET, LOW-VOLTAGE, TIME DELAY ADJUSTMENT FROM 30-SECONDS TO 20-MINUTES.  EXTEND CAT 5E CABLE FROM SWITCH TO ASSOCIATED nLIGHT DEVICES PER MANUFACTURER INSTRUCTIONS.
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ARCHITECTURAL LOW-VOLTAGE WALL BOX SWITCH, 3-WAY, PUSH BUTTON TYPE, WITH PRESET, SUITABLE FOR USE WITH LED LIGHTING CONTROL, 120-VOLT. SWITCH SHALL BE COMPATIBLE FOR USE WITH LED LIGHTING AS INDICATED ON DRAWINGS.  EXTEND CAT 5E CABLE FROM SWITCH TO ASSOCIATED nLIGHT DEVICES PER MANUFACTURER INSTRUCTIONS.
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SQUARE D   S-FLEX SERIES EATON   H-MAX SERIES TOSHIBA   Q9+ SERIES ALLEN-BRADLEY   POWERFLEX SERIES 
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VARIABLE FREQUENCY DRIVE, WITH BYPASS ISOLATION, SUITABLE FOR HVAC APPLICATIONS, WITH PWM TRANSISTORIZED IGBT INVERTER, FULLY DIGITAL, WITH RECTIFYING, DC FILTERING AND SWITCHING SECTIONS, THREE-PHASE INPUT, THREE-PHASE OUTPUT, ADJUSTABLE RETRY FUNCTION, PROGRAMMABLE FUNCTIONS FOR ACCELERATION AND DECELERATION RATES AND PATTERNS, ELECTRONIC THERMAL PROTECTION SETTINGS, BASE FREQUENCIES, VOLTAGE BOOSTS, AND STALL PROTECTION.  DEVICE SHALL BE CAPABLE OF ACCEPTING EITHER 0-10VDC OR 4-20mA INPUT SIGNALS WITH A MINIMUM OF ONE PROGRAMMABLE ANALOG AND EIGHT DIGITAL INPUTS.  PROVIDE WITH 5000AIC RATING. COORDINATE HORSEPOWER RATING WITH EQUIPMENT SERVED ON THE DRAWINGS.
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ELECTRICAL EQUIPMENT CONNECTION; SIZE CONNECTION PER THE NATIONAL ELECTRICAL CODE, UNLESS LARGER CAPACITY IS NOTED OTHERWISE.  COORDINATE EXACT REQUIREMENTS WITH EQUIPMENT SUPPLIER PRIOR TO ROUGH-IN.
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DISCONNECT SWITCH, 600-VOLT, NON-FUSIBLE, HEAVY DUTY, LOCKABLE IN OFF POSITION, PROVIDE GROUND LUG, UL LISTED. COORDINATE ENCLOSURE TYPE WITH LOCATION. SIZE AND QUANITY OF POLES SHALL MATCH EQUIPMENT DEVICE IS SERVING.
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HUBBELL  5300 SERIES/ WPM826MP LEVITON PASS & SEYMOUR COOPER
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HUBBELL  5300 SERIES LEVITON PASS & SEYMOUR COOPER
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DUPLEX GROUND-FAULT WEATHERPROOF RECEPTACLE; STRAIGHT BLADE, 20-AMPERE SPECIFICATION GRADE, 3-WIRE GROUNDING TYPE, IMPACT RESISTANT THERMOPLASTIC FACE, TEST AND RESET BUTTONS IN FACE, FEDERAL SPECIFICATION AND U.L. LISTED, 2003 U.L. 943 COMPLIANT WITH WEATHERPROOF BOX AND GASKETED COVERPLATE, NEMA 4 RATED "WHILE-IN-USE".
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DUPLEX GROUND-FAULT RECEPTACLE; STRAIGHT BLADE, 20-AMPERE, SPECIFICATION GRADE, 3-WIRE GROUNDING TYPE, IMPACT RESISTANT THERMOPLASTIC FACE, TEST AND RESET BUTTONS IN FACE, FEDERAL SPECIFICATION AND U.L. LISTED, 2003 U.L. 943 COMPLIANT. 

AutoCAD SHX Text
MP1

AutoCAD SHX Text
EXISTING TO REMAIN NEW BRANCH BREAKERS WHERE NOTED

AutoCAD SHX Text
EXISTING BRANCH CIRCUIT PANELBOARD TO REMAIN, 208/120V, 3-PHASE, 4-WIRE, BUS RATING AS INDICATED ON  PANEL SCHEDULES. FURNISH AND INSTALL NEW CIRCUIT BREAKERS AS REQUIRED FOR NEW LOADS, AS INDICATED ON PANEL SCHEDULES.
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NEW BRANCH CIRCUIT PANELBOARD IN NEMA 1 ENCLOSURE, 208/120V, 3-PHASE, 4-WIRE, BUS RATING AS INDICATED ON THE PANEL LIST AND PANEL SCHEDULES. FURNISH WITH BREAKERS AS REQUIRED FOR LOADS, AS INDICATED ON PANEL SCHEDULES.
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EXISTING UTILITY SERVICE ENTRANCE MAIN CIRCUIT BREAKER TO REMAIN, 1,200-AMPERE, 208Y/120-VOLT, 3-PHASE, 4-WIRE.
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EXISTING SQUARE D  I-LINE SERIES
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EXISTING BRANCH CIRCUIT PANELBOARD TO BE REPLACED WITH NEW.  NEMA 1 ENCLOSURE, 208/120 VOLT, 3-PHASE, 4-WIRE, BUS RATING AS INDICATED ON PANEL LIST AND PANEL SCHEDULES. FURNISH WITH BRANCH CIRCUIT BREAKERS AS REQUIRED FOR LOADS, AS INDICATED ON PANEL SCHEDULES. SCOPE INCLUDES: REMOVAL OF EXISTING PANEL BOARD AND ENCLOSURE NEW REPLACEMENT PANEL BOARD AND ENCLOSURE.  INCLUDE TIME TO MEASURE ENCLOSURE AND LAYOUT WORK TO MODIFY EXISTING CONDUITS AND CONDUCTORS REMOVAL OF EXISTING FEEDER CONDUCTORS INSTALLATION OF NEW FEEDER CONDUCTORS IN EXISTING CONDUIT RECONNECTION OF FEEDER CONDUCTORS TO EXISTING CIRCUIT BREAKER CURRENTLY SERVING THE EXISTING PANEL BOARD RECONNECTION OF ALL ACTIVE BRANCH CIRCUIT CONDUCTORS ALL ASSOCIATED CUTTING, PATCHING AND PAINTING TO RESTORE DISTURBED SURFACES TO EXISTING CONDITIONS.
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NEW UTILITY SERVICE ENTRANCE WITH MAIN CIRCUIT BREAKER 2,500-AMPERE, 208Y/120-VOLT, 3-PHASE, 4-WIRE IN NEMA 3R ENCLOSURE WITH STRIP HEATER.
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ALL COVER PLATES FOR DEVICES SHALL BE THERMOPLASTIC CONSTRUCTION IN FINISHED AREAS.  COVER PLATES IN UNFINISHED SPACES SHALL BE GALVANIZED STEEL CONSTRUCTION.  ALL DEVICES AND COVER PLATE COLORS SHALL MATCH EXISTING INSTALLATIONS EXACTLY. ALL DEVICE PLATES SHALL INCLUDE A PRE-PRINTED LABEL INDICATING THE PANEL AND CIRCUIT NUMBER SERVING THE DEVICE.  THE LABEL SHALL HAVE A CLEAR BACK GROUND WITH BLACK LETTERING.
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